
CORNELL UNIVERSITY RENOVATE CALS GREENHOUSES – PHASE 1 
FACILITIES CONTRACTS  SUCF #161027 
121 HUMPHREYS SERVICE BUILDING  
ITHACA, NEW YORK  14853-3701 
 
 

ADDENDUM NO. 1 
 

NOVEMBER 10, 2021 
 
 
This Addendum contains changes to the requirements of the Contract Documents and Specifications.  
Such changes are to be incorporated into the Construction Documents and shall apply to the work with 
the same meaning and force as if they had been included in the original document.  Wherever this 
Addendum modifies a portion of a paragraph of the specifications or a portion of any Drawing, the 
remainder of the Paragraph or Drawing shall remain in force. 
 
NOTE: Provisions of all Contract Documents apply. 
  
 
 
Item 1. INSTRUCTIONS TO BIDDERS, INS-1, Item 7.a.  

 
DELETE “Work shall be completed within one-hundred and eighty (180) calendar days…” 
 
REPLACE with “Work shall be completed within two-hundred and fifty (250) calendar 

days…” 
 

Item 2. BID FORM, BF-1, Item 4.a.  
 
DELETE “Work shall be completed within one-hundred eighty (180) calendar days…” 
 
REPLACE with “Work shall be completed within two-hundred and fifty (250) calendar 

days…” 
 
TECHNICAL SPECIFICATIONS 
 
Item 3. Section 04 20 00, Paragraph 2.06.A  

 
DELETE “Cavity Insulation: Extruded polystyrene, 2” thick x 16” wide to accommodate 

and be retained by brick ties…” 
 
REPLACE with “Cavity Insulation: Extruded polystyrene. Use thickness called out in 

drawings. 16” wide to accommodate and be retained by brick ties…” 
 
Item 4. Section 05 50 00, Paragraph 1.03 
 

ADD the following: 
 

G. Counters, low case tops, and stools shall support a 200-pound concentrated 
load at mid-span without noticeable springiness or finish/trim separation or 
overstress of anchorage or supports.  

H. Work shall accommodate changes in temperature and humidity without 
separation of joints, warping, binding of moving parts, or overstress. 
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Item 5. Section 06 40 00 Architectural Woodwork 
 

DELETE in its entirety. 
 
Item 6. Section 07 60 00, Paragraph 2.04 

 
ADD the following: 

 
E. Temporary Glass-Replacement Closure Panels at Existing Greenhouse: 

1. Metal: 26-gage stainless steel. 

2. Provide custom brake-formed panels to fit within existing 
greenhouses glazing bars where new construction abuts existing 
greenhouse. Panels shall be 1-inch (approximately) thick with metal 
facings on either side of 1” EPS insulation. 

3.  Panels shall be provided at all locations where new construction 
abuts existing greenhouses.  Glass panels shall be removed and 
temporary metal panels shall be glazed into existing greenhouse 
glazing bars.  Metal panels shall be watertight. 

 
Item 7. Section 11 60 00, Paragraph 2.01 

 
ADD the following: 
 

X. Provide (1) long cart for each autoclave. 
 
Item 8. Section 12 68 00, Paragraph 2.01  

 
DELETE in its entirety. 
 
REPLACE with 
 
2.01 MATERIALS 
 

A. Provide (1) 6’-0” x 10’-0” entry walk-off mat (Mats Inc. Product: Berber, 
Color: Sterling or approved equal). Provide standard sew-on PVC nosing with 
beveled edges. 

 
Item 9. Section 220500 - Basic Plumbing Requirements: 

 
DELETE in its entirety.   
 
REPLACE with revised Section 220500, attached.  
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Item 10. Specification 221300 - Sanitary, Waste and Storm Drainage Systems: 
 

DELETE Article 2.2 - HYDROFLUSHING in its entirety.  

DELETE Article 3.2 - PIPE INSTALLATION., item C in its entirety.  

DELETE Article 3.4 -HYDROFLUSHING in its entirety. 

DELETE Article 3.5 - TELEVISION INSPECTION item A in its entirety. 
 
REPLACE with 
 

A.  After completion of work, furnish all labor, materials and equipment necessary to 
provide television inspection of all new buried piping. 

Item 11. ADD Section 227010 - Natural Gas Systems, attached. 
 

Item 12. Section 230500 - Basic Mechanical Requirements 
 
DELETE in its entirety.   
 
REPLACE with revised Section 230500 Basic Mechanical Requirements, attached.  
 

Item 13. Specification 232110 - Water Systems Specialties: 
 
ADD Article 2.11, Glycol Storage Tank, in its entirety. 
 
2.11  GLYCOL STORAGE TANK  

 A.  Provide the following apparatus:  

1.  One (1) Thirty gallon polyethylene solution tank, with cover, mounted 
in a welded steel frame.  Frame shall be furnished with an epoxy 
coating to resist chemical attack.  

B.  Manufacturer:  Wessels or Equal 
 

Item 14. Specification 260500 - Basic Electrical Requirements 
 
DELETE specification in its entirety.   
 
REPLACE with revised specification 260500 Basic Electrical Requirements, attached.  
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DRAWINGS 
 
Item 15. Drawing C106A - Utility Plan 

 
DELETE in its entirety. 
 
REPLACE with revised Drawing C106A, attached.  
 

- Added 5 LF of 4” PVC sanitary sewer piping for stub to future greenhouse.  
 

Item 16. Drawing C201 - Details 
 
DELETE in its entirety. 
 
REPLACE with revised Drawing C201, attached.  
 
  - Added Soil restoration note (Note 5) to Detail 4. 
 
CHANGE direction of cleanout in Detail 10 to be downstream with flow.   
 

Item 17. Drawing C202 - Details 
 
DELETE in its entirety. 
 
REPLACE with revised Drawing C202, attached. 
 
 - Added missing landscape edging linework to Detail 8.  
 

Item 18. Drawing A2.01A - First Floor Plan - Phase 1 
 
DELETE in its entirety. 
 
REPLACE with revised Drawing A2.01A, attached. 
 

- Added “PROVIDE WALK-OFF MAT AT ENTRY” 
 

Item 19. Drawing A9.00A, Equipment List - Headhouse 
 
DELETE in its entirety. 
 
REPLACE with revised Drawing A9.00A, attached. 
 
Added:   Column denoting O.F.O.I. / O.F.C.I. / C.F.C.I. 
 O.F.O.I. = Owner Furnished, Owner Installed 
 O.F.C.I. = Owner Furnished, Contractor Installed 
 C.F.C.I. = Contractor Furnished, Contractor Installed 
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Item 20. Drawing A9.00A, Equipment List  
 
ADD note to No. 13 - Baler: 
 

“CONTRACTOR TO DISASSEMBLE, TRANSPORT & REINSTALL.” 
 
Item 21. Drawing A10.01A - Headhouse Furniture Plan 

 
DELETE in its entirety. 
 
REPLACE with revised Drawing A10.01A, attached. 
 
  - Added note to FF&E LEGEND: 
 
“NOTE: FF&E LISTED ABOVE WILL BE PROVIDED UNDER SEPARATE CONTRACT” 
 

Item 22. Drawing A9.04A - Enlarged Plans & Elevations - Headhouse 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing A9.04A, attached. 

 
  - Added Detail 12: Headhouse Plan - Base Bid 

 
Item 23. DRAWING S4.02 - Slab on Grade, Grade Beam A, DETAIL B 

 
DELETE in its entirety. 
 
REPLACE with revised Drawing S4.02, attached. 
 
  - Removed DETAIL B GRADE BEAM SCHEDULE 
 

Item 24. DRAWING S4.02,  DETAIL A, NOTE 
 
DELETE NOTE in its entirety. 
 

 REPLACE with 
  
NOTE:  ALL SLABS ON GROUND SHALL BE REINFORCED WITH REBAR. 

WELDED WIRE FABRIC IS NOT PERMITTED. MINIMUM REBAR GRID 
SHALL BE AS FOLLOWS 

 
Item 25. DRAWING S4.06 DETAIL F 

 
DELETE in its entirety. 
 
REPLACE with revised Drawing S4.06, attached. 
 

   - Added “L6x6” IN NOTE 
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Item 26. DRAWING S2.11 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing S2.11, attached. 
 

    - Added NEW CALLOUTS FOR DETAIL E/S5.02 AT HIGH ROOF CORNER 
 

   - Replaced “B/S5.02” CALLOUTS AT HIGH ROOF (EAST & WEST WALL) WITH    
 “D/S5.02” 
 
   - Replaced “B/S5.02” CALLOUT ON LOW ROOF (SOUTH WALL) WITH “C/S5.02” 
 

Item 27. DRAWING S5.02, DETAIL B 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing S5.02, attached. 
 

   - Removed “BRIDING AND CROSS BRACING” from note 1 of DETAIL B 
 
   - Added new DETAIL D AND E 
 
Item 28. Drawing H2.00A - Headhouse - New Work Plan - HVAC 

 
DELETE in its entirety. 
 
REPLACE with revised Drawing H2.00A, attached. 
 
  - Added Note 5 to RCF-1 system. 
 

Item 29. Drawing H2.10A - Headhouse - New Work Plan - HVAC Piping 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing H2.10A, attached. 

 
  - Removed Note 1 from AHU 
 
  - Revised Note 1 at capped 1-1/2" HWS/R 
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Item 30. Drawing H7.00A - Control Schematic & System Summary 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing H7.00A, attached. 
 
  - Revised Set points to reflect minimum outside air CFM 
 
  - Revised Fan Speed Control to reflect minimum outside air CFM 

 
Item 31. Drawing H9.00A - Schedules 
 

DELETE in its entirety. 
 
REPLACE with revised Drawing H9.00A, attached. 
 

   - Revised Air Handling Unit Schedule to reflect minimum outside air CFM changes. 
 
   - Revised Exhaust Air Valve Schedule to clarify valve service and setpoints. 

 
  - Revised Fan Schedule to clarify airflow CFM. 

 
Item 32. ADD BID PACKAGE PHOTOS (shown at Pre-bid meeting) by Mitchell Giurgola, attached.  

 
Item 33. ADD Pre-bid Sign-in sheet for Contractors reference, attached. 

 
Item 34. RFI Questions and Clarifications 

 
See attached Bid RFI Log (Items 1-52) 

 
Attachments:  220500 - Basic Plumbing Requirements 
  227010 - Natural Gas Systems 
  230500 - Basic Mechanical Requirements 
  260500 - Basic Electrical Requirements 
  Revised Drawings: C106A, C201, C202, A2.01A, A9.00A, A9.04A, A10.01A, 
  S2.11, S4.02, S4.06, S5.02, H2.00A, H2.10A, H7.00A, H9.00A 
  Bid Package Photos 
  PreBid Sign In Sheet 
  RFI Log (Items 1-49) 
 
 

****END OF ADDENDUM**** 
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RFI/ Page/  
Response Dwg./Spec./Rep. Design Team

Index Number RFI Response

 Section/
Paragraph/

Topic

48 221300 11/5: Per specification section 221300 3.4 all existing buried 
sanitary, waste, and storm pipe 4” and larger is to by 
hydroflushed.
Is this to be provided per this bid and if so please provide 
drawings of existing systems to be hydroflushed for quoting 
purposes.

See Addendum No. 1, item 10.

49 019500 11/5: Due to the scheduling constraints of this project will 
specification 019500 BIM Coordination be required?

 Yes, BIM coordination is required.

50 11/9: The fume hood spec is pretty minimal. It doesn’t look like 
any water or gases are required ,can you verify?

Confirmed.

51 11/9: Is the fume hood interior , exterior and work surface all to 
be stainless steel OR are powder coated exteriors, white FRP 
interiors and black epoxy resin acceptable? 

Interior, exterior, and work surface should all be stainless steel.

52 11/9: Potting bench-I am having trouble finding this unit, can you 
get a manufacture/model number for this ?

See Drawing A9.01A, Details 1 & 2.
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