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IT IS A VIOLATION OF LAW FOR ANY PERSON, UNLESS ACTING UNDER THE DIRECTION
OF A LICENSED ARCHITECT OR PROFESSIONAL ENGINEER TO ALTER ANY ITEM ON THIS
DOCUMENT IN ANY WAY. ANY LICENSEE WHO ALTERS THIS DOCUMENT IS REQUIRED
BY LAW TO AFFIX HIS OR HER SEAL AND THE NOTATION 'ALTERED BY' FOLLOWED BY
HIS OR HER SIGNATURE AND A SPECIFIC DESCRIPTION OF THE ALTERATIONS WHICH
WERE MADE.

NOTICE:

ARCHITECTURAL PLANS AND SPECIFICATIONS HAVE BEEN PREPARED BY OR
UNDER THE DIRECTION OF THE UNDERSIGNED AND TO THE BEST OF THE
UNDERSIGNED'S KNOWLEDGE, INFORMATION AND BELIEF MEET THE REQUIREMENTS
OF THE NEW YORK STATE UNIFORM FIRE PREVENTION AND BUILDING CODES,
THE STATE ENERGY CONSERVATION CODE, NATIONAL ELECTRICAL CODE, AND
INDUSTRIAL CODE RULE 56 AND THE CONSTRUCTION STANDARDS OF THE
STATE EDUCATION DEPARTMENT.

CERTIFICATION:

SIGNATURE:_________________________________________DATE:_________

ARCHITECTURAL PLANS AND SPECIFICATIONS HAVE BEEN PREPARED BY OR
UNDER THE DIRECTION OF THE UNDERSIGNED AND TO THE BEST OF THE
UNDERSIGNED'S KNOWLEDGE, INFORMATION AND BELIEF MEET THE REQUIREMENTS
OF THE NEW YORK STATE UNIFORM FIRE PREVENTION AND BUILDING CODES,
THE STATE ENERGY CONSERVATION CODE, NATIONAL ELECTRICAL CODE, AND
INDUSTRIAL CODE RULE 56 AND THE CONSTRUCTION STANDARDS OF THE
STATE EDUCATION DEPARTMENT.

CERTIFICATION:

SIGNATURE:_________________________________________DATE:_________

ARCHITECTURAL PLANS AND SPECIFICATIONS HAVE BEEN PREPARED BY OR
UNDER THE DIRECTION OF THE UNDERSIGNED AND TO THE BEST OF THE
UNDERSIGNED'S KNOWLEDGE, INFORMATION AND BELIEF MEET THE REQUIREMENTS
OF THE NEW YORK STATE UNIFORM FIRE PREVENTION AND BUILDING CODES,
THE STATE ENERGY CONSERVATION CODE, NATIONAL ELECTRICAL CODE, AND
INDUSTRIAL CODE RULE 56 AND THE CONSTRUCTION STANDARDS OF THE
STATE EDUCATION DEPARTMENT.

CERTIFICATION:

SIGNATURE:_________________________________________DATE:_________
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DUNDEE CENTRAL SCHOOL DISTRICT

2025 CAPITAL IMPROVEMENT PROJECT 

ISSUED FOR: CONSTRUCTION
DATE: APRIL 15, 2026

55 WATER STREET
DUNDEE, NY 14837

SED PROJECT NUMBER: 68-08-01-04-4-002-008
MAIN SCHOOL BUILDING SED PROJECT NUMBER: 68-08-01-04-0-004-014
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GENERAL REMOVAL NOTES:
1. DASHED LINES INDICATE ITEMS TO BE REMOVED.

2. ELEMENTS TO REMAIN IN PLACE SHALL BE PROTECTED FROM DAMAGE, DUST AND DEBRIS.

3. DUST CONTROL SHALL BE THE FULL RESPONSIBILITY OF THE CONTRACTOR. CONTRACTOR SHALL PERFORM CLEAN UP OF ALL REFUSE, RUBBISH, SCRAP 
MATERIALS AND DEBRIS CAUSED BY THE WORK ON A DAILY BASIS. CLEANING OF AREA SURROUNDING THE WORK AREA WHERE CONSTRUCTION DEBRIS OR 
DUST ACCUMULATES WILL BE THE RESPONSIBILITY OF THE CONTRACTOR.

4. REFER TO CIVIL, STRUCTURAL, MECHANICAL, ELECTRICAL, PLUMBING AND FIRE PROTECTION DRAWINGS FOR DEMOLITION OF ADDITIONAL ITEMS. REFER TO 
ABATEMENT DRAWINGS FOR HAZARDOUS MATERIAL DEMOLITION ITEMS.

5. CONTRACTOR TO MAINTAIN WATER TIGHT INTEGRITY OF BUILDING AT ALL TIMES.

6. EXISTING CONDITIONS ARE TAKEN FROM FIELD OBSERVATIONS AND PRIOR CONSTRUCTION DOCUMENTS WHEN AVAILABLE AND ARE NOT GUARANTEED.
CONTRACTORS ARE RESPONSIBLE FOR EXAMINING THE BUILDING AND VERIFYING EXISTING CONDITIONS AND ARE TO CONTACT THE OWNER REPRESENTATIVE 
REGARDING ANY DISCREPANCIES.

7. DEMOLITION WORK SHALL INCLUDE REMOVAL OF ALL ITEMS INDICATED TO BE REMOVED AND/OR SALVAGED, AND LEGAL DISPOSAL OF ITEMS NOT INTENDED 
FOR SALVAGE. WORK SHALL ALSO INCLUDE REMOVAL OF ALL MINOR SUPPORTS, BRACKETS, FASTENERS, CONDUITS, PIPING, AND SIMILAR ITEMS WHICH ARE 
NOT INDICATED TO REMAIN.

8. ALL FLOOR AND WALL CONDITIONS WHICH ARE TO RECEIVE NEW CONSTRUCTION ARE TO BE DEMOLISHED AS INDICATED AND PROPERLY PREPPED TO RECEIVE 
NEW FINISHES, U.N.O.

9. ALL FLOOR, WALL, AND CEILING CONDITIONS THAT ARE DISTURBED BY DEMOLITION ARE TO BE PATCHED, REPAIRED AND/OR PAINTED, WITH SIMILAR 
MATERIALS AND COLORS. REFER TO NEW WORK FLOOR PLANS, REFLECTED CEILING PLANS, AND FINISH SCHEDULE.

10. AT WALL REMOVAL FOR MECHANICAL PENETRATIONS, OPENING TO BE APPROXIMATELY 6" LARGER THAN DUCT SIZE ON ALL SIDES. COORDINATE WITH 
MECHANICAL DRAWINGS.

11. ALL EMBOSSED DECORATIVE DOOR KNOBS TO BE SALVAGED AND TURNED OVER TO OWNER.

12. FOR ADDITIONAL REMOVAL INFORMATION REFER TO SECTIONS AND DETAILS.

13. IN AREAS OF TOILET ROOM WORK, SALVAGE ALL PAPER TOWEL DISPENSERS, SANITARY NAPKIN VENDORS, AND NON-WALL-MOUNTED TRASH RECEPTACLES
FOR REUSE.

DRAWING INDEX:

DUNDEE CENTRAL SCHOOL BUILDING
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     GENERAL

G000 ARCHITECTURAL COVER SHEET
G001 INDEX AND NOTES
G002 NOTES, SYMBOLS, AND ABBREVIATIONS
G003 PARTITION TYPES
G100 CODE COMPLIANCE AND LIFE SAFETY PLANS - BASEMENT
G101 CODE COMPLIANCE AND LIFE SAFETY PLANS - FIRST FLOOR
G102 CODE COMPLIANCE AND LIFE SAFETY PLANS - SECOND FLOOR

    CIVIL - EXISTING

C1 TITLE
C2 SHEET KEY
C3 EXISTING CONDITIONS
C4 EXISTING CONDITIONS
C5 EXISTING CONDITIONS
C6 EXISTING CONDITIONS
C7 EXISTING CONDITIONS
C8 EXISTING CONDITIONS
C9 EXISTING CONDITIONS
C10 EXISTING CONDITIONS
C11 EXISTING CONDITIONS
C12 EXISTING CONDITIONS
C13 EXISTING CONDITIONS
C14 EXISTING CONDITIONS
C15 EXISTING CONDITIONS
C16 EXISTING CONDITIONS
C17 EXISTING CONDITIONS

    CIVIL - NEW

C001 GENERAL NOTES AND LEGEND
C002 OVERALL SITE PLAN
CD101 EXISTING CONDITIONS AND DEMOLITION PLAN
CD102 EXISTING CONDITIONS AND DEMOLITION PLAN
C201 SITE PLAN
C202 SITE PLAN
C203 OVERALL SITE AND CODE COMPLIANCE PLAN
C301 UTILITY PLAN
C302 UTILITY PLAN
C401 GRADING AND EROSION CONTROL PLAN
C402 GRADING AND EROSION CONTROL PLAN
C501 CONSTRUCTION DETAILS
C502 CONSTRUCTION DETAILS
C503 CONSTRUCTION DETAILS
C504 CONSTRUCTION DETAILS

    STRUCTURAL

S001 GENERAL NOTES
S002 SPECIAL INSPECTIONS
S101A FIRST FLOOR - AREA A
S101B FIRST FLOOR - AREA B
S101C FIRST FLOOR - AREA C
S101D FIRST FLOOR - AREA D
S101E FIRST FLOOR - AREA E
S101F FIRST FLOOR & ROOF - AREA F
S101IJ SLAB PLAN - AREA I, ROOF PLAN - AREA J
S201 TYPICAL CONCRETE & MASONRY DETAILS
S202 TYPICAL STEEL DETAILS

   HAZARDOUS MATERIALS

H100 OVERALL BASEMENT HAZARDOUS MATERIAL REMOVAL PLAN & GENERAL NOTES
H100A ENLARGED BASEMENT HAZARDOUS MATERIAL REMOVAL PLANS
H101 OVERALL FIRST FLOOR HAZARDOUS MATERIAL REMOVAL PLAN
H101A FIRST FLOOR - AREAS A, C, & D HAZARDOUS MATERIAL REMOVAL PLANS
H101E FIRST FLOOR - AREAS E & F HAZARDOUS MATERIAL REMOVAL PLANS

    ARCHITECTURAL

AD100 BASEMENT - DEMOLITION PLAN
AD101 FIRST FLOOR - OVERALL DEMOLITION PLAN
AD101A FIRST FLOOR - AREA A DEMO PLAN
AD101B FIRST FLOOR - AREA B DEMO PLAN
AD101C FIRST FLOOR - AREA C DEMO PLAN
AD101D FIRST FLOOR - AREA D DEMO PLAN
AD101E FIRST FLOOR - AREA E DEMO PLAN
AD101F FIRST FLOOR - AREA F DEMO PLAN
AD101G FIRST FLOOR - AREA G DEMO PLAN
AD101H FIRST FLOOR - AREA H DEMO PLAN
AD101I FIRST FLOOR - AREA I DEMO PLAN
AD101J FIRST FLOOR - AREA J DEMO PLAN
AD102 SECOND FLOOR - OVERALL DEMOLITION PLAN
AD102A SECOND FLOOR - AREA A DEMO PLAN
AD102B SECOND FLOOR - AREA B DEMO PLAN
AD102C SECOND FLOOR - AREA C DEMO PLAN
AD102D SECOND FLOOR - AREA D DEMO PLAN
AD102G SECOND FLOOR - AREA G DEMO PLAN
AD102H SECOND FLOOR - AREA H DEMO PLAN
AD102I SECOND FLOOR - AREA I DEMO PLAN
A100 BASEMENT - FLOOR PLAN
A101 FIRST FLOOR - OVERALL PLAN
A101A FIRST FLOOR - AREA A PLAN
A101B FIRST FLOOR - AREA B PLAN
A101C FIRST FLOOR - AREA C PLAN
A101D FIRST FLOOR - AREA D PLAN
A101E FIRST FLOOR - AREA E PLAN
A101F FIRST FLOOR - AREA F PLAN
A101G FIRST FLOOR - AREA G PLAN
A101H FIRST FLOOR - AREA H PLAN
A101I FIRST FLOOR - AREA I PLAN
A101J FIRST FLOOR - AREA J PLAN
A102 SECOND FLOOR - OVERALL PLAN
A102A SECOND FLOOR - AREA A PLAN
A102B SECOND FLOOR - AREA B PLAN
A102C SECOND FLOOR - AREA C PLAN
A102D SECOND FLOOR - AREA D PLAN
A102G SECOND FLOOR - AREA G PLAN
A102H SECOND FLOOR - AREA H PLAN
A102I SECOND FLOOR - AREA I PLAN
A102J SECOND FLOOR - AREA J PLAN
A111 FIRST FLOOR - OVERALL REFLECTED CEILING PLAN
A111A FIRST FLOOR - AREA A REFLECTED CEILING PLAN
A111B FIRST FLOOR - AREA B REFLECTED CEILING PLAN
A111C FIRST FLOOR - AREA C REFLECTED CEILING PLAN
A111D FIRST FLOOR - AREA D REFLECTED CEILING PLAN
A111E FIRST FLOOR - AREA E REFLECTED CEILING PLAN
A111F FIRST FLOOR - AREA F REFLECTED CEILING PLAN
A111G FIRST FLOOR - AREA G REFLECTED CEILING PLAN
A111H FIRST FLOOR - AREA H REFLECTED CEILING PLAN
A111I FIRST FLOOR - AREA I REFLECTED CEILING PLAN
A111J FIRST FLOOR - AREA J REFLECTED CEILING PLAN
A112 SECOND FLOOR - OVERALL REFLECTED CEILING PLAN
A401.1 ENLARGED TOILET ROOM PLANS - BASEMENT & FIRST FLOOR
A401.2 ENLARGED TOILET ROOM PLANS - SECOND FLOOR
A402 ENLARGED LOCKER ROOM PLANS
A403 INTERIOR ELEVATIONS
A404 INTERIOR ELEVATIONS - AUDITORIUM & MUSIC
A405 INTERIOR ELEVATIONS - GYM
A406 INTERIOR ELEVATIONS - GYM
A500 MILLWORK DETAILS
A501 MILLWORK & CEILING DETAILS
A502 WALL SECTIONS & DETAILS
A600 DOOR SCHEDULE & DETAILS
A601 DOOR DETAILS
A602 WINDOW TYPES & DETAILS

     INTERIORS

I001 COLOR AND FINISH LEGEND
I002 INTERIOR SIGNAGE
I101A FIRST FLOOR - AREA A FINISH PLAN
I101C FIRST FLOOR - AREA C FINISH & FLOOR PATTERN PLAN
I101D FIRST FLOOR - AREA D FINISH & FLOOR PATTERN PLAN
I101E.1 FIRST FLOOR - AREA E FINISH & FLOOR PATTERN PLAN
I101E.2 FIRST FLOOR - AREA E - HS GYM STRIPING PLAN
I101F FIRST FLOOR - AREA F & J FINISH PLAN
I101J FIRST FLOOR - AREA J - ELEMENTARY GYM STRIPING PLAN

     FOOD SERVICE

FSD-100 FOODSERVICE EQUIPMENT DEMOLITION FLOOR PLAN
FS-100 FOODSERVICE EQUIPMENT FLOOR PLAN
FS-101 FOODSERVICE EQUIPMENT MEP SCHEDULE & ELEVATIONS
FS-102 FOODSERVICE EQUIPMENT PLUMBING POINT OF CONNECTION
FS-103 FOODSERVICE EQUIPMENT ELECTRICAL POINT OF CONNECTION
FS-104 FOODSERVICE EQUIPMENT HVAC POINT OF CONNECTION
FS-105 FOODSERVICE EQUIPMENT EXHAUST HOOD DETAILS
FS-105A FOODSERVICE EQUIPMENT EXHAUST HOOD DETAILS
FS-106 FOODSERVICE EQUIPMENT EXHAUST HOOD CONTROLS
FS-107 FOODSERVICE EQUIPMENT EXHAUST FAN DETAILS
FS-108 FOODSERVICE EQUIPMENT MAKE-UP AIR DETAILS
FS-109 FOODSERVICE EQUIPMENT DETAILS
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     PLUMBING

P001 PLUMBING LEGEND SHEET
PD100A CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA A
PD100B CRAWLSPACE/BASEMENT PLUMBING DEMOLITION PLAN - AREA B
PD100C CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA C
PD100D CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA D
PD100E CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA E
PD100F CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA F
PD100H CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA H
PD100I CRAWLSPACE PLUMBING DEMOLITION PLAN - AREA I & G
PD101A FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA A
PD101B FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA B
PD101C FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA C
PD101D FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA D
PD101E FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA E
PD101F FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA F
PD101G FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA G
PD101H FIRST FLOOR PLUMBING DEMOLITION PLAN - AREA H 
PD102A SECOND FLOOR PLUMBING DEMOLITION PLAN - AREA A 
PD102B SECOND FLOOR PLUMBING DEMOLITION PLAN - AREA B 
PD102G SECOND FLOOR PLUMBING DEMOLITION PLAN - AREA G 
PD102H SECOND FLOOR PLUMBING DEMOLITION PLAN - AREA H
P100A CRAWLSPACE PLUMBING PLAN - AREA A
P100B CRAWLSPACE/BASEMENT PLUMBING PLAN - AREA B
P100C CRAWLSPACE PLUMBING PLAN - AREA C
P100D CRAWLSPACE PLUMBING PLAN - AREA D
P100E CRAWLSPACE PLUMBING PLAN - AREA E
P100F CRAWLSPACE PLUMBING PLAN - AREA F
P100H CRAWLSPACE PLUMBING PLAN - AREA H
P100I CRAWLSPACE PLUMBING PLAN - AREA I & G
P101A FIRST FLOOR PLUMBING PLAN - AREA A
P101B FIRST FLOOR PLUMBING PLAN - AREA B
P101C FIRST FLOOR PLUMBING PLAN - AREA C
P101D FIRST FLOOR PLUMBING PLAN - AREA D
P101E FIRST FLOOR PLUMBING PLAN - AREA E
P101F FIRST FLOOR PLUMBING PLAN - AREA F
P101G FIRST FLOOR PLUMBING PLAN - AREA G
P101H FIRST FLOOR PLUMBING PLAN - AREA H
P101J FIRST FLOOR AND MEZZANINE PLUMBING PLANS - AREA J
P102A SECOND FLOOR PLUMBING PLAN - AREA A
P102B SECOND FLOOR PLUMBING PLAN - AREA B
P102G SECOND FLOOR PLUMBING PLAN - AREA G
P102H SECOND FLOOR PLUMBING PLAN - AREA H
P401 PLUMBING RISER DIAGRAMS - AREA A
P402 PLUMBING RISER DIAGRAMS - AREA A & B
P403 PLUMBING RISER DIAGRAMS - AREA B
P404 PLUMBING RISER DIAGRAMS - AREA E
P405 PLUMBING RISER DIAGRAMS - AREA F 
P406 PLUMBING RISER DIAGRAMS - AREA G
P407 PLUMBING RISER DIAGRAMS - AREAS B, G
P408 PLUMBING RISER DIAGRAMS - AREA H
P501 PLUMBING DETAILS 
P502 PLUMBING DETAILS 
P503 PLUMBING DETAILS
P601 PLUMBING SCHEDULES

     MECHANICAL

M001 MECHANICAL LEGEND SHEET
MD101A FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA A 
MD101B FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA B 
MD101C FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA C 
MD101D FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA D 
MD101E FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA E 
MD101F FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA F 
MD101G FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA G
MD101H FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA H 
MD101I FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA I 
MD101J FIRST FLOOR MECHANICAL DEMOLITION PLAN - AREA J
MD102A SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA A 
MD102B SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA B 
MD102C SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA C 
MD102D SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA D 
MD102E SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA E 
MD102F SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA F
MD102G SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA G 
MD102H SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA H 
MD102I SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA I 
MD102J SECOND FLOOR MECHANICAL DEMOLITION PLAN - AREA J
M100H CRAWL SPACE PIPING PLAN - AREA H 
M100I CRAWL SPACE PIPING PLAN - AREA I 
M101 OVERALL FIRST FLOOR MECHANICAL PLAN
M101A FIRST FLOOR MECHANICAL PLAN - AREA A 
M101B FIRST FLOOR MECHANICAL PLAN - AREA B 
M101C FIRST FLOOR MECHANICAL PLAN - AREA C 
M101D FIRST FLOOR MECHANICAL PLAN - AREA D 
M101E FIRST FLOOR MECHANICAL PLAN - AREA E 
M101F FIRST FLOOR MECHANICAL PLAN - AREA F 
M101G FIRST FLOOR MECHANICAL PLAN - AREA G 
M101H FIRST FLOOR MECHANICAL PLAN - AREA H 
M101I FIRST FLOOR MECHANICAL PLAN - AREA I 
M101J FIRST FLOOR MECHANICAL PLAN - AREA J 
M102A SECOND FLOOR MECHANICAL PLAN - AREA A 
M102B SECOND FLOOR MECHANICAL PLAN - AREA B 
M102C SECOND FLOOR MECHANICAL PLAN - AREA C 
M102D SECOND FLOOR MECHANICAL PLAN - AREA D 
M102E SECOND FLOOR MECHANICAL PLAN - AREA E 
M102F SECOND FLOOR MECHANICAL PLAN - AREA F 
M102G SECOND FLOOR MECHANICAL PLAN - AREA G
M102H SECOND FLOOR MECHANICAL PLAN - AREA H
M102I SECOND FLOOR MECHANICAL PLAN - AREA I 
M102J SECOND FLOOR MECHANICAL PLAN - AREA J 
M103 MECHANICAL NEW WORK ROOF PLAN
M301 HOT WATER PIPIING SCHEMATICS LOOP 1
M302 HOT WATER PIPIING SCHEMATICS LOOP 2
M303 HOT WATER PIPIING SCHEMATICS LOOP 4
M304 HOT WATER PIPIING SCHEMATICS LOOP 3, 5
M401 ENLARGED MECHANICAL PLANS - ELEMENTARY GYMNASIUM MEZZANINE 
M402 ENLARGED MECHANICAL PLANS - BASEMENT BOILER AND PUMP ROOMS

M501 MECHANICAL DETAILS
M601 MECHANICAL SCHEDULES
M602 MECHANICAL SCHEDULES
M701 MECHANICAL CONTROLS
M702 MECHANICAL CONTROLS

     ELECTRICAL

E000 ELECTRICAL NOTES, SYMBOL LEGEND, & ABBREVIATIONS 
E010 OVERALL BASEMENT ELECTRICAL PLAN 
E011 OVERALL FIRST FLOOR ELECTRICAL PLAN 
E012 OVERALL SECOND FLOOR ELECTRICAL PLAN
E050 ELECTRICAL SITE PLAN - DEMO AND NEW
ED101A FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA A 
ED101C FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA C 
ED101D FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA D 
ED101E FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA E 
ED101F FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA F
ED101G FIRST FLOOR ELECTRICAL DEMOLITION PLANS - AREA G
ED101H FIRST FLOOR ELECTRICAL DEMOLITION PLANS - AREA H
ED101I FIRST FLOOR ELECTRICAL DEMOLITION PLANS - AREA I
ED101J FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA J 
ED111 FIRST FLOOR BWPI DEMOLITION PLAN
ED112 SECOND FLOOR BWPI DEMOLITION PLAN
ED401 ENLARGED ELECTRICAL DEMOLITION PLANS - TOILET ROOMS
E101A FIRST FLOOR ELECTRICAL PLANS - AREA A 
E101C FIRST FLOOR ELECTRICAL PLANS - AREA C 
E101D FIRST FLOOR ELECTRICAL PLANS - AREA D 
E101E FIRST FLOOR ELECTRICAL PLANS - AREA E 
E101F FIRST FLOOR ELECTRICAL PLANS - AREA F
E101G FIRST FLOOR ELECTRICAL PLAN - AREA G
E101H FIRST FLOOR ELECTRICAL PLAN - AREA H
E101I FIRST FLOOR ELECTRICAL PLAN - AREA I
E101J FIRST FLOOR ELECTRICAL PLANS - AREA J
E111 FIRST FLOOR ELECTRICAL PLAN - BWPI
E112 SECOND FLOOR ELECTRICAL PLAN - BWPI
E401 ENLARGED ELECTRICAL PLANS - TOILET ROOMS
E500 ELECTRICAL DETAILS
E501 ELECTRICAL RISER DIAGRAMS
E600 ELECTRICAL PANELBOARD SCHEDULES
E601 ELECTRICAL PANELBOARD SCHEDULES
E602 ELECTRICAL PANELBOARD SCHEDULES
E603 ELECTRICAL PANELBOARD SCHEDULES
E604 ELECTRICAL SCHEDULES
E605 ELECTRICAL LUMINAIRE SCHEDULE
E606 ELECTRICAL EQUIPMENT AND CONTROL SCHEDULE
E700 ELECTRICAL DEMOLITION ONE-LINE DIAGRAM
E701 ELECTRICAL ONE-LINE DIAGRAM
E702 ELECTRICAL NEW AND DEMO ONE LINE DIAGRAM - STADIUM

     THEATRICAL

TL101 THEATRICAL LIGHTING SYSTEM LOWER LEVEL REMOVAL PLAN - AREA D
TL102 THEATRICAL LIGHTING SYSTEM UPPER LEVEL REMOVAL PLAN - AREA D
TL301 THEATRICAL LIGHTING SYSTEM LOWER LEVEL CONTROL PLAN - AREA D
TL302 THEATRICAL LIGHTING SYSTEM UPPER LEVEL CONTROL PLAN - AREA D
TL303 THEATRICAL LIGHTING SYSTEM THEATRICAL FIXTURE PLAN - AREA D
TL304 THEATRICAL LIGHTING SYSTEM HOUSE, WORK & ACCENT LIGHTING PLAN - AREA D
TL401 THEATRICAL LIGHTING SYSTEM SINGLE LINE FLOW DIAGRAM - AREA D
TL402 THEATRICAL LIGHTING SYSTEM NETWORK SINGLE LINE FLOW DIAGRAM - AREA D
TL501 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL502 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL503 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL504 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL505 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL506 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL507 THEATRICAL LIGHTING SYSTEM DETAILS - AREA D
TL601 THEATRICAL LIGHTING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TL602 THEATRICAL LIGHTING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TL603 THEATRICAL LIGHTING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TR101 THEATRICAL RIGGING SYSTEM LOWER LEVEL REMOVAL PLAN - AREA D
TR102 THEATRICAL RIGGING SYSTEM UPPER LEVEL REMOVAL PLAN - AREA D
TR301 THEATRICAL RIGGING SYSTEM LOWER LEVEL CURTAIN & TRACK PLAN - AREA D
TR302 THEATRICAL RIGGING SYSTEM UPPER LEVEL BATTEN & BLOCK PLAN - AREA D
TR303 THEATRICAL RIGGING SYSTEM PARTIAL SECTION - AREA D
TR304 THEATRICAL RIGGING SYSTEM ELEVATIONS - AREA D
TR305 THEATRICAL RIGGING SYSTEM ELEVATIONS - AREA D
TR306 THEATRICAL RIGGING SYSTEM ELEVATIONS - AREA D
TR401 THEATRICAL RIGGING SYSTEM MOTORIZED SINGLE LINE FLOW DIAGRAM - AREA D
TR501 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR502 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR503 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR504 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR505 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR506 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR507 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR508 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR509 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR510 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR511 THEATRICAL RIGGING SYSTEM DETAILS - AREA D
TR601 THEATRICAL RIGGING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TR602 THEATRICAL RIGGING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TR603 THEATRICAL RIGGING SYSTEM NOTES, KEYS & SCHEDULES - AREA D
TS101 AUDITORIUM SOUND SYSTEM LOWER LEVEL REMOVAL PLAN - AREA D
TS102 AUDITORIUM SOUND SYSTEM UPPER LEVEL REMOVAL PLAN - AREA D
TS301 AUDITORIUM SOUND SYSTEM LOWER LEVEL PLAN - AREA D
TS302 AUDITORIUM SOUND SYSTEM UPPER LEVEL PLAN - AREA D
TS303 AUDITORIUM SOUND SYSTEM SPEAKER AIMING PLAN & SECTION - AREA D
TS401 AUDITORIUM SOUND SYSTEM SINGLE LINE DIAGRAM - AREA D
TS402 AUDITORIUM AV SYSTEM SINGLE LINE DIAGRAM - AREA D
TS501 AUDITORIUM SOUND AND AV SYSTEM DETAILS - AREA D
TS601 AUDITORIUM SOUND & AV SYSTEM DRAWING NOTES & SYMBOLS KEYS - AREA D

1. CONSTRUCTION SHALL CONFORM TO THE “NEW YORK STATE UNIFORM FIRE PROTECTION AND BUILDING CODE”, LATEST 
REVISION, THE NEW YORK STATE ENERGY CODE AND ANY OTHER CODES GOVERNED BY THE JURISDICTION IN WHICH THE 
PROJECT IS BEING CONSTRUCTED.

2. CONSTRUCTION SHALL COMPLY WITH ALL LOCAL, STATE AND FEDERAL CODES AND REGULATIONS.

3. ALL DRAWINGS ARE GRAPHIC REPRESENTATIONS OF APPROXIMATE LOCATIONS OF MATERIALS. IT IS THE CONTRACTOR'S 
RESPONSIBILITY TO FIELD-VERIFY ALL CONDITIONS PRIOR TO COMMENCEMENT OF WORK. CONTRACTOR SHALL NOT 

SCALE THE DRAWINGS.

4. CONTRACTORS ARE RESPONSIBLE FOR ALL MATERIALS, CONSTRUCTION METHODS AND CRAFTSMANSHIP.

5. CONTRACTORS ARE TO VERIFY ALL EXISTING CONDITIONS, REQUIREMENTS, NOTES, AND DIMENSIONS, PRIOR TO THE 
START OF CONSTRUCTION AND SHALL NOTIFY THE ARCHITECT IF CONDITIONS VARY FROM THOSE SHOWN ON THE 
DOCUMENTS.

6. CONTRACTORS ARE RESPONSIBLE TO PROVIDE ADEQUATE SUPPORT OF EXISTING FOUNDATION WALLS, LOAD BEARING 
WALLS, PARTITIONS AND CEILINGS DURING DEMOLITION AND CONSTRUCTION.

7. CONTRACTORS ARE RESPONSIBLE FOR THOROUGH COORDINATION OF WORK AND DETERMINE EXACT ROUTE AND 
LOCATION OF UTILITIES, MATERIALS AND EQUIPMENT BEFORE FABRICATION AND INSTALLATION WHEREVER THEY 
OVERLAP.  NOTIFY THE ARCHITECT/ENGINEER IN WRITING IF FIELD CONDITIONS VARY FROM THOSE SHOWN ON THE 
DOCUMENTS.

8. WHEN EXISTING CONSTRUCTION IS REMOVED, DISTURBED, DAMAGED, REPLACED OR RENOVATED IN ANY WAY, 
CONTRACTORS SHALL PROVIDE PATCHING, PAINTING AND MATERIALS OF SAME TYPE AND QUALITY AS TO MATCH 
ADJACENT EXISTING SURFACES, UNLESS OTHERWISE NOTED.

9. AREAS OF THE SITE DISTURBED DURING THE CONSTRUCTION PROCESS SHALL BE CORRECTED TO THE SATISFACTION OF 
THE OWNER AND ARCHITECT.

10. PROVIDE ALL BLOCKING, FURRING AND SHIMMING FOR INSTALLATION AND COMPLETION OF WORK.

11. ALL WORK SHALL BE PLUMB, LEVEL AND SQUARE.  SCRIBE AND MAKE FIT ALL NEW TO EXISTING AND ALL NEW TO NEW.

12. VERIFY ALL DIMENSIONS BEFORE ORDERING MATERIAL OR DOING WORK. NO EXTRA COMPENSATION OR CHARGES WILL BE 
ACCEPTED DUE TO DIFFERENCES BETWEEN THE ACTUAL MEASUREMENTS AND MEASUREMENTS INDICATED ON THE 
DRAWINGS.

13. ALL DETAILS ARE SUBJECT TO CHANGE DUE TO EXISTING FIELD CONDITIONS.  CONTRACTOR MUST NOTIFY ARCHITECT IN 
WRITING OF ANY DISCREPANCIES.

14. ITEMS NOTED AS 'BY OWNER' ARE TO BE FURNISHED AND INSTALLED BY THE OWNER OR THE OWNER'S VENDOR.

15. ITEMS NOTED 'OWNER FURNISHED CONTRACTOR INSTALLED (O.F.C.I.)' ARE TO BE SUPPLIED BY OWNER AND INSTALLED BY 
THE CONTRACTOR.

16. OWNER PROVIDED EQUIPMENT IS INDICATED FOR REFERENCE ONLY. VERIFY DIMENSIONS AND CLEARANCE REQUIREMENTS 
WITH ACTUAL EQUIPMENT PROVIDED.

17. SECURITY, WEATHERPROOFING, DUST CONTROL AND SAFETY SHALL BE THE FULL RESPONSIBILITY OF THE CONTRACTOR.  
CONTRACTOR SHALL PERFORM CLEAN UP OF ALL REFUSE, RUBBISH, SCRAP MATERIALS AND DEBRIS CAUSED BY THE 
WORK ON A DAILY BASIS AND DISPOSE OF LEGALLY OFF SITE.

18. CONTRACTORS ARE RESPONSIBLE FOR OBTAINING  ALL PERMITS ASSOCIATED WITH THE WORK OF THEIR CONTRACT IN 
ACCORDANCE WITH PLANS APPROVED BY THE AUTHORITY (OR AUTHORITIES) HAVING JURISDICTION.

1. ALL DEMOLITION WORK IS TO BE REVIEWED WITH THE ARCHITECT/ENGINEER PRIOR TO THE COMMENCEMENT OF WORK.

2. EXISTING CONDITIONS ARE TAKEN FROM FIELD OBSERVATIONS AND PRIOR CONSTRUCTION DOCUMENTS WHEN AVAILABLE 
AND ARE NOT GUARANTEED. CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS PRIOR TO BID. NO ALLOWANCE 
WILL BE MADE FOR ADDITIONAL COSTS DUE TO CONTRACTORS FAILURE TO VERIFY EXISTING CONDITIONS AND 
DIMENSIONS.

3. ALL DEBRIS AND MATERIALS DESIGNATED FOR REMOVAL SHALL BECOME THE PROPERTY OF THE CONTRACTOR, UNLESS 
OTHERWISE NOTED, AND THE CONTRACTOR SHALL DISPOSE OF ALL DEMOLITION AND/OR OTHER WASTE MATERIALS, 
CAUSED BY THIS CONSTRUCTION, OFF SITE IN A PROPER LEGAL MANNER.

4. WHEN EXISTING CONSTRUCTION WHICH IS TO REMAIN IS DAMAGED DURING THE COURSE OF CONSTRUCTION AS A RESULT 
OF CONTRACTORS WORK, IT SHALL BE REPAIRED AND/OR REPLACED WITH SIMILAR OR LIKE MATERIALS, SUBJECT TO 
ARCHITECTS APPROVAL AND WITHOUT COMPENSATION.

5. WHERE ITEMS HAVE BEEN REMOVED AND ANCHORS, LUGS, BRACKETS, SUPPORTS, VOIDS, ETC., REMAIN, THEY ARE TO BE 
REMOVED AND PATCHED TO MATCH AT NO ADDITIONAL COST TO THE OWNER.

6. ALL AREAS SCHEDULED FOR NEW FLOOR, WALL AND/OR CEILING FINISHES ARE TO HAVE OLD FINISHES REMOVED, 
LEVELED, PATCHED AND PREPARED FOR NEW FINISHES AT NO ADDITIONAL COST TO THE OWNER.

7. IF REMOVED EQUIPMENT PASSES THROUGH ROOF, PATCH ROOF ACCORDING TO ROOFING MANUFACTURERS 
REQUIREMENTS CONTACT ROOFING MANUFACTURER AND PROVIDE PROOF OF CONTINUATION OF EXISTING WARRANTY. 
REFER TO MULTIPLE CONTRACT SUMMARY FOR DIVISION OF WORK.

8. WHERE DOORS AND FRAMES ARE TO BE REMOVED AND SALVAGED FOR REINSTALLATION, THE CONTRACTOR SHALL 
CLEAN AND REFINISH TO MATCH ADJACENT EXISTING DOORS AND FRAMES.

9. CONTRACTOR TO COORDINATE WITH OWNER, TO REMOVE, TEMPORARILY STORE AND RELOCATE EXISTING FURNITURE 
AND ALL EXISTING LOOSE EQUIPMENT ITEMS AS NECESSARY TO ACCOMMODATE DEMOLITION AND RENOVATION.

GENERAL PROJECT NOTES

GENERAL DEMOLITION NOTES

UNLESS OTHERWISE NOTED, ALL MASONRY DIMENSIONING IS NOMINAL TO FACE OF MASONRY, ALL 
NON-MASONRY DIMENSIONING IS TO FACE OF PARTITIONS OR WALLS AND ALL CONCRETE 
DIMENSIONING IS FACE TO FACE OF WALL.

ALL DIMENSIONS ARE TO THE OUTSIDE FINISH SURFACE OF WALLS OR TO COLUMN CENTERLINES.

ALL DIMENSIONS ARE FINISHES DIMENSIONS FROM FINISH FACE OF GYPSUM BOARD OR SCHEDULED 
WALL FINISH UNLESS OTHERWISE NOTED.

PROVIDE CONCEALED BLOCKING IN ALL STUD PARTITIONS AND WALLS BEHIND SURFACE FOR SEMI-
RECESSED, FULLY RECESSED OR SURFACE MOUNTED ACCESSORIES AND MILLWORK.

DIMENSIONS NOTED AS “CLEAR” ARE TO FINISHED SURFACE AND ARE CRITICAL FOR ACCESSIBILITY 
REQUIREMENTS OR BUILT-IN FURNISHINGS.

CONTRACTOR SHALL FIELD VERIFY FINISHED DIMENSIONS AND CLEARANCES IN SPACES INDICATED TO 
RECEIVE BUILT-IN FURNISHINGS OR CASEWORK PRIOR TO FABRICATION.

ALL VERTICAL CONCRETE SURFACES WHICH WILL BE EXPOSED TO VIEW UPON COMPLETION OF WORK 
SHALL RECEIVE A SMOOTH RUBBED FINISH.

ALL ENDS OF MASONRY WALLS THAT WILL BE EXPOSED TO VIEW UPON COMPLETION OF WORK SHALL 
BE PLAIN END UNITS.

FINISHED DOOR OPENINGS SHALL BE NOMINAL 6” FROM FINISHED CORNER OF ROOM EXCEPT WHERE 
DIMENSIONED OTHERWISE.

SEALANT SHALL BE PROVIDED AT THE INTERIOR AND EXTERIOR PERIMETER OF ALL WINDOWS, DOOR 
FRAMES, LOUVERS OR OTHER ITEMS INSERTED IN AN EXTERIOR WALL.

SUSPENDED GRID CEILINGS SHALL BE ARRANGED SO THAT A GRID IS SPACED EQUALLY FROM EACH 
MOST REMOTE WALL, IN EACH DIRECTION, WITH NO TILES LESS THAN 6” UNLESS OTHERWISE 
INDICATED.

WOOD USED FOR BLOCKING OR OTHER PURPOSES ON OR ABOVE THE ROOF DECK, WITHIN 2'-0” OF 
GRADE AND IN OTHER LOCATIONS OUTSIDE THE BUILDING ENVELOPE WHERE EXPOSED TO THE 
WEATHER SHALL BE PRESSURE TREATED LUMBER OR PLYWOOD.

INSTALL ALL WORK AS INDICATED AND VERIFY EXACT LOCATION AND ELEVATIONS ON THE JOB.

DO NOT SCALE DRAWINGS.  REFER TO DIMENSIONS AND SPECIFIED MATERIALS. CONTACT THE 
ARCHITECT IF ADDITIONAL DIMENSIONS ARE REQUIRED.

COORDINATE ALL DOOR HARDWARE, TRIM AND FINISHES TO MEET INTENT AND COMPLIANCE.

FIRST FLOOR LEVEL DATUM ELEVATION (0'-0") IS EQUAL TO ACTUAL
ELEVATION (XX'-XX").  ARCHITECTURAL ELEVATIONS U.O.N. ARE TAKEN FROM FINISHED FIRST FLOOR 
LEVEL DATUM ELEVATION (0'-0").

INTERIOR WALL AND CEILING FINISH MINIMAL REQUIREMENTS (FINISH CLASSIFICATIONS IN 
ACCORDANCE WITH ASTM E84) ARE AS FOLLOWS:

VERTICAL EXITS AND EXIT PASSAGEWAYS - CLASS B
EXIT ACCESS CORRIDORS AND OTHER EXIT WAYS - CLASS C
ROOMS AND ENCLOSED SPACES - CLASS C

TRUSS IDENTIFICATION SIGNS SHALL BE PROVIDED IN ACCORDANCE WITH TITLE 19 NYCRR PART 1264 
AND APPENDIX H OF THE FIRE CODE OF NEW YORK STATE 2010.  TRUSS IDENTIFICATION SIGNS SHALL 
BE LOCATED AT BUILDING ENTRANCE DOORS, EXTERIOR DISCHARGE DOORS AND FIRE DEPARTMENT 
HOSE CONNECTIONS.

A. ATTACH SIGN TO FACE OF DOOR, OR ATTACHED TO A SIDELIGHT OR FACE OF THE 
BUILDING NOT MORE THAN 12 INCHES HORIZONTALLY FROM THE LATCH SIDE OF THE DOOR JAMB, AND 
NOT LESS THAN 42 INCHES NOR MORE THAN 60 INCHES ABOVE THE ADJOINING WALKING SURFACES.

B. ATTACH SIGN AT EACH END OF A ROW OF DOORS AT A MAXIMUM HORIZONTAL 
DISTANCE OF 12 FEET BETWEEN SIGNS, AND NOT LESS THAN 42 INCHES NOR MORE THAN 60 INCHES 
ABOVE THE ADJOINING WALKING SURFACE.

C. AT FIRE DEPARTMENT HOSE CONNECTIONS ATTACH TO THE FACE OF BUILDING, 
NOT MORE THAN 12 INCHES HORIZONTALLY FROM THE CENTER LINE OF THE FIRE DEPARTMENT HOSE 
CONNECTION, AND NOT LESS THAN 42 INCHES NOR MORE THAN 60 INCHES ABOVE THE ADJOINING 
WALKING SURFACE.

D. SIGNS IDENTIFYING THE EXISTENCE OF TRUSS CONSTRUCTION SHALL CONSIST OF 
A CIRCLE 6 INCHES IN DIAMETER, WITH A STROKE WIDTH OF 1/2 INCH. THE SIGN BACKGROUND SHALL 
BE REFLECTIVE WHITE IN COLOR. THE CIRCLE AND CONTENTS SHALL BE REFLECTIVE RED IN COLOR, 
CONFORMING TO PANTONE MATCHING SYSTEM (PMS) # 187. WHERE A SIGN IS DIRECTLY APPLIED TO 
A DOOR OR SIDELIGHT, IT MAY BE A PERMANENT STICKER OR DECAL. SIGNS NOT DIRECTLY APPLIED 
TO DOORS OR SIDELIGHTS SHALL BE STURDY, NON-FADING, WEATHER RESISTANT MATERIAL.

F. SIGNS SHALL CONTAIN THE ROMAN ALPHANUMERIC DESIGNATION OF THE 
CONSTRUCTION TYPE OF THE BUILDING, IN ACCORDANCE  WITH THE PROVISIONS FOR THE 
CLASSIFICATION OF TYPES SET FORTH IN SECTION 602 OF THE BUILDING CODE OF NEW YORK STATE 
2010, AND AN ALPHABETIC DESIGNATION FOR THE STRUCTURAL COMPONENTS THAT ARE OF TRUSS 
CONSTRUCTION AS FOLLOWS:

"F" SHALL MEAN FLOOR FRAMING, INCLUDING GIRDERS AND BEAMS

"R" SHALL MEAN ROOF FRAMING

"FR" SHALL MEAN FLOOR AND ROOF FRAMING

G. THE CONSTRUCTION TYPE DESIGNATION SHALL BE PLACED AT TWELVE O'CLOCK 
POSITION OVER THE STRUCTURAL COMPONENT DESIGNATION, WHICH SHALL BE PLACED AT THE SIX 
O'CLOCK POSITION. REFER TO FOLLOWING SYMBOL FOR THIS BUILDING:

GENERAL ARCHITECTURAL NOTES
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ROMAN ALPHANUMERIC DESIGNATION 
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ALPHABETIC DESIGNATION FOR THE 
STRUCTURAL COMPONENTS THAT ARE 
TRUSS CONSTRUCTION
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1. CONSTRUCTION SHALL CONFORM TO THE “NEW YORK STATE UNIFORM FIRE PROTECTION AND 
BUILDING CODE”, LATEST REVISION, THE NEW YORK STATE ENERGY CODE AND ANY OTHER 
CODES GOVERNED BY THE JURISDICTION IN WHICH THE PROJECT IS BEING CONSTRUCTED.

2. CONSTRUCTION SHALL COMPLY WITH ALL LOCAL, STATE AND FEDERAL CODES AND 
REGULATIONS.

3. ALL DRAWINGS ARE GRAPHIC REPRESENTATIONS OF APPROXIMATE LOCATIONS OF NEW 
MATERIALS.  IT IS THE CONTRACTOR'S RESPONSIBILITY TO FIELD VERIFY ALL CONDITIONS 
PRIOR TO COMMENCEMENT OF WORK.

4. CONTRACTORS ARE RESPONSIBLE FOR ALL MATERIALS, CONSTRUCTION METHODS AND 
CRAFTSMANSHIP.

5. CONTRACTORS ARE TO VERIFY ALL EXISTING CONDITIONS, REQUIREMENTS, NOTES, CODES 
AND DIMENSIONS, PRIOR TO THE START OF CONSTRUCTION AND SHALL NOTIFY THE 
ARCHITECT IF CONDITIONS VARY FROM THOSE SHOWN ON THE DOCUMENTS.

6. CONTRACTORS ARE TO PROVIDE ADEQUATE SUPPORT OF EXISTING FOUNDATION WALLS, LOAD 
BEARING WALLS AND PARTITIONS DURING DEMOLITION AND CONSTRUCTION.

7. THOROUGHLY COORDINATE WORK WITH OTHER TRADES AND DETERMINE THE EXACT ROUTE 
AND LOCATION OF UTILITIES, MATERIALS AND EQUIPMENT BEFORE FABRICATION AND 
INSTALLATION.

8. WHEN EXISTING CONSTRUCTION IS REMOVED, DISTURBED, DAMAGED, REPLACED OR 
RENOVATED IN ANY WAY, CONTRACTORS SHALL PROVIDE PATCHING, PAINTING AND 
MATERIALS OF SAME TYPE AND QUALITY AS TO MATCH ADJACENT EXISTING SURFACES, 
UNLESS OTHERWISE NOTED.

9. CONTRACTORS PROVIDE ALL BLOCKING, FURRING AND SHIMMING FOR INSTALLATION AND 
COMPLETION OF WORK.

10. ALL NEW WORK SHALL BE PLUMB, LEVEL AND SQUARE.  SCRIBE AND MAKE FIT ALL NEW TO 
EXISTING.

11. CONTRACTORS VERIFY ALL DIMENSIONS BEFORE ORDERING MATERIAL OR DOING WORK.  NO 
EXTRA COMPENSATION OR CHARGES WILL BE ACCEPTED DUE TO DIFFERENCES BETWEEN THE 
ACTUAL MEASUREMENTS AND MEASUREMENTS INDICATED ON THE DRAWINGS.

12. ALL DETAILS ARE SUBJECT TO CHANGE DUE TO EXISTING FIELD CONDITIONS. CONTRACTOR 
MUST NOTIFY ARCHITECT OF SAME.

13. NO SITE VISITS WILL BE MADE BY THE ARCHITECT. THE CONTRACTOR SHALL ASSUME 
RESPONSIBILITY FOR CHANGES TO THESE DRAWINGS AND COMPLETION OF COMPLIANT WORK.

14. ARCHITECT TO COORDINATE ALL DOOR HARDWARE, TRIM AND FINISHES TO MEET INTENT AND 
COMPLIANCE.

15. THESE DRAWINGS DO NOT PURPORT TO SHOW ALL ITEMS AND PROCEDURES REQUIRED FOR A 
COMPLETE INSTALLATION. THE INTENT IS TO INDICATE THE GENERAL SCOPE OF THE PROJECT 
IN TERMS OF THE GENERAL ARCHITECTURAL DESIGN CONCEPT, THE LOCATION/DIMENSIONS 
OF THE CONSTRUCTION AND MAJOR ELEMENTS OF CONSTRUCTION.

16. CONTRACTORS ARE RESPONSIBLE FOR OBTAINING AND PAYING FOR ALL PERMITS 
ASSOCIATED WITH THE WORK OF THEIR CONTRACT.

17. ITEMS NOTED AS 'BY OWNER' ARE TO BE FURNISHED AND INSTALLED BY THE OWNER OR THE 
OWNER'S VENDOR.

18. AT ALL INSTANCES WHERE CROSS-CORRIDOR AND STAIR ACCESS DOORS ARE REPLACED,
REMOVE EXISTING BOTTOM-ROD FLOOR POCKET HARDWARE AND FILL HOLE FLUSH TO MATCH
ADJACENT FLOORING, WHERE APPLICABLE.

19. ALL EXPOSED STRUCTURE, DUCTWORK, MISCELLANEOUS MECHANICAL, ELECTRICAL, AND
PLUMBING EQUIPMENT TO BE PAINTED PT3.

GENERAL CONSTRUCTION NOTES:
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It is a violation of New York Education Law Art. 145 Sec. 7209 & Art. 147 
Sec. 7307, for any person, unless acting under the direction of a licensed 
architect, professional engineer, or land surveyor, to alter an item in any 

way. If an item bearing the seal of an architect, engineer, or land surveyor 
is altered; the altering architect, engineer, or land surveyor shall affix to 
the item their seal and notation "altered by" followed by their signature 
and date of such alteration, and a specific description of the alteration.
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UNIFORM SAFETY STANDARDS FOR SCHOOL 
CONSTRUCTION AND MAINTENANCE PROJECTS:

1. OCCUPIED PORTIONOF ANY SCHOOL BUILDING SHALL ALWAYS COMPLY WITH THE MINIMUM REQUIREMENTS 
NECESSARY TO MAINTAIN A CERTIFICATE OF OCCUPANCY.

2. ALL SCHOOL AREAS TO BE DISTURBED DURING RENOVATION OR DEMOLITION HAVE BEEN OR WILL BE TESTED FOR 
LEAD AND ASBESTOS BY THE SCHOOL DISTRICT PRIOR TO BEGINNING WORK, IF UNSURE CONTACT CONSTRUCTION
MANAGER OR DISTRICT REP. CONTRACTORS MAY OBTAIN A COPY OF THE RESULTS FROM THE SCHOOL DISTRICT.

3. ALL CONSTRUCTION MATERIALS SHALL BE STORED IN A SAFE AND SECURE MANNER.

4. FENCES AROUND CONSTRUCTION SUPPLIES OR DEBRIS SHALL BE MAINTAINED.

5. CONSTRUCTION GATES SHALL ALWAYS BE LOCKED UNLESS A WORKER IS IN ATTENDANCE TO PREVENT 
UNAUTHORIZED ENTRY.

6. DURING EXTERIOR RENOVATION WORK, OVERHEAD PROTECTION SHALL BE PROVIDED BY THE CONTRACTOR 
PERFORMING THE WORK FOR ANY SIDEWALKS OR AREAS IMMEDIATELY  BENEATH THE WORK SITE OR SUCH AREAS 
SHALL BE ENCED OFF AND  PROVIDED WITH WARNING SIGNS TO PREVENT ENTRY.

7. WORKERS SHALL BE REQUIRED TO WEAR IDENTIFICATION BADGES AT ALL TIMES FOR IDENTIFICATION AND SECURITY 
PURPOSES WHILE WORKING AT OCCUPIED SITES.  CONTRACTORS SHALL PROVIDE EACH WORKER IN THEIR EMPLOY 
WITH PHOTO-IDENTIFICATION BADGES APPROVED BY THE SCHOOL DISTRICT.

8. SEPARATION OF CONSTRUCTION AREAS FROM OCCUPIED SPACES:
CONSTRUCTION AREAS WHICH ARE UNDER THE CONTROL OF A CONTRACTOR AND THEREFORE NOT OCCUPIED BY 
DISTRICT STAFF OR STUDENTS SHALL BE SEPARATED FROM OCCUPIED AREAS.  PROVISIONS SHALL BE MADE TO 
PREVENT THE PASSAGE OF DUST AND CONTAMINANTS INTO OCCUPIED PARTS OF THE BUILDING. PERIODIC 
INSPECTION AND REPAIRS OF THE GYPSUM BOARD MUST BE USED IN EXIT WAYS OR OTHER AREAS THAT REQUIRE 
FIRE RATED SEPARATION.  HEAVY DUTY PLASTIC SHEETING MAY BE USED ONLY FOR A VAPOR, FINE DUST OR AIR 
INFILTRATION BARRIER, AND SHALL NOT BE USED TO SEPARATE OCCUPIED SPACES FROM CONSTRUCTION AREAS.

A. A SPECIFIC STAIRWELL AND/OR ELEVATOR SHOULD BE ASSIGNED FOR CONSTRUCTION WORKER USE
DURING WORK HOURS. IN GENERAL, WORKERS MAY NOT USE CORRIDORS, STAIRS OR ELEVATORS 
DESIGNATED FOR STUDENTS OR SCHOOL STAFF.

B. LARGE AMOUNTS OF DEBRIS MUST BE REMOVED BY USING ENCLOSED CHUTES OR A SIMILAR SEALED 
SYSTEM. THERE SHALL BE NO MOVEMENT OF DEBRIS THROUGH HALLS OF OCCUPIED SPACES OF THE 
BUILDING. NO MATERIAL SHALL BE DROPPED OR  THROWN OUTSIDE THE WALLS OF THE BUILDING.

C. ALL OCCUPIED PARTS OF THE BUILDING AFFECTED BY RENOVATION ACTIVITY SHALL BE CLEANED BY EACH 
CONTRACTOR WORKING IN THAT AREA AT THE CLOSE OF EACH WORKDAY.  SCHOOL BUILDINGS OCCUPIED
DURING A CONSTRUCTION PROJECT SHALL MAINTAIN REQUIRED HEALTH, SAFETY, AND EDUCATIONAL 
CAPABILITIES AT ALL TIMES THAT CLASSES ARE IN SESSION.

9. ALL EXISTING EXITS SHALL BE MAINTAINED THROUGHOUT THE PROJECT.

10. ALL EXISTING VENTILATION SYSTEMS SHALL BE  MAINTAINED THROUGHOUT THE PROJECT.

11. CONSTRUCTION AND MAINTENANCE OPERATIONS SHALL NOT PRODUCE NOISE IN EXCESS OF 60 DBA IN OCCUPIED 
SPACES OR SHALL BE SCHEDULED FOR TIMES WHEN THE BUILDING OR AFFECTED BUILDING SPACES ARE NOT 
OCCUPIED OR ACOUSTICAL ABATEMENT MEASURES SHALL BE TAKEN.

12. EACH CONTRACTOR SHALL BE RESPONSIBLE FOR THE CONTROL OF CHEMICAL FUMES, GASES, AND OTHER 
CONTAMINATES PRODUCED BY WELDING, GASOLINE OR DIESEL ENGINES, ROOFING, PAVING, PAINTING, ETC. TO 
ENSURE THEY DO NOT ENTER OCCUPIED PORTIONS OF THE BUILDING OR AIR INTAKES.

13. EACH CONTRACTOR SHALL BE RESPONSIBLE TO ENSURE THAT ACTIVITIES AND MATERIALS WHICH RESULT IN
"OFF-GASSING" OF VOLATILE ORGANIC COMPOUNDS SUCH AS GLUES, PAINTS, FURNITURE, CARPETING, WALL 

COVERING, DRAPERY, ETC. ARE SCHEDULED. CURED OR VENTILATED IN ACCORDANCE WITH MANUFACTURERS 
RECOMMENDATIONS BEFORE A SPACE  CAN BE OCCUPIED.

14. LARGE AND SMALL ASBESTOS ABATEMENT PROJECTS AS DEFINED BY 12NYCRR56 SHALL NOT BE PERFORMED WHILE 
THE BUILDING IS OCCUPIED.  THE TERM "BUILDING", AS REFERENCED IN THIS SECTION, MEANS A WING OR SECTION
OF A BUILDING THAT CAN BE COMPLETELY  ISOLATED FROM THE REST OF THE BUILDING, INCLUDING EXITS AND
VENTILATION SYSTEMS, WITH SEALED NON COMBUSTIBLE CONSTRUCTION.

15. ALL ASBESTOS ABATEMENT PROJECTS SHALL COMPLY WITH ALL APPLICABLE FEDERAL AND STATE LAWS INCLUDING 
BUT NOT LIMITED TO NEW YORK STATE DEPARTMENT OF LABOR INDUSTRIAL CODE RULE 56 (12NYCRR56) AND THE 
FEDERAL ASBESTOS HAZARD EMERGENCY  RESPONSE ACT (AHERA), 90 CFR PART 763 1998 EDITION.

16. ALL LEAD BASED PAINT ABATEMENT SHALL COMPLY WITH PROTOCOLS DETAILED IN THE GUIDELINES FOR 
EVALUATION AND CONTROL OF LEAD BASED PAINT HAZARDS IN HOUSING (JUNE 1995, U.S DEPARTMENT OF HOUSING
AND URBAN DEVELOPMENT, WASHINGTON, DC  20410).

MATERIAL SYMBOLS
CONCRETE MASONRY UNITS
(CMU)

CONCRETE

BRICK

CEMENT, SAND, GROUT, PLASTER, 
OR GYPSUM WALL BOARD

EARTH

STONE, GRAVEL, OR POROUS 
FILL

CARPET

PLYWOOD

WOOD (FINISHED)

WOOD (ROUGH)

RIGID INSULATION

BATT. OR LOOSE INSULATION

STEEL

WOOD (BLOCKING)

PARTICLE BOARD

ARCHITECTURAL DRAWINGS SYMBOLS

MATCH LINE

COLUMN LINE REFERENCES

DOOR TAGS

ROOM TAGS

REVISION TAG

BUILDING SECTIONS

WALL SECTIONS

EXTERIOR ELEVATIONS

INTERIOR ELEVATIONS

DETAIL CALL OUTSPARTITION TYPES

NEW WORK KEYNOTES

ARCHITECTURAL ABBREVIATIONS
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X-XXX

DETAIL NO0

X-XXX

DETAIL NO

SHEET NO

3

X-XXX
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1

1 SIM

FHS
A101
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SHEET NO

DETAIL NO

DETAIL NO

SHEET NO

A

B

A:  Area
AB:  Anchor Bolt
ABV: Above
ACC: Access
ACOUST: Acoustical
ACR: Acrylic
ACST: Acoustic
ACT: Acoustical Tile
AD: Access Door
ADH: Adhesive
ADJ: Adjust, Adjustable, Adjacent
AFF: Above Finished Floor
AGGR: Aggregate
ALT: Alternate
ALUM: Aluminum
ANOD: Anodized
AP:  Access Panel
APPROX: Approximate
ATC: Acoustical Tile Ceiling

BDRM: Bedroom
BETW: Between
BF:  Board Foot
BIT: Bituminous
BLDG: Building
BLKG: Blocking
BOT: Bottom
BPL: Bearing Plate
BRG: Bearing
BRK: Brick
BRZ: Bronze
BS:  Both Sides
BSMT: Basement
BUR: Built-up Roof

C/C: Center to Center
CAB: Cabinet
CAR: Carpet
CAV: Cavity
CCW: Counter Clockwise
CCTV: Closed Circuit TV
CEM: Cement
CER: Ceramic
CF:  Cubic Feet
CHAM: Chamfer
CJ:  Control Joint
CK: Caulking
CL:  Centerline
CLG: Ceiling
CLKG: Caulking
CLR: Clear
CLR OPG: Clear Opening
CMT: Ceramic Mosaic Tile
CMU: Concrete Masonry Unit
COL: Column
CONC: Concrete
CONSTR: Construction
CONT: Continuous
CONTR: Contractor
COP: Copper
CPR: Copper
CPT: Carpet
CT:  Ceramic Tile
CW: Clockwise

DBL: Double
DEG: Degree
DEMO: Demolition
DF:  Drinking Fountain
DIAG: Diagonal
DIA: Diameter
DIAM: Diameter
DIFF: Diffuser
DN:  Down
DWG: Drawing
DWGS: Drawings
DWR: Drawer

EA:  Each
EB:  Expansion Bolt
EE: Each End
EF:  Each Face
EIFS: Exterior Insulation and Finish System
EJ:  Expansion Joint
EL:  Elevation, Elevator
ELEC: Electrical
ELEV: Elevator, Elevation
ENCL: Enclosure
EPDM: Ethylene Propylene Diene Monomer
EQ:  Equal
EQUIP: Equipment
ER: Entire Room
ETR: Existing to Remain
EW: Each Way
EXG: Existing
EXH: Exhaust / Exhaust Fan
EXIST: Existing
EXP: Exposed

FB:  Face Brick
FD:  Floor Drain
FDC: Fire Department Connection
FDN: Foundation
FDTN: Foundation
FE:  Fire Extinguisher
FEC: Fire Extinguisher Cabinet
FFE: Finished Floor Elevation
FF&E: Fixtures, Furnishings & Equipment
FFL: Finished Floor Line
FGL: Fiberglass
FHC: Fire Hose Cabinet
FIN: Finish, finished
FIXT: Fixture
FL:  Floor
FLR: Floor
FO:  Finished Opening
FOF: Face of Finish
FOS: Face of Studs
FP:  Fireproof
FRT: Fire Retardant
FT:  Foot, Feet,
FTG: Footing, Fitting
FURN: Furnish, Furniture
FURR: Furring

100

ROOM NAME
123

W12 WINDOW TAG/LOUVER TAG

WALL SECTIONS
DETAIL NO

P. LAM: Plastic Laminate
PAR: Parallel
PBD: Particle Board
PC: Pipe Curb
PERIM: Perimeter
PERP: Perpendicular
PL:  Plate
PLBG: Plumbing
PLYWD: Plywood
PLUMB: Plumbing
PR:  Pair
PREFAB: Prefabricated
PRES: Pressure
PRESS: Pressure
PRMLD: Premolded
PRTN: Partition
PSF: Pounds per square foot
PSI: Pounds per square inch
PT: PRESSURE TREATED
PTD: Painted, Paper Towel Dispenser
PTD/R: Combination Paper Towel Dispenser/Receptacle
PTN: Partition

QUAL: Quality
QT:  Quarry Tile, Quart
QTY: Quantity

RB:  Rubber Base
RCP: Reflected Ceiling Plan
RD:  Roof Drain, Round, Receptacle Distribution Panel
RE: Relocated (Existing)
REBAR: Reinforcing Bar
REF: Refer, Reference, Refrigerator
REFL: Reflected
REFR: Refrigerate, Refrigerator
REINF: Reinforcement, or Reinforce
REQD: Required
RESIL: Resilient
RF: Roof
RGH: Rough
RGH OPNG: Rough Opening
RO:  Rough Opening
RT:  Rubber Tile
RTU: Roof Top Unit

SALV: Salvage
SCHED: Schedule
SF:  Square Foot
SHR: Shower
SHT: Sheet
SPEC: Specification, Specifications
SPECS: Specifications
SQ:  Square
SS:  Stainless Steel
STC: Sound Transmission Class
STD: Standard
STL: Steel
STOR: Storage
STRT: Straight
STRUC: Structural
STRUCT: Structural
SUR: Surface
SUSP: Suspended, Suspend

T&B: Top and Bottom
T&G: Tongue & Groove
TB:  Towel Bar
TD:  Trench Drain
TERR: Terrazzo
THK: Thick, Thickness
THRU: Through
TLT: Toilet
TPD: Toilet paper Dispenser
TPH: Toilet Paper Holder
TPTN: Toilet Partition
TYP: Typical
TZ:  Terrazzo

UNFIN: Unfinished
UNO: Unless Noted Otherwise
UON: Unless Otherwise Noted
UP:  Unpainted
UR:  Urinal

VAT: Vinyl Asbestos Tile
VBC: Vinyl Base (Coved)
VCT: Vinyl Composition Tile
VERT: Vertical
VEST: Vestibule
VIF: Verify In the Field
VT:  Vinyl Tile
VTR: Vent Through Roof
VWC: Vinyl Wall Covering

W/:  With
W/O: Without
WAINS: Wainscot
WC: Watercloset
WD: Wood

EXISTING MATERIAL/ 
COMPONENT TO REMAIN

NOMINAL FACE OF STUD AT 
GWB/STUD PARTITION

(U.N.O.)

NOMINAL FACE
OF MASONRY AND CONCRETE WALL / 

PARTITIONS
(U.N.O.)

CENTER LINE OF 
COLUMN
(U.N.O.)

TYPICAL PLAN DIMENSIONING

NOMINAL FACE OF EXISTING 
PARTITION

(U.N.O.)

XXXBUILDING NAME

0

X-XXX
XXX

0

X-XXX SHEET NO
XXXBUILDING NAME

0

X-XXX SHEET NO
XXXBUILDING NAME

XXX BUILDING NAME

XXX BUILDING NAME
1B

1

M3.1b

ABATEMENT KEYNOTES

D1B DEMO WORK KEYNOTES

GA:  Gauge, Gage
GALV: Galvanized
GC:  General Contractor
GL:  Glass
GL BLK: Glass Block
GRND: Ground
GRTG: Grating
GVL: Gravel
GYP: Gypsum
GYP BD: Gypsum Board

HDCP: Handicapped (better called "Accessible")
HDW: Hardware
HDWD: Hardwood
HGT: Height
HM: Hollow Metal
HORIZ: Horizontal
HR:  Hour
HWD: Hardwood

ID:  Inside Diameter
IN: Inch
INCL: Include
INFO: Information
INSTL: Install
INSUL: Insulation
INT: Interior
INT: Intake/Relief Hood
INTERM: Intermediate

JAN: Janitor
JC:  Janitor's Closet
JT:  Joint

LAB: Laboratory, Labor
LAV: Lavatory
LB:  Pound (weight)
LBL: Label
LINO: Linoleum
LNTL: Lintel

MAINT: Maintenance
MAN: Manual
MAR: Marble
MARB: Marble
MAS: Masonry
MAT: Material
MTL: Metal
MAX: Maximum
MECH: Mechanical
MEMB: Membrane
MFD: Manufactured
MFG: Manufacturer, Manufacturing
MFR: Manufacture, Manufacturer
MI:  Malleable Iron, Miles
MIKE: Microphone
MIN: Minimum
MIR: Mirror
MISC: Miscellaneous
MK:  Mark
ML&P: Metal Lath & Plaster
MLD: Molding
MLDG: Molding
MM: Millimeter
MMB: Membrane
MO: Masonry Opening
MOD: Module
MONO: Monolithic
MOV: Movable
MP: Metal Acoustical Panel
MPS: Medium Pressure Steam
MR: Mop Receptor
MRD: Metal Roof Deck
MT: Mount, Mounted
MTD: Mounted
MTL: Material, Metal
MTR: Motor
MUL: Mullion
MULL: Mullion
MV:  Mercury Vapor
MWP: Maximum Working Pressure
MWK: Millwork

N:  North, Nitrogen
NAP: Napkin
NAT: Natural
NATL: Natural
NB:  "Nota Bene" (Latin phrase for "Take Special Note")
NC:  Normally Closed, Noise Criteria
NEC: National Electrical Code
NEUT: Neutral
NF:  Near Face
NFWH: Non-freeze Wall Hydrant
NI:  Nickel
NIC: Not In Contract
NK:  Neck
NMT: Non-Metallic
NO:  Number, Normally Open
NOM: Nominal
NR:  Noise Reduction
NRC: Noise Reduction Coefficient
NTS: Not To Scale

OB: Obscure
OBS: Obscure
OC:  On Center
OD:  Outside Diameter
OF:  Outside Face
OFF: Office
OH:  Overhead
OHD: Overhead Door
OPNG: Opening
OPP: Opposite
OPP H: Opposite Hand

OVERHEAD

VISIBLE ITEMS

BREAK LINE

HIDDEN OR NOT IN CONTRACT

CENTER LINE OR COLUMN GRID

C.M.U. WALL / PARTITION - SEE PARTITION TYPES

EXISTING WALL CONSTRUCTION

METAL STUD PARTITION - SEE PARTITION TYPES

WALL/ PARTITION DESIGNATIONS
BRICK FACE

LINE TYPES

PROJECT LOCATION MAP:
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SECT. @ FLOOR

5/8" TYPE "X" GYPSUM WALL 
BOARD (ONE SIDE)

EXTERIOR WALL, MASONRY 
WALL OR INTERIOR PARTITION -

SEE FLOOR PLAN

SCHEDULED CEILING. SEE 
REFLECTED CEILING PLAN 

FOR HEIGHT.

F0.0

FURRING 
CHANNEL SIZE

PARTITION 
WIDTH

7/8" 1-1/2"

MARK

FURRING CHANNEL

F1.0 1 5/8" 2-1/4"

SCHEDULED FLOOR FINISH 
AND BASE

SECT. @ FLOOR

SECT. @ CLG.

PLAN VIEW

GYPSUM WALL BOARD (ONE SIDE)

EXTERIOR WALL, MASONRY WALL 
OR INTERIOR PARTITION - SEE 

FLOOR PLAN

SCHEDULED CEILING. SEE 
REFLECTED CEILING PLAN FOR 

HEIGHT.

STEEL STUDS @ 16" O.C.

STUD SIZE

2 1/2"F2.0

GAUGE
PARTITION 

WIDTH

18 GA 3 1/8"

SECT. @ CLG.

PLAN VIEW

MARKSTC

--

FIRE TEST 
DESIGN NO. FIRE RATING

-- NON-RATED

---- NON-RATED

STC

--

FIRE TEST 
DESIGN NO. FIRE RATING

-- NON-RATED

---- NON-RATED

5 
3/

4"
 M

IN

5 
7/

8"
 M

IN

SCHEDULED FLOOR FINISH 
AND BASE

ACOUSTICAL SEALANT

3 5/8"F3.0 18 GA 4 1/4"

ACOUSTICAL SEALANT

SOUND ACOUSTIC BATT 
INSULATION (TO UNDERSIDE OF 

DECK) AT 'A' SUFFIX

ACOUSTICAL SEALANT AT 'i' SUFFIX

CONTINUE GYPSUM BOARD TO 
DECK AT 'i' SUFFIX

WALL TYPE F WALL TYPE F

NON-RATED6"F6.0 18 GA 6 5/8" ----

BOTTOM OF STRUCTURE

SOUND ATTENUATION BATT INSULATION
(TO UNDERSIDE OF DECK)

CONT LATERAL BRACE

SLOTTED DEFLECTION TRACK- SEE 
DETAIL ON G002

SECT. @ FLOOR

SECT. @ CLG.

PLAN VIEW

20 GAUGE - STEEL STUDS @ 16" O.C. 
(SEE WALL TYPE MARK FOR STUD WIDTH)

5/8" TYPE "X" GWB  EA. SIDE FULL HEIGHT 
ON STEEL STUDS TO STRUCT. ABOVE

(FOR 2 HR FIRE RATING PROVIDE 2 LAYERS 
5/8" TYPE "X" GWB EA. SIDE FULL HEIGHT) 

(FOR 3 HR FIRE RATING PROVIDE 3 LAYERS 
1/2" TYPE "X" GWB EA. SIDE FULL HEIGHT)

SCHEDULED CEILING. SEE 
REFLECTED CEILING PLAN FOR 

HEIGHT.

ACOUSTICAL OR FIRE RESISTIVE JOINT 
SEALANT (BOTH SIDES)

SCHEDULED BASE MOLDING

ACOUSTICAL OR FIRE RESISTIVE JOINT 
SEALANT (BOTH SIDES)

STC

--

STUD SIZE

3 5/8"

FIRE TEST 
DESIGN NO. FIRE RATING

-- NON-RATEDS3.0

GAUGE
PARTITION 

WIDTH

20 GA 4 7/8"

--3 5/8" UL U419 1 HRS3.1 20 GA 4 7/8"

--6" UL U419 1 HRS6.1 20 GA 7 1/4"

--6" UL U419 2 HRS6.2 20 GA 8 1/2"

--3 5/8" UL U419 2 HRS3.2 20 GA 6 1/8"

--6" -- NON-RATEDS6.0 20 GA 7 1/4"

--6" -- NON-RATEDS6.0d 20 GA 8 1/2"

GYPSUM LAYERS
EACH SIDE

1x 5/8" + 1x 5/8"

1x 5/8" + 1x 5/8"

2x 5/8"+ 2x 5/8"

1x 5/8" + 1x 5/8"

2x 5/8" + 2x 5/8"

1x 5/8"+ 1x 5/8"

2x 5/8"+ 2x 5/8"

--8" -- NON-RATEDS8.0 20 GA 9 1/4"

--8" -- NON-RATEDS8.0d 20 GA 10 1/2"

1x 5/8" + 1x 5/8"

2x 5/8" + 2x 5/8"

--3 5/8" -- NON-RATEDS3.0d 20 GA 6 1/8" 2x 5/8" + 2x 5/8"

--8" UL U419S8.1 20 GA 9 1/4"

NON-RATED

1x 5/8"+ 1x 5/8"1 HR

WALL TYPE S (METAL STUD)

--2 1/2" -- NON-RATEDS2.0 20 GA 3 1/8" 1x 5/8" + 0"

CMU WALL

REINFORCING SEE STRUCTURAL 
DRAWINGS FOR SIZE, SPACING 

AND DOWEL REQUIREMENTS

SECT. @ FLOOR

SECT. @ CLG.

PLAN VIEW

STC

M4.0

--

FIRE TEST DESIGN NO. FIRE RATING

N/A NON-RATEDM6.0

GAUGE PARTITION WIDTH

N/A 5 5/8"

--N/A NON-RATEDN/A 3 5/8"

BLOCK SIZE

6" NOMINAL

4" NOMINAL

--N/A NON-RATEDN/A 7 5/8"M8.0 8" NOMINAL

--UL U905 1 HRN/A 7 5/8"M8.1 8" NOMINAL

BOTTOM OF DECK

NON-SHRINK GROUT (AT 
NON-RATED WALLS)

SCHEDULED BASE MOLDING

--UL U905 2 HRN/A 7 5/8"M8.2 8" NOMINAL

--N/A NON-RATEDN/A 11 5/8"M12.0 12" NOMINAL

SEE STRUCTURAL FOR ALL 
MASONRY WALL BRACING 
CONDITIONS.

STEEL PLATE AND 
ANGLES. SEE 
STRUCTURAL DRAWINGS

--UL 906 1 HRM6.1 N/A 5 5/8"6" NOMINAL

--UL 906 2 HRM6.2 N/A 5 5/8"6" NOMINAL

WALL TYPE M (CONCRETE MASONRY UNITS)

* ASTERISK INDICATES LAYER OF 5/8" G.W.B. TO BE PROVIDED WHERE SHOWN ON PLANS. 

CMU WALL

REINFORCING SEE 
STRUCTURAL DRAWINGS 
FOR SIZE, SPACING AND 
DOWEL REQUIREMENTS

SECT. @ FLOOR

SECT. @ CLG.

PLAN VIEW

BOTTOM OF DECK

NON-SHRINK GROUT (AT 
NON-RATED WALLS)

GYPSUM WALL BOARD (ONE SIDE)

EXTERIOR WALL, MASONRY WALL 
OR INTERIOR PARTITION - SEE 

FLOOR PLAN

SCHEDULED CEILING. SEE 
REFLECTED CEILING PLAN 

FOR HEIGHT.

STEEL STUDS @ 16" O.C.

SCHEDULED FLOOR FINISH AND BASE

ACOUSTICAL SEALANT

SOUND ATTENUATION BATT 
INSULATION (TO UNDERSIDE OF DECK)

ACOUSTICAL SEALANT AT 'i' SUFFIX

CONTINUE GYPSUM BOARD TO DECK 
SEE STRUCTURAL FOR 
ALL MASONRY WALL 
BRACING CONDITIONS.

STEEL PLATE AND 
ANGLES. SEE 
STRUCTURAL 
DRAWINGS

STC

MF11.0

FIRE TEST DESIGN NO. FIRE RATING

MF11.1

STUD SIZE PARTITION WIDTH

--N/A NON-RATED2 1/2" 1'-2" (V.I.F.)

BLOCK SIZE

8" NOMINAL

MF11.2

WALL TYPE MF (CMU WITH FURRING)
GA.

18

MF8.0 --N/A NON-RATED3 5/8" 9 7/8"6" NOMINAL 18

MF9.0 6" NOMINAL 2 1/2"* 18 N/A --NON-RATED1'-0" (V.I.F.)

* ASTERISK INDICATES WHERE FURRING IS REQUIRED ON BOTH SIDES OF THE MASONRY WALL CONSTRUCTION. 
COORDINATE OFFSET OF FURRING FROM MASONRY IN FIELD TO ALIGN FINISH SURFACES FLUSH.

--UL U905 2 HR2 1/2"* 1'-2" (V.I.F.)8" NOMINAL 18

MF8.2 8" NOMINAL 7/8" 18 9 1/8" 2 HR --UL U905

--N/A NON-RATED2 1/2"* 1'-2" (V.I.F.)8" NOMINAL 18

MF12.0 8" NOMINAL 3 5/8" 18 1'-2" (V.I.F.)

WITH EXIST. CONDITIONS (V.I.F.)
OFFSET VARIES WHERE ALIGNING

N/A NON-RATED --

BOTTOM OF DECK BOTTOM OF DECK

STUD SIZE

3 5/8"S3.0h

GAUGE
PARTITION 

WIDTH

18 GA 3 1/8"

MARK STC

--

FIRE TEST 
DESIGN NO. FIRE RATING

-- NON-RATED

OTHER WALL TYPES

5/8" GYPSUM WALL BOARD AND 
SCHEDULED WALL FINISH

33 MIL METAL STUD @ 16" 
O.C. (SEE WALL TYPE MARK 

FOR STUD WIDTH)

METAL STUD TRACK ANCHORED 
TO FLOOR (SEE WALL TYPE 
MARK FOR TRACK WIDTH)

SECT. @ FLOOR

SCHEDULED FLOOR FINISH 
AND BASE

SEE DETAIL DRAWINGS FOR 
WALL CAP INFORMATION

2'
 - 

10
"

PARTITION TYPE LEGEND

METAL STUDS @ 16" O.C., x REFER TO SPEC'S FOR GA./MIL THICKNESSS

METAL STUDS @ 12" O.C./ FURRING CHANNELS / HAT CHANNELS/ Z-
FURRING CHANNELS x REFER TO SPECS FOR GA./MIL THICKNESS

F

MATERIAL DESIGNATION

SIZE SUFFIX

1 5/8" METAL STUDS, OR 7/8" / 1 1/2" HAT CHANNELS (SEE 
REMARKS)

1

2 1/2" METAL STUDS OR 2" / 2 1/2" Z FURRING CHANNELS (SEE 
REMARKS)

2

3 5/8" METAL STUDS3

4" CONCRETE MASONRY UNIT (CMU) OR 4" METAL STUDS4

6" CONCRETE MASONRY UNIT (CMU) OR 6" METAL STUDS6

8" CONCRETE MASONRY UNIT (CMU) OR 8" METAL STUDS8

10" CONCRETE MASONRY UNIT (CMU) 10

12" CONCRETE MASONRY UNIT (CMU) 12

RATING SUFFIX

1 HR RATED CMU OR METAL STUD PARTITION (PER UL DESIGN NO.)1

2 HR RATED CMU OR METAL STUD PARTITION (PER UL DESIGN NO.)2

3 HR RATED CMU OR METAL STUD PARTITION (PER UL DESIGN NO.)3

ALL PARTITION EXTEND TO BOTTOM OF CONCRETE FLOOR TO METAL DECK ABOVE 
UNLESS OTHERWISE INDICATED.

FILL FLUTES IN METAL DECK ABOVE PARTITION WITH FIRE SAFING INSULATION AND FIRE 
STOP ENTIRE PERIMETER AT RATED PARTITIONS, AND EXTERIOR WALLS
WITH A UL LISTED JOINT SYSTEM FIRESTOP ASSEMBLY.

PROVIDE DEFLECTION TRACKS AT METAL STUD PARTITIONS THAT TERMINATE AT THE 
UNDERSIDE OF STRUCTURE/ METAL DECK ABOVE.

ALL NON-BEARING PARTITIONS SHALL BE CONSTRUCTED TO LIMIT DEFLECTION TO  
L/362 OF THE SPAN WITH UNIFORM 5 PSF HORIZONTAL LOADING.

ALL PENETRATIONS IN FIRE RATED PARTITIONS TO BE FIRE STOPPED AND SEALED.

ALL PARTITIONS SHALL BE SEALED TO PREVENT PASSAGE OF SMOKE.

CONTRACTOR TO REFER TO CODE/LIFE SAFETY DRAWINGS FOR RATED PARTITIONS.

PROVIDE MOISTURE RESISTANT GYPSUM BOARD AT ALL WET LOCATIONS AND AREAS 
TO RECEIVE WALL TILE, REFER TO SPECIFICATION IN PROJECT MANUAL.

PROVIDE DOUBLE FRAMING AT ALL DOOR, WINDOW AND CASED OPENINGS JAMBS AND 
HEAD CONDITIONS.

FOR ALL PARTITIONS, COORDINATE AND PROVIDE BLOCKING FOR ALL BUT NOT LIMITED 
TO WALL MOUNTED ARCHITECTURAL WOODWORK, FINISH CARPENTRY, TOILET 
PARTITIONS AND ACCESSORIES, EQUIPMENT, HANDRAILS, HARDWARE AND SIMILAR 
MOUNTED ITEMS.

EXAMPLE:         M  3 . 1  b

MATERIAL DESIGNATION

SIZE SUFFIX

RATING SUFFIX

ACCESSORY SUFFIX

NON-RATED CMU OR METAL STUD PARTITION0

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

CS12.0b

GENERAL PARTITION NOTES
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(E)2FP (E)2FP

(E
)2

FP
(E

)2
FP

(E
)2

FB
(E

)2
FB

(E)2FB
(E)2FB

(E)2FP
(E)2FP

(E)2FP

(E)2FP (E)2FP

(E)2FP(E)2FP

(E)2FP(E)2FP

(E)2FP (E)2FP

(E)2FP
(E)2FP

(E)2FP

(E)2FP(E)2FP

(E)2FP(E)2FP

(E)2FB(E)2FB

1FP 1FP

1FB 1FB

(E)1FB (E)1FB

2121 SF

BOILER ROOM
001

207 SF

STOR.
003B

329 SF

FACILITIES
004

287 SF

STORAGE
002

115 SF

STOR.
003

37 SF

TLT.
003A

212 SF

STAIR
134B

FX

FX

36" E.W.

1.5 E.U.

36" E.W.

1.5 E.U.

SLAB-ON-GRADE

SLAB-ON-GRADE

CRAWL SPACE CRAWL SPACE

CR
AW

L 
SP

AC
E

CR
AW

L 
SP

AC
E

CR
AW

L 
SP

AC
E

SLAB-ON-
GRADE

SLAB-ON-
GRADE

SLAB-ON-
GRADE

SLAB-ON-GRADE

SLAB-ON-GRADE

SLAB-ON-
GRADE

SLAB-ON-GRADE

SLAB-ON-GRADE

SLAB-ON-
GRADE

1970s
1972

1952
1994

1972

2004

1938

1994

KEY PLAN - YEAR OF CONSTRUCTION
1" = 200'-0"

EXITE

FIRE EXTINGUISHER CABINET
(1 PER 75 FT RADIUS)

1 HOUR RATED FIRE PARTITION

EXISTING WALL - PRESUMED 1 HOUR 
RATED FIRE BARRIER

1 HOUR RATED FIRE BARRIER

LIFE SAFETY LEGEND

LEVEL 1 ALTERATION

FX

INDICATES ACCESSIBLE ROUTE

SPACE / AREA DESIGNATION:

ROOM NAME

ROOM NUMBER

AREA OF SPACE

MAIN OFFICE
100

331 SF

RESCUE WINDOW (REQUIRED TO 
OPEN 90 DEGREES SEAMLESSLY 
FOR EMERGENCY EGRESS)

R

72" E.W.

3 E.U. EXIT UNITS PER OPENING

EXIT WIDTH

XX MAXIMUM OCCUPANCY

FIRE RATED ASSEMBLIES:CLASSIFICATION OF WORK:

LIFE SAFETY SYMBOLS:

LEVEL 2 ALTERATION

CODE ITEM CODE SECTION REQUIRED/ALLOWED ACTUAL DESCRIPTION OF WORK

CHAPTER 6 - CLASSIFICATION OF WORK

ALTERATION - LEVEL 1

EXISTING BUILDING CODE NYS 2020 (EBNYS)

SECTION 603 --- 47,252 SF REPLACE VARIOUS CEILINGS AND DOORS THROUGHOUT THE 
BUILDING.

ALTERATION - LEVEL 2 SECTION 603 --- 31,417 SF TECHNOLOGY WING: RECONFIGURATION & ADDITION OF 
ROOMS, FINISH UPGRADES, ADDITIONAL STORAGE SPACE.
CAFETERIA & KITCHEN: SEATING AREA RENOVATIONS, SERVING 
AREA RECONFIGURATION, KITCHEN RENOVATION.
AUDITORIUM & MUSIC ROOMS: REFINISHING STAGE FLOOR, 
NEW SEATING IN AUDITORIUM, CHORUS AND BAND ROOM 
SUITE RECONFIGURATION, ADDITION OF OFFICES & STORAGE.
HIGH SCHOOL GYMNASIUM: NEW BLEACHER SEATING, LOCKER 
AND TEAM ROOM RECONFIGURATION, NEW TRAINING ROOM.
VESTIBULE / LOBBY: ADDITION OF SECURE VESTIBULE, 
RECONFIGURATION OF CONCESSIONS, ADDITION OF INDIVIDUAL 
(UNISEX) RESTROOMS.
ELEMENTARY GYMNASIUM: NEW BACKBOARDS, MOTORIZED 
BLEACHERS, NEW PARTITION, FINISH UPGRADES.
VARIOUS TOILET ROOMS: RECONFIGURATION TO MEET ADA 
REQUIREMENTS, FINISH UPGRADES.

CODE ITEM CODE SECTION REQUIRED/ALLOWED ACTUAL COMMENTS

CHAPTER 3 - USE AND OCCUPANCY CLASSIFICATION

EDUCATIONAL (GROUP E)

CHAPTER 6 - TYPES OF CONSTRUCTION

GENERAL TABLE 601

CHAPTER 7 - FIRE AND SMOKE PROTECTION FEATURES

CHAPTER 9 - FIRE PROTECTION SYSTEMS

AUTOMATIC SPRINKLER SECTION 903.2.3 NON-SPRINKLERED
PORTABLE FIRE EXTINGUISHER SECTION 906 REQUIRED
FIRE ALARM (MANUAL) SECTION 907 REQUIRED

75' TRAVEL DISTANCE - FIRE CODE OF NYS
EXISTING
EXISTING

TYPE II-B (NS)

EXISTING

SECTION: 305.1

FIRE BARRIERS

CHAPTER 10 - MEANS OF EGRESS

BUILDING CODE NYS 2020 (BCNYS)

CHAPTER 8 - INTERIOR FINISHES

EXIT ENCLOSURES AND EXIT PASSAGEWAYS TABLE 803.13 --- EXISTING
CORRIDORS
ROOMS AND ENCLOSED SPACES
INTERIOR FLOOR FINISH SECTION 804.4

---
---
---

EXISTING
EXISTING
EXISTING

TABLE 803.13
TABLE 803.13

FIRE PARTITIONS
SMOKE BARRIERS
SHAFT ENCLOSURES

TABLE 707.3.10 2 HOUR EXISTING
TABLE 708.3 1 HOUR EXISTING
TABLE 709.3 1 HOUR EXISTING
TABLE 713.4 1 HOUR EXISTING

NUMBER OF EXITS
1,000 OR MORE

OCCUPANT LOAD
EDUCATIONAL - CLASSROOMS

DOORS:
WIDTH
SWING

PANIC AND FIRE EXIT HARDWARE
EXIT ACCESS
COMMON PATH OF EGRESS TRAVEL
EXIT AND EXIT ACCESS DOORWAYS
EXIT ACCESS TRAVEL DISTANCE
CORRIDORS
DEAD-END CORRIDORS

TABLE 1006.3.2

SECTION 1004

4 EXITS

---
20 NET

--- SEE LIFE SAFETY PLAN

---
TABLE 1004.5 EXISTING

SECTION 1010.1.1 32" MIN. CLEAR EXISTING
SECTION 1010.1.2 SEE COMMENT EXISTING
SECTION 1010.1.10 REQUIRED EXISTING
SECTION 1016 --- EXISTING
SECTION 1029.8 75 FEET EXISTING
SECTION 1007 2 EXITS EXISTING
TABLE 1017.2 150 FEET MAX. EXISTING
TABLE 1020.1 1 HOUR EXISTING
SECTION 1020.4 20 FEET MAX. EXISTING

CHAPTER 11 - ACCESSIBILITY

ACCESSIBLE ROUTE:
WITHIN A SITE SECTION 1104.2 1 MIN. EXISTING SEE LIFE SAFETY PLAN
CONNECTED SPACES SECTION 1104.3 1 MIN. EXISTING
MULTILEVEL BUILDINGS SECTION 1104.4 1 MIN. EXISTING

ACCESSIBLE ENTRANCES SECTION 1105 60% MIN. EXISTING

CHAPTER 29 - PLUMBING SYSTEMS

OCCUPANCY
BASED ON 3,662 TOTAL OCCUPANTS
(ASSUME 1,831 GIRLS AND 1,831 BOYS)

WOMENS:
WATER CLOSETS
LAVATORIES

MENS:
WATER CLOSETS

LAVATORIES
URINALS

WATER FOUNTAINS

MOP SINKS

TABLE 2902.1
TABLE 2902.1

TABLE 2902.1

TABLE 2902.1

REQ. 37 (1 PER 50 OCCUPANTS)
REQ. 37 (1 PER 50 OCCUPANTS)

46
34

REQ. 13-37 (1 PER 50 OCCUPANTS)
REQ. 0-13 (1 PER 50 OCCUPANTS)
REQ. 37 (1 PER 50 OCCUPANTS)

27
27
34

19

3REQ. 1

INDIVIDUAL USE:
WATER CLOSETS
LAVATORIES

TABLE 2902.1
TABLE 2902.1

21
21

FLOOR AREA SQ. FT.

BASEMENT - EXISTING 3,750 S.F.

BUILDING SQ. FT. DATA

FIRST FLOOR LEVEL - EXISTING 122,570 S.F.

SECOND FLOOR LEVEL - EXISTING 61,680 S.F.
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72" E.W.

3 E.U.

36" E.W.

1.5 E.U.

36" E.W.

1.5 E.U.

72" E.W.

3 E.U.

72" E.W.

3 E.U.

144" E.W.

6 E.U.

72" E.W.

3 E.U.

72" E.W.

3 E.U. 144" E.W.

6 E.U.

FIRE
DOORS

144" E.W.

6 E.U.

36" E.W.

1.5 E.U.

72" E.W.

3 E.U.

108" E.W.

4.5 E.U.

108" E.W.

4.5 E.U.

144" E.W.

6 E.U.

72" E.W.

3 E.U.

72" E.W.

3 E.U.
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3 E.U.
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72" E.W.
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3 E.U.

72" E.W.
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72" E.W.
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72" E.W.
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1.5 E.U.

36" E.W.
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36" E.W. 1.5 E.U.
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FX
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72" E.W.

3 E.U.

72" E.W.

3 E.U.

EXG 3-HR
FIREWALL

1.5 E.U.

36" E.W.

3 E.U.

72" E.W.

1.5 E.U.

36" E.W.

EXG 2-HR
FIREWALL

144" E.W.

6 E.U.

144" E.W.

6 E.U.
96" E.W.

4 E.U.

96" E.W.

4 E.U.

1.5 E.U.

36" E.W.

1.5 E.U.

36" E.W.

3 E.U.

72" E.W.

3 E.U.

72" E.W.

3 E.U.

72" E.W.
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PROPOSED SEATING: 198

24

20

17

8 8

12

30 30 30

301230

18
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12

35

35

35

35

35

212 SF

STAIR
S304

CL.

PASS.
J.C.

TLT.

W. TLT. J.C.

CL.

PASS.

NEW

R

R

36" E.W.

1.5 E.U.

NEW

36" E.W.

1.5 E.U.

2FP2FP

277 SF

G. TLT.
126

185 SF

CONCESSIONS
136

437 SF

FOOTBALL
TEAM ROOM

151

162 SF

OFFICE
113A

162 SF

OFFICE
114A

140 SF

PRAC.
117B

135 SF

PRAC.
117A

136 SF

STOR.
117C

73 SF

SECURITY
OFFICE

147C

254 SF

GYM STOR.
144A

977 SF

BOYS' LOCKER
ROOM

144

295 SF

TLT./SHOWER
142B

765 SF

GIRLS' LOCKER ROOM
142

1200 SF

BAND ROOM
113

966 SF

CHORUS ROOM
114

2783 SF

ADAPTIVE P.E.
150

170 SF

PASS.
152

843 SF

COMPUTER RM
155

1421 SF

CLEAN TECH.
104

2425 SF

WOODSHOP
105

134 SF

SERVER
104B

115 SF

IT/EQUIP.
104A

728 SF

CAFÉ
101

786 SF

MUSIC STORAGE
100

794 SF

SOCIAL STUDIES
102

779 SF

HEALTH
CLASSROOM

103

542 SF

MUSIC
STOR.

116

2334 SF

CAFETERIA
119

1073 SF

SENIOR CAFE
119A

365 SF

TRAINER ROOM
149

556 SF

SECURE
VESTIBULE

147

180 SF

SECURITY DESK
147B

1259 SF

CORR.
C141

316 SF

TEAM ROOM
142A

71 SF

VEST.
V141

58 SF

VEST.
V154

1276 SF

STAGE
132

394 SF

CORR.
C117

486 SF

CORR.
C103

421 SF

CORR.
C140

283 SF

VEST.
V140

189 SF

COUNS.
366

245 SF

B. TLT.
317

280 SF

G. TLT.
319

767 SF

ELEM. SPECIAL
EDUCATION

320

766 SF

2ND GRADE
CLASSROOM

321

771 SF

2ND GRADE
CLASSROOM

308

775 SF

2ND GRADE
CLASSROOM

309

775 SF

1ST GRADE
CLASSROOM

310

766 SF

2ND GRADE
CLASSROOM

316

768 SF

1ST GRADE
CLASSROOM

311

771 SF

1ST GRADE
CLASSROOM

315

1629 SF

CORR.
C300

904 SF

COMPUTER
ROOM

322 36 SF

VEST.
V325

117 SF

STOR.
322A

166 SF

STAIR
S301

176 SF

STAIR
S300

52 SF

STORAGE
141C

177 SF

MECH.
355

206 SF

OFFICE
382

364 SF

OFFICE
381

334 SF

OFFICE
711A

472 SF

CSE OFFICE
711

809 SF

EM SPEC. ED.
710

169 SF

SUPP. / TLT.
710A

865 SF

JS SPEC. ED.
373

968 SF

ELEM. SPEC. ED.
374

259 SF

G. TLT.
375227 SF

VEST.
V302

222 SF

STAIR
S302

143 SF

STAIR
S104

375 SF

MTSS DIR.
123

686 SF

SOCIAL STUDIES
111

691 SF

ENGLISH CLASSROOM
110

701 SF

MATH CLASSROOM
109

675 SF

SPEC. ED. / MATH
CLASSROOM

108

718 SF

SOCIAL STUDIES
CLASSROOM

107

265 SF

STAIR
S102

739 SF

MATH CLASSROOM
106

152 SF

STAIR
S100

169 SF

OFFICE
502

165 SF

OFFICE
503

200 SF

B. TLT.
125

132 SF

STOR.
365

874 SF

E.S. MAIN OFF.
380

210 SF

B. TLT.
387

782 SF

CORR.
C303

34 SF

CL.
S300B

1469 SF

CORR.
C102

812 SF

CORR.
C101

1257 SF

CORR.
C100

45 SF

VEST.
V103A

877 SF

OT/PT CLASSROOM
372

139 SF

VEST.
V103

160 SF

S.R.O.
300

103 SF

VEST.
V800

242 SF

ATH. DIR.
122

69 SF

VEST.
V140A

31 SF

VEST.
S301A

28 SF

ELEC.
706

75 SF

NURSE WAITING
376

268 SF

COT RM
376A

256 SF

STAIR
S103

42 SF

VEST.
V102

149 SF

VEST.
V101

49 SF

VEST.
V100

230 SF

OFFICE
709

184 SF

PASS.
141A

240 SF

CORR.
147A

140 SF

VEST.
153

259 SF

STORAGE
142C

291 SF

GYM STOR.
141B

123 SF

P.E. OFF.
143

OFF. TLT.
143A

104 SF

P.E. OFF.
145

46 SF

OFF. TLT.
145A

283 SF

TLT./SHOWER
144B

53 SF

CL.
C103A

57 SF

CL.
C103B

66 SF

CL.
C101A

49 SF

CL.
C101B

1275 SF

CORR.
C301

CL.
705A

274 SF

3D PRINTING
104C

125 SF

STAIR
S101

605 SF

DISCOVERY
ROOM

343

1459 SF

DISCOVERY ROOM
344

166 SF

ELEM. P.E.
OFFICE

353

474 SF

STOR.
354A

843 SF

CORR.
C305

340 SF

CORR.
C304

279 SF

B. TLT.
508

16 SF

CL.
509

317 SF

SR PRINC.
506

122 SF

JR PRINC.
501

55 SF

SAFE
506A

33 SF

CL.
501A

206 SF

SECRETARY
505

8 SF

CL.
505A

530 SF

H.S. MAIN OFFICE
507

1859 SF

LOCKERS
500

335 SF

FACULTY RM
160

51 SF

TLT.
160A

20 SF

CL.
160B

116 SF

OFFICE
138

8806 SF

HIGH SCHOOL
GYMNASIUM

141

78 SF

STOR.
370B

5 SF

CL.
371A

25 SF

CL.
370A

28 SF

TLT.
370C

76 SF

STOR.
368B

28 SF

TLT.
368C

71 SF

STOR.
371B

29 SF

TLT.
371C

761 SF

KINDERGARTEN /
1ST GRADE

370
898 SF

KINDERGARTEN
368

150 SF

FACULTY BREAK
ROOM

369

759 SF

KINDERGARTEN
371

55 SF

PASS.
C301A

388 SF

RAMP
R301A

25 SF

TLT.
367C

24 SF

TLT.
225

79 SF

STOR.
367B

225 SF

PASS.
C301B

893 SF

KINDERGARTEN
367

42 SF

ELEC. / J.C.
323

65 SF

PLUMBING
324

7411 SF

ELEMENTARY GYMNASIUM
354

102 SF

VEST.
V300

158 SF

WOMEN'S TLT.
358

153 SF

MEN'S TLT.
357

118 SF

ELEC.
356

331 SF

BUS. OFFICE
704

WRK RM
705

177 SF

BUS. OFF.
703

36 SF

CL.
374A

48 SF

HEAR.
376C

37 SF

TLT.
376B

140 SF

NURSE
376D

92 SF

DENTAL
362

277 SF

ELEV.
LOBBY

L301

390 SF

UPPER ELEV.
LOBBY

L302

1493 SF

CORR.
C302

76 SF

STOR.
377

203 SF

VEST.
V303B

84 SF

OFF.
384

39 SF

CL.
385

138 SF

RAMP
R301B

22 SF

J.C.
386

1130 SF

PUBLIC MEETING ROOM
707

381 SF

OFFICE
713

404 SF

SUPT'S OFFICE
701

330 SF

DIST. OFFICE
702

1524 SF

CORR.
C104

140 SF

G. TLT.
510

TLT.
139A

TLT.
139B

TLT.
139C

TLT.
139D

87 SF

PASS.
137

104 SF

ROOF ACCESS
150A

TLT.
383

158 SF

VEST.
V303A

97 SF

PANTRY
712

81 SF

SOUND BOOTH
134A

76 SF

P.E. TLT.
150B

100 SF

SHWR
345D

97 SF

DRY
345C

293 SF

BOYS'
LOCKER RM

345

42 SF

VEST.
345A

65 SF

TLT.
345B

133 SF

TLT.
348B

213 SF

SHOWERS
348C

VEST.
348A

240 SF

GIRLS'
LOCKER RM

348

PROPOSED: 520 FIXED SEATS

PROPOSED SEATING: 272

1841 SF

KITCHEN & SERVERY
120

62 SF

TLT.
120H

395 SF

RECEIVING
120C

102 SF

PASS.
120B

106 SF

PASS.
120F

69 SF

OFFICE
120J

219 SF

DRY
STOR.

120A

179 SF

LAUNDRY / MOP
ROOM

120D
163 SF

DISHES
120L

PROPOSED SEATING: 544

21

28

32

FX

1 1
2

1

5

1

3

1

2

1

3

8

1

1

1

1

2

3

4

1

1

5

2

1

1
1

1

1

1

1

1

1

1

M. TLT.

(E)1FP

R

224 SF

I.T. OFFICE
155A

SMOKE ZONE
SZ-3

22,315 SF

SMOKE ZONE
SZ-1

15,474 SF

SMOKE ZN
SZ-4

11,320 SF

SMOKE ZN
SZ-5

7,360 SF

SMOKE ZONE
SZ-9

15,110 SF

SMOKE ZONE
SZ-8

11,730 SF

SMOKE ZONE
SZ-7

6,935 SF

SMOKE ZONE
SZ-2

9,242 SF

SMOKE ZONE
SZ-6

24,409 SF

KEY PLAN - SMOKE ZONES - FIRST FLOOR
1" = 200'-0"

CONSTRUCTION CLASS: II-B
OCCUPANCY: E

CONSTRUCTION CLASS: V
OCCUPANCY: E

CONSTRUCTION CLASSES PLAN - FIRST FLOOR
1" = 200'-0"

PRE-EXISTING
NON-CONFORMING

FIRE AREA 2a
FA-2a

17,280 SF

FIRE AREA 1
FA-1

94,645 SF

FIRE AREA 3
FA-3

6,935 SF

FIRE AREA 2b
FA-2b

5,035 SF

FIRE AREAS PLAN - FIRST FLOOR
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Sec. 7307, for any person, unless acting under the direction of a licensed 
architect, professional engineer, or land surveyor, to alter an item in any 
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