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IN FACEPLATE IF GREATER THAN ONE 

IP TELEPHONE

LOCATION ### =

PHONE TYPE

CEILING MOUNT SPEAKER

WALL MOUNT SPEAKER

HORN TYPE SPEAKER

SPEAKER VOLUME CONTROL

CLOCK/SPEAKER

CLOCK

TELEVISION OUTLET

PROJECTOR

DIGITAL INTERACTIVE DISPLAY

AUDIO/VIDEO CONNECTIONS

SECURITY CAMERA

CARD READER

# = CAM NUMBER 

##= CAM. TYPE

INTERCOM

DOOR CONTRACT SWITCH

REQUEST TO EXIT SENSOR

ELECTRIC DOOR LOCK DEVICE (DOOR STRIKE)

LIGHTNING ARRESTOR

GENERAL SYMBOL ANNOTATIONS

"E" =EXISTING TO REMAIN

"R" =EXISTING TO BE REPLACED

"RE" =EXISTING TO BE RELOCATED

"WG" =PROVIDE WIRE GUARD

"W-MT" =WALL MOUNT

COMMUNICATIONS RACEWAY DEVICE LOCATION

COMMUNICATIONS BACKBOX LOCATION

ROOM NAME, NUMBER, & 
APPROXIMATE AREA

BUILDING SECTION CALLOUT

WALL SECTION/ DETAIL
SECTION

EXISTING WALL/ 
CONSTRUCTION TO REMAIN

DEMOLITION WORK

NEW MASONRY WALL 
CONSTRUCTION

NEW STUD WALL 
CONSTRUCTION

EARTH/COMPACT FILL

POROUS FILL/GRAVEL

CONCRETE/ STRUCTURAL CONCRETE

SAND/ ARCHITECTURAL PRECAST 
CONCRETE

CONCRETE MASONRY

BRICK/BRICK PAVERS

STEEL

FINISH WOODWORK

NOMINAL CUT LUMBER, CONTINUOUS 
BLOCKING

BLOCKING SHIM

PLYWOOD/ PARTICLEBOARD

PLASTIC/ SOLID SURFACE

BATT INSULATION

RIGID INSULATION

FIREPROOFING

GLAZING

LATH AND PLASTER

CARPET

TERRAZZO

CERAMIC TILE - SECTION

GYPSUM WALL BOARD

?
?

?

INTERIOR ELEVATION CALLOUT

EXTERIOR ELEVATION CALLOUT

DETAIL/TITLE NUMBER

NEW COLUMN GRID LINE

CUT LINE

MATCH LINE

CENTERLINE

ELEVATION
INDICATOR

1

FEC

RD

V

CASEWORK NUMBER & TYPE -
REFER TO CASEWORK SCHEDULE

WINDOW NUMBER

DOOR NUMBER

WALL PARTITION TYPE

DEMOLITION KEYNOTE

DRAWING KEYNOTE

MARKERBOARD AND 
TACKBOARD TYPES

TOILET ACCESSORY TAG

FIRE EXTINGUISHER 
CABINET

ELEVATION MARK OR 
COORDINATE POINT

ROOF DRAIN

SLOPE

VENT PIPE

EXHAUST HOOD

?

?
?

?

?

?

?

?

?

?

?

?

?

?

?

?
?

?

?

A4.1

D#

#

?

? (?)

?

?

?

?

?

?

?

?

DS

LARGE CAPACITY COMMUNICATIONS BOX 
WITH 2-GANG OPENING

CB

ARA

"AREA OF RESCUE ASSISTANCE" INTERCOM STATIONRR

FIXED HEAT DETECTORF 195

EXISTING COLUMN GRID LINE

S

TECHNOLOGY SYMBOLS

FO FO FO

BL BLUE LIGHT

C DIGITAL CLOCK

DOUBLE SIDED WALL MOUNTED CLOCKCC

HANDICAP DOOR ACTUATORHC

ACCESS CONTROL PANELACP

ASSISTIVE LISTENING CEILING SPEAKERS
AL

ASSISTIVE LISTENING WALL SPEAKERS
AL

ASSISTIVE LISTENING CONTROLLERAL

IR SPEAKERIR 

DIGITAL SIGNTV

PROJECTION SCREENSCREEN

PUSH BUTTONPB

LOCKDOWN BUTTONLB

VISUAL NOTIFICATION STROBEVN
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WCO WALL CLEANOUT

WD WOOD

WDW WINDOW

WF WALL FIN RADIATION

WG WIRE(ED) GLASS

WH WALL HYDRANT

WHB WHEEL BUMPER

WI WROUGHT IRON

WM WIRE MESH

WP WATERPROOF(ED), (ING)

WR WATER REPELLENT

WS WATERSTOP

WSCT WAINSCOT

WT WEIGHT

WTW WALL TO WALL

WV WET VENT

WWF WELDED WIRE FABRIC

WWM WELDED WIRE MESH

XSECT CROSS SECTION

YD YARD

YR YEAR

SS STAINLESS STEEL

SSK SERVICE SINK

SSM SOLID SURFACE MATERIAL

STA STATION

STC SOUND TRANSMISSION COEFFICIENT

STD STANDARD

STL STEEL

STN STAIN(ED)

STOR STORAGE

STR STRUCTURAL

SUBSTR SUBSTRUCTURE

SUPT SUPERINTENDENT

SURF SURFACE

SUSP SUSPENDED

SW SWITCH

SY SQUARE YARD

SYS SYSTEM

T TREAD

T&B TOP & BOTTOM

T&G TONGUE & GROOVE

TAB TABULATE

TC TERRA COTTA

TEL TELEPHONE

TEMP TEMPORARY, TEMPERATURE

TF TRANSPARENT FINISH

THK THICK(NESS)

THR THRESHOLD

TKBD TACKBOARD

TKS TACKSTRIP

TMBR TERMINATION BAR

TOF TOP OF FOOTING

TOJ TOP OF JOIST

TOL TOLERANCE

TOM TOP OF MASONRY

TOPO TOPOGRAPHIC

TOS TOP OF STEEL

TOW TOP OF WALL

TPD TOILET PAPER DISPENSER

TPTN TOILET PARTITION

TR TRANSON

TRM TOILET ROOM

TV TELEVISION, CABLE

TWP TOWNSHIP

TYP TYPICAL

TZ TERRAZZO

U/G UNDERGROUND

UC UNDERCUT

UN UNIT HEATER

UNF UNFINISHED

UNO UNLESS NOTED OTHERWISE

UNP UNPAINTED

UR URINAL

UV UNIT VENTILATOR

V VOLT

VB VINYL/RUBBER BASE

VCP VITRIFIED CLAY PIPE

VCT VINYL COMPOSITION TILE

VENT VENTILATOR

VERT VERTICAL

VEST VESTIBULE

VF VINYL FABIRC

VIF VERIFY IN FIELD

VIN VINYL

VJ V-JOINT(ED)

VOL VOLUME

VWC VINYL WALL COVER

W WIDE, WIDTH

W/ WITH

W/O WITHOUT

WB WOODBASE

WC WATER CLOSET

PSF POUNDS PER SQUARE FOOT

PSI POUNDS PER SQUARE INCH

PT POINT

PTD PAPER TOWEL DISPENSER

PTM PATCH/PAINT TO MATCH

PTN PARTITION

PTR PAPER TOWEL RECEPTOR

PV PAVE(D), PAVING

PVC POLYVINYL CHLORIDE

PVCP PVC PIPE

PVMT PAVEMENT

PWD PLYWOOD

QT QUARRY TILE

QTR QUARTER

QTY QUANTITY

R RISE(R)

RA RETURN AIR

RAD RADIUS

RBR RUBBER

RBT RABBET

RC REINFORCED CONCRETE

RCP REINFORCED CONCRETE PIPE, REFLECTED CEILING PLAN

RD ROOF DRAIN

REF REFERENCE

REFR REFRIDERATOR, REFRIDGERATED

REG REGISTER

REINF REINFORCE(D), REINFORCING

REQ REQUIRED

RES RESILIENT

RET RETURN

REV REVISED, REVISION(S)

RFG ROOFING

RFH ROOF HATCH

RFL REFLECT(ED), (IVE), (OR)

RH RIGHT HAND

RIM RIM (ELEVATION)

RL RAIL(ING)

RM ROOM

RMV REMOVE

RO ROUGH OPENING

ROW RIGHT OF WAY

RP RADIENT PANEL

RPM REVOLUTIONS PER MINUTE

RS REINFORCING STEEL

RT RUBBER TILE

RTE ROUTE

RWC RAINWATER CONDUCTOR

SAN SANITARY (SEWAR)

SB SPLASH BLOCK

SC

SCH SCHEDULE

SCN SCREEN

SD STORM DRAIN

SDG SIDING

SEC SECTION

SF SQUARE FOOT

SFGL SAFETY GLASS

SGT STRUCTURAL GLAZED TILE

SH SHELF, SHELVING

SHT SHEET

SHTG SHEATHING

SHWR SHOWER

SIM SIMILAR

SKL SKYLIGHT

SL SLEEVE

SNT SEALANT

SP SOUND PROOF

SPC SPACER

SPEC SPECIFICATION(S)

SPKR SPEAKER

SPL SPECIAL

SQ SQUARE

MIR MIRROR

MKBD MARKERBOARD

MLD MOULDING, MOLDING

MMB MEMBRANE

MNT MOUNT(ED), (ING)

MO MASONRY OPENING

MOD MODULAR

MON MONUMENT

MOV MOVABLE

MRB MARBLE

MRD METAL ROOF DECKING

MTFR METAL FURRING

MTL METAL

MULL MULLION

MULT MULTIPLE

MWK MILLWORK

N/F NOW OR FORMERLY

NA NOT AVAILABLE/APPLICABLE

NAT NATURAL

NEC NATIONAL ELECTRIC CODE

NEG NEGATIVE

NIC NOT IN CONTRACT

NL NAILABLE

NMT NON-METALLIC

NOM NOMINAL

NRC NOISE REDUCTION COEFFICIENT

NS NEAR SIDE

NTS NOT TO SCALE

O/H OVERHEAD

OA OVERALL

OBS OBSCURE

OC ON CENTER(S)

OD OUTSIDE DIAMETER

OFF OFFICE

OHG OVERHANG

OPG OPENING

OPH OPPOSITE HAND

OPP OPPOSITE

OPS OPPOSITE SURFACE

ORIG ORIGINAL

OWSJ OPEN-WEB STEEL JOIST

PA PUBLIC ADDRESS

PAR PARALLEL

PB PANIC BAR

PBD PARTICLE BOARD

PC PLUMBING CONTRACT(OR)

PCC PRECAST CONCRETE

PCF POUNDS PER CUBIC FOOT

PE PORCELAIN ENAMEL

PEN PENETRATION

PERF PERFORATE(D)

PERI PERIMETER

PERM PERMANENT

PERP PERPENDICULAR

PFB PREFABRICATE(D)

PFN PREFINISH(ED)

PG PLATE GLASS

PKG PARKING

PL PLATE

PLAM PLATIC LAMINATE

PLAST PLASTER

PLBG PLUMBING

PLF POUNDS PER LINEAR FOOT

PLS PLASTIC

PNL PANEL

PNT PAINT(ED)

POB POINT OF BEGINNING

PR PAIR

PRF PREFORMED

PROJ PROJECT

PRT PRESERVATIVE TREATED

PSC PRE-STRESSED CONCRETE

HK HOOK(S)

HM HOLLOW METAL

HOR HORIZONTAL

HP HORSEPOWER

HR HANDRAIL

HT HEIGHT

HTG HEATING

HTR HEATER

HTX HEAT EXCHANGER

HVAC HEATING, VENTILATION & AIR CONDITIONING

HW HOT WATER

HWH HOT WATER HEATER

HYD HYDRANT

ID INSIDE DIAMETER

IN INCH (")

INCIN INCINERATOR

INCL INCLUDE(D), INCLUDING

INFO INFOMRATION

INS INSULATE(D)

INT INTERIOR

INV INVERT (ELEVATION)

IP IRON PIPE / IRON PIPE SIZE

JC JANITORS CLOSET

JF JOINT FILLER

JNT JOINT

JST JOIST

KIT KITCHEN

KO KNOCKOUT

KPL KICKPLATE

L LENGTH

LAB LABORATORY

LAD LADDER

LAM LAMINATE(D)

LAT LATITUDE

LAV LAVATORY

LBL LABEL

LF LINEAR FOOT

LH LEFT HAND

LIC LICENSE(D)

LIN LINEAR

LINO LINOLEUM

LIQ LIQUID

LKR LOCKER

LL LIVE LOAD

LLH LONG LEG HORIZONTAL

LLV LONG LEG VERTICAL

LMS MINESTONE

LONG LONGITUDE, LONGITUDINAL

LP LIGHT PANEL

LPT LOW POINT

LRG LARGE

LT LIGHT

LTL LINTEL

LVR LOUVER

LVT LUXURY VINYL TILE

MAINT MAINTENANCE

MAS MASONRY

MATL MATERIAL

MAX MAXIMUM

MBF 1000 BOARD FEET

MBR MEMBER

MC MECHANICAL CONTRACT(OR)

MECH MECHAIC(AL)

MED MEDIUM

MFD MANUFACTURED

MFG MANUFACTURING

MFR MANUFACTURE(R)

MGR MANAGER

MH MANHOLE

MIN MINIMUM

EW EACH WAY

EWC ELECTRICAL WATER COOL

EWF ELECTRIC WALL FAN

EXC EXCAVATE

EXG EXISTING

EXH EXHAUST

EXP EXPOSED

EXT EXTERIOR

FA FIRE ALARM, FRESH AIR

FAI FRESH AIR INTAKE

FAS FASTENER

FB FACE BRICK

FBD FIBERBOARD

FBO FINSIHED BY OTHERS

FC FAN COIL

FCU FAN COIL UNIT

FD FLOOR DRAIN

FDR FOLDING DOOR

FE FIRE EXTINGUSIHER

FEC FIRE EXTINGUISHER CABINET

FF FINISH FLOOR

FFE FINISH FLOOR ELEVATION

FGL FIBERGLASS

FIG FIGURE

FIN FINISH(ED)

FLCO FLOOR CLEANOUT

FLEX FLEXIBLE

FLG FLASHING

FLOUR FLOURESCENT

FLR FLOOR(ING)

FND FOUNDATION

FO FRAMED OPENING

FOC FACE OF CONCRETE

FOF FACE OF FINISH

FOM FACE OF MASONRY

FOS FACE OF STUDS

FP FIREPROOF

FPL FLOOR PLATE

FR FRAME(D), (ING)

FRT FIRE-RETARDANT

FT FOOT (')

FTG FOOTING

FUR FURRED, FURRING

FURN FURNITURE

FXT FIXTURE

GA GAGE, GAUGE

GALV GALVANIZED

GAS GAS

GB GRAB BAR

GC GENERAL CONTRACT(OR)

GCMU GLAZED CMU

GD GRADE, GRADING

GF GRANULAR FILL

GFI GROUND FAILT INTERRUPTER

GI GALVANIZED IRON

GL GLASS, GLAZING

GP GALVANIZED PIPE

GPM GALLONS PER MINUTE

GSS GALVANIZED STEEL SHEET

GST GLAZED STRUCTURAL TILE

GVL GRAVEL

GWB GYPSUM WALL BOARD

GYP GYPSUM

HB HOSE BIB

HC HVAC CONTRACTOR

HCP HANDICAP

HD HEAVY DUTY

HDJT HEAD JOINT

HDR HEADER

HDW HARDWARE

HH HANDHOLE

HI HEIGHT OF INSTRUMENT

CK CAULK(ING)

CLG CEILING

CLO CLOSET

CLR CLEAR(ANCE)

CLS CLOSURE

CMP CORRUGATED METAL PIPE

CMU CONCRETE MASONRY UNIT

CO CLEANOUT, COMPANY

COL COLUMN

COMB COMNINATION

COMP COMPRESS(ED), (ION), (IBLE)

CON CONNECTOR, CONNECTION

CONC CONCRETE

CONST CONSTRUCTION

CONT CONTINUOUS, CONTINUE

CONTR CONTRACT(OR)

COORD COORDINATE

CP CLAY PIPE

CPG COPING

CPR COPPER

CPT CARPET(ED)

CR COLD ROLLED

CRS COURSE(S)

CSMT CASEMENT

CST CAST STONE

CT CERAMIC TILE

CTR COUNTER

CU CUBIC

CULV CULVERT

CV CHECK VALVE

CW COLD WATER

CWT CERAMIC WALL TILE

CY CUBIC YARD

DBL DOUBLE

DC DIRECT CURRENT

DEG DEGREE

DEMO DEMOLITION

DF DRINKING FOUNTAIN

DIA DIAMETER

DIAG DIAGONAL

DIM DIMENSION

DIV DIVISION

DL DEAD LOAD

DLV DOOR LOUVER

DN DOWN

DOZ DOZEN

DP DAMP-PROOFING

DPR DAMPER

DR DOOR

DS DOUNSPOUT

DT DRAIN TILE

DTA DOVETAIL ANCHOR

DTL DETAIL

DWG DRAWING

EA EACH

EC ELECTRICAL CONTRACTOR

EF EACH FACE

EJ EXPANSION JOINT

EL ELEVATION

ELEC ELECTRIC(AL)

ELEV ELEVATOR

EMER EMERGENCY

ENC ENCLOSE, ENCLOSURE

ENG ENGINEER

ENT ENTRANCE

EOC EVERY OTHER COURSE

EOD EDGE OF DECK

EOS EDGE OF SLAB

EP ELECTRICAL PANEL BOARD

EQ EQUAL

EQP EQUIPMENT

EST ESTIMATE(D)

ETR EXISTING TO REMAIN

A AREA

A/C AIR CONDITIOING COOLING

AB ANCHOR BOLTS

ABV ABOVE

AC ALTERNATING CURRENT

ACM ASBESTOS CONTAINING MATERIAL

ACT ACOUSTICAL TILE

AD AREA DRAIN

ADD ADDENDUM

ADH ADHESIVE

ADJ ADJACENT

AESS ARCHITECTURAL EXPOSED STRUCTURAL STEEL

AFF ABOVE FINISH FLOOR

AGG AGGREGATE

AHU AIR HANDLER

AL ALUMINUM

ALIGN ALIGNMENT

ALLOW ALLOWANCE

ALT ALTERNATE

AMP AMPERAGE

AMU ACOUSTIC MASONRY UNITS

ANC ANCHOR(AGE)

ANOD ANODIZED

APPROX APPROXIMATE

ARCH ARCHITECTURAL

ASB ASBESTOS

ASBC ASBESTOS CONTRACTOR

ASPH ASPHALT

AUX AUXILIARY

AVG AVERGAGE

AWG AMERICAN WIRE GAGE

BCJ BRICK CONTROL JOINT

BCU CLOWER COIL UNIT

BD BOARD

BEJ BRICK EXPANSION JOINT

BEL BELOW

BEV BEVELED

BF BOARD FEET

BIT BITUMINOUS

BLDG BUILDING

BLK BLOCK

BLKG BLOCKING

BM BENCH MARK

BOF BOTTOM OF FOOTING

BOT BOTTOM

BPL BEARING PLATE

BRG BEARING

BRK BRICK

BRKT BRACKET

BS BOTH SIDES

BTU BRITISH THERMAL UNITS

BUR BUILT-UP ROOF

BW BOTH WAYS

C CHANNEL

C-C CENTER TO CENTER

CAB CABINET

CAP CAPACITY

CB

CBF HUNDRED BOARD FEET

CD COLD DRAWN

CEM CEMENT

CER CERAMIC

CF CUBIC FOOT

CFLG COUNTER FLASHING

CFM CUBIC FOOT/MINUTE

CFMF COLD-FORMED METAL FRAMING

CFS CUBIC FEET/SECOND

CH CABINET HEATER

CHBD CHALKBOARD

CI CAST IRON

CIP CAST-IN PLACE CONCRETE

CIR CIRCLE

CJ CONTROL JOINT



CONCRETE

MTL. DECK

FIRE CODE COMPOUND

THERMAFIBER FIRE SAFING

PARTITION TYPE SEE PLAN

UL # U400S

NOTE: PROVIDE FIRESTOP AT ALL PENETRATIONS THROUGH 
FIRE RATED PARTITIONS.

BOTTOM OF MTL. DECK OR 
PRECAST CONC.

MTL. STUD/CMU PARTITION,  TYPE 
VARIES.  FOR PARTITION W/ BATT 
INSULATION, WRAP BATT AROUND 
TO ONE SIDE OF BEAM/JOIST.  FOR 
CMU WALL, CONTINUE PARTITION 
TO UNDERSIDE OF JOIST.

DEFLECTION CHANNEL W/ FIRE-
RESISTIVE JOINT & SEALANT 
WHERE RATED.  MIN. 3/4" GAP, 
SEE SECTION 07 84 00.

CONT. BEAD OF ACOUSTICAL 
SEALANT EA. SIDE

STL. BEAM OR JOIST

PARTITION TYPE  "2" EA. SIDE,
UL #U493, 1 HR. WHERE RATED.  

VARIES

TOP OF WALL CONDITION AT LOCATIONS 
WHERE WALL INTERSECTS PARALLEL TO 
STEEL. TYPICAL FOR ALL PARTITIONS.

NOTE:

NOTE:

LOCATION OF UL DESIGNATED PARTITIONS 
AND THE LENGTH OF THEIR FIRE RATINGS 
ARE INDICATED ON CODE COMPLIANCE 
DRAWING.

NOTE:

SEAL AND FIRESTOP ALL PENETRATIONS 
THROUGH ALL PARTITIONS SEE SECTION 
07 84 00 TYPICAL FOR ALL PARTITIONS.

3 1/2" FIBERGLASS 
SOUND INSULATION; 
REMOVED @ 1C

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

3 5/8" MTL STUDS 
@ 16" O.C.

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

1

TAPE AND SEAL ALL JOIST 
PENETRATIONS.

NOTE: PROVIDE ACOUSTICAL 
SEALANT AT ALL 
PENETRATIONS INCLUDING 
ELECTRICAL BOXES & DUCT 
WORK. (OFFSET ELECTRICAL 
BOXES BY 36".

3 5/8" MTL STUD @ 16" O.C. W/ (1) LAYER 5/8" HIGH IMPACT GWB TO 
6" ABOVE FINISHED CEILING & TYPE "X" GWB FROM 6" ABOVE  
FINISHED CEILING TO DECK ABOVE ON EACH SIDE. W/ MOISTURE 
RESISTANT GWB WITHIN 4' - 0" OF WET LOCATION: UL #U425, 1 HR

1

PARTITION TYPE

BOTTOM OF MTL. DECK, PRECAST 
CONC., OR STL. BEAM

CONT. BEAD OF ACOUSTICAL 
SEALANT EA. SIDE, (TYP.). 
ALL METAL STUD WALLS

4 7/8"

WALL BASE BOTH SIDES 
AS SCHEDULED

A0.0

1
Sim

FIBERGLASS SOUND 
INSULATION

(1) LAYER OF 5/8" 
TYPE "X" GWB

3 5/8" MTL STUDS 
@ 16" O.C.

PARTITION TYPE

1 LAYER 5/8" TYPE "X" HIGH IMPACT GWB ON ONE 
SIDE W/ 3 5/8" MTL. STUDS @ 16" O.C. ; NO UL #

BOTTOM OF MTL. DECK, PRECAST 
CONC. OR STL. BEAM

DEFLECTION CHANNEL W/ COMP. 
FIRESAFING. MIN.  3/4" GAP (TYP. 
@ ALL MTL. STUD PARTITIONS)

TAPE & SEAL ALL JOIST 
PENETRATIONS
A.C.T. SYSTEM 
(WHERE OCCURS)

SEE NOTES BELOW

CONT. BEAD OF ACOUSTICAL 
CAULK @ FINISHED SIDE.

CONT. CHANNEL STUD

2

4 1/4"

2

A0.0

1
Sim

SAME AS TYPE "2" WITH 6" MTL STUD @ 16" O.C.2A

FIBERGLASS SOUND 
INSULATION

(1) LAYER OF 5/8" 
TYPE "X" GWB

6" MTL STUDS @ 
16" O.C.

6 5/8"

2A

CEILING SYSTEM 
(WHERE OCCURS)

MASONRY PARTITION ANCHOR, 12 
GA. GALV. BENT STL. PLATE CLIPS 
@ 32" O.C. W/ MIN. 3" VERT. LEGS; 
PROVIDE MIN. 3/4" GAP FOR DEFL. & 
1 1/4" MAX/ GAP. WELD TO STL. OR 
ANCHOR TO ROOF DECK
(TYP. @ ALL MASONRY PARTITIONS)

BOTTOM OF MTL. DECK 
PRECAST CONC. OR STL. BEAM

FIRE-STOP ALL JOIST 
PENETRATIONS

8" CMU W/5/8" TYPE "X" HIGH IMPACT GWB ON 
BOTH SIDES; UL #U906, 2HR

8" CMU BLOCK

REFER TO S DWG. 
FOR LOCATION OF 
REINFORCING

8 7/8"

3

3

PARTITION TYPE

A0.0

1
Sim

1A SAME AS TYPE "1" WITH 6" MTL STUD @ 16" O.C.: UL #U425, 1 HR

5 1/2" FIBERGLASS 
SOUND INSULATION

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

6" MTL STUDS 
@ 16" O.C.

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

1A

7 1/4"

1B SAME AS TYPE "1" WITH 8" MTL STUD @ 16" O.C.: UL #U425, 1 HR

5 1/2" FIBERGLASS 
SOUND INSULATION

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

8" MTL STUDS 
@ 16" O.C.

(1) LAYER OF 5/8" 
HIGH IMPACT GWB 
TO 6" ABOVE 
FINISHED CEILING 

1B

9 1/4"

1C SAME AS TYPE "1" WITHOUT SOUND INSULATION: NO UL #

1C

(1) LAYER OF 5/8" 
TYPE "X" GWB

FIBERGLASS SOUND 
INSULATION

(1) LAYER OF 5/8" 
TYPE "X" GWB

3 5/8" MTL STUDS 
@ 16" O.C.

PARTITION TYPE

1 LAYER 5/8" TYPE "X" HIGH IMPACT GWB ON ONE 
SIDE W/ 3 5/8" MTL. STUDS @ 16" O.C. AND 1" AIR 
SPACE AND 5/8" TYPE "X" HIGH IMPACT GWB ON ONE 
SIDE W/3 5/8" MTL. STUDS @ 16" O.C.; UL #U493, 1 HR

BOTTOM OF MTL. DECK, PRECAST 
CONC. OR STL. BEAM

DEFLECTION CHANNEL W/ COMP. 
FIRESAFING. MIN.  3/4" GAP (TYP. 
@ ALL MTL. STUD PARTITIONS)

TAPE & SEAL ALL JOIST 
PENETRATIONS
A.C.T. SYSTEM 
(WHERE OCCURS)

SEE NOTES BELOW

CONT. BEAD OF ACOUSTICAL 
CAULK @ FINISHED SIDE, TYP.

CONT. CHANNEL STUD

4

VARIES

4

A0.0

1
Sim

INTERIOR PARTITION TYPES

AIR SPACE

4" BEARING EACH END

UP TO 4'-0"

WT 4 x 6.5*

2 ┘└ 4 x 3 1/2 x 1/4 (LLV)

2 ┘└ 5 x 3 1/2 x 5/16 (LLH)

3 ┘┘└ 4 x 3 1/2 x 5/16 (LLV)

INTERIOR LOOSE LINTEL SCHEDULE

* CUT FLANGES TO 3 1/2" WIDTH AT BEARING ENDS

WALL
THICKNESS

1O"

4"

8"

2 ┘└ 5 x 5 x 3/8

6" BEARING EACH END

2 ┘└ 5 x 3 1/2 x 5/16 (LLV)

3 ┘┘└ 6 x 3 1/2 x 3/8 (LLV)

MASONRY OPENING

OR OR

4'-0" TO 8'-0"

WT 6 x 8*

1'-4" L4 x 3 1/2 x 5/16 (LLV)

15" x 5/16" PLATE 15" x 5/16" PLATE

└6 x 6 x 3/8

L5 x 3 1/2 x 5/16 (LLV)**

5 1/2" x 5/16" PLATE

6" 
GLAZED

MASONRY

└7 x 4 x 3/8 (LLV)

5 1/2" x 5/16" PLATE

**L6 x 3 1/2 x 5/16 (LLV)W/ PLATE
MAY BE USED UP TO 6'-0" SPAN

└4 x 3 1/2 x 5/16 (LLV)

15" x 5/16" PLATE

EXTERIOR LOOSE LINTEL SCHEDULE

4" BEARING EACH END

UP TO 4'-0"

└3 1/2 x 3 1/2 x 5/16

2 ┘└ 4 x 3 1/2 x 5/16 (LLV)

2 ┘└ 5 x 3 1/2 x 5/16 (LLH)

8" CMU

1'-4" TOTAL

WALL
THICKNESS

8"

12"

4"

15" x 5/16" PLATE

└5 x 3 1/2 x 5/16 (LLV)

└5 x 3 1/2 x 5/16 (LLV)

2 ┘└ 5 x 5 x 5/16

8" BEARING EACH END

2 ┘└ 5 x 3 1/2 x 5/16 (LLV)

MASONRY OPENING

UP TO 8'-0"

1'-6"
└4 x 3 1/2 x 5/16 (LLV)

17" x 5/16" PLATE 17" x 5/16" PLATE

└6 x 6 x 3/8

┘└

1'-5"
└4 x 3 1/2 x 5/16 (LLV)

16" x 5/16" PLATE 16" x 5/16" PLATE

└5 x 5 x 3/8

10"

12"

2 ┘└ 4 x 3 1/2 x 1/4 (LLV) 9" x 5/16" PLATE 2 ┘└ 5 x 3 1/2 x 5/16 (LLV) 9" x 5/16" PLATE 2 ┘└ 4 x 3 1/2 x 5/16 (LLV) 9" x 5/16" PLATE 2 ┘└ 5 x 3 1/2 x 5/16 (LLV) 9" x 5/16" PLATE

└└

└└ ┘└

┘└

┘└

┘└ ┘└

┘ ┘
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3/4" = 1'-0"
1

FIRESTOPPING DETAIL

MASTER FINISH KEY

ABBR. MATERIAL TYPE MANUFACTURER SERIES SIZE COLOR SECTION # LOCATION / REMARKS

ACOUSTIC WALL PANELS

AWP-1-7 PET FELT TURF PLANK WALL PANELS 4 " x 4" VARIES 09 84 30 DIVEN MAIN OFFICE, FOR ACOUSTIC PANEL COLORS, REFER TO ACOUSTIC PANEL MATERIAL KEY ON DV-A5.3

AWP-8 RIGID FIBERGLASS WRAPPED WITH
ACOUSTICALLY TRANSPARENT FABRIC

SURFACE MATERIALS SILHOUETTES WALL PANELS 48" X 72" LAPIS 09 84 30 DIVEN VESTIBULE

CARPET

CPT-1 MODULAR CARPET TILE PATCRAFT RAZZLE - BEJEWLED CUSTOM 24" x 24" CUSTOM 00101 09 68 13 MAIN OFFICES

CPT-2 WALK OFF PATCRAFT BEYOND THE DOOR - PRADO 24" x 24" 00445 LAPIS 09 68 13 VESTIBULE 105 ALT. NO. BC-2.

CEILING SYSTEM

ACT-1 ACOUSTICAL TILE ARMSTRONG ULTIMA HIGH NRC SQUARE LAY-IN 24" x 24" WHITE 09 51 00 GENERAL - DIVEN

ACT-2 ACOUSTICAL TILE ARMSTRONG ULTIMA HIGH NRC TEGULAR 24" x 24" WHITE 09 51 00 GENERAL

ACT-3 ACOUSTICAL TILE ARMSTRONG KITCHEN ZONE 24" x 24" WHITE 09 51 00 DIVEN - DISHES D113, SERVING D114, AND KITCHEN D115

DECORATIVE CEILING CANOPY

CC-1 RESIN PANEL 3FORM SHAPES - SAILS 24" x 89" LAPIS B29 09 54 16 MAIN OFFICE CEILING CANOPIES

EPOXY FLAKE FLOORING

EPX-1 EPOXY FLAKE FLOORING SHERWIN WILLIAMS DECO FLAKE EPOXY FLOORING - CRASHING WAVE 09 67 00 DIVEN TOILET ROOM FLOORS

EPXB-1 EPOXY FLAKE FLOORING SHERWIN WILLIAMS DECO FLAKE EPOXY FLOORING 4" H CRASHING WAVE 09 67 00 DIVEN TOILET ROOM WALL BASE

GROUT

G-1 POLYMER MODIFIED GROUT LATICRETE SPECTRALOCK PRO - 44 - BRIGHT WHITE 09 30 00 DIVEN TOILET ROOM WALLS

LUXURY VINYL TILE FLOORING

LVT-1 LUXURY VINYL TILE / PLANK SHAW CONTRACT INLET II 9" X 48" 72140 - SPINDLE 09 65 00 CLASSROOM FIELD, DIVEN MAIN OFFICE

LVT-2 LUXURY VINYL TILE / PLANK SHAW CONTRACT COVE 9" X 48" 27486 - SAPPHIRE 09 65 00 CLASSROOM ACCENT

LVT-3 LUXURY VINYL TILE / PLANK SHAW CONTRACT COVE 9" X 48" 27436 - WASH 09 65 00 CLASSROOM ACCENT

MILLWORK

PL-1 PLASTIC LAMINATE WILSONART STANDARD LAMINATE P-311 CA WHITE XABIA 12 36 00 MAIN OFFICE B101 RECEPTION DESK COUNTERTOP

PL-2 NOT USED NOT USED NOT USED - - - -

PL-3 PLASTIC LAMINATE ARBORITE - W-464 EV BLONDE MODERN CHERRY 12 36 00 MAIN OFFICE B101 RECEPTION DESK & VESTIBULE PANELS

RP-1 RESIN PANEL 3FORM VARIA - AQUAMARINE 06 41 00 MAIN OFFICE B101 RECEPTION DESK & VESTIBULE TRANSACTION WINDOW MILLWORK

RP-2 RESIN PANEL 3FORM VARIA - OCEAN MIST 06 41 00 MAIN OFFICE B101 RECEPTION DESK & VESTIBULE TRANSACTION WINDOW MILLWORK

SSM-1 SIMULATED STONE CORIAN COLORS BY DUPONT - GROUP 1 - LINEN 12 36 00 MAIN OFFICE B101 RECEPTION DESK AND WINDOW SILLS

STN-1 STAIN MINWAX - MW 271 CLASSIC GRAY 06 41 00 MAIN OFFICE B101 RECEPTION DESK & VESTIBULE BENCH STAINED TO MATCH MINWAX CLASSIC GRAY MW 271

TB-1 LINOLEUM CORK TACK BOARD SURFACE MATERIALS WRITE WALLS - TACKNOW - BEECHWOOD 06 41 00 MAIN OFFICE B101 TACK SURFACE

PAINT

PNT-1 PAINT PTM - - PTM 09  91 23 PAINT CLASSROOM WALLS  INDICATED ON WALL FINISH PLANS CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARDS.

PNT-2 PAINT SHERWIN WILLIAMS - SW 6967 FRANK BLUE 09  91 23 MAIN OFFICE B101 ACCENT PAINT.

PNT-3 PAINT SHERWIN WILLIAMS - SW 7017 DORIAN GRAY 09  91 23 DOOR TRIM

PNT-4 PAINT PPG - - UNTINTED WHITE 09  91 23 GENERAL WALL PAINT

PNT-5 PAINT SHERWIN WILLIAMS - SW 7007 CEILING BRIGHT WHITE 09  91 23 GYP. CEILINGS AND UNDERSIDE OF SOFFITS

RESILIENT BASE

RB-1 VINYL TARKETT TRADITIONAL WALL BASE 4" CHARCOAL 09 65 00 GENERAL WALL BASE

RB-2 PTM PTM PTM PTM PTM 09 65 00 REPLACE WALL BASE IN CLASSROOMS FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARDS.

RB-3 VINYL TARKETT TRADITIONAL WALL BASE 4" BURGUNDY 09 65 00 STAIRWELL LANDINGS WALL BASE

RESILIENT FLOORING

RF-1 RUBBER NORA NORAMENT PADO 24" x 24" CORAL 09 65 00 STAIR S100  ALT. NO. CB-2.

RF-2 PTM PTM PTM PTM PTM 09 65 00 D102 FITNESS CENTER

VCT-1 PTM PTM PTM PTM PTM 09 65 00 PROVIDE NEW VCT TO MATCH EXG. WHERE EXG. INTERACTIVE BOARD MOUNTING SHOE(S) ARE TO BE REMOVED IN CLASSROOMS.
(APPROXIMATELY 1 SF PER LOCATION)

VCT-2 VINYL COMPOSITION TILE ARMSTRONG STANDARD EXCELON 12" X 12" BLUE CLOUD 09 65 00 MAIN OFFICE 114

VCT-3 VINYL COMPOSITION TILE ARMSTRONG STANDARD EXCELON 12" X 12" DUTCH DELFT 09 65 00 MAIN OFFICE 114

RUBBER STAIR FINISHES

RT-1 RUBBER NORA NORAMENT ARAGO RUBBER TREAD WITH
INTEGRAL RISER

- CALM 09 65 00 STAIR S100  ALT. NO. CB-2.

TERRAZZO

TZ-1-4 EPOXY TERRAZZO TM SUPPLY TERROXY MATRIX EPOXY - VARIES 09 66 23 CORRIDOR X104/CORRIDOR X105  ALT. NO. BC-2. REFER TO TERRAZZO FLOORING KEY ON BC-A8.1 FOR COLOR SELECTIONS.

TILING

WT-1 GLAZED CERAMIC DALTILE MYTHOLOGY 4" X 12" SANTORINI MY90 09 30 00 TOILET ROOM FIELD WALL TILE

WT-2 GLAZED CERAMIC DALTILE MYTHOLOGY 4" X 12" TITAN MY96 09 30 00 TOILET ROOM ACCENT WALL TILE

WT-3 GLAZED CERAMIC DALTILE MYTHOLOGY 4" X 12" HARMONIA  MY92 09 30 00 TOILET ROOM ACCENT WALL TILE

WT-4 GLAZED CERAMIC TBD TBD TBD / V.I.F. WHITE 09 30 00 DIVEN CORRIDOR FIELD TILE, MATCH EXISTING FIELD WALL TILE

WT-5 GLAZED CERAMIC TBD TBD TBD / V.I.F. YELLOW 09 30 00 DIVEN CORRIDOR ACCENT TILE, MATCH EXISTING ACCENT WALL TILE

WT-6 GLAZED CERAMIC TBD TBD TBD / V.I.F. RED 09 30 00 DIVEN CORRIDOR ACCENT TILE, MATCH EXISTING ACCENT WALL TILE

WT-7 GLAZED CERAMIC TBD TBD TBD / V.I.F. BLUE 09 30 00 DIVEN CORRIDOR ACCENT TILE, MATCH EXISTING ACCENT WALL TILE

WT-8 GLAZED CERAMIC TBD TBD TBD / V.I.F. GREEEN 09 30 00 DIVEN CORRIDOR ACCENT TILE, MATCH EXISTING ACCENT WALL TILE

TRANSITION STRIPS

TS-1 ALUMINUM SCHLUTER SYSTEMS VINPRO-U AS REQ'D BY FLOORING THICKNESS. BRUSHED NICKEL ANODIZED 09 65 00 NEW LVT AND CARPET TO EXISTING TERRAZZO

TS-2 ALUMINUM SCHLUTER SYSTEMS RENO-TK AS REQ'D BY FLOORING THICKNESS. BRUSHED NICKEL ANODIZED 09 30 00 NEW TILE TO CARPET / EXISTING FLOORING

TS-3 VINYL TARKETT - JOHNSONITE SLIM-LINE AS REQ'D BY FLOORING THICKNESS. TBD 09 65 00 MAIN OFFICE 114: CARPET TO VCT & EXISTING FLOORING

TS-4 ALUMINUM SCHLUTER SYSTEMS DILEX-AHKA AS REQ'D BY FLOORING THICKNESS. SATIN ANODIZED ALUMINUM 09 30 00 TOILET ROOM FLOOR TO WALL TRANSITIONS

TS-5 ALUMINUM SCHLUTER SYSTEMS RONDEC AS REQ'D BY FLOORING THICKNESS. SATIN ANODIZED ALUMINUM 09 30 00 ALL EXPOSED TILE EDGES.

WINDOW FILM

WF-1 POLYCARBONATE WINDOW FILM SURFACE MATERIALS LEVEL WINDOW FILM TBD TBD 09 72 00 DIVEN VESTIBULE DOOR SIDELITES CUSTOM DIGITAL PRINT WINDOW FILM

WINDOW SHADES

WS-1 WINDOW SHADES DRAPER MERMET E-SCREEN 3% V.I.F. WHITE/PEARL 12 24 00 DIVEN MAIN OFFICE SUITE & OFFICES

WOOD BASE

WDB-1 SOLID WOOD BASE TBD PTM 8" PTM / CLEAR 06 20 00 PATCH TO MATCH EXISITNG WOOD BASE WITHIN BUILDING.

WDB-2 SOLID WOOD SHOE MOLDING TBD PTM 1/2" QUARTER ROUND PTM / CLEAR 06 20 00 PATCH TO MATCH EXISTING SHOE MOLDING WITHIN BUILDING.

GENERAL DEMO NOTES:

A ASBESTOS ABATEMENT IS BEING PERFORMED AT PARLEY COBURN AND DIVEN ELEMENTARY SCHOOL.  ASEBSTOS CONTAINING
MATERIALS ARE PRESENT IN THE EXISTING BUILDINGS.  REFER TO SPECIFICATIONS FOR LOCATIONS AND SCHEDULE.  THE OWNER
HAS REPORTS IDENTIFYING ACM MATERIALS AND WILL HAVE THESE AVAILABLE FOR CONTRACTORS REFERENCE. IF SUSPECT
MATERIAL NOT SCHEDULED IS ENCOUNTERED, STOP WORK IMMEDIATELY, DO NOT DISTURB THE MATERIAL AND NOTIFY THE
OWNER'S REPRESENTATIVE AND THE ARCHITECT.

B CONTRACTOR TO PROVIDE PROTECTIVE BARRIER  AT ALL AREAS OF DEMOLITION. KEEP ALL EXITS FREE AND CLEAR AT ALL TIMES
DURING FACILITY OPERATIONS.

C THE OWNER RESERVES THE RIGHT TO RETAIN ANY REMOVED ITEMS AFTER CONTRACTOR REMOVAL. THE CONTRACTOR SHALL
REMOVE FROM THE SITE AND DISPOSE OF ALL REMOVED ITEMS THE OWNER DOES NOT WISH TO RETAIN.

D GRINDING OF CONCRETE FLOORS AND SUBSTRATES OF DIFFERENT HEIGHTS IN THE SAME AREA IS REQUIRED AT WALL REMOVALS
AND NEW DOORS IN EXISTING WALLS TO ALLOW THE NEW FINISHES TO ALIGN BETWEEN ADJACENT ROOMS AND ADJACENT ROOMS
THAT BECOME ONE ROOM.

E CONTRACTOR SHALL PROTECT EXISTING CONSTRUCTION TO REMAIN AS REQUIRED DURING DEMOLITION. PATCH, REPAIR, PAINT OR
RE-FINISH EXISTING CONSTRUCTION MATERIALS AND FINISHES DAMAGED DURING DEMOLITION TO THIER ORIGINAL CONDITION.

F CONTRACTOR TO COORDINATE THE WORK OF THIS CONTRACT WITH THE WORK OF ALL OTHER CONTRACTED   WORK AND WORK
PERFORMED BY THE OWNER.

G DIMENSIONS SHOWN FOR ALL NEW OPENINGS IN EXISTING CONSTRUCTION SHOULD BE COORDINATED WITH THE NEW PLANS AND
EXISTING CONDITIONS IN THE FIELD.

H ROOM NUMBERS INDICATED ARE EXISTING BUILDING NUMBERS. REFER TO NEW FLOOR PLANS FOR NEW ROOM NUMBERING.

I REMOVE EXISTING WOOD BLOCKING FOR EXISTING WALL MOUNTED EQUIPMENT AND/OR DEVICES THAT INTERFERE WITH NEW
WORK OR NEW ROOM FINISHES AND WALL TREATMENTS. TYPICAL FOR ALL AREAS.

J ITEMS SHOWN ARE INTENDED TO GIVE APPROXIMATE QUANTITY, LOCATION AND TYPE. CONTRACTOR IS RESPONSIBLE FOR
VERIFYING ACTUAL QUANTITIES AND EXISTING FIELD CONDITIONS IN ORDER TO COMPLETE THE WORK.

K MAINTAIN EXISTING STRUCTURAL SYSTEMS AT ALL TIMES. PROVIDE TEMPORARY SHORING AND BRACING AT LOCATIONS WHERE
THE EXISTING STRUCTURE IS BEING MODIFIED. PROTECT THE EXISTING STRUCTURE SCHEDULED TO REMAIN FROM DAMAGE
DURING DEMOLITION. MAINTAIN SHORING AND BRACING UNTIL THE NEW STRUCTURE IS INSTALLED AND READY TO ACCEPT LOADS.

L COORDINATE ANY WALL REPAIR/INFILL THAT IS CAUSED BY THE REMOVAL OF EQUIPMENT BY OTHER PRIME CONTRACTORS AND
PREPARE SURFACE TO RECEIVE NEW FINISHES.

GENERAL NOTES:

A THE CONTRACTOR IS RESPONSIBLE FOR ALL WORK REQUIRED TO IMPLEMENT THE WORK OF THE CONTRACT, REGARDLESS OF WHETHER
SPECIFICALLY INDICATED OR NOT, UNLESS NOTED OTHERWISE.

B THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND EXISTING CONDITIONS IN THE FIELD PRIOR TO COMMENCING ANY WORK AND NOTIFY
ARCHITECT IMMEDIATELY IF ANY DISCREPANCIES ARE FOUND.

C THE CONTRACTOR SHALL COORDINATE THE WORK OF THIS CONTRACT WITH THE WORK OF ALL OTHER CONTRACTED WORK AND WORK
PERFORMED BY THE OWNER.

D ALL NEW DOOR FRAMES INSTALLED IN METAL STUD OR MASONRY PARTITIONS SHALL BE MOUNTED 4" FROM ADJACENT WALLS (6" TO
DOOR). TOOTH IN CMU BLOCK AND ANCHORS AT DOORS IN EXISTING CMU WALLS, UNLESS NOTED OR DETAILED OTHERWISE.

E WHERE NEW DOORS ARE LOCATED IN EXISTING CORRIDOR WALLS, FLOORING, BASE AND WALL SHALL BE PATCHED TO MATCH EXISTING OR
NEW CORRIDOR FINISHES.

F INSTALL SOLID WOOD BLOCKING IN METAL STUD WALLS AT ALL WALL MOUNTED EQUIPMENT AND ACCESSORIES. COORDINATE WITH THE
WORK OF ALL OTHER CONTRACTED WORK AND WORK PERFORMED BY THE OWNER.

G ITEMS SHOWN ARE INTENDED TO GIVE APPROXIMATE QUANTITY, LOCATION & TYPE.  THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING
ACTUAL QUANTITY & EXISTING FIELD CONDITIONS.

H VERIFY WITH OWNER EXACT SIZE OF ALL EQUIPMENT FURNISHED BY OWNER FOR PROPER FIT WITH CONTRACTOR SUPPLIED CASEWORK
AND MILLWORK.

I ALL DIMENSIONS ARE TAKEN FROM FACE OF WALL TO FACE OF WALL. UNLESS NOTED OTHERWISE.

J THERE SHALL BE A MINIMUM OF 1'-6" CLEAR FLOOR SPACE ON THE PULL SIDE OF ALL NEW DOORS; THERE SHALL BE A MINIMUM OF 1'-0"
CLEAR FLOOR SPACE ON THE PUSH SIDE OF ALL NEW DOORS.

K THE WHEELCHAIR SYMBOL INDICATES HANDICAP ACCESSIBLE MOUNTED FIXTURE ELEVATION AND SHALL CONFORM WITH CABO/ANSI A117.1
AND ADAAG.

L INFILL EXISTING MASONRY  OPENINGS TO MATCH EXISTING WALL CONSTRUCTION & THICKNESS, UNLESS NOTED OTHERWISE. TOOTH IN NEW
OR SALVAGED MASONRY WITH EXISTING. MATCH EXISTING FINISHES OR PREPARE SUBSTRATE AS REQUIRED TO ACCEPT NEW FINISHES.

M EXTEND ALL NEW PARTITIONS TO DECK ABOVE, UNLESS NOTED OTHERWISE.

N NEW FIRE RATED WALL ASSEMBLIES TO BE SEALED WITH APPROVED U.L. FIRE RATED SYSTEMS AT ALL DECK TERMINATIONS.

O ALL PENETRATIONS THROUGH FIRE RATED WALL ASSEMBLIES TO BE SEALED WITH APPROVED U.L. FIRE RATED SYSTEM.

P ALL FINISHED ASSEMBLIES ARE REQUIRED TO BE PROTECTED DURING THE COURSE OF CONSTRUCTION. ALL FINISHED ASSEMBLIES
DAMAGED DURING THE COURSE OF CONSTRUCTION ARE REQUIRED TO BE REPLACED OR REPAIRED AT THE ARCHITECTS DIRECTION.

Q MAINTAIN ALL EXISTING FIRE SEPARATIONS; REFER TO CODE COMPLIANCE PLANS FOR TYPE AND LOCATION OF ASSEMBLIES.

R THE CONTRACTOR SHALL PROVIDE TEMPORARY FIRE RATED PARTITIONS AS INDICATED ON DRAWINGS AND AS DIRECTED BY THE ARCHITECT
TO SEPARATE CONSTRUCTION AREAS FROM OWNER OCCUPIED AREAS. KEEP ALL EXITS FREE AND CLEAR AT ALL TIMES DURING HOURS OF
OPERATION.

S THE CONTRACTOR SHALL PROVIDE ALL FLOOR, WALL AND ROOF OPENINGS REQUIRING SUPPLEMENTAL SUPPORT FRAMING FOR ALL OTHER
CONTRACTED WORK, UNLESS NOTED OTHERWISE. COORDINATE WITH ALL OTHER CONTRACTED WORK FOR EXACT LOCATIONS AND SIZE.

T THE CONTRACTOR SHALL PROVIDE ALL STEEL LINTELS REQUIRED AT NEW MASONRY OPENINGS.  REFER TO LOOSE LINTEL SCHEDULE.

U THE CONTRACTOR SHALL INSTALL AND SEAL ALL EXTERIOR LOUVERS SUPPLIED BY THE HVAC CONTRACTOR, REFER TO HVAC DRAWINGS
FOR EXACT SIZE, QUANTITY AND LOCATIONS.

GENERAL CEILING NOTES:

A ALL EXPOSED GYPSUM WALL BOARD SHALL BE PAINTED , UNLESS NOTED OTHERWISE.

B REFER TO FINISH KEY AND SCHEDULE  FOR INDIVIDUAL CEILING TYPES AND SPECIFIED LOCATIONS.

C ALL NEW CEILING SYSTEMS TO BE INSTALLED DIRECTLY TO STRUCTURE. SUPPORT WIRES FOR SUSPENDED CEILING
ASSEMBLY SHALL NOT BE TIED TO ANY MECHANICAL, ELECTRICAL, PLUMBING OR FIRE PROTECTION PIPING OR
EQUIPMENT.

D CENTER ALL MECHANICAL PENETRATIONS AND ELECTRICAL DEVICES WITHIN CEILING TILE. COORDINATE WITH THE
WORK OF ALL PRIME CONTRACTORS.

E ARCHITECTURAL DRAWINGS TAKE PRECEDENCE OVER ENGINEERING DRAWINGS FOR LOCATION OF LIGHT FIXTURES
AND MECHANICAL EQUIPMENT. COORDINATE WITH ALL OTHER PRIME CONTRACTORS.

F CEILING GRID TO BE CENTERED WITHIN ROOMS, UNLESS NOTED OTHERWISE.

G INSTALL TRIMLESS ACCESS PANELS FURNISHED BY OTHER PRIME CONTRACTORS FOR GYPSUM WALL BOARD CEILING
AREAS. COORDINATE SIZE, LOCATION, AND QUANTITY OF ACCESS PANELS WITH OTHER PRIME CONTRACTORS FOR
ACCESS REQUIRED ABOVE HARD CEILING.

H PAINT ALL EXPOSED CONDUITS, JUNCTION BOXES, ELECTRICAL ITEMS (NOT FACTORY FINISHED), SPRINKLER LINES ,
MECHANICAL DUCTWORK AND PIPING UNLESS NOTED OTHERWISE.  REFER TO FINISH KEY FOR COLORS.

GENERAL NOTES - INTERIOR WALL FINISH:

A DRAWINGS REPRESENT LOCATIONS OF NEW WALL FINISHES AND INDICATE PATTERNS FOR INSTALLATION.  FOR
COMPLETE LIST OF FINISHES, REFER TO FINISH KEY AND ROOM FINISH SCHEDULES ON DRAWINGS.

B REFER TO A2 DRAWINGS FOR CEILING HEIGHTS. VERIFY CEILING HEIGHTS IN FIELD PRIOR TO START OF WORK.

C PAINT ALL UNFINISHED EXPOSED HVAC EQUIPMENT INCLUDING DUCTWORK, AIR DIFFUSERS AND RETURNS AT CEILING
PLANE TO MATCH ADJACENT CEILING FINISH/COLOR. ARCHITECT TO SELECT COLOR.  .

D REFER TO WALL FINISH LEGENDS AND ELEVATIONS FOR FINISHES THAT REQUIRE ADDITIONAL INFORMATION
REGARDING EXTENTS OR INSTALLATION PATTERNING.

E PAINT ALL NEW INTERIOR WINDOW TRIM AND DOOR FRAMES. REFER TO FINISH KEY AND ROOM FINISH SCHEDULES
FOR COLORS.

GENERAL NOTES - INTERIOR FLOOR FINISH:

A FLOOR FINISH PATTERNS ARE INDICATED WHERE FLOOR FINISHES WILL BE EXPOSED.  ALL FLOOR FINISHES, WITH
THE EXCEPTION OF CARPET, SHALL BE INSTALLED EXTENDING COMPLETELY UNDER NEW BUILT-IN CASEWORK,
EVEN WHEN NOT SHOWN ON PLANS.

B SCARIFY CONCRETE SLAB AS REQUIRED IN ORDER TO PROVIDE SMOOTH TRANSITION BETWEEN ADJACENT
DISSIMILAR MATERIALS.

C INSTALL NEW WOOD STRIP FLOORING ADJACENT TO EXISTING WOOD STRIP FLOORING DIRECTION.

D ALL FLOOR FINISHES TO TRANSITION @ CENTERLINE OF DOOR UNLESS NOTED OTHERWISE.

E CARPETING TO EXTEND UNDER COUNTERTOPS WHERE THERE ARE NO BASE CABINETS.

F WHERE NO PATTERN IS INDICATED REFER TO FINISH SCHEDULE FOR FLOOR FINISHES.

G REFER TO FINISH KEY FOR ACTUAL COLORS AND FINISHES.

H PROVIDE ADA COMPLIANT TRANSITION STRIP WHEN ABUTTING FLOOR FINISHES DIFFER IN THICKNESS OR
MATERIAL. REFER TO FINISH KEY AND ROOM FINISH SCHEDULES FOR DETAILS.
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GENERAL ASBESTOS ABATEMENT NOTES:

A REFER TO SPECIFICATION 02 21 10 ASBESTOS ABATEMENT FOR ADDITIONAL INFORMATION.

B ALL WORK IS TO COMPLY WITH NYS CODE RULE 56 REQUIREMENTS OR HIGHER. SITE SPECIFIC VARIENCES MAY BE
IMPLEMENTED IF APPROVED BY THE ARCHITECT.

C ASBESTOS SURVEY WAS CONDUCTED AND THE REPORT IS ON FILE WITH THE OWNER.

D THE REGULATED ABATEMENT WORK AREA SHALL BE VACATED BY THE OCCUPANTS AND NON-CERTIFIED PERSONNEL,
PRIOR TO WORK AREA PREPARATION, AND SHALL REMAIN VACATED UNTIL THE ASBESTOS PROJECT IS COMPLETE.

E THE PERSONAL AND WASTE DECONTAMINATION SYSTEM ENCLOSURE(S) SHALL BE PROVIDED OUTSIDE THE REGULATED
ABATEMENT WORK AREA AND ATTACHED TO THE BUILDING AT ENTRY/EXIT LOCATION AS PER SECTION 56-7.5. THESE
LOCATIONS SHALL BE REVIEWED AND APPROVED BY THE OWNER/OWNERS REPRESENTATIVE PRIOR TO COMMENCEMENT
OF WORK. THE DECONTAMINATION UNIT(S) SHALL BE CORDONED OFF AT A DISTANCE OF TWENTY-FIVE (25) FEET IN ALL
DIRECTIONS TO SEPARATE IT FROM PUBLIC AREAS. THE CONTRACTOR SHALL ESTABLISH, MARK AND MAINTAIN PROPER
EXITS WITHIN EACH WORK AREA FOR NORMAL AND EMERGENCY USE AND MAINTAIN A CLEAR EGRESS PATH.

F ALL TOOLS AND EQUIPMENT SHALL BE REMOVED FROM SITE AFTER DECONTAMINATION.

G AFTER ALL REGULATED ABATEMENT WORK AREAS HAVE BEEN DISMANTLED ANY REMAINING REMOTE DECONTAMINATION
 ENCLOSURES MUST BE DISMANTLED AND REMOVED FROM SITE. ALL PLASTIC SHEETHING SHALL BE REMOVED AND

DISPOSED OF ASBESTOS WASTE.

H ALL WASTE GENERATED AS PART OF ASBESTOS PROJECT SHALL BE REMOVED FROM THE SITE WITHIN TEN (10) CALENDAR
DAYS AFTER SUCCESSFUL COMPLETION OF PHASE 11 C FOR ALL REGUALTED WORK AREAS.

I ALL WASTE GENERATED AS PART OF THE ASBESTOS PROJECT SHALL BE LEGALLY DISPOSED OF AT ANY APPROVED
LANDFILL FACILITY. ALL GENERATED WASTE REMOVED SHALL BE DOCUMENTED, ACCOUNTED FOR AND DISPOSED OF IN
COMPLIANCE WITH REQUIREMENTS OF EPA NESHAP.



N.T.S.

VIEW A-A

MOUNTING
SCREWS/BOLTS

1. LOW VOLTAGE CABLES SHALL BE INSTALLED IN J-HOOKS AND TIED TOGETHER WITH VELCRO STRAPS WHEN NO CABLE TRAY 
IS PRESENT
2. REFER TO SPECIFICATIONS FOR ADDITIONAL INSTALLATION REQUIREMENTS FOR CABLING AND HANGERS
3. USE MULTIPLE HANGERS AT ALL TURNS TO ENSURE THAT THE REQUIRED MINIMUM BEND RADIUS IS MAINTAINED
4. HANGERS SHALL BE LOCATED IN AREAS THAT ARE ACCESSIBLE AFTER THE PROJECT IS COMPLETE
5. HANGERS SHALL BE INSTALLED ALONG WALLS WHERE POSSIBLE AT A MINIMUM OF 6" ABOVE THE FINISHED CEILING AREA
6. NO OTHER POWER OR LOW VOLTAGE SYSTEM CABLES TO BE INSTALLED IN J-HOOKS WITH DATA CABLING
7. SIZE ALL J-HOOKS TO MAINTAIN 40% FILL FACTOR

NOTES:

SADDLE STYLE CABLE HANGERS APPROVED 
FOR USE WITH HIGH SPEED DATA CABLING. 
SECURE CABLE HANGERS TO STRUCTURE 
PER MANUFACTURER'S INSTALLATION 
INSTRUCTIONS.  NO BRIDLE RINGS ARE 
PERMITTED. PANDUIT J-PRO CABLE SUPPORT 
SYSTEM

FINISHED CEILING

SPACING

MIN. 6"

4' MAXIMUM

A

A

DATA CABLES INSTALLED
IN J-HOOKS. FILL COUNT
PER J-HOOK SIZE. NO
OTHER POWER OR LOW
VOLTAGE SYSTEM CABLES
TO BE INSTALLED IN J-HOOKS
WITH DATA CABLING.

*BRIDAL RINGS ARE NOT PERMITTED FOR DATA PATHWAYS*

RACK END AND OUTLET END

MECHANICALLY PRINTED WRAP AROUND 
LABELING FOR ALL DATA CABLES ON BOTH ENDS 
OF THE CABLE RUN PER SPECIFICATION 27 05 53.

MDF-1/R1/PPA/24

TYPICAL LABEL EXAMPLE

NOTE: THIS DETAIL APPLIES TO BOTH NEW AND EXISTING CABLING
HANDLED BY THE CONTRACTOR THIS PROJECT.

ALL UNUSED PORTS 
FILLED WITH BLANK 

MODULES

AT RECESSED LOCATIONS DOUBLE GANG,
2 1/2" DEEP BACKBOX WITH SIGNLE GANG
MUD RING AS REQUIRED.

PUSH ON
GROMMETT

CEILING

1" CONDUIT

BACK BOX
MULTI PORT ANGLED VERTICAL FACEPLATE

MULTI PORT ANGLED HORIZONTAL FACEPLATE

LABEL IN WINDOW, LABEL SHALL READ
IDF#-RACK#-PATCH PANEL#-PORT#

EX: 02-01-03-07-08

THE INSTALLED LABEL SHALL ALWAYS BE 
APPLIED IN THE HORIZONTAL POSITION.
(TYPICAL)

MOUNT ALL FACEPLATES WITH 
THE ANGLE POINTING DOWN. 

(TYPICAL)
INSTALL FACEPLATES 
WITH ANGLED PORTS 
POINTING DOWN. 
(TYPICAL)

TOP VIEW

HIGH DENSITY 
ANGLED PATCH 
PANEL

RACK SECTION

VELCRO TIES FOR EACH 
BUNDLE OF 8 CABLES 
(TYPICAL)

WIRE MANAGEMENT BAR FOR STRAIN RELIEF

THE MINIMUM CABLE BEND 
RADIUS IS 4 TIMES THE OUTSIDE 

DIAMETER

MOUNT PATCH PANEL TO RACK 
AT A MINIMUM OF 4 POINTS

ADHESIVE PATCH PANEL ID LABEL AT 
CENTER OF PATCH PANEL

PROVIDE CAGE NUT ADAPTER
KIT IF REQUIRED FOR STRAIN
RELIEF BAR

PATCH CABLE

SURFACE MOUNT DATA JACK 
WITH RJ-45 CONNECTOR . 
TERMINATE CAT6A CABLE TO 
DATA JACK.  MOUNT SURFACE 
DATA JACK TO STRUCTURE.

SERVICE LOOP 

SUSPENDED CEILING

ROOF DECK

MOUNT PER MANUFACUTERS 
INSTRUCTIONS. 

RECESSED DATA OUTLET 
AT NEW WALL LOCATIONS.  
SURFACE MOUT WAP 
OUTLET AT EXISTING WALL 
LOCATIONS. 

CAT6A CABLE TO DATA CLOSET PER 
WIRING ZONES LAYED OUT ON KEY PLAN.

WALL

PATCH PANELS PER 
SPECIFICATION AS NEEDED

DATA RACKEXISTING 
NETWORK SWITCH

PATCH CABLE

INSTALLATION OF WIRELESS ACCESS 
POINT FURNISHED BY OWNER. MOUNT 
PER MANUFACUTERS INSTRUCTIONS. 
PROVIDE ZIP TIE RECESSED OUTLET.

WALL INSTALLATION

CEILING 
INSTALLATION

J HOOKS

TO PA SYSTEM
PUNCH DOWN

PA SYSTEM
CEILING MOUNT 
SPEAKER

PLENUM RATED 
BACKBOX

AS REQUIRED

TILE SUPPORT 
BRIDGE

TYPICAL
CEILING

SPEAKER

(2) CONDUCTOR PLENUM
RATED SPEAKER CABLE
SHIELDED FOR TALKBACK
APPLICATIONS (TYP)  SIZE FOR VOLT
DROP AND SPEAKER XFMR TAP

PAGING SYSTEM AMP

MULTI POSITION TERMINAL BLOCK
FOR PUNCHING DOWN PA SPEAKER 
WIRING FOR SPEAKERS PER FLOOR 

PLANS

ACT CEILING

SS

TYPICAL
WALL HORN

SPEAKER

EXISTING CABINET

18/2
SPEAKER CABLE

MINIMUM TAP VALUES IN WATTS
CLASSROOM: 0.625
CORRIDOR: 1.25
EXTERIOR: 1.8
GYMNASIUM: 1.8
AUDITORIUM: 1.25
CAFETERIA: 1.25
TOILET ROOM: 0.312

SUPPORT WIRE TO STRUCTURE ABOVE

PATCH CABLE
SURFACE MOUNT DATA JACK WITH RJ-45 
CONNECTOR . TERMINATE CABLE TO DATA 
JACK.  MOUNT SURFACE DATA JACK TO 
STRUCTURE.

SERVICE LOOP

SUSPENDED CEILING

ROOF DECK

PROVIDE SUPPORT WIRE 
TO STRUCTURE

INSTALLATION OF CAMERA TO CEILING GRID 
PER MANUFACUTERS INSTRUCTIONS.

WALL PENETRATION & 3/4" CONDUIT FOR WALL 
MOUNTED CAMERAS.  DATA JACK ABOVE CEILING 
ON THE OPPOSITE SIDE OF THE WALL. WEATHER 
TIGHT CALKING AND SURGE PROTECTOR FOR ALL 
EXTERIOR CAMERA LOCATIONS.

CABLE TO DATA CLOSET PER WIRING 
ZONES LAYED OUT ON KEY PLAN.

WALL

PATCH PANELS PER 
SPECIFICATION AS NEEDED

DATA RACKEXISTING NETWORK 
SWITCH

PATCH CABLE

INSTALLATION OF CAMERA TO WALL PER 
MANUFACUTERS INSTRUCTIONS.  

PATCH CABLE
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NTS
1

CABLE SUPPORT INSTALLATION
NTS

2
CABLE LABELING DETAIL

NTS
3

ANGLED FACEPLATE DETAIL

NTS
4

ANGLED PATCH PANEL DETAIL
NTS

5
WIRELESS ACCESS POINT INFRASTUCTURE

NTS
7

PAGING DIAGRAM DETAIL

12" = 1'-0"
6

IP CAMERA INFRASTRUCTURE DETAIL1
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FEC

FEC FEC

FEC

FEC

F
E

C

FEC

FEC

FEC

FEC

1101 SF
53

KINDERGARTEN
015

2064 SF
40

LIBRARY
100

948 SF
43

1ST GRADE
102

906 SF
43

KINDERGARTEN
103

151 SF
2

WORKROOM
103A 900 SF

42

PRE-K
105

905 SF
42

2ND GRADE
107

367 SF
3

PRINC.

OFFICE
109

292 SF
0

CONF
113

772 SF
35

CLASSROOM
115

491 SF
4

OFFICE
117

914 SF
44

CLASSROOM
119

3455 SF
480

AUDITORIUM
121

868 SF
40

3RD GRADE
116

113 SF
1

MAIL RM
114

STAIR
S101

574 SF
3

HEALTH
112

701 SF
34

SPEC ED

ECSD
110

168 SF
2

FAMILY

SERVICE
108A

228 SF
2

SPEECH
108B

149 SF
1

OFFICE
100B

251 SF
2

B.I.S.
101

GIRLS TR
104

BOYS TR
106

TR
103B

TR
111B

CORRIDOR
C102

CORRIDOR
C100

CORRIDOR
C101

897 SF
60

STAGE
121A

CLOSET
112A

864 SF
41

1ST GRADE
013

867 SF
41

2ND GRADE
011

4354 SF
871

GYMNASIUM
010

172 SF
1

STOR.
010B

161 SF
1

STOR.
010A

162 SF
1

STOR.
010C

722 SF
34

SPECIAL ED
016

645 SF
42

TEACHER

CONF.
018

201 SF
2

V.P. OFFICE
014

136 SF
1

OFFICE
010D

TR
010E

TR
012

2903 SF
194

CAFETERIA
024

1058 SF
51

PRE-K
017

1057 SF
51

PRE-K
019

TR
017A

154 SF
2

WORK RM
015A JC

M010
STOR
M011

154 SF
2

WORK RM
019A

TR
021A

1100 SF
54

KINDERGARTEN
021

866 SF
41

1ST GRADE
023 855 SF

40

2ND GRADE
025

126 SF
1

STORAGE
M012

136 SF
1

MDF
M013

126 SF
1

ELECT
M015

673 SF
3

RECIEVE/STORAGE
028

158 SF
2

MAINT.
026

TR
026A

271 SF
1

STORAGE
024A

806 SF
5

KITCHEN
024C

394 SF
2

SERVING
024B

333 SF
2

DRY

STORAGE
024F

100 SF
0

FREEZER
-

100 SF
0

FRIDGE
-

TR
024H

105 SF
1

OFFICE
024E

JC
M016

GIRLS TR
020

BOYS TR
022

78 SF
1

EXAM
110B TR

110C

ELEV
E010 124 SF

1

TEACHER
027

CORRIDOR
C104

CORRIDOR
C015

CORRIDOR
C010

CORRIDOR
C011

CORRIDOR
C013

175 SF
1

DISHES
024D

60 SF
2

LOCKER
024G

110 SF
1

STOR
M014

LOBBY
V010

CORRIDOR
C101A

LOBBY
C101

CORRIDOR
C012

CLOSET
113A

VEST
V100

VEST.
V101

TR
100A

40 SF

TELECOM
M100

38 SF

STOR.
102A

JC
M101

GIRLS TR
118

BOYS TR
120

2498 SF
357

COURTYARD
CY101

2267 SF
324

COURTYARD
CY100

STOR
100C

218

360

218

180

360

360 360
360

180 180

360

360

300

600

106
70' 70'

600

64
82' 82'

480

72
93' 93'

600

93

89
'

89
'

360

233

480

68
79' 79'

599 SF
4

MAIN OFFICE
111

360

274

218

137

480

22

72
'

72
'

13
6'

R.W.

R.W. R.W. R.W. R.W. R.W.

R.W.R.W.

R.W. R.W. R.W.

R.W. R.W.

R.W. R.W. R.W.

R.W. R.W.

R.W.

D.F.

D.F.

D.F.

D.F.

ROOF
BELOW

ROOF
BELOW

GYM
BELOW

STAGE
BELOW

AUDITORIUM
BELOW

711 SF
7

LIBRARY

MEZZANINE
100D

909 SF
19

COMPUTER
202

983 SF
45

ELEMENTARY

MULTI
200

GIRLS TR
204

BOYS TR
206

597 SF
29

RESOURCE
208

869 SF
40

5TH GRADE
210

180 SF
2

PSYCH.

OFFICE
212

197 SF
1

FAN RM
M200

132 SF
1

STORAGE
210A

909 SF
43

5TH GRADE
216

909 SF
43

5TH GRADE
218

117 SF
1

STORAGE
220A

292 SF
2

ASSIST.

PRIN.
220

891 SF
38

3RD GRADE
222

GIRLS TR
224

BOYS TR
226

JC
M201

TELECOM
228A

902 SF
42

4TH GRADE
201 273 SF

2

SUPPORT
203

883 SF
41

4TH GRADE
205

937 SF
45

4TH GRADE
207

773 SF
35

15:1 SPEC ED
215

870 SF
15

ART
217

268 SF
1

STORAGE
217A

910 SF
44

MUSIC

INSTRUMENTAL
219

520 SF
27

SPEC ED

ECSD
211

363 SF
3

SOCIAL
209

STAIR
S201

UPPER

LOBBY
C201

CORRIDOR
C200

CORRIDOR
C202

1501 SF
6

FAN RM
M202

882 SF
121

BALCONY
228

STAIR
S202

61 SF
1

TIME OUT
214

STAFF TR
213

TR
215A

PASSAGE
C201A

ELEVATOR
E200

COURTYARD
BELOW

COURTYARD
BELOW

2064 SF
40

LIBRARY
100

160

150

177

600

142
121'

600

75
113' 113'

600

90

121'

18
4'

16
1'

600

30

237'

R.W.R.W.R.W.
R.W.

R.W. R.W.

R.W. R.W. R.W.

R.W.

R.W.

R.W.R.W.

R.W.R.W.

R.W.

D.F.

RESCUE WINDOW + LABEL U.N.O.

HANDICAP ACCESSIBLE

FIRE EXTINGUISHER CABINET

NEW FIRE EXTINGUISHER & CABINET

DRINKING FOUNTAIN

1 HOUR FIRE SEPARATION (ALL CORRIDOR WALLS)

2 HOUR FIRE SEPARATION

2 HOUR FIRE WALL

PATH OF EGRESS

EXIT ACCESS TRAVEL DISTANCE. DENOTES THE MAXIMUM DISTANCE 
TRAVELED TO A BUILDING EXIT OR STAIRWELL ENCLOSURE IN EACH 
DIRECTION

COMMON PATH OF EGRESS TRAVEL. DENOTES THE TOTAL DISTANCE
TRAVELED BETWEEN EXITS

OCCUPANT LOAD (MAXIMUM ALLOWABLE OCCUPANT
LOAD, ACTUAL OCCUPANCY BASED ON HOME ROOM &
STAFF OCCUPANCY)

EXIT DOOR OCCUPANT CAPACITY
EXIT WIDTH @ 0.2"/OCC. = OCCUPANT CAPACITY
STAIR WIDTH @ 0.3"/OCC. = OCCUPANT CAPACITY

*CUMULATIVE OCCUPANT LOAD
**MAX CORRIDOR OCCUPANT CAPACITY

EXISTING TO REMAIN 48,666 SQFT.

LEVEL 1 ALTERATIONS 45,899 SQFT.

LEVEL 2 ALTERATIONS   1, 534 SQFT.

SITEWORK 1,090 SQ FT.

GRAPHIC KEY - CODE COMPLIANCE

R.W.

F.E.C.

F.E.C.

D.F.

360

MAX
∑

65'

142'

MAX
∑

26

65'

* "CUMULATIVE OCCUPANT LOAD" DETERMINED BY ADDING

ALL OCCUPANTS FROM SPACES DISCHARGING INTO CORRIDOR 

AND DIVIDING BY NUMBER OF PATHS OF EGRESS (TYPICALLY 2)

** "MAX CORRIDOR OCCUPANT CAPACITY" DETERMINED BY DIVIDING

CORRIDOR WIDTH (IN INCHES) BY 0.2"/OCC

ORIGINAL YEAR BUILT: 1929
ADDITIONS: 2001
EXISTING CONSTRUCTION TYPE: IIB
OCCUPANCY CLASSIFICATION: E - EDUCATIONAL
NUMBER OF STORIES: 2
NUMBER OF SIDES ACCESSIBLE: 4
SPRINKLERED: NO
ALLOWABLE BUILDING AREA: 14,500 S.F. PER FLOOR [TABLE 506.2]*
BUILDING PERIMETER: 1075' [506]*
BUILDING FRONTAGE: 580' @ 30'W [506]*

BASEMENT   7,505 SF
FIRST FLOOR: 56,694 SF
SECOND FLOOR:                          30,876 SF
THIRD FLOOR:   1,024 SF

GROSS SQ. FT. OF BUILDING: 96,099 SF

EXTERIOR BEARING WALLS: NON-COMBUSTIBLE YES
NON BEARING WALLS: NON-COMBUSTIBLE YES
INTERIOR FIRE WALLS: N/A N/A
INTERIOR BEARING WALLS OF PARTITIONS: NON-COMBUSTIBLE YES
PARTITIONS ENCLOSING SHAFTS: 2 HR. YES
PARTITIONS ENCLOSING CORRIDORS: 1 HR. YES
COLUMNS & BEAMS: NON-COMBUSTIBLE YES
FLOOR CONSTRUCTION: NON-COMBUSTIBLE YES
ROOF CONSTRUCTION: NON-COMBUSTIBLE YES

FIRST FLOOR CORRIDOR TRAVEL DISTANCE: 150 FT. ≤ 111 FT. SED
SECOND FLOOR CORRIDOR TRAVEL DISTANCE: 120 FT. ≤ 193 FT. SED
MAXIMUM ALLOWABLE TRAVEL DISTANCE: 200 FT. ≤ 103 FT. [TABLE 1016.1]

*REFERENCES 2020 BCNYS & 1998 SED PLANNING STANDARDS

BUILDING INFORMATION
GENERAL BUILDING INFORMATION:

SQUARE FOOTAGE

BUILDING FIRE RESISTANCE REQUIREMENTS:             REQ [TABLE 601]*            COMPLIANT

BUILDING TRAVEL DISTANCE:         REQ         ACTUAL         REF*

GENERAL NOTES:
REQUIRED FIXTURE QUANTITIES BASED ON A MAX OCCUPANCY OF 
STUDENET HOME ROOM POPULATION OF 1141 STUDENTS & 100 
FACULTY/STAFF.
MIN (1) ONE ADA ACCESSIBLE BATHROOM PROVIDED ON EVERY FLOOR.
MIN (1) ONE MOP SINK PROVIDED PER FLOOR

PLUMBING FIXTURE COUNT

GIRLS WATER CLOSETS 12 21

BOYS WATER CLOSETS/URINALS 12 WC 9 WC + 11 URINALS

TOTAL WATER CLOSETS 24

GIRLS LAVATORIES 12 12

BOYS LAVATORIES 12 12

TOTAL LAVATORIES 24 24

FACULTY WATER CLOSETS 2 8

FACULTY LAVATORIES 2 8

DRINKING FOUNTAINS 13 5 IN CORR. 13 CLASSROOMS 
HAVE BUBBLERS IN THE SINKS

PLUMBING FIXTURE COUNT

FIXTURE NAME
# REQUIRED 

(NYS) # PROVIDED
# REQUIRED 

(MPS)

17

6 WC + 19 URINALS

23 WC + 19 URINALS

12

12

0

0

8

24

30 WC + 11 URINALS

FAN RM
B2

STORAGE
B4

829 SF

STORAGE
B3

STAIR
S1

ELECT. RM
B6

689 SF

BOILER RM
B5

ELEV
E1

STAIR
S2

CRAWL

SPACE
B8

CRAWL

SPACE
B1
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FIRST FLOOR CODE COMPLIANCE PLAN
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DN DN

DN

UP

UP

OFFICE

B101

OFFICE

B101A
PRINT RM

B102

STOR

B102A

CONF.

B103

TR

B102B

3RD GRADE

B104

3RD GRADE

B105

OFFICE

MUSIC VOCAL

B106

CORRIDOR

E103

3RD GRADE

B111
JC

B109

TR

B110

GIRLS
TR

B108

BOYS

MAIL RM

B112

STAIR

S104

COURTYARD

18Y
AUDITORIUM

B107

STAGE

B107A2ND GRADE

D106

1ST GRADE

D104

KINDERGARTEN

D103

PRE-K

D101

TEACHER

E109

TR

D101A

OFFICE

A113

2ND GRADE

A112

PRE-K

A111WORKROOM

A110A

TR

A110B
KINDERGARTEN

A110

1ST GRADE

A109

OFFICE

A104A

B.I.S.

A105

TR

A107

BOYS

TR

A108

GIRLS

STOR.

A109A

IDF

A106

CORR

E101

SERVICE

A103B

FAMILY
SPEECH

A103A
ECSD

A102

SPEC ED
HEALTH

A101

CLOSET

A101C

HEALTH

A101B

TR

A101A

CORR

E108

CORR

E109

PRE-K

C110

CORR

E107

TR

C110A

WORK RM

C108A

JC

C109

STOR

D102

WORK RM

D103A

KINDERGARTEN

C108

1ST GRADE

C107

2ND GRADE

C106

STOR

A104C

LIBRARY

A104

CORR

E102

TR

A104B
VEST

V102

CORR

E110CORR

E106
LOBBY

E106A

STOR

C104C

STOR

C104B

STOR

C104A

GYMNASIUM

C104
OFFICE

C105

OFFICE

C102

VP

TR

C103

TR

C105A

SPECIAL ED

C101

GIRLS TR

D125

BOYS TR

D124

TEACHER CONF.

D126

CAFETERIA

D112

STORAGE

D105

MDF

D107

STORAGE

D108

ELEC

D109

RECIEVE/STORAGE

D110MAINT

D111

TR

D111ASTORAGE

D112A

DISHES

D113

SERVING

D114

KITCHEN

D115

OFFICE

D116

JC

D117

DRY STOR

D119
TR

D120A

LOCKER

D120

FRIDGE

D123

FREEZER

D122

CORR

E111

COURTYARD

18Z

MULTI

A211

ELEMENTARY

STAIR

S203

4TH GRADE

A212

SUPPORT

A213

BOYS TR

A207

COMPUTER

A209

4TH GRADE

A214

GIRLS TR

A208

MEZZANINE

A210

LIBRARY

4TH GRADE

A215

RESOURCE

A206

5TH GRADE

A205 PSYCH

A201

FAN RM

A203

TIME OUT

A202

SOCIAL

A216

SPECIAL ED

B201

STAFF TR

B202

TR

B203A

LOBBY

E200

UPPER

STORAGE

A204A

5TH GRADE

A204

5TH GRADE

B215

STORAGE

B214

ELEVATOR

B212

PASSAGE

E200A

STAIR

S204

RESOURCE

S204

3RD GRADE

B210

SPECIAL ED

B203

15:1
ART

B204

CORRIDOR

E202

GIRLS TR

B209

JC

B208

BOYS TR

B207 MECH

B206A

STORAGE

B204A

INSTRUMENTAL

B205

MUSIC

STAIR

S205

AUDITORIUM

B206

5TH GRADE
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1/16" = 1'-0"
1

FIRST FLOOR ABATEMENT PLAN

GENERAL ASBESTOS ABATEMENT NOTES:

A REFER TO SPECIFICATION 02 21 10 ASBESTOS ABATEMENT FOR ADDITIONAL INFORMATION.

B ALL WORK IS TO COMPLY WITH NYS CODE RULE 56 REQUIREMENTS OR HIGHER. SITE SPECIFIC VARIENCES MAY BE
IMPLEMENTED IF APPROVED BY THE ARCHITECT.

C ASBESTOS SURVEY WAS CONDUCTED AND THE REPORT IS ON FILE WITH THE ARCHITECT.

D THE REGULATED ABATEMENT WORK AREA SHALL BE VACATED BY THE OCCUPANTS AND NON-CERTIFIED PERSONNEL,
PRIOR TO WORK AREA PREPARATION, AND SHALL REMAIN VACATED UNTIL THE ASBESTOS PROJECT IS COMPLETE.

E THE PERSONAL AND WASTE DECONTAMINATION SYSTEM ENCLOSURE(S) SHALL BE PROVIDED OUTSIDE THE REGULATED
ABATEMENT WORK AREA AND ATTACHED TO THE BUILDING AT ENTRY/EXIT LOCATION AS PER SECTION 56-7.5. THESE
LOCATIONS SHALL BE REVIEWED AND APPROVED BY THE OWNER/OWNERS REPRESENTATIVE PRIOR TO COMMENCEMENT
OF WORK. THE DECONTAMINATION UNIT(S) SHALL BE CORDONED OFF AT A DISTANCE OF TWENTY-FIVE (25) FEET IN ALL
DIRECTIONS TO SEPARATE IT FROM PUBLIC AREAS. THE CONTRACTOR SHALL ESTABLISH, MARK AND MAINTAIN PROPER
EXITS WITHIN EACH WORK AREA FOR NORMAL AND EMERGENCY USE AND MAINTAIN A CLEAR EGRESS PATH.

F ALL TOOLS AND EQUIPMENT SHALL BE REMOVED FROM SITE AFTER DECONTAMINATION.

G AFTER ALL REGULATED ABATEMENT WORK AREAS HAVE BEEN DISMANTLED ANY REMAINING REMOTE DECONTAMINATION
 ENCLOSURES MUST BE DISMANTLED AND REMOVED FROM SITE. ALL PLASTIC SHEETHING SHALL BE REMOVED AND

DISPOSED OF ASBESTOS WASTE.

H ALL WASTE GENERATED AS PART OF ASBESTOS PROJECT SHALL BE REMOVED FROM THE SITE WITHIN TEN (10) CALENDAR
DAYS AFTER SUCCESSFUL COMPLETION OF PHASE 11 C FOR ALL REGUALTED WORK AREAS.

I ALL WASTE GENERATED AS PART OF THE ASBESTOS PROJECT SHALL BE LEGALLY DISPOSED OF AT ANY APPROVED
LANDFILL FACILITY. ALL GENERATED WASTE REMOVED SHALL BE DOCUMENTED, ACCOUNTED FOR AND DISPOSED OF IN
COMPLIANCE WITH REQUIREMENTS OF EPA NESHAP.

1/16" = 1'-0"
2

SECOND FLOOR ABATEMENT PLAN

ABATEMENT PLAN DRAWING NOTES:

1 REMOVE DOOR FRAME SYSTEM WITH ASBESTOS CONTAINING PERIMETER AND GLAZING SEALANT ON BOTH SIDES.

2 REMOVE ASBESTOS CONTAINING SEALANTS AT CONCRETE STAIRS AND STONE LANDINGS & WALLS.

3 REMOVE ASBESTOS CONTAINING INSULATION ON WATER HEATER FLUE AND PIPING.  REFER TO SPECIFICATION SECTION 02
21 10 FOR APPROXIMATE QUANTITIES.
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SAWCUT

±5.00'

SITE DEMOLITION NOTES

1. REMOVE SIGN AND FOUNDATION. COORDINATE DISCONNECT WITH
EC.

2. REMOVE CONCRETE SIDEWALK TO THE FIRST EXISTING SAWCUT
JOINT AS REQUIRED FOR ARCHITECTURAL WORK RELATED TO
FRONT STAIRS.

3. PROTECT AND RELOCATE EXISTING TRASH RECEPTACLE.

4. PROTECT EXISTING BENCH IN PLACE.
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SITE IMPROVEMENT NOTES

1. PROVIDE SIDEWALK DISTURBED BY ARCHITECTURAL WORK, SEE
DETAIL 2/DV-L3.1.

2. PROVIDE ELECTRONIC SIGN BY DAKTRONICS. MATCHING PREVIOUS
CO-OP PURCHASES, SEE DETAIL 1/DV-L3.1.

3. PROVIDE ELECTRIC AND COMMUNICATION CABLING TO SIGN.

4. RELOCATE EXISTING TRASH RECEPTACLE AND SECURE IN-KIND.
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ILLUMINATED BANNER, CUSTOM PER
ELEMENTARY SCHOOL

LED VIDEO COLOR DISPLAY AND STEEL
STRUCTURE BY MANUFACTURER7'-

10
 7

/8
"

8'-6"

BASE PLATE AND ANCHOR BOLTS PER
MANUFACTURER

REINFORCED CONCRETE FOUNDATION,
DESIGN BY SIGN MANUFACTURER

CONDUIT FOR ELECTRIC AND
COMMUNICATION, 30 AMP @ 120VAC

POWDER COATED ALUMINUM PEDESTAL

7'-5 3/8"

4'-
10

 7
/8

"

12' SPOOLED WIRE

5" THICK, 4000 PSI FIBER REINFORCED
CONCRETE APRON. 8'-6" x 3'-0".5"

6" MIN COMPACTED GRANULAR FILL
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SQUARE PATTERN OR AS SHOWN ON PLAN.
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DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

1/8" = 1'-0"

DV-A0.1
2012-233

F
IR

S
T

 F
L
O

O
R

 D
E

M
O

 P
L

A
N

 -
A

R
E

A
 A

 &
 P

A
R

T
IA

L
 A

R
E

A
 D

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

KAB

SCC

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

1/8" = 1'-0"
1

FIRST FLOOR DEMOLITION PLAN - AREA A
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2

PARTIAL FIRST FLOOR DEMOLITION PLAN - AREA D

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.
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1/8" = 1'-0"
1

FIRST FLOOR DEMOLITION PLAN - AREA B

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.

1/8" = 1'-0"
2

FIRST FLOOR DEMOLITION PLAN - AREA C
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SECOND FLOOR DEMOLITION PLAN - AREA A

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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SECOND FLOOR DEMOLITION PLAN - AREA B

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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FIRST FLOOR REFLECTED CEILING DEMO PLAN - AREA A

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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FIRST FLOOR REFLECTED CEILING DEMO PLAN - AREA B
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GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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FIRST FLOOR REFLECTED CEILING DEMO PLAN - AREA C

#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



BUIL
DIN

G A
REA B

BUIL
DIN

G A
REA D

B
U

IL
D

IN
G

 A
R

E
A

 C

B
U

IL
D

IN
G

 A
R

E
A

 D

BUIL
DIN

G A
REA B

BUIL
DIN

G A
REA D

BUIL
DIN

G A
REA B

BUIL
DIN

G A
REA D

COURTYARD

18Y

2ND GRADE

D106

1ST GRADE

D104

KINDERGARTEN

D103

PRE-K

D101

TEACHER

E109

TR

D101A

CORR

E109

CORR

E107

STOR

D102 WORK RM

D103A

GIRLS TR

D125

BOYS TR

D124

TEACHER CONF.

D126
CAFETERIA

D112

STORAGE

D105

MDF

D107

STORAGE

D108

ELEC

D109

RECIEVE/STORAGE

D110

MAINT

D111

TR

D111A

STORAGE

D112A

DISHES

D113

SERVING

D114

KITCHEN

D115

OFFICE

D116
JC

D117

DRY STOR

D119

TR

D120A

LOCKER

D120

FRIDGE

D123

FREEZER

D122

CORR

E111

D15

D15

D15
D15 D15

D15

D4

D15

D15

D15

D15

D15

D15

D15 D15

D15

D15

D4

D4

D4

CORR

E110

D15

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

1/8" = 1'-0"

DV-A0.8
2012-233

F
IR

S
T

 F
L
O

O
R

 R
C

P
 D

E
M

O
 P

L
A

N
 -

A
R

E
A

 D

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

KAB

SCC

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

1/8" = 1'-0"
1

FIRST FLOOR REFLECTED CEILING DEMO PLAN - AREA D

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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SECOND FLOOR REFLECTED CEILING DEMO PLAN - AREA A

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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SECOND FLOOR REFLECTED CEILING DEMO PLAN - AREA B

GENERAL DEMO NOTES:
REFER TO DRAWING A0.0 FOR GENERAL DEMOLITION PLAN NOTES.

DEMOLITION NOTES:

D1 REMOVE CARPET FLOORING IN ITS ENTIRETY.  REMOVE WOOD QUARTER ROUND BASE WHERE PRESENT.
NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK.  PREPARE EXISTING CONCRETE SLAB
FOR NEW FLOORING.

D2 REMOVE VCT FLOORING IN ITS ENTIRETY.  REMOVE AND SALVAGE WOOD QUARTER ROUND BASE WHERE
PRESENT. NOTE: FLOORING REMOVAL DOES NOT EXTEND UNDER CASEWORK. PREPARE EXISTING CONCRETE
SLAB FOR NEW FLOORING.

D3 REMOVE TERRAZZO FLOORING AND BASE IN ITS ENTIRETY TO EXTENTS SHOWN, PREPARE EXISTING
CONCRETE SLAB FOR NEW FLOORING.

D4 NOTE HEIGHT AND SLOPE OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR
ENTIRETY. SOFFITS TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D5 PROVIDE NEW OPENING IN CMU PARTITION WALL FOR NEW MECHANICAL LOUVER & LINTEL. REFER TO "H"
DWGS & LINTEL SCHEDULE ON A0.0 FOR SIZE AND TYPE.

D6 REMOVE STUD PARTITION COMPLETELY UP TO EXISTING DECK OR STRUCTURE ABOVE TO EXTENTS SHOWN
ON PLAN.  DEMOLITION TO INCLUDE BASE, DOORS, FRAMES GLAZING AND ALL WALL MOUNTED/RECESSED
ACCESSORIES, CASEWORK AND EQUIPMENT.  SALVAGE EXISTING BASE IN FULL LENGTHS. SALVAGE ALL
WOOD TRIM.

D7 PROVIDE NEW OPENING IN MTL STUD WALL, FOR NEW PASSAGE, DOOR/WINDOW FRAME, BLOCKING, LINTEL
OR STEEL COLUMN. REFER TO LINTEL SCHEDULE FOR SIZE AND TYPE.

D8 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN.

D9 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY TO EXTENTS SHOWN ON PLAN. SALVAGE
EXISTING WOOD TRIM FOR REINSTALLATION.

D10 REMOVE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  SALVAGE EXISTING DECORATIVE LEAD CAMING
GLASS FOR REINSTALLATION.

D11 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.

D12 REMOVE WINDOW, FRAME, HARDWARE, AND WINDOW TREATMENT SYSTEMS IN THEIR ENTIRETY.

D13 REMOVE AND SALVAGE EXTERIOR LOUVER IN ITS ENTIRETY.  STORE FOR REINSTALLATION. REMOVAL TO
ACCOMMODATE INSTALLATION OF NEW MECHANICAL UNIT, COORDINATE WITH H DRAWINGS.

D14 REMOVE CERAMIC FLOOR TILE AND WALL BASE IN ITS ENTIRETY.

D15 NOTE HEIGHT OF EXISTING CEILING AND REMOVE SUSPENDED CEILING SYSTEMS IN THEIR ENTIRETY. SOFFITS
AND UPPER WINDOW WELL ACT TO REMAIN IN PLACE UNLESS NOTED OTHERWISE.

D16 REMOVE CERAMIC WALL TILE IN ITS ENTIRETY.  REMOVE WALL MOUNTED ACCESSORIES AFFECTED BY WALL
TILE REMOVAL AND SALVAGE FOR REINSTALLATION.

D17 REMOVE GWB CEILING SYSTEMS TO THE EXTENTS SHOWN ON PLAN TO ACCOMODATE HVAC WORK.
COORDINATE WITH HC.

D18 REMOVE SOFFIT IN ITS ENTIRETY.

D19 PROVIDE OPENING IN CONCRETE FLOOR FOR NEW DUCTWORK.  COORDINATE WITH H DRAWINGS.
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PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.
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PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.
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1/8" = 1'-0"
1

FIRST FLOOR PLAN - AREA A

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

1/8" = 1'-0"
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FIRST FLOOR PLAN - AREA A - PRINCIPALS OFFICE & TOILET ROOM ALTERNATE #DV-1
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1/8" = 1'-0"
1

FIRST FLOOR PLAN - AREA B

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.
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1/8" = 1'-0"
1

FIRST FLOOR PLAN - AREA C

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.

1/4" = 1'-0"
2

INTERIOR ELEVATION - GYMNASIUM SOUTH

1/4" = 1'-0"
3

INTERIOR ELEVATION - GYMNASIUM NORTH
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1/8" = 1'-0"
1

FIRST FLOOR PLAN - AREA D

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.
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NOTES:
1. FOR SPANS UP TO 4'-0" USE L3 1/2x 3 1/2x1/4", FOR SPANS 4'-1" TO 8'-0" USE L7x4x3/8" (LLV). DO NOT 

CUT SLAB OPENING UNTIL SUPPORT FRAMING IS IN PLACE.
2. DO NOT USE THIS DETAIL FOR CONCRETE FRAMED FLOOR SLABS.
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1/8" = 1'-0"
1

SECOND FLOOR PLAN - AREA A

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.

1" = 1'-0"
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DECK SUPPORT AT NEW FLOOR SLAB OPENING
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1/8" = 1'-0"
1

SECOND FLOOR PLAN - AREA B

GENERAL NOTES:
REFER TO DRAWING  A0.0  FOR GENERAL PLAN NOTES.

PLAN DRAWING NOTES:

1 PROVIDE CUSTOM BUILT RECEPTION DESK.

2 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 34” AFF WITH SILL SUPPORT BRACKETS.

3 PROVIDE CUSTOM BUILT WOOD BENCH

4 EXTEND WALL TO DECK ABOVE. WALL CONSTRUCTION TO BE 3 5/8" METAL STUD WITH (1) LAYER OF 5/8" GWB. ON EACH
SIDE.

5 REINSTALL STORED EXTERIOR LOUVER. PROVIDE BACKER ROD AND SEALANT BOTH SIDES.

6 INFILL EXISTING DOOR, WINDOW, OR WALL OPENING AS SHOWN ON PLAN TO MATCH EXISTING WALL THICKNESS AND
PREPARE FOR NEW FINISHES.

7 REINSTALL SALVAGED TOILET ROOM WALL ACCESORRIES.

8 LOUVER AND MASONRY WALL BELOW TO BE REMOVED TO ACCOMMODATE NEW HVAC WORK. INFILL OPENING WITH NEW
4” CMU WALL WITH BRICK VENEER AND REINSTALL SALVAGED LOUVER.

9 PROVIDE BUILT IN PLASTIC LAMINATE COUNTER TOP AT 29” AFF WITH WALL MOUNTED SUPPORT BRACKETS BELOW.

10 PROVIDE SOLID SURFACE TRANSACTION COUNTER AT 42” AFF TO BE SUPPORTED BY PARTITION WALL BELOW.

11 NOT USED

12 PROVIDE OPENING AND SUPPORT IN EXISTING CONCRETE FLOOR SLAB TO ACCOMMODATE NEW WORK. COORDINATE SIZE
AND LOCATION WITH MECHANICAL CONTRACT. REFER TO DETAIL 2/DV-A1.6.

13 PROVIDE 4" THICK HOUSEKEEPING PAD. MINIMUM 6" LARGER IN EACH DIMENSION THAN EQUIPMENT SCHEDULED TO BE
INSTALLED. COORDINATE WITH OTHER TRADES.

14 INFILL EXISTING OPENING IN MASONRY CREATED FROM FLUE REMOVAL. MATCH EXISTING CONSTRUCTION AND
THICKNESS.

1/8" = 1'-0"
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PENTHOUSE PLAN
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PENTHOUSE ELEVATION
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1111
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CENTER OVER CORRIDOR BELOW

5

2

32

32

9

VP VP VP VP VP

VP

VP

4" / 12"

ALT. # DV-2

ALT. # DV-1

STEEL BEAM
-SEE PLAN

ROOF DECK

MECHANICAL EQUIPMENT 
CURB

L5x3 1/2x5/16" (LLV) 
LOCATED UNDER 
MECHANICAL CURB (TYP.)

1/4" STIFFENER PLATE AT 
EACH HORIZ. ANGLE

3/16
TYP.

3/16
TYP.

STEEL SUPPORT FRAMING 
TO REMAIN

EXISTING WOOD BLOCKING TO 
REMAIN. 

EDGE LAP SEALANT

SPLICING CEMENT

ADHESIVE CEMENT

SINGLE PLY MEMBRANE 
FLASHING

EXISTING PRE-
FABRICATED EQUIPMENT 
CURB - SEE MECHANICAL 
DRAWINGS

MECH. UNIT - SEE 
MECHANICAL DRAWINGS

METAL CURB CAP

EXISTING ROOF 
TO REMAIN

STAINLESS STEEL CLAMP RING

EPDM RUBBER CAP

BATT INSULATION

ALUMINUM FLG.

SUPPORT PIPES FROM EXG. STR.

NEW OR EXG PIPE

WD. BLOCKING

SEALANT

EXISTING ROOF 
TO REMAIN

EXISTING ROOF 
TO REMAIN

MECH. EQUIP. -
SEE MECH. 

DWGS

2" x 6" WOOD RAIL FRAMING

R-21 BATT INSULATION

LAP SEALANT (TYP.)

EXG ROOF DECK TO REMAIN

ALUM. CURB CAP

FULLY ADHERED SINGLE 
PLY MEMBRANE FLASHING

SEE MECH. DWGS FOR LOCATIONS OF LOOSE RAIL SYSTEMS

EXISTING ROOF 
TO REMAIN

EXISTING ROOF 
TO REMAIN

VENT PIPE - SEE PLANS 
AND PLUMBING 
DRAWINGS

CUT-OFF MASTIC

SPLICING CEMENT

EDGE LAP SEALANT (TYP)

PRE-MOLDED 
PIPE BOOT

S.S. CLAMPING RING

EXISTING ROOF 
TO REMAIN

4"

1' - 3"

5"

1"

1 1/2" 1/2"
1' - 1"COUNTER FLASHING 

TO MATCH EXISTING 
ADJACENT PROFILE

TERMINATION STRIP 
W/SEALANT

EDGE LAP SEALANT

ADHESIVE CEMENT

SINGLE PLY MEMBRANE 
FLASHING

EXISTING ROOFING 
TO REMAIN

PROVIDE NEW PRE-CAST 
CONCRETE COPING

PROVIDE NEW COPPER 
FLASHING TO MATCH 
EXISTING

CLEAN PORTION OF 
BRICK FACADE & 
REPOIINT

STAINLESS 
STEEL HOSE 
CLAMP

HOT STACK - SEE MECHANICAL RAIN COLLAR WITH HIGH 
TEMPERATURE SEALANT

SINGLE PLY MEMBRANE 
FLASHING

METAL CURB

M
IN

.

4"

FIBERGLASS 
BATTS

NOTE:
TPO MEMBRANE SHALL NOT BE IN 
CONTACT WITH SURFACES HAVING 
SUSTAINED TEMPERATURES ABOVE 
160 DEGREES F.

M
IN

.

8"

4"

EXISTING ROOF 
TO REMAIN
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3/32" = 1'-0"
1

ROOF PLAN

1" = 1'-0"
2

MECHANICAL CURB SUPPORT AT ROOF

ROOF DRAWING NOTES:

1 PATCH ROOF AT REMOVED PENETRATION, EQUIPMENT, CURB, OR EQUIPMENT RAILS.  NEW ROOF INSULATION SHALL BE
FLUSH WITH EXISTING.  PATCH AND MEMBRANE TIE IN SHALL NOT VOID THE WARRANTY OF THE EXISTING ROOF.

2 PROVIDE CRICKETS AT ALL CURBS, RAILS, ETC. WHICH RUN IN LENGTH GREATER THAN 24" PERPENDICULAR TO THE SLOPE
OF ROOF INSULATION. SLOPE OF CRICKETS SHALL BE 1/2" VERTICAL PER 12" HORIZONTAL.

3 ROOFTOP EQUIPMENT, LOCATION PER DIMENSIONS SHOWN ON PLAN . COORDINATE SIZE & LOCATION WITH MECHANICAL
CONTRACTOR. PROVIDE TYPICAL CURB SUPPORT FRAMING PER DETAIL 2/DV-A1.8 & RAIL DETAIL PER 3/DV-A1.8.

4 ROOFTOP EQUIPMENT. COORDINATE SIZE & LOCATION WITH MECHANICAL CONTRACTOR. PROVIDE TYPICAL CURB SUPPORT
FRAMING PER DETAI 2/DV-A1.8 & CURB DETAIL PER 4/DV-A1.8.

5 GAS LINE - SEE PLUMBING DRAWINGS

6 REMOVE PRECAST CONCRETE COPING AND FLASHING. PROVIDE PRECAST CONCRETE COPING TO MATCH EXISTING.
PROVIDE JOINTS TO MATCH EXISTING.  CONTRACTOR TO PROVIDE NEW WATERTIGHT EXISTING COPPER FLASHING AT
COPING REPLACEMENT.

7 CORE NEW PIPE PENETRATIONS FROM BELOW. PIPE PENETRATIONS MUST BE LOCATED IN THE SLAB AREA BETWEEN
CONCRETE PAN JOISTS. DO NOT CORE HOLDES IN CONCRETE JOISTS OR BEAMS .INSTALL AND FLASH CURB SIMILAR TO
DETAIL 4/DV-A1.8.

8 HOT STACK, COORDINATE SIZE & LOCATION WITH MECHANICAL CONTRACTOR. PROVIDE HEATED STACK FLASHING DETAIL
8/DV-A1.8.

9 PIPE PENETRATION PER DETAIL 6/DV-A1.8.

10 MULTI-PIPE PENETRATION PER DETAIL 7/DV-A1.8.  COORDINATE SIZE & LOCATION WITH MECHANICAL CONTRACTOR.

11 NEW ROOFTOP PENETRATION. COORDINATE SIZE & LOCATION WITH MECHANICAL CONTRACTOR. INSTALL AND FLASH CURB
SIMILAR TO DETAIL 4/DV-A1.8.

1 1/2" = 1'-0"
4

EQUIPMENT CURB DETAIL

1 1/2" = 1'-0"
7

MULTI-PIPE PENETRATION DETAIL

1 1/2" = 1'-0"
3

TYPICAL MECHANICAL EQUIPMENT RAIL DETAIL

1 1/2" = 1'-0"
6

PIPE PENETRATION DETAIL

1 1/2" = 1'-0"
5

PRE-CAST CONCRETE COPING FLASHING REPLACEMENT DETAIL

STRUCTURAL NOTES

A.  BUILDING CODES AND STANDARDS
    
  1.  THE FOLLOWING CODES AND STANDARDS, INCLUDING ALL SPECIFICATION REFERENCED
       WITHIN, SHALL APPLY TO THE DESIGN, CONSTRUCTION, QUALITY CONTROL AND SAFETY         
       OF ALL WORK PERFORMED ON THE PROJECT.  

a.  "2020 BUILDING CODE OF NEW YORK STATE"      
b.  "MINIMUM DESIGN LOADS FOR BUILDING AND OTHER STRUCTURES", (ANSI/ASCE 7-16) 

           AMERICAN SOCIETY OF CIVIL ENGINEERS.   
  2.  ADDITIONAL CODES FOR MATERIALS SHALL BE FOUND IN THE APPROPRIATE SECTIONS 
       THAT FOLLOW.  SEE THOSE SECTIONS FOR THE APPLICABLE CODES.

B.  DESIGN LOADS

  1.  GRAVITY - DEAD LOADS      
      

AREA                  PSF         
            ROOF 1929 BUILDING 71 PSF      
   ROOF 2001 ADDITION 25 PSF

  2.  GRAVITY - LIVE LOADS  
    
  a.  ROOF LIVE LOAD 20 PSF MIN. (SNOW LOAD USED WHEN GREATER)      

b.  ROOF SNOW LOAD 31 PSF+ DRIFTING (WHERE APPLICABLE)           
(1)  GROUND SNOW LOAD (Pg)  =40 PSF   
(2)  EXPOSURE FACTOR         (Ce) =1.0           
(3)  IMPORTANCE FACTOR      (i) =1.10           
(4)  THERMAL FACTOR   (Ct) =1.0
(5)  SLOPE FACTOR (Cs) =1.00  
(6)  DRIFT SURCHARGE NA

  3.  WIND LOADS 

a.  BASIC WIND SPEED (V)                  118 MPH 
     ALLOWABLE DESIGN WIND SPEED (Vasd)     90 MPH

   b.   OCCUPANCY RISK CATEGORY      III
   c.   WIND EXPOSURE CATEGORY        B
    d.  Kz = 0.7, Kzt = 1.0, Kd = 0.85, Ke = 1.0 
    e.  ENCLOSED BUILDING GCpi = ±0.18 

f.   COMPONENTS AND CLADDING – ROOF NET DESIGN WIND PRESSURES  (PSF) 
ROOF SLOPE ( 0 TO 7 DEGREES)

EFFECTIVE AREA INTERIOR ZONE          END ZONE CORNER ZONE
  10 SF 10.2 -25.0 10.2 -42.0 10.2 -63.2

100 SF 8.1 -22.9 8.1 -27.1   8.1 -27.1

  6.  ROOF RAIN LOAD DATA
a.  RAIN INTENSITY (100 YEAR 60 MIN. DURATION) (i)    2.36 IN/HR.

3" = 1'-0"
8

HEATED STACK FLASHING DETAIL

GENERAL NOTES:
REFER TO DRAWING A0.0 FOR GENERAL PLAN NOTES.
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BUILDING AREA A

BUILDING AREA C

BUILDING AREA A

BUILDING AREA C

BUILDING AREA A

BUILDING AREA C
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HEALTH
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PRE-K
105

151 SF
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C101

228 SF

SPEECH
108B

169 SF

FAMILY
SERVICE

108A

702 SF

SPEC ED
ECSD

110

4

44

4

44

4 4

4

4

4

4

4

4

4

4

60 SF

TR
110C

78 SF

EXAM
110B

2065 SF

LIBRARY
100

45 SF

TR
100A

54 SF

VEST.
V101

4

276 SF

VEST
V100

831 SF

LOBBY
C101

906 SF

2ND GRADE
107

368 SF

PRINC.
OFFICE

109

1283 SF

CORRIDOR
C100

137 SF

OFFICE SUITE
108

DV-A2.1

2

ALT. #DV-1

4

INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.
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1/8" = 1'-0"
1

FIRST FLOOR RCP - AREA A

RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.

GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

1/8" = 1'-0"
2

FIRST FLOOR RCP - AREA A - PRINCIPALS OFFICE & TOILET ROOM - ALTERNATE #DV-1
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INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES SLOPE OF CEILING

INDICATES TRANSLUCENT CANOPY SYSTEM
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RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.
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1/8" = 1'-0"
1

FIRST FLOOR RCP - AREA B

GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

1 1/2" = 1'-0"
2

SOFFIT DETAIL @ RECEPTION DESK

1/4" = 1'-0"
3

ENLARGED SOFFIT RCP @ RECEPTION DESK

1 1/2" = 1'-0"
6

WINDOW SOFFIT DETAIL

1/4" = 1'-0"
4

ENLARGED RCP - CANOPIES

1/4" = 1'-0"
7

MAIN OFFICE CANOPIES ROW A

1/4" = 1'-0"
8

MAIN OFFICE CANOPIES ROW B

1/8" = 1'-0"
5

FIRST FLOOR RCP - AREA B - ALT. #DV-2
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INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES SLOPE OF CEILING

INDICATES TRANSLUCENT CANOPY SYSTEM
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1/8" = 1'-0"
1

FIRST FLOOR RCP - AREA C

GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.
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INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES SLOPE OF CEILING

INDICATES TRANSLUCENT CANOPY SYSTEM
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GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.
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INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES SLOPE OF CEILING

INDICATES TRANSLUCENT CANOPY SYSTEM
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1/8" = 1'-0"
1

SECOND FLOOR RCP - AREA A

GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.
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INDICATES TROFFER LIGHT FIXTURES. SEE ELEC. DWGS.

GYP BD OR PLASTER CEILING/SOFFIT

RCP KEY

ACT CEILING SYSTEM

EXG CEILING SYSTEM TO REMAIN

INDICATES MECH. SUPPLY EQUIPMENT

INDICATES MECH. RETURN EQUIPMENT

INDICATES RECESSED LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES PENDANT LIGHT FIXTURES. SEE ELEC. DWGS.

INDICATES SLOPE OF CEILING

INDICATES TRANSLUCENT CANOPY SYSTEM

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

As indicated

DV-A2.6
2012-233

S
E

C
O

N
D

 F
L

O
O

R
 R

E
F

L
E

C
T

E
D

 C
E

IL
IN

G
 P

L
A

N
 -

A
R

E
A

 B

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

KAB

SCC

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

1/8" = 1'-0"
1

SECOND FLOOR RCP - AREA B

GENERAL CEILING NOTES:
REFER TO DRAWING A0.0 FOR GENERAL CEILING PLAN NOTES.

RCP DRAWING NOTE:

1 TRANSLUCENT CANOPY SYSTEM, LOWEST POINT @ 8'-0" A.F.F.

2 ACT TO BE 9'-6" A.F.F.

3 ACT TO BE 9'-0" A.F.F.

4 ACT CEILING TO MATCH EXG. CEILING HEIGHT. V.I.F.

5 SLOPED ACT CEILING TO MATCH EXG. CEILING HEIGHT AND SLOPE. V.I.F.

6 NOT USED

7 GYPSUM WALL BOARD CEILING SYSTEM TO BE 9'-0" A.F.F.

8 ACT TO BE INSTALLED AT TOP OF EXG. WINDOW FRAME, 10'-4 1/2" +/- A.F.F. V.I.F.
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PRINCIPALS OFFICE INTERIOR ELEVATION A - ALTERNATE #DV-1

1/4" = 1'-0"
1

MAIN OFFICE INTERIOR ELEVATION A1/4" = 1'-0"
2

MAIN OFFICE INTERIOR ELEVATION B

1/4" = 1'-0"
10

COPY ROOM INTERIOR ELEVATION A
1/4" = 1'-0"

11
COPY ROOM INTERIOR ELEVATION B

1/4" = 1'-0"
15

ENLARGED TOILET ROOM 114A - ALT. #DV-2

1/4" = 1'-0"

A_MARKERBOARD ELEVATIONS

TOILET ROOM ACCESSORY SCHEDULE

SYMBOL DESCRIPTION MANUFACT. MODEL SIZE REMARKS

1A GRAB BAR AMERICAN SPECIALTIES INC. 3800 36' HORIZONTAL

1B GRAB BAR AMERICAN SPECIALTIES INC. 3800 42" HORIZONTAL

1C GRAB BAR AMERICAN SPECIALTIES INC. 3800 18" VERTICAL

2 TOILET TISSUE DISPENSER FURNISHED BY OWNER -- -- INSTALLED BY GC

3 SANITARY NAPKIN DISPOSAL AMERICAN SPECIALTIES INC. 0852 7-7/8" x 9-11/16" x 4" SURFACE MOUNTED

4 SOAP DISPENSER FURNISHED BY OWNER -- -- INSTALLED BY GC

6 MIRROR AMERICAN SPECIALTIES INC. #600 SERIES 18"x36"

1/4" = 1'-0"
12

MAIN OFFICE INTERIOR ELEVATION E

CASEWORK SCHEDULE

MARK

SIZE MODEL
NUMBER

DOOR
STYLE

TYPE
COMMENTSHEIGHT WIDTH DEPTH

BASE CABINET

B-1 32 1/2" 30" 22 1/2" 2672 1 DRAWER; 2
DOORS

B-2 27 1/2" 24" 22 1/2" 2504 2 DRAWERS

B-3 27 1/2" 15 5/16" 28 3/8" 2672 3 DRAWERS

B-4 27 1/2" 18" 22 3/8" 2500 2 DRAWERS

TALL CABINET

T-1 84" 35 1/4" 22 1/2" 5688 2 DOORS

T-2 84" 35 1/4" 22 1/2" 5866 2 DOORS WARDROBE AND STORAGE CASE

T-X 84" 16" 16" 5641 OPEN SHELVING

WALL CABINET

W-1 31 1/4" 30" 16" 4800 TACKABLE
SURFACE IN LIEU OF
GLASS

W-2 31 1/4" 30" 16" 4728 2 DOORS

W-3 31 1/4" 12" 16" 4340 OPEN SHELVING

W-4 55" 15" 12" 5148 CUSTOM OPEN SHELVING

1/4" = 1'-0"
5

MAIN OFFICE INTERIOR ELEVATION F
1/4" = 1'-0"

6
MAIN OFFICE INTERIOR ELEVATION G

3/4" = 1'-0"
16

MAILBOX CABINET ELEVATION FRONT
3/4" = 1'-0"

17
MAILBOX CABINET ELEVATION BACK

1 1/2" = 1'-0"
18

SECTION @ PASS THRU MAILBOX CASEWORK

1/4" = 1'-0"
13

PRINCIPALS OFFICE INTERIOR ELEVATION B - ALTERNATE #DV-1
1/4" = 1'-0"

14
ENLARGED TOILET ROOM 109A - ALT. #DV-1

1/4" = 1'-0"
20

ENTRY INTERIOR ELEVATION C

3/4" = 1'-0"
21

CUSTOM WALL SHELVING ELEVATION

1 1/2" = 1'-0"
19

SECTION @TALL WALL SHELVING

1 1/2" = 1'-0"
24

SECTION AT WALL SHELVING

1/4" = 1'-0"
8

ENTRY INTERIOR ELEVATION B

1/2" = 1'-0"
22

MAIN OFFICE DOOR SIDELIGHT APPLED POLYCARBONATE FILM
1/2" = 1'-0"

23
VESTIBULE DOOR SIDELIGHT APPLIED POLYCARBONATE FILM

1/4" = 1'-0"
25

PRINC. OFFICE INTERIOR ELEVATION A
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1

DV-A4.1

MAIN OFFICE
111

TYP.

3' - 0" O.C. MAX

6'
 - 

9 
1/

2"

DV-A5.28

(1) L2-1/4x2-1/4x1/4 
@ TOP OF WALL

(1) L2-1/4x2-1/4x1/4 
@ TOP OF WALL

3'
 - 

0"
1'

 - 
0 

7/
8"

DESK POST, TYP.; 
SEE DETAIL 5/DV-A5.2 

SOLID SURFACE TRANSACTION 
COUNTER ABOVE

SOLID SURFACE 
TRANSACTION 
COUNTER ABOVE

BUILT IN CASEWORK BELOW

3-5/8" LIGHT GAUGE METAL 
STUD WALL BELOW

P.LAM TO WRAP CORNER

3-5/8" LIGHT GAUGE METAL 
STUD WALL BELOW

P.LAM TO WRAP 
CORNER

INSIDE WALL 
SUPPORT 
BRACKET 3'-0" 
O.C. MAX., TYP.

SOLID SURFACE 
TRANSACTION COUNTER

BUILT IN CASEWORK BELOW

BUILT IN CASEWORK BELOW

P-LAM COUNTERTOP ABOVE P-LAM COUNTERTOP ABOVE

CUSTOM BUILT PASS THRU MAIL BOXES

CUSTOM BUILT WALL SHELVING

DV-A5.2 5

18

DV-A5.1

EQ EQ EQ

EQ EQ EQ

2

DV-A4.1

3

DV-A5.2

2

DV-A5.2

DV-A5.25
MIR

DV-A5.2

7

DV-A5.2

7 MIR

4

DV-A5.2

4

DV-A5.2

SIM

P.LAM TO WRAP CORNER

P.LAM TO WRAP 
CORNER

3

DV-A5.2

2

DV-A5.2

5"

DV-A5.2

10

INSIDE WALL MOUNTED 
SUPPORT BRACKET 
3'-0" O.C. MAX., TYP.

DV-A5.3

5

DV-A5.3

6

WALL MOUNTED 
SUPPORT BRACKET 
3'-0" O.C. MAX., TYP.

INSIDE WALL MOUNTED 
SUPPORT BRACKET 
3'-0" O.C. MAX., TYP.

DV-A5.3 4

SILL SUPPORT BRACKETS 
3.5" X 3.5", 3'-0" O.C. MAX.

SILL SUPPORT BRACKET 3.5" X 3.5"

SILL SUPPORT BRACKET 3.5" X 3.5"

SILL SUPPORT BRACKET 4" X 6"

1 
5/

8"
2'

 - 
4 

3/
8"

1' - 0"

1' - 0"

1 1/2"

5"

1 1/2"

3-1/2"x8"x1/4" STL. BASE PLATE 
WITH (2) 1/2"Ø EXPANSION BOLTS
EXISTING SLAB ON GRADE

HSS3x3x1/4 POST @ 3'-0" O.C. MAX

6"x6"x3/16" STL. PLATE 

SOLID SURFACE COUNTER

L2 1/2"x2 1/2"x1/4" STL. ANGLE

SEE PLAN

VARIES

1 
1/

2"

2'
 - 

5"

3'
 - 

6"

5' - 1 1/2"

1 1/2"

5"

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL EXPOSED 
SURFACES; SEE FINISH SCHED.

P-LAM COUNTERTOP

SOLID SURFACE COUNTERTOP

6"

2'
 - 

5"

SOLID 
SURFACE 
COUNTERTOP

1 1/2"

BASE AS SCHEDULED

4' - 5 1/4"

1 1/2" 1 1/2"

4' - 9 1/4"

5' - 7 1/2"

RECESSED LED LIGHT STRIP 
FOLLOWING CURVE, REFER TO 
"E" SERIES DWGS.

3

DV-A5.2

2

DV-A5.2

4"

H
IG

H
 P

O
IN

T

2'
 - 

1 
9/

16
"

3' - 0 7/8" CL5' - 0 1/2" CL

1'
 - 

8"

LO
W

 P
O

IN
T

1'
 - 

5 
1/

4"

LO
W

 P
O

IN
T

1'
 - 

4 
1/

4"

1' - 7 1/2" CL

2'
 - 

1"

1' - 4" CL

2'
 - 

11
"

2' - 0" CL

2'
 - 

0"

2' - 3" CL

2'
 - 

3"

3' - 1" CL

3

DV-A5.2

4"

2'
 - 

1"

1' - 2" CL

1' - 10 1/2" CL

2'
 - 

11
"

2' - 1 1/2" CL

2'
 - 

0"

2'
 - 

3"

3' - 0" CL

1' - 4 5/8" CL

LO
W

 P
O

IN
T

1'
 - 

4 
7/

8"

4' - 4 1/16" CL

H
IG

H
 P

O
IN

T

2'
 - 

1 
1/

8"

LO
W

 P
O

IN
T

1'
 - 

1 
3/

8"1'
 - 

8" 2'
 - 

0"

1'
 - 

8"

ø 0
' - 

4"
ø 0' - 8"

ø 0' - 6"

ø 0' - 4"
ø 0' - 4"

ø 0' - 6"
ø 0' - 8"

ø 0' - 4"

2

DV-A5.2

DECORATIVE RESIN PANEL; 
MECHANICALLY FASTENED, TYP.

DECORATIVE RESIN PANEL; 
MECHANICALLY FASTENED, TYP.

3/4" MAPLE 
VENEER PLYWOOD; 
STAINED SEE 
FINISH SCHEDULE

3/4" MAPLE 
VENEER PLYWOOD; 
STAINED SEE 
FINISH SCHEDULE

ø 1' - 4"

ø 1' - 0"

ø 0' - 6"

5' - 0"

5' - 0"

11
"

ø 1' - 
4"

5"

1'
 - 

0"

ø 1' - 0
"

3'
 - 

6"

2'
 - 

5"

5' - 7 1/2"

1 1/2"

5' - 5 3/8"

5"

SOLID SURFACE COUNTERTOP

BASE AS SCHEDULED (2) LAYERS 1/2" PLYWD. WITH P.LAM. FINISH 
ON ALL EXPOSED SURFACES; SEE FINISH 
SCHED.

LED LIGHT STRIP FOLLOWING 
CURVE, REFER TO "E" SERIES DWGS.

2'
 - 

0"

4"

6"

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

DECORATIVE RESIN PANEL; 
MECHANICALLY FASTENED, 
TYP.2'

 - 
0"

1' - 11" CL

2'
 - 

11
"

1' - 8" CL

1' - 2" CL

2'
 - 

1"

2' - 10" CL

2'
 - 

3"

2'
 - 

0"

ø 0' - 8
" ø 0' - 6"

ø 0' - 4"

ø 0' - 4"
3/4" MAPLE VENEER PLYWOOD; 
STAINED SEE FINISH SCHEDULE1"

5' - 0"

5' - 0"

1'
 - 

0"

LO
W

 P
O

IN
T

1'
 - 

4 
5/

8"

LO
W

 P
O

IN
T

1'
 - 

1 
1/

4"

2'
 - 

1 
5/

8"ø 1' - 4"

ø 1' - 0"

3

DV-A5.2

2

DV-A5.2

4"

(2) LAYERS 1/2" PLYWD. 
WITH P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

BASE AS SCHEDULED

LED LIGHT STRIP 
FOLLOWING CURVE, 
REFER TO "E" 
SERIES DWGS.

1'
 - 

8"

2' - 10 7/8"

R
 4

' -  1
0
 9

/1
6
"

4

DV-A5.2

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

1 1/2" 1 1/2"3' - 0 3/8"

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

FIRST FLOOR
0' - 0"

L2 1/2"x2 1/2"x1/4" 
STL. ANGLE CONT.

UNDER COUNTER LIGHT 
FIXTURE, REFER TO "E" 
SERIES DWGS.

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

INSIDE WALL MOUNTED 
STL. BRACKET

5/8" GWB. PAINT; SEE 
FINISH SCHEDULE

WALL BASED AS SCHEDULED

DECORATIVE RESIN 
PANEL; MECHANICALLY 
FASTENED, TYP.

6"x6"x3/16" STL. PLATE 
CONTINUOUS WELD TO POST; 
PTD FINISH
HSS3"x3"x1/4" POST 

3 1/2"x8"x1/4" STL. BASE PLATE

EXPANSION BOLT

3 5/8" MTL. FRAMING @ 16" O.C.

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

1/2" SOLID SURFACE COUNTERTOP W/1/2"
PLYWOOD BACKER

B

1"

SOLID WD. BLKG. AT BRACKETS

PROVIDE PROTECTIVE PADDING ON 
MTL. BRACKETS TYP.

1 
1/

2"

6"

PLASTIC LAMINATE AT ALL 
EXPOSED SURFACES

POST FORMED 
BULLNOSED EDGE 
(TYP.)

TYPICAL EDGE DETAIL
NOTE: TYPICAL ALL 
DETAILS THIS SHEET

3'
 - 

6"

2'
 - 

5"

2' - 6"

3" GROMMETS

1' - 0"

8" 4"

TYP.
1 1/2"

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

2"

FIRST FLOOR
0' - 0" (868' 10")

5/8" GWB; PNT. SEE 
FINISH SCHEDULE

WALL BASE AS SCHEDULED

(2) LAYERS 1/2" PLYWD. 
WITH P.LAM. FINISH ON 
ALL EXPOSED 
SURFACES; SEE FINISH 
SCHED.

1 
1/

2"

CASEWORK BEYOND
3 5/8" MTL. STUD, 16" O.C.

2'
 - 

5"

3' - 0 3/8"

1 1/2"
1 1/2"

V
A

R
IE

S
4"

HSS3"x3"x1/4" POST, BEYOND 

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

2"

1'
 - 

8"

1'
 - 

9 
1/

2"

(2) LAYERS 1/2" PLYWD. WITH 
P-LAM FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHEDULE

BASE AS SCHEDULED

1 1/2"

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

6"

BUILT-IN CASEWORK

3/4" MAPLE 
VENEER PLYWOOD; 
STAINED SEE 
FINISH SCHEDULE

2'
 - 

5"

FIRST FLOOR
0' - 0" (868' 10")

5/8" GWB. PNT. SEE 
FINISH SCHEDULE

WALL BASE AS SCHEDULED

P-LAM VENEER ON 3/4" 
PLYWOOD BACKER

BUILT-IN CASEWORK

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

4"
V

A
R

IE
S

1 1/2"

3 5/8" MTL. STUD, 16" O.C.

2'
 - 

5"

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

2'
 - 

5"

4"

2'
 - 

0"

2'
 - 

0"

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

BASE AS SCHEDULED

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

LED LIGHT STRIP FOLLOWING 
CURVE, REFER TO "E" SERIES 
DWGS.

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

1 1/2"

2'
 - 

2 
1/

2"
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3/4" = 1'-0"
1

ENLARGED MAIN OFFICE RECEPTION DESK PLAN

1 1/2" = 1'-0"
6

DESK POST DETAIL

3/4" = 1'-0"
9

MAIN OFFICE RECEPTION DESK ELEVATION D
3/4" = 1'-0"

8
MAIN OFFICE RECEPTION DESK ELEVATION B

3/4" = 1'-0"
5

MAIN OFFICE RECEPTION DESK ELEVATION A

1" = 1'-0"
3

RECEPTION DESK SECTION "B"
1" = 1'-0"

2
RECEPTION DESK SECTION "A"

NTS
11

RECEPTION DESK AXONOMETRIC

3/4" = 1'-0"
7

MAIN OFFICE RECEPTION DESK ELEVATION C

3/4" = 1'-0"
4

RECEPTION DESK SECTION "C"

3/4" = 1'-0"
10

MAIN OFFICE RECEPTION DESK ELEVATION E

12
VESTIBULE AXONOMETRIC
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DV-A5.18 7

20

1' - 2 3/8" 1' - 4 1/2"

3'
 -

 0
"

18
' -

 9
 3

/4
"

1'
 -

 2
"

3

DV-A4.1

4

DV-A4.1

SOLID SURFACE BENCH TOP

23

2

PLYWOOD TO WRAP DOWN TO 
FLOOR, DO NOT INSTALL VINYL 
BASE AT THIS LOCATION

PLYWOOD TO WRAP DOWN TO 
FLOOR, DO NOT INSTALL VINYL 
BASE AT THIS LOCATION

1' - 2 3/8" 1' - 4 1/2"

3 5/8" MTL. STUD FRAME 
16" O.C. AROUND CIRCLE 
OPENING

3/4" MAPLE VENEER PLYWOOD; 
STAINED SEE FINISH SCHEDULE

1' - 3 7/8"

2

1A

4"
5'

 -
 0

"
4"

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

2"

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

AWP-1-7 ADHERED TO WALL AND CASEWORK DOORS, 
REFER TO ACOUSTIC PANEL MATERIAL KEY

T
Y

P
.

4"

TYP.
4"

7'
 -

 8
"

4"

1' - 0"

1'
 -

 0
"

10' - 8"

DV-A5.1

16

AWP-1-7, REFER TO ACOUSTIC PANEL 
MATERIAL KEY

TYP.
4"

T
Y

P
.

4"

4' - 8"

7'
 -

 0
"

4"

AWP-1: 4"X4" PLANK CARVED WALL TILE
COLOR: AZURE

AWP-2: 4"X4" PLANK CARVED WALL TILE
COLOR: BLUSH

AWP-3: 4"X4" PLANK CARVED WALL TILE
COLOR: HOLLAND OATS

AWP-4: 4"X4" PLANK CARVED WALL TILE
COLOR: GRASSHOPPER

ACOUSTIC PANEL MATERIALS KEY

AWP-5: 4"X4" PLANK CARVED WALL TILE
COLOR: BARK

AWP-6: 4"X4" PLANK CARVED WALL TILE
COLOR: TONAL TAUPE

AWP-7: 4"X4" PLANK CARVED WALL TILE
COLOR: IVORY

AWP-8: 4'X6' ACOUSTIC DIMENSIONAL ART 
PANEL, Z CLIP ATTACHMENTS FABRIC FINISH
COLOR SELECTED BY ARCHITECT FROM 
MANUFACTURERS STANDARD COLORS 

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

BASE AS SCHEDULED

LED LIGHT STRIP FOLLOWING 
CURVE, REFER TO "E" SERIES 
DWGS.

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE
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2'
 -

 0
"

1' - 9" CL
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T

1'
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 1

/8
"

1' - 6 5/8" CL

H
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H
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O
IN

T

2'
 -

 2
 1

/2
"

SILL SUPPORT BRACKETS

MAX

3' - 0"

MAX

3' - 0"

FRAMELESS SLIDING 
WINDOW SYSTEM BEYOND

ø 0' - 8"

ø 0' - 6"

ø 0' - 4" ø 0' - 2"

5"

11
"1'

 -
 4

"

1'
 -

 8
 9

1/
25

6"

1' - 6" CL

2' - 2" CL

2' - 0" CL

1' - 7" CL

SOLID SURFACE 
COUNTERTOP

2'
 -

 1
0"

SIGN TYPE 51
3D APPLIED SIGNAGE
MECHANICALLY 
FASTENED, TYP.

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

BASE AS SCHEDULED

LED LIGHT STRIP FOLLOWING 
CURVE, REFER TO "E" SERIES 
DWGS.

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

1'
 -

 8
"

4"

SOLID SURFACE 
COUNTERTOP

8"

9"

2'
 -

 1
0"

SIGN TYPE 51
3D APPLIED SIGNAGE
MECHANICALLY FASTENED, TYP.

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL 
EXPOSED SURFACES; SEE 
FINISH SCHED.

BASE AS SCHEDULED

LED LIGHT STRIP FOLLOWING 
CURVE, REFER TO "E" SERIES 
DWGS.

3/4" MAPLE VENEER 
PLYWOOD; STAINED SEE 
FINISH SCHEDULE

SOLID SURFACE 
COUNTERTOP

4"
1'

 -
 8

"

2'
 -

 1
0"

8"

9"

SIGN TYPE 51
3D APPLIED SIGNAGE
MECHANICALLY FASTENED, 
TYP.
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3/4" = 1'-0"
1

VESTIBULE BENCH FLOOR PLAN

3/4" = 1'-0"
2

MAIN OFFICE ACOUSTICAL WALL PANEL LAYOUT INTERIOR ELEVATION A
3/4" = 1'-0"

3
MAIN OFFICE ACOUSTICAL WALL PANEL LAYOUT INTERIOR ELEVATION B3/4" = 1'-0"

4
LOBBY TRANSACTION COUNTER ELEVATION A

3/4" = 1'-0"
5

LOBBY TRANSACTION COUNTER ELEVATION B
3/4" = 1'-0"

6
LOBBY TRANSACTION COUNTER ELEVATION C

#
D
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E
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A

5' - 6"

4'
 -

 8
"

B

7' - 8" +/- VIF

3'
 -

 1
0"

 +
/-

 V
IF

2"

EQ.

2"

EQ.

2"

EQ.

2"

2"
3'

 -
 6

" 
+/

-
2"

A

6'
 -

 6
".

A
.F

.F
.

2'
 -

 1
0"

5' - 6".

BC

8"

8"
1'

 -
 0

"
2'

 -
 0

"

8 
1/

2"

V
A

R
IE

S
 S

E
E
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C

H
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D

8"

VARIES SEE SCHED

5"

5"

V
A

R
IE

S
 S

E
E
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C

H
E

D

VARIES SEE SCHED

E
Q

E
Q

E
Q

3'
 -

 2
"

GRID SYSTEM, SEE 
SPEC SECTION 08 51 13

EQ EQ EQ 5"

10
"

5"

RECESSED 
PANELD

8"

8"
3'

 -
 8
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V
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R
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E
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E

D

8"

VARIES SEE SCHED
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R
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VARIES SEE SCHED
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 @
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SEE SCH.

DOOR OPENING

1

2"2"
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±
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" 
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 SEE SCHEDULE

DOOR OPENING
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2' - 4"
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DOOR OPENING
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9' - 4" +/- VIF
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2"

4"

1' - 3 1/2"
2"

1' - 3 1/2"

2" 1' - 3 1/2"

2"
1' - 3 1/2"

2"

REINSTALL SALVAGED WOOD TRIM

1'
 -

 4
"

1'
 -

 0
" 2" 1'

 -
 0

"

2"

1'
 -

 0
"

2"

1'
 -

 0
"

2"
1'

 -
 0

"

4"

SALVAGED LEAD CAMING LITE 
INSTALLED AS CENTER PANE 
OF A TRIPLE GLAZED IG-UNIT

4"
 @

 1
A

1A 52"

3' - 0" 1' - 6"

2"

E
Q

.

2"E
Q

.

2"

E
Q

.

2"

E
Q

.
1'

 -
 4

"

2"
4' - 8"

7'
 -

 2
"

2"

3' - 0" 2' - 0"

1'
 -

 4
"

1'
 -

 8
"

2"

3'
 -

 1
0"

4"

7'
 -

 4
"

5' - 2"

6

4'
 -

 1
0"

2"

1'
 -

 8
"

1'
 -

 4
"

11' - 4"

2"2"

2"

(1) LAYER 5/8" 
GWB. B.S.

HM FRAME

V.I.F.

VARIES

SEALANT B.S.

B.S.
1/2"

NESTED METAL FRAME

DOOR-REFER TO 
DOOR SCHEDULE 
FOR MATERIAL

SOUND ATTENUATION 
BATT INSUL. AS REQ.'D

"Z" CLIP ANCHORS 
@JAMBS ONLY 
(3 PER JAMB)

(1) LAYER 5/8" GWB

AL FRAME

SEALANT B.S.

EXG WALL

DOOR, REFER TO SCHED 
FOR MATERIAL

NEW WD TRIM, PAINT

EXG STONE TRIM & 
PLINTH BLOCK

6"
±

  2
 1

/4
"

±
 5

 1
/4

"
7 

5/
8"

(1) LAYER 5/8" GWB

AL FRAME

SEALANT B.S.

EXG LINTEL

DOOR, REFER TO SCHED 
FOR MATERIAL

NEW WD TRIM

EXG STONE TRIM 
& CEILING

6" ±  2 1/4"
OVERHEAD COILING COUNTER 
DOOR & TRACKS, PROVIDE 
CLOSURE PIECES FOR INFILL

8" CMU WALL, AT JAMBS OF OPENING 
PROVIDE (2) SOLID GROUTED VERTICAL 
CORS W/(1) #5 BAR IN EACH CORE

5/8" TYPE "X" GWB, B.S.

SLIDING TRANSACTION WINDOW SYSTEM

CORNER BEAD; EA. SIDE

4"
1'

 -
 0

"

SOLID SURFACE COUNTERTOP BELOW

6 3/8"

FIRE SHUTTER SYSTEM BEYOND

GUIDES

FRAMELESS SLIDING WINDOW ASSEMBLY

COUNTERTOP 
SUPPORT BRACKET

5/8" TYPE "X"  GWB, B.S.

8" CMU

BLOCKING AS REQ'D.

3/4" MAPLE VENEER 
PLYWOOD; STAINED 
SEE FINISH SCHEDULE

3 5/8" MTL STUD

1"
4"

1/2" SOLID SURFACE COUNTERTOP 
W/1/2" PLYWOOD BACKER

1 
1/

2"

1' - 0"

PLASTIC LAMINATE 
COUNTERTOP W/POST 
FORMED BULLNOSE EDGE

VARIES
1 1/2"

6"

SILL SUPPORT BRACKET SILL SUPPORT 
BRACKET 

LED LIGHT STRIP, REFER 
TO "E" SERIES DWGS.

(2) LAYERS 1/2" PLYWD. WITH 
P.LAM. FINISH ON ALL EXPOSED 
SURFACES; SEE FINISH SCHED.

H.M. DOOR FRAME, 
GROUT SOLID

DOOR-REFER TO 
DOOR SCHEDULE 
FOR MATERIAL

SEALANT B.S.

8" CMU, GROUT SOLID

B.S.
1/2"

4"

STR. STL. LINTEL, 
REFER TO "S" DWGS

(1) LAYER 5/8" TYPE "X" GWB, B.S.

SEALANT B.S.

8" CMU, GROUT SOLID

DOOR, REFER TO SCHED 
FOR MATERIAL

8 
7/

8" H.M. DOOR FRAME

STEEL TEE ANCHOR, TYP.

2"

1/
2"

DOOR-REFER TO 
DOOR SCHEDULE 
FOR MATERIAL

SEALANT B.S.

EXG. MASONRY WALL 
CONSTRUCTION

WD BLOCKING AS REQ'D

NEW DOOR FRAMEH.M. DOOR FRAME

SEE DOOR 
SCHEDULE

SEALANT B.S.

EXG. MASONRY WALL 
CONSTRUCTION

B.S.
1/2"

4"

EXG. STR. STL. LINTEL, 
V.I.F.

(1) LAYER 5/8" GWB.

2"

HM FRAME

V.I.F.

VARIES

SEALANT B.S.

B.S.
1/2"

EXG. WALL CONST.

DOOR-REFER TO 
DOOR SCHEDULE 
FOR MATERIAL

"Z" CLIP ANCHORS 
@JAMBS ONLY 
(3 PER JAMB)

EXG. MASONRY WALL CONSTRUCTION

DOOR-REFER TO DOOR 
SCHEDULE FOR MATERIAL

AL. DOOR FRAME

SHIM AS REQ'D

SEALANT & BACKER ROD; 
BOTH SIDES

EXG. STR. STL. LINTEL

EXG. MASONRY WALL CONSTRUCTION

DOOR-REFER TO DOOR 
SCHEDULE FOR MATERIAL

SHIM AS REQ'D

AL. DOOR FRAME

RATED H.M. WINDOW 
ASSEMBLY & CAULKING 
(B.S.)

EXG. MASONRY 
WALL 
CONSTRUCTION

2"

B
.S

.

1/
2"

RATED H.M. WINDOW 
ASSEMBLY & CAULKING 
(B.S.)

EXG. MASONRY 
WALL 
CONSTRUCTION 
AND STR. STL. 
LINTEL, V.I.F.

B.S.
1/2"

2"

RATED H.M. WINDOW 
ASSEMBLY & CAULKING 
(B.S.)

EXG. MASONRY 
WALL 
CONSTRUCTION 

B.S.
1/2"

2"

5/8" TYPE "X" GWB, B.S.

SLIDING WINDOW SYSTEM

STL. LOOSE LINTEL, SEE 
SCHEDULE

CORNER BEAD; EA. SIDE

FIRE SHUTTER SYSTEM

METAL RAIL CASING

GUIDE RAIL BEYOND

8" CMU, GROUT SOLID

#5 BAR VERT. @ 24" O.C. IN 
SOLID GROUTED CORE ABOVE 
OPENING

1' - 2"

3 5/8" MTL. STUD @ 16" O.C.

5/8" GWB.

ACT ASSEMBLY

CORNER BEAD; EA. SIDE

TRANSLUCENT CANOPY 
SYSTEM

4 7/8"

ACT ASSEMBLY

5/8" TYPE "X" GWB

2 1/2" MTL. STUD EXG. STR.

4"
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DOOR SCHEDULE - HARDWARE REPLACEMENT ONLY

#

DOOR ASSEMBLY
LABEL

HDWR
SET

FRAME

NOTES ROOMTHICK. MATL. MATL. FINISH

2001 ADDITION FIRST FLOOR

010-1 1 3/4" WD (EXG) 18.0 HM (EXG) GYMNASIUM  (010)

020-1 1 3/4" WD (EXG) 15.0 HM (EXG) GIRLS TR  (020)

022-1 1 3/4" WD (EXG) 15.0 HM (EXG) BOYS TR  (022)

024-1 1 3/4" WD (EXG) 18.0 HM (EXG) CAFETERIA  (024)

E010-1 1" PROVIDE ACCESS CONTROL AT ELEVATOR CALL BUTTON ELEV  (E010)

M013-1 1 3/4" WD (EXG) 12.0 WD (EXG) MDF  (M013)

FIRST FLOOR

100-1 1 3/4" WD (EXG) 18.0 WD (EXG) LIBRARY  (100)

121-1 1 3/4" WD (EXG) 17.0 WD (EXG) AUDITORIUM  (121)

E100-1 1" PROVIDE ACCESS CONTROL AT ELEVATOR CALL BUTTON ELEV  (E100)

M100-1 1 3/4" WD (EXG) 17.0 WD (EXG) TELECOM  (M100)

SECOND FLOOR

220-1 1 3/4" WD (EXG) 11.0 WD (EXG) ASSIST. PRIN.  (220)

228A-1 1 3/4" WD (EXG) 12.0 WD (EXG) TELECOM  (228A)

E200-1 1" PROVIDE ACCESS CONTROL AT ELEVATOR CALL BUTTON ELEVATOR  (E200)

DOOR SCHEDULE

#
DOOR ASSEMBLY

LABEL

GLAZING HDWR
SET

FRAME DETAIL
NOTES

ROOMTYPE SIZE THICK. MATL. FINISH MATL. TYPE MATL. FINISH HEAD JAMB SILL

024C-1 D PR @ 3' - 0" x 7' - 0" 1 3/4" FRP FRP - IG-B 3.0 1A AL ANOD 13/DV-A6.1 12/DV-A6.1 KITCHEN  (024C)

109-1 B 3' - 0" x 7' - 0" 1 3/4" Wood STN D-H-45 FRG-2 9.0 5 HM PNT 1/DV-A6.1 1/DV-A6.1 PRINC. OFFICE  (109)

111-1 B 3' - 0" x 7' - 0" 1 3/4" Wood STN D-H-45 FRG-2 7.0 6 HM PNT 7/DV-A6.1 8/DV-A6.1 MAIN OFFICE  (111)

111-2 B 3' - 0" x 7' - 0" 1 3/4" Wood STN D-H-45 FRG-2 9.0 1 HM PNT 10/DV-A6.1 9/DV-A6.1 MAIN OFFICE  (111)

111-3 A 8' - 0" SS SS W-90 - SS SS 4/DV-A6.1 5/DV-A6.1 6/DV-A6.1 FIRE SHUTTER MAIN OFFICE  (111)

111A-1 B 3' - 0" x 7' - 0" 1 3/4" Wood STN - G-3 8.0 1 HM PNT 1/DV-A6.1 1/DV-A6.1 COPY  (111A)

111B-1 E 3' - 0" x 7' - 0" 1 3/4" Wood STN - - 6.0 1 HM PNT 11/DV-A6.1 11/DV-A6.1 TR  (111B)

112-1 B 3' - 0" x 7' - 0" 1 3/4" Wood STN D-H-45 FRG-2 9.0 4 HM PNT 11/DV-A6.1 11/DV-A6.1 REINSTALL SALVAGED WOOD TRIM HEALTH  (112)

113-1 B 3' - 0" x 7' - 0" 1 3/4" Wood STN - G-3 8.0 1 HM PNT 11/DV-A6.1 11/DV-A6.1 CONF  (113)

114A-1 E 3' - 0" x 7' - 0" 1 3/4" Wood STN - 6.0 1 HM PNT 1/DV-A6.1 1/DV-A6.1 TR  (114A)

V100-1 C PR @ 3' - 0" x 7' - 0" 1 3/4" AL/FRP
HYBRID

FRP - IG-B 2.0 3 AL PNT 3/DV-A6.1 4/DV-A6.1 TRANSOM TO CUSTUM TRIPLE GLAZED IG-C VEST  (V100)

V100-2 C 3' - 0" x 7' - 0" 1 3/4" AL/FRP
HYBRID

FRP - IG-B 4.0 2 AL PNT 1/DV-A6.1 1/DV-A6.1 APPLIED VINYL SIGNAGE TO SIDELIGHT GLAZING VEST  (V100)

WINDOW SCHEDULE

NUMBER

FRAME

GLAZING

DETAIL

NOTESWINDOW TYPE MATERIAL FINISH HEAD JAMB SILL

024E-A B HM PNT FRG 15/DV-A6.1 14/DV-A6.1 16/DV-A6.1

111-A A AL PNT IG-B 4/DV-A6.1 5/DV-A6.1 6/DV-A6.1 SLIDING WINDOW

1/4" = 1'-0"

WINDOW TYPES

GENERAL NOTES - WINDOW

A SEE BOTH PLANS AND ELEVATIONS FOR REFERENCES.

B GLASS TYPE AS PER WINDOW SCHEDULE UNLESS INDICATED OTHERWISE ON WINDOW TYPE.

C G.C. TO VERIFY IN FIELD ALL WINDOW M.O. AND R.O. PRIOR TO ORDERING WINDOWS.

1/4" = 1'-0"

DOOR TYPES
1/4" = 1'-0"

DOOR FRAME TYPES

1 1/2" = 1'-0"
1

DOOR HEAD/JAMB DETAIL
1 1/2" = 1'-0"

2
ENTRANCE DOOR JAMB DETAIL

1 1/2" = 1'-0"
3

ENTRANCE DOOR HEAD DETAIL
1 1/2" = 1'-0"

5
DOOR JAMB DETAIL @ COILING DOOR

1 1/2" = 1'-0"
6

SLIDING TRANSACTION WINDOW SILL DETAIL

1 1/2" = 1'-0"
7

DOOR HEAD DETAIL @ CMU WALL
1 1/2" = 1'-0"

8
DOOR JAMB DETAIL @ CMU WALL

1 1/2" = 1'-0"
9

DOOR JAMB DETAIL @ EXG. WALL

1 1/2" = 1'-0"
10

DOOR HEAD DETAIL @ EXG. WALL
1 1/2" = 1'-0"

11
DOOR HEAD/JAMB DETAIL @ EXG WALL

1 1/2" = 1'-0"
12

DOOR JAMB DETAIL EXG. EXT. WALL

1 1/2" = 1'-0"
13

DOOR HEAD DETAIL @ EXG. EXT. WALL
1 1/2" = 1'-0"

14
WINDOW JAMB DETAIL @ FIRE RATED WINDOW

1 1/2" = 1'-0"
15

WINDOW HEAD DETAIL @ FIRE RATED WINDOW

1 1/2" = 1'-0"
16

WINDOW SILL DETAIL @ FIRE RATED WINDOW

1 1/2" = 1'-0"
4

SLIDING WINDOW HEADER DETAIL

NOTES:
1. GLAZING IN FRAME TO MATCH DOOR GLAZING U.N.O.
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SLOPE

NOTE: EXTERIOR CONCRETE TO HAVE A 
MINIMUM 28 DAY STRENGTH OF 4,000 PSI 
WITH 5% AIR ENTRAINMENT AND A 
MAXIMUM W/C RATIO = 0.45

ISOLATION 
JOINT

SITE SLAB 

STAIR NOSING

R
IS

E
R

#4 NOSING BAR DRILL & GROUT 4" 
INTO EXIST. WALL AT EACH END

EXG EXTERIOR CONCRETE 
SLAB ON GRADE

EXISTING 
FOUNDATION WALL 

6" MIN SUB-BASE ON 
COMPACTED NATIVE SOIL 
OR ENGINEERED FILL

#4 BARS @ 12" O.C. EACH WAY

GRANITE STEPS

6"
 M

IN

TENSION LAP TYP.

GRANITE PAVER
SLOPED TO DRAIN

SAND BED

EPS IS 
GEOFOAM

5 
7/

8"

T
Y

P
.

5 
7/

8"

CONC. DEPTH TO 
MATCH EXG SIDEWALK

#4 BARS @ 12" O.C. 
DRILL AND GROUT 6" 
INTO EXISTING 
FOUNDATION WALL 
TYPICAL 

2% SLOPE

1'-2"

#4 BARS @ 24" O.C. DRILL AND GROUT 
6" INTO EXISTING FOUNDATION WALL 
TYPICAL 

PROVIDE PROPERLY COMPACTED 
ENGINEERED FILL BETWEEN 
EXISTING FOUNDATION WALLS, 
REMOVING UNSUITABLE FILL AS 
REQUIRED. PROVIDE A MINIMUM 6" 
SUBASE OF CLEAN, WELL GRADED 
GRAVEL OR CRUSHED STONE

± 3' - 1" V.I.F.± 5' - 2" V.I.F. 8" ± 5' - 4" V.I.F.

(2) #4 HORIZONTAL 
BARS MINIMUM

EXTEND FOUNDATION 
WALL DOWELS

3"
 C

L
R

FIRST FLOOR
0' - 0" (868' 10")

1 1/2"

5' - 10 1/2"

1 1/2"

15' - 3"

4"

4"

5

DV-A6.2 DV-A6.3

6

FIRST FLOOR
0' - 0" (868' 10")

SECOND FLOOR
13' - 6" (882' 4")

T.O. ROOF
28' - 6" (897' 4")

4

DV-A6.2

V100-1

6'
 -

 0
"

6'
 -

 0
"

6'
 -

 0
"

5'
 -

 3
"

2'
 -

 6
"

4"

DV-A6.3

8

4"

3

DV-A6.2

D3

D4

D1

D1D2

D1

D1

D1

D1

D1

D1

D4

D4

D4

D3

D6D6

D1

D5

15
' -

 3
"

D5

4

DV-A6.2

3

4

2

1

2

2

2

4

4

4

3

5

1

9'
 -

 4
 1

/2
" 

±
 V

IF
6'

 -
 0

" 
±

 V
IF

35' - 11 1/2" ± VIF

VIF

2' - 11 1/4" ±

DV-A6.2

6

DV-A6.2

8

5' - 7" ± VIF

6 66

2' - 9 3/4" ±

4'
 -

 3
 1

/4
" 

±

1

5

DV-A6.2

FIRST FLOOR
0' - 0" (868' 10")

D3

D2

D4

D4

D1

D3

D5

FIRST FLOOR
0' - 0" (868' 10")

DV-A6.2

9

1
3

6 
R

  @
  5

 7
/8

"

2'
 -

 1
1 

1/
4"

6 
R

  @
  5

 7
/8

"

2'
 -

 1
1 

1/
4"

1 
1/

2"

4' - 0"

5 TREADS  @ 1'-2"

5' - 10"

±  13' - 0 1/4"  VIF

5 TREADS  @ 1'-2"

5' - 10"

0"

3'
 -

 6
 1

/1
28

"

FIRST FLOOR
0' - 0" (868' 10")

5 
1/

4"

±  1' - 6 1/4"1/8" / 12"

1" SAND BED

WATERPROOF
MEMBRANE

GRANITE
PAVER

1/8" TAPERED
EPS 15 GEOFOAM

EXG CONC
SUB FLOOR

SEE DETAIL 
10/DV-A3.1 FOR 
RIENFORCING

CENTER POST 8 1/2" 
FROM NOSING

8 1/4" ±

DV-A6.3

1

COORD. PIPE 
SLEVE W/ REBAR

DV-A6.3

1

8 95/256"

THICKEN SLAB AT 
RAILING POST 
LOCATIONS

CLEAR

3"

1' - 0" MIN TYP.

6"
 M

IN
 T

Y
P

.

FIRST FLOOR
0' - 0" (868' 10")

DV-A6.3

5

HATCH PATTERN LEGEND

INDICATES GRANITE PAVERS TO BE 
REMOVED AND SALVAGED

INDICATES GRANITE PAVERS TO BE 
REMOVED AND SALVAGED
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EXT. STEPS DRAWING NOTES:

1 PROVIDE FULLY WELDED HANDRAIL & GUARDRAIL SYSTEM PAINTED BLACK. REFER TO DETAILS ON
DV-A6.3 & SPECIFICATIONS. PROVIDE CONTROL JOINTS IN CONCRETE STEPS INLINE WITH CENTER RAILS.

2 PROVIDE FULLY WELDED GUARDRAIL SYSTEM PAINTED BLACK. REFER TO DETAILS ON DV-A6.3 &
SPECIFICATIONS. PROVIDE CONTROL JOINTS IN CONCRETE STEPS INLINE WITH CENTER RAILS.

3 PROVIDE GRANITE PANELS & 1" SAND SETTING BED ON EPS 15 GEOFOAM OVER EXISTING CONCRETE
SUBSTRUCTURE. PROVIDE BACKER ROD AND SEALANT AT ALL JOINTS. REFER TO SECTION 07 92 00.

4 PROVIDE PRECAST CONCRETE CAP PINNED INTO EXISTING CONCRETE WING WALL BELOW.

5 PROVIDE DOOR, FRAME, AND HARDWARE IN THEIR ENTIRETY.  TRANSOM TO BE TRIPLE PANE IG WITH
SALVAGED DECRETIVE LEAD CAMING GLASS INSTALLED AS CENTER PANE.

6 SCARIFY EXISTING CONC. SURFACE & PROVIDE CONC. BONDING AGENT. THEN POUR NEW REINFORCED
CONC. STAIR OVER EXG CONC. SLAB PER DETAIL 10/DV-A3.1.

EXT. STEPS DEMOLITION NOTES:

D1 REMOVE IRON RAILING SYSTEM IN ITS ENTIRETY.

D2 REMOVE CONCRETE RAILING MOUNTING BLOCK IN ITS ENTIRETY.

D3 REMOVE STONE PANELS, ASSOCIATED SEALANT, & SETTING BED IN THEIR ENTIRETY DOWN TO
CONCRETE SUBSTRUCTURE.

D4 REMOVE PRECAST CONCRETE WING WALL CAP IN ITS ENTIRETY.  EXISTING WALLS BELOW TO REMAIN.

D5 REMOVE CONCRETE STEPS IN THEIR ENTIRETY.

D6 SAW CUT AND REMOVE CONCRETE SIDEWALK TO EXTENTS REQUIRED FOR BOTTOM STEP.

1/2" = 1'-0"
7

CONCRETE STAIR - REINFORCEMENT

1/4" = 1'-0"
6

EAST ELEVATION

1/4" = 1'-0"
8

SOUTH ELEVATION

13
FRONT STEP ISOMETRIC

1/4" = 1'-0"
1

FRONT STEPS DEMOLITION PLAN
1/4" = 1'-0"

2
FRONT STEPS NEW WORK PLAN

1/4" = 1'-0"
3

FRONT STEPS DEMO SECTION
1/4" = 1'-0"

4
FRONT STEPS NEW WORK SECTION

3/4" = 1'-0"
9

GRANITE TO CONC STEP TRANSITION

1/4" = 1'-0"
5

FRONT STEPS NEW WORK SECTION.
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FIRST FLOOR
0' - 0"

1' - 2" 3' - 6"

2" x 2" SQUARE STL POST 
4'-0" O.C. MAX

STL OVAL GUARDRAIL

3/4" x 3/4" STL BAR 

3/4" x 3/4" STL 
BALUSTER @ 4" O.C.

3/4" x 3/4" STL BAR

3/4" X 3/4" STEEL ORNAMENT WELDED 
TO RAILS AND EXTENDED BALUSTERS

3 1/4"

3 
1/

4"

3/4" X 3/4" STEEL ORNAMENT WELDED 
TO RAILS AND EXTENDED BALUSTERS

1" MIN. TYP.

4" TYP.

2"
4"3/

4"

3 
1/

4"

3/
4"

2'
 -

 0
 1

/4
"

3/
4"

3 
1/

4"

3/
4" 2 
1/

4"

GROUT FILLED

2" X 2" STEEL POST

4" X 6" PIPE INSERT

CONC. SLAB

6"
3'

 -
 0

"

STL OVAL 
GUARDRAIL

3/4" x 3/4"BENT MTL 
HANDRAIL SUPPORT WELD 
TO POST & HANDRAIL (TYP.)

3/4" x 3/4" STL BALUSTER 
@ 4" O.C.

1 1/2" DIAMETER CONT. 
MTL HANDRAIL

2" x 2" SQUARE STL 
POST 4'-0" O.C. MAX

3/4" x 3/4" STL BAR

±
 3

"

DV-A6.3

1

1 1/2"  CLEAR1 1/2"

3"

3/4" x 3/4" STL BAR 

MTL PIPE W/ 24" 
POST STIFFENER

1/2" Ø S.S.
MACH. BOLTS

5"X5"X1/4" 
PLATE/(TYP.)

5"

5"

EXG CONC SUB 
FLOOR

MASONRY ANCHOR

STEEL PLATE

GEOFOAM

WATERPROOF MEMBRANE

1" SAND BED

GRANITE PAVER

BACKER ROD & SEALANT

2" X 2" STEEL POST

5"

ESCUTCHEON

FIRST FLOOR
0' - 0" (868' 10")

3" 3"3" 3"

MASONRY ANCHOR

GEOFOAM

WATERPROOF MEMBRANE

GRANITE PAVER

DV-A6.3

2 TYP.

DV-A6.3

8
SIM

2" x 2" SQUARE STL POST 
4'-0" O.C. MAX

STL OVAL GUARDRAIL

3/4" x 3/4" STL BAR

3/4" x 3/4" STL 
BALUSTER @ 4" O.C.

3/4" x 3/4" STL BAR

5

DV-A6.3

SIM

FIRST FLOOR
0' - 0" (868' 10")

4'
 -

 5
 1

/2
"

3"

4 
1/

2"
3/

4"
3 

1/
4"

3/
4"

2'
 -

 4
 1

/4
"

3/
4"

1'
 -

 1
 3

/4
"

3'
 -

 0
" 3'

 -
 6

"

±
 3

"

DV-A6.3

2

STL OVAL 
GUARDRAIL

3/4" x 3/4" STL BALUSTER 
@ 4" O.C.

2" x 2" SQUARE STL 
POST 4'-0" O.C. MAX

3/4" x 3/4" STL BAR

3/4" x 3/4" STL BAR

3/4" x 3/4" STL BAR

ø 0' - 
6"

1 1/2" CONT. MTL HANDRAIL

2" x 2" SQUARE STL POST 
4'-0" O.C. MAX

EMBEDDED NOSING & 
TRACTION STRIP (TYP.)

3/4" x 3/4"BENT MTL HANDRAIL 
SUPPORT WELD TO POST & 
HANDRAIL (TYP.)

STL OVAL GUARDRAIL

3/4" x 3/4" STL 
BALUSTER @ 4" O.C.

3/4" x 3/4" STL BAR

CAST-IN-PLACE 
CONCRETE TREAD & 
RISER; SEE 7/DV-A6.2 
FOR REINFORCEMENT

4

DV-A6.3

DV-A6.3

1

NOTE:

ALL STEEL TO STEEL 
CONNECTIONS TO BE WELDED 
AND GROUND SMOOTH

3/4" x 3/4" STL BAR

6"
3'

 -
 0

"

STL OVAL 
GUARDRAIL

3/4" x 3/4"BENT MTL 
HANDRAIL SUPPORT WELD 
TO POST & HANDRAIL (TYP.)

3/4" x 3/4" STL BALUSTER 
@ 4" O.C.

1 1/2" DIAMETER CONT. 
MTL HANDRAIL

2" x 2" SQUARE STL 
POST 4'-0" O.C. MAX

3/4" x 3/4" STL BAR

±
 3

"

1 1/2"  CLEAR

3"

CENTER OF RAIL TO EDGE OF STEP

7"

DV-A6.3

1

3/4" x 3/4" STL BAR
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# CONSTRUCTION NOTES - INTERIOR FLOOR FINISH

1 FLOOR TO RECEIVE LVT-1,2,3 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED. REFER TO ENLARGED
PLANS FOR PATTERN INSTALLATION.

2 FLOOR TO RECEIVE CPT-1 IN QUARTER TURN PATTERN. PROVIDE RB-1 AS BASE.

3 FLOOR TO RECEIVE LVT-1 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED.

4 VESTIBULE FLOOR TO RECEIVE CPT-2 WALK OFF CARPET IN QUARTER TURN PATTERN. PROVIDE BASE AS SCHEDULED.
PROVIDE TRANSITION STRIP TS-1.

5 FLOOR TO RECEIVE EPX-1. WALL BASE TO BE EPXB-1.

6 PATCH TO MATCH EXISTING FLOOR FINISHES WHERE NEW WORK AFFECTS EXISTING CONDITIONS

GENERAL NOTES - INTERIOR FLOOR FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.
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1/8" = 1'-0"
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FIRST FLOOR FINISH PLAN - AREA A

1/8" = 1'-0"
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FIRST FLOOR FINISH PLAN - PARTIAL AREA A - PRINCIPAL'S OFFICE & TOILET ROOM - ALT. #DV-1
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# CONSTRUCTION NOTES - INTERIOR FLOOR FINISH

1 FLOOR TO RECEIVE LVT-1,2,3 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED. REFER TO ENLARGED
PLANS FOR PATTERN INSTALLATION.

2 FLOOR TO RECEIVE CPT-1 IN QUARTER TURN PATTERN. PROVIDE RB-1 AS BASE.

3 FLOOR TO RECEIVE LVT-1 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED.

4 VESTIBULE FLOOR TO RECEIVE CPT-2 WALK OFF CARPET IN QUARTER TURN PATTERN. PROVIDE BASE AS SCHEDULED.
PROVIDE TRANSITION STRIP TS-1.

5 FLOOR TO RECEIVE EPX-1. WALL BASE TO BE EPXB-1.

6 PATCH TO MATCH EXISTING FLOOR FINISHES WHERE NEW WORK AFFECTS EXISTING CONDITIONS

GENERAL NOTES - INTERIOR FLOOR FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.
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1/8" = 1'-0"
1

SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C

# CONSTRUCTION NOTES - INTERIOR FLOOR FINISH

1 FLOOR TO RECEIVE LVT-1,2,3 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED. REFER TO ENLARGED
PLANS FOR PATTERN INSTALLATION.

2 FLOOR TO RECEIVE CPT-1 IN QUARTER TURN PATTERN. PROVIDE RB-1 AS BASE.

3 FLOOR TO RECEIVE LVT-1 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED.

4 VESTIBULE FLOOR TO RECEIVE CPT-2 WALK OFF CARPET IN QUARTER TURN PATTERN. PROVIDE BASE AS SCHEDULED.
PROVIDE TRANSITION STRIP TS-1.

5 FLOOR TO RECEIVE EPX-1. WALL BASE TO BE EPXB-1.

6 PATCH TO MATCH EXISTING FLOOR FINISHES WHERE NEW WORK AFFECTS EXISTING CONDITIONS

GENERAL NOTES - INTERIOR FLOOR FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

# CONSTRUCTION NOTES - INTERIOR WALL FINISH:

W1 ALL WALLS TO BE PNT-4 UNLESS NOTED OTHERWISE.

W2 ACCENT WALL TO RECEIVE PNT-2.

W3 WINDOWS TO RECEIVE NEW WINDOW SHADES, WS-1. VERIFY DIMENSIONS AND QUANTITY ON SITE.

W4 WALLS TO RECEIVE WT-4,5,6,7,8 IN GRID INSTALLATION PATTERN AT WAINSCOTT HEIGHT. TILE TO MATCH EXISTING WALL TILE
SIZE AND COLORS, VERIFY IN FIELD PRIOR TO INSTALLATION, PAINT WALLS ABOVE PNT-4.

W5 WALL TO RECEIVE WT-1,2 & 3 IN VERTICAL STACKED INSTALLATION PATTERN AT FULL HEIGHT, REFER TO 3/DV-A8.5 FOR
PATTERN DETAILS. PROVIDE TS-4 AS BASE.

W6 PAINT BOTTOM AND VERTICAL FACES OF SOFFIT PNT-2.

W7 WALL TO RECEIVE ACOUSTIC PANEL, AWP-8 & PNT-4. REFER TO 7,8/DV-A5.1 FOR DETAILS.

W8 PAINT NEW AND INFILLED OPENING PNT-4.

W9 PATCH TO MATCH WALL FINISHES WHERE NEW WORK AFFECTS EXISTING WALL FINISHES.

W10 DOOR SIDELITES TO RECEIVE WINDOW FILM, WF-1. REFER TO 22, 23/DV-A5.1 FOR DETAILS.
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SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D

# CONSTRUCTION NOTES - INTERIOR FLOOR FINISH

1 FLOOR TO RECEIVE LVT-1,2,3 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED. REFER TO ENLARGED
PLANS FOR PATTERN INSTALLATION.

2 FLOOR TO RECEIVE CPT-1 IN QUARTER TURN PATTERN. PROVIDE RB-1 AS BASE.

3 FLOOR TO RECEIVE LVT-1 IN ASHLAR INSTALLATION PATTERN. PROVIDE BASE AS SCHEDULED.

4 VESTIBULE FLOOR TO RECEIVE CPT-2 WALK OFF CARPET IN QUARTER TURN PATTERN. PROVIDE BASE AS SCHEDULED.
PROVIDE TRANSITION STRIP TS-1.

5 FLOOR TO RECEIVE EPX-1. WALL BASE TO BE EPXB-1.

6 PATCH TO MATCH EXISTING FLOOR FINISHES WHERE NEW WORK AFFECTS EXISTING CONDITIONS

GENERAL NOTES - INTERIOR FLOOR FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

# CONSTRUCTION NOTES - INTERIOR WALL FINISH:

W1 ALL WALLS TO BE PNT-4 UNLESS NOTED OTHERWISE.

W2 ACCENT WALL TO RECEIVE PNT-2.

W3 WINDOWS TO RECEIVE NEW WINDOW SHADES, WS-1. VERIFY DIMENSIONS AND QUANTITY ON SITE.

W4 WALLS TO RECEIVE WT-4,5,6,7,8 IN GRID INSTALLATION PATTERN AT WAINSCOTT HEIGHT. TILE TO MATCH EXISTING WALL TILE
SIZE AND COLORS, VERIFY IN FIELD PRIOR TO INSTALLATION, PAINT WALLS ABOVE PNT-4.

W5 WALL TO RECEIVE WT-1,2 & 3 IN VERTICAL STACKED INSTALLATION PATTERN AT FULL HEIGHT, REFER TO 3/DV-A8.5 FOR
PATTERN DETAILS. PROVIDE TS-4 AS BASE.

W6 PAINT BOTTOM AND VERTICAL FACES OF SOFFIT PNT-2.

W7 WALL TO RECEIVE ACOUSTIC PANEL, AWP-8 & PNT-4. REFER TO 7,8/DV-A5.1 FOR DETAILS.

W8 PAINT NEW AND INFILLED OPENING PNT-4.

W9 PATCH TO MATCH WALL FINISHES WHERE NEW WORK AFFECTS EXISTING WALL FINISHES.

W10 DOOR SIDELITES TO RECEIVE WINDOW FILM, WF-1. REFER TO 22, 23/DV-A5.1 FOR DETAILS.

GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.
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GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

# CONSTRUCTION NOTES - INTERIOR WALL FINISH:

W1 ALL WALLS TO BE PNT-4 UNLESS NOTED OTHERWISE.

W2 ACCENT WALL TO RECEIVE PNT-2.

W3 WINDOWS TO RECEIVE NEW WINDOW SHADES, WS-1. VERIFY DIMENSIONS AND QUANTITY ON SITE.

W4 WALLS TO RECEIVE WT-4,5,6,7,8 IN GRID INSTALLATION PATTERN AT WAINSCOTT HEIGHT. TILE TO MATCH EXISTING WALL TILE
SIZE AND COLORS, VERIFY IN FIELD PRIOR TO INSTALLATION, PAINT WALLS ABOVE PNT-4.

W5 WALL TO RECEIVE WT-1,2 & 3 IN VERTICAL STACKED INSTALLATION PATTERN AT FULL HEIGHT, REFER TO 3/DV-A8.5 FOR
PATTERN DETAILS. PROVIDE TS-4 AS BASE.

W6 PAINT BOTTOM AND VERTICAL FACES OF SOFFIT PNT-2.

W7 WALL TO RECEIVE ACOUSTIC PANEL, AWP-8 & PNT-4. REFER TO 7,8/DV-A5.1 FOR DETAILS.

W8 PAINT NEW AND INFILLED OPENING PNT-4.

W9 PATCH TO MATCH WALL FINISHES WHERE NEW WORK AFFECTS EXISTING WALL FINISHES.

W10 DOOR SIDELITES TO RECEIVE WINDOW FILM, WF-1. REFER TO 22, 23/DV-A5.1 FOR DETAILS.

1/8" = 1'-0"
1

FIRST FLOOR WALL FINISH PLAN - AREAS A & B

1/8" = 1'-0"
2

FIRST FLOOR WALL FINISH PLAN - AREA C & PARTIAL AREA D

1/4" = 1'-0"
3

TOILET ROOM ACCENT WALL FINISH ELEVATION

1/8" = 1'-0"
4

FIRST FLOOR WALL FINISH PLAN - PARTIAL AREA A - PRINCIPAL'S OFFICE & TOILET ROOM -
ALTERNATE #DV1
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ROOM FINISH SCHEDULE

ROOM NO. ROOM NAME FLOOR FINISH BASE FINISH WALL FINISH
DOOR FRAME

COLOR CEILING FINISH
WINDOW
SHADE

WINDOW
SILL FINISH

COUNTERTOP /
CASEWORK

FINISHES REMARKS

FIRST FLOOR - AREA A

100B OFFICE - - - - ACT-1 - - -

101 B.I.S. - - - - ACT-1 - - -

102 1ST GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

103 KINDERGARTEN LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

103A WORKROOM LVT-1, TS-1 ETR / WDB-1, 2 ETR ETR ETR - - -

103B TR ETR ETR ETR ETR ETR - - -

105 PRE-K LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

107 2ND GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

108 OFFICE SUITE ETR ETR PTM (PNT-4) ETR ACT-1 - - -

108A FAMILY SERVICE - - - - ACT-1 - - -

108B SPEECH - - - - ACT-1 - - -

109 PRINC. OFFICE CPT-1, TS-1 RB-1 PNT-4 PNT-3 ACT-1 WS-1 ETR -

110 SPEC ED ECSD LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

112 HEALTH - - - - ACT-1 - - -

112A CLOSET - - - - ACT-1 - - -

C100 CORRIDOR - - - - ACT-1 - - -

C101 LOBBY - - - - ACT-1 - - -

FIRST FLOOR - AREA B

111 MAIN OFFICE CPT-1, LVT-1, TS-1 RB-1 PNT-4 PTM ACT-1, PNT-2, 5 WS-1 ETR PL-1,3, STN-1, SSM-1, RP-1 PROVIDE ACOUSTIC WALL PANELS, AWP-1-7.

111A COPY LVT-1 RB-1 PNT-4 PTM ACT-1 - - STN-1, PL-1

111B TR EPX-1, TS-2 EPXB-1 WT-1,2,3, TS-5, PNT-4 PTM / PNT-3 ACT-1 - - -

113 CONF CPT-1, TS-1 RB-1 PNT-2,4 PNT-3 ACT-1 WS-1 ETR -

114 MAIL RM ETR ETR ETR - ACT-1 - - -

115 CLASSROOM LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

116 3RD GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

117 OFFICE LVT-1, TS-1 RB-1 PTM (PNT-4) PTM ACT-1 - - -

118 GIRLS TR ETR ETR ETR / PTM (PNT-4) - ETR - - -

119 CLASSROOM LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

120 BOYS TR ETR ETR ETR / PTM (PNT-4) - ETR - - -

C102 CORRIDOR - - PTM (PNT-4) - ACT-1 - - -

C104 CORRIDOR - - - - ACT-4 - - -

V100 VEST ETR / CPT-2, TS-3 RB-1 PNT-2,4 PTM / PNT-3 ACT-1 - PL-1,3, STN-1, SSM-1, RP-1 PROVIDE ACOUSTIC PANEL, AWP-8. DOOR SIDELITES TO RECEIVE
WINDOW FILM, WF-1. REFER TO 22, 23/DV-A5.1 FOR DETAILS.

FIRST FLOOR - AREA C

010 GYMNASIUM ETR ETR PNT-4 ETR ETR - - -

010D OFFICE ETR ETR ETR ETR ACT-1 - - -

010E TR ETR ETR ETR ETR ACT-1 - - -

011 2ND GRADE - - - - ACT-1 - - -

013 1ST GRADE - - - - ACT-1 - - -

014 V.P. OFFICE - - - - ACT-1 - - -

015 KINDERGARTEN - - - - ACT-1 - - -

016 SPECIAL ED - - - - ACT-1 - - -

017 PRE-K - - - - ACT-1 - - -

110B EXAM - - - - ACT-1 - - -

110C TR ETR ETR ETR ETR ETR - - -

C010 CORRIDOR - - - - ACT-4 - - -

V010 LOBBY

FIRST FLOOR - AREA D

018 TEACHER CONF. - - - - ACT-1 - - -

019 PRE-K - - - - ACT-1 - - -

020 GIRLS TR ETR ETR PTM (PNT-4) ETR ETR - - -

021 KINDERGARTEN - - - - ACT-1 - - -

022 BOYS TR ETR ETR PTM (PNT-4) ETR ETR - - -

023 1ST GRADE - - - - ACT-1 - - -

024 CAFETERIA - - - - ACT-1 - - -

024B SERVING - - - - ACT-3 - - -

024C KITCHEN - - - - ACT-3 - - -

024D DISHES - - - - ACT-3 - - -

024E OFFICE ETR ETR PTM (PNT-4) ETR ETR - - -

025 2ND GRADE - - - - ACT-1 - - -

026A TR - - - - ACT-1 - - -

027 TEACHER - - - - ACT-1 - - -

C011 CORRIDOR - - - - ACT-1 - - -

C012 CORRIDOR - - - - ACT-1 - - -

C013 CORRIDOR - - - - ACT-1 - - -

C015 CORRIDOR - - - - ACT-1 - - -

SECOND FLOOR - AREA A

200 ELEMENTARY MULTI LVT-1,2,3, TS-1 ETR / WDB-1, 2 ETR / PTM (PNT-4) PTM - - - -

201 4TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 ETR / PTM (PNT-4) PTM ACT-1 - - -

202 COMPUTER ETR ETR ETR ETR ACT-1 - - -

203 SUPPORT ETR ETR ETR ETR ACT-1 - -

204 GIRLS TR ETR ETR ETR / PTM (PNT-4) - ETR - - -

205 4TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 ETR / PTM (PNT-4) PTM ACT-1 - - -

206 BOYS TR ETR ETR ETR / PTM (PNT-4) - ETR - - -

207 4TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 ETR / PTM (PNT-4) PTM ACT-1 - - -

208 RESOURCE ETR ETR ETR ETR ACT-1 - - -

209 SOCIAL ETR ETR ETR ETR ACT-1 - - -

210 5TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

212 PSYCH. OFFICE LVT-1, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ETR - - -

C200 CORRIDOR - - - - ACT-1 - - -

SECOND FLOOR - AREA B

211 SPEC ED ECSD ETR ETR ETR ETR ACT-1 - - -

215 15:1 SPEC ED LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

217 ART LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

219 MUSIC INSTRUMENTAL LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

220 ASSIST. PRIN. ETR ETR ETR / PTM ETR ACT-1 - - -

222 3RD GRADE LVT-1,2,3, TS-1 ETR / WDB-1 PTM (PNT-4) PTM ACT-1 - - -

224 GIRLS TR ETR ETR ETR / PTM - ETR - - -

226 BOYS TR ETR ETR ETR / PTM - ETR - - -

C201 UPPER LOBBY ETR ETR ETR ETR ACT-1 - - -

C202 CORRIDOR ETR ETR ETR ETR ACT-1 - - -

SECOND FLOOR - AREA C

216 5TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

SECOND FLOOR - AREA D

218 5TH GRADE LVT-1,2,3, TS-1 ETR / WDB-1, 2 PTM (PNT-4) PTM ACT-1 - - -

ROOM FINISH SCHEDULE GENERAL NOTES:

1. REFER TO MASTER FINISH KEY FOR MATERIAL DEFINITIONS.

2."ETR": EXISTING TO REMAIN

3. "PTM": PATCH TO MATCH EXISTING, ADJACENT FINISHES

ALTERNATES #DV-1 & DV-2 ROOM FINISH SCHEDULE

ROOM
NUMBER ROOM NAME FLOOR FINISH BASE FINISH WALL FINISH

DOOR FRAME
COLOR CEILING FINISH REMARKS

FIRST FLOOR - AREA A

109A T.R. EPX-1, TS-2 EPXB-1 WT-1,2,3, TS-5, PNT-4 PNT-3 ACT-1 ALTERNATE #DV-1

FIRST FLOOR - AREA B

114 MAIL RM LVT-1, TS-1 RB-1 PTM (PNT-4) PNT-3 ACT-1 ALTERNATE #DV-2

114A TR EPX-1, TS-2 EPXB-1 WT-1,2,3, TS-5, PNT-4 PNT-3 ACT-1 ALTERNATE #DV-2

SECOND FLOOR - AREA A

207 4TH GRADE - - ETR / PTM (PNT-4) - - WALL(S) TO BE PAINTED IN ALTERNATE #DV-1 - SEE PLANS

SECOND FLOOR - AREA B

220 ASSIST. PRIN. ETR ETR PTM (PNT-4) ETR - WALL(S) TO BE PAINTED IN ALTERNATE #DV-2 - SEE PLANS
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3" = 1'-0"
1

TYPE-1 CLASSROOM CHANGEABLE
3" = 1'-0"

2
TYPE-2 EVACUATION PLAN

6" = 1'-0"
3

TYPE-3 PERMANENT ROOM W/NUMBER
6" = 1'-0"

4
TYPE-4 CHANGEABLE RM W/NUMBER

6" = 1'-0"
5

TYPE-5 CHANGEABLE DESKTOP
3" = 1'-0"

6
TYPE-8 BUILDING DIRECTORY

3" = 1'-0"
7

TYPE-11 RESTROOM ACCESSIBLE
3" = 1'-0"

8
TYPE-12 RESTROOM, NON ACCESSIBLE

3" = 1'-0"
9

TYPE-14 GIRLS, ACCESSIBLE
3" = 1'-0"

10
TYPE-16 BOYS, ACCESSIBLE

3" = 1'-0"
11

TYPE-26 FAC RESTROOM ACCESSIBLE
3" = 1'-0"

12
TYPE-31 ELEVATOR

3" = 1'-0"
13

TYPE-32 ELEVATOR - DO NOT USE
3" = 1'-0"

15
TYPE-33 STAIRS

ROOM SIGNAGE SCHEDULE

ROOM SIGN / NO ROOM NAME SIGN NAME TYPE NO. LOCATION / REMARKS

FIRST FLOOR - AREA D

018 TEACHER CONF. - 4 PAPER INSERT PROVIDED BY OWNER

019 PRE-K - 1, 2 PAPER INSERT PROVIDED BY OWNER

019A WORK RM PROVIDED BY OWNER 3

020 GIRLS TR GIRLS 14 PROVIDE TWO SIGNS, ONE AT EACH ENTRY.

021 KINDERGARTEN - 1, 2 PAPER INSERT PROVIDED BY OWNER

021A TR RESTROOM 11 PROVIDE TWO SIGNS, ONE AT EACH ENTRY.

022 BOYS TR BOYS 16 PROVIDE TWO SIGNS, ONE AT EACH ENTRY.

023 1ST GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

024 CAFETERIA CAFETERIA 2, 3 PROVIDE TWO SIGNS OF EACH TYPE, ONE AT EACH ENTRY.

024A STORAGE STORAGE 3

024B SERVING SERVING 3 PROVIDE TWO TYPE 3 SIGNS

024C KITCHEN KITCHEN 3

024D DISHES DISHES 3

024E OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

024F DRY STORAGE DRY STORAGE 3

024G LOCKER LOCKER 3

024H TR RESTROOM 11

025 2ND GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

026 MAINT. PROVIDED BY OWNER 3

026A TR RESTROOM 12

027 TEACHER - 4 PAPER INSERT PROVIDED BY OWNER

028 RECIEVE/STORAGE PROVIDED BY OWNER 3

C011 CORRIDOR PROVIDED BY OWNER 34 PROVIDE THREE #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

C012 CORRIDOR PROVIDED BY OWNER 34 PROVIDE FOUR #34 SIGNS. LOCTIONS SELECTED BY ARCHTIECT IN FIELD.

C013 CORRIDOR PROVIDED BY OWNER 34 PROVIDE ONE #34 SIGN. LOCTION SELECTED BY ARCHTIECT IN FIELD.

C015 CORRIDOR - -

E010 ELEV ELEVATOR 31

M011 STOR STORAGE 3

M012 STORAGE STORAGE 3

M013 MDF PROVIDED BY OWNER 3

M014 STOR STORAGE 3

M015 ELECT PROVIDED BY OWNER 3

M016 JC PROVIDED BY OWNER 3

SECOND FLOOR - AREA A

100D LIBRARY MEZZANINE PROVIDED BY OWNER 3

200 ELEMENTARY MULTI - 1, 2 PAPER INSERT PROVIDED BY OWNER

201 4TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

202 COMPUTER - 1, 2 PAPER INSERT PROVIDED BY OWNER

203 SUPPORT - 1, 2 PAPER INSERT PROVIDED BY OWNER

204 GIRLS TR GIRLS 14

205 4TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

206 BOYS TR BOYS 16

207 4TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

208 RESOURCE - 1, 2 PAPER INSERT PROVIDED BY OWNER

209 SOCIAL - 4 PAPER INSERT PROVIDED BY OWNER

210 5TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

210A STORAGE STORAGE 3 PROVIDE TWO TYPE 3 SIGNS

212 PSYCH. OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

214 TIME OUT - 4 PAPER INSERT PROVIDED BY OWNER

C200 CORRIDOR PROVIDED BY OWNER 34 PROVIDE THREE #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

M200 FAN RM PROVIDED BY OWNER 3

S200 STAIR STAIRS 33, 39

SECOND FLOOR - AREA B

211 SPEC ED ECSD - 1, 2 PAPER INSERT PROVIDED BY OWNER

213 STAFF TR PROVIDED BY OWNER 26

215 15:1 SPEC ED - 1, 2 PAPER INSERT PROVIDED BY OWNER

215A TR RESTROOM 11

217 ART - 1, 2 PAPER INSERT PROVIDED BY OWNER

217A STORAGE STORAGE 3

219 MUSIC INSTRUMENTAL - 1, 2 PAPER INSERT PROVIDED BY OWNER

220 ASSIST. PRIN. - 4 PAPER INSERT PROVIDED BY OWNER

222 3RD GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

224 GIRLS TR GIRLS 14

226 BOYS TR BOYS 16

228 BALCONY PROVIDED BY OWNER 3

228A TELECOM PROVIDED BY OWNER 3

C201 UPPER LOBBY PROVIDED BY OWNER 34 PROVIDE SIX #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

C201A PASSAGE ELEVATOR 34 LOCATION SELECTED BY ARCHITECT IN FIELD.

C202 CORRIDOR PROVIDED BY OWNER 34 PROVIDE TWO #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

E200 ELEVATOR ELEVATOR 31, 32

M201 JC RESTROOM 3

S201 STAIR STAIRS 33, 39

S202 STAIR STAIRS 33

SECOND FLOOR - AREA C

216 5TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

M202 FAN RM PROVIDED BY OWNER 3

SECOND FLOOR - AREA D

218 5TH GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

ROOM SIGNAGE SCHEDULE

ROOM SIGN / NO ROOM NAME SIGN NAME TYPE NO. LOCATION / REMARKS

BASEMENT - AREA A

B5 BOILER RM BOILER ROOM 3

B7 ELEV. MACH PROVIDED BY OWNER 3

E1 ELEV ELEVATOR 31

S2 STAIR STAIRS 33

FIRST FLOOR - AREA A

100 LIBRARY LIBRARY 2, 3

100A TR RESTROOM 11

100B OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

100C STOR STORAGE 3

101 B.I.S. - 4 PAPER INSERT PROVIDED BY OWNER

102 1ST GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

102A STOR. STORAGE 3

103 KINDERGARTEN - 1, 2 PAPER INSERT PROVIDED BY OWNER

103A WORKROOM PROVIDED BY OWNER 3 PROVIDE TWO #3 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

103B TR - - COVERED IN 103A.

104 GIRLS TR GIRLS 14

105 PRE-K - 1, 2 PAPER INSERT PROVIDED BY OWNER

106 BOYS TR BOYS 16

107 2ND GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

108 OFFICE SUITE PROVIDED BY OWNER 34

108A FAMILY SERVICE - 4 PAPER INSERT PROVIDED BY OWNER

108B SPEECH - 4 PAPER INSERT PROVIDED BY OWNER

109 PRINC. OFFICE - 4

110 SPEC ED ECSD - 1, 2 PAPER INSERT PROVIDED BY OWNER

112 HEALTH PROVIDED BY OWNER 3

C100 CORRIDOR PROVIDED BY OWNER 34 PROVIDE SIX #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

C101 CORRIDOR - -

C101 LOBBY PROVIDED BY OWNER 31, 32, 34 PROVIDE SIX #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

M100 TELECOM PROVIDED BY OWNER 3

S100 STAIR STAIRS 33

V101 VEST. - -

FIRST FLOOR - AREA B

111 MAIN OFFICE PROVIDED BY OWNER 3, 5 PROVIDE TWO SIGNS OF EACH TYPE.

111A COPY - 4 PAPER INSERT PROVIDED BY OWNER

111B TR RESTROOM 11

113 CONF - 4 PROVIDE TWO #4 SIGNS. PAPER INSTERT PROVIDED BY OWNER.

114 MAIL RM - 4 PAPER INSERT PROVIDED BY OWNER

114A TR RESTROOM 11 ALTERNATE #DV-2

115 CLASSROOM - 1, 2 PAPER INSERT PROVIDED BY OWNER

116 3RD GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

117 OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

118 GIRLS TR GIRLS 14

119 CLASSROOM - 1, 2 PAPER INSERT PROVIDED BY OWNER

120 BOYS TR BOYS 16

121 AUDITORIUM AUDITORIUM 3, 33 PROVIDE TWO SIGNS OF EACH TYPE. LOCATIONS SELECTED BY ARCHITECT.

121A STAGE - 3, 33 PROVIDE TWO SIGNS OF EACH TYPE. LOCATIONS SELECTED BY ARCHITECT.

C101A CORRIDOR ELEVATOR 34 LOCATION SELECTED BY ARCHITECT IN FIELD.

C102 CORRIDOR PROVIDED BY OWNER 34 PROVIDE THREE #34 SIGNS. LOCATIONS SELECTED BY ARCHITECT IN FIELD.

C104 CORRIDOR PROVIDED BY OWNER 34 LOCATIONS SELECTED BY ARCHITECT IN FIELD.

CY101 COURTYARD PROVIDED BY OWNER 9 PROVIDE EXTERIOR RATED SIGN

E100 ELEV ELEVATOR 31

M101 JC PROVIDED BY OWNER 3

S101 STAIR STAIRS 33

S102 STAIR STAIRS 33

V100 VEST - 8, 35 PAPER INSERT PROVIDED BY OWNER

FIRST FLOOR - AREA C

010 GYMNASIUM GYMNASIUM 2, 3 PROVIDE TWO SIGNS OF EACH TYPE, ONE AT EACH ENTRY.

010A STOR. STORAGE 3

010B STOR. STORAGE 3

010C STOR. STORAGE 3

010D OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

010E TR RESTROOM 12 VERIFY IF ADA COMPLIANT.

011 2ND GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

012 TR RESTROOM 12 VERIFY IF ADA COMPLIANT.

013 1ST GRADE - 1, 2 PAPER INSERT PROVIDED BY OWNER

014 V.P. OFFICE - 4 PAPER INSERT PROVIDED BY OWNER

015 KINDERGARTEN - 1, 2 PAPER INSERT PROVIDED BY OWNER

015A WORK RM PROVIDED BY OWNER 3

016 SPECIAL ED - 1, 2 PAPER INSERT PROVIDED BY OWNER

017 PRE-K - 1, 2 PAPER INSERT PROVIDED BY OWNER

017A TR RESTROOM 11 PROVIDE TWO SIGNS, ONE AT EACH ENTRY.

110B EXAM EXAM 3

110C TR RESTROOM 11

C010 CORRIDOR PROVIDED BY OWNER 34 PROVIDE ONE #34 SIGN. LOCATION SELECTED BY ARCHITECT.

CY100 COURTYARD PROVIDED BY OWNER 9 PROVIDE EXTERIOR RATED SIGN

M010 JC PROVIDED BY OWNER 3

V010 LOBBY - -

3" = 1'-0"
16

TYPE-34 DIRECTIONAL
3" = 1'-0"

17
TYPE-35 3D LETTER SIGNAGE

6" = 1'-0"
18

TYPE-9 MAX OCCUPANCY LARGE

3" = 1'-0"
19

TYPE-50 CEILING MOUNTED  DIRECTIONAL

3" = 1'-0"
14

TYPE-39 AREA OF RESCUE ASSISTANCE
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ALTERNATES #DV-1 & DV-2 ROOM SIGNAGE SCHEDULE

ROOM SIGN / NO ROOM NAME SIGN NAME TYPE NO. LOCATION / REMARKS

FIRST FLOOR - AREA A

109A T.R. RESTROOM 11 ALTERNATE #DV-1

FIRST FLOOR - AREA B

114A TR RESTROOM 11 ALTERNATE #DV-2
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.

1/4" = 1'-0"
1

BASEMENT HVAC DEMOLITION PLAN - AREA A & B
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



DN

BUILDING AREA A

BUILDING AREA C

B
U

IL
D

IN
G

 A
R

E
A

 C

B
U

IL
D

IN
G

 A
R

E
A

 D

BUILDING AREA A

BUILDING AREA C

BUILDING AREA A

BUILDING AREA C

D4

D1

D4

D1

D1

D1

D3

D3

D3

D4

D4

D4

D1

HEALTH

A101B
TR

A101A

CORR

E108

2ND GRADE

C106

CORR

E110

CORR

E106
LOBBY

E106A

STOR

C104C

STOR

C104B

STOR

C104A

GYMNASIUM

C104

OFFICE

C105

OFFICE

C102

VP

TR

C103

TR

C105A

SPECIAL ED

C101

D1

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

1/8" = 1'-0"

DV-H0.4
2012-233

F
IR

S
T

 F
L
O

O
R

 D
E

M
O

L
IT

IO
N

 P
L
A

N
 -

A
R

E
A

 C

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

KTK

JDG

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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FIRST FLOOR HVAC DEMOLITION PLAN - AREA C
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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SECOND FLOOR HVAC DEMOLITION PLAN - AREA A
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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SECOND FLOOR HVAC DEMOLITION PLAN - AREA B

#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



BUILDING AREA A

BUILDING AREA C

B
U

IL
D

IN
G

 A
R

E
A

 C

B
U

IL
D

IN
G

 A
R

E
A

 D

BUILDING AREA A

BUILDING AREA C

BUILDING AREA A

BUILDING AREA C

D6

D7
D6

D6 D6

D4

D1

D4

STORAGE

A204A

5TH GRADE

A204

FAN ROOM

C201

D3

D3

D3

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

1/8" = 1'-0"

DV-H0.8
2012-233

S
E

C
O

N
D

 F
L

O
O

R
 D

E
M

O
L
IT

IO
N

 P
L

A
N

 -
A

R
E

A
 C

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

KTK

JDG

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.
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DEMOLITION NOTES - MECHANICAL

D1 REMOVE FAN POWERED VAV BOX IN ITS ENTIRETY. REMOVE DUCTWORK
& PIPING TO ALLOW INSTALLATION OF NEW UNIT. TEMPORARILY
SUPPORT REGISTERS TO ALLOW FOR CEILING REMOVAL.

D2 REMOVE CENTER REGISTER. RETAIN FOR REUSE.

D3 REMOVE DUCTLESS SPLIT SYSTEM IN ITS ENTIRETY. REMOVE
REFRIGERATION PIPING & CONDENSING UNIT IN ITS ENTIRETY. REMOVE
HWS/R & DUCTWORK BACK TO POINTS INDICATED.

D4 REMOVE DUCTWORK & REGISTERS IN THEIR ENTIRETY.

D5 REMOVE CABINET HEATER IN ITS ENTIRETY. REMOVE HWS/R BACK TO
POINT INDICTATED & CAP.

D6 REMOVE AIR HANDLER IN ITS ENTIRETY. REMOVE DUCTWORK BACK TO
POINTS INDICATED. DISCONNECT HWS/R TO ALLOW INSTALLATION OF
NEW UNIT. REMOVE EXHAUST HOOD IN ITS ENTIRETY.

D7 REMOVE & RETAIN LOUVER & RETURN FOR REUSE.

D8 REMOVE WATER HEATER FLUE IN ITS ENTIRETY.

D9 REMOVE DUCT BACK TO POINT INDICATED & CAP.

D10 REMOVE RADIATION IN ITS ENTIRETY. REMOVE HWS/RN BACK TO MAIN &
CAP.

D11 REMOVE EXISTING SELF CONTAINED UV. DISCONNECT HWS/R,
CONDENSATE & DUCTWORK BACK TO ALLOW FOR INSTALLATION OF
NEW UNIT.

GENERAL NOTES - MECHANICAL

A ALL EQUIPMENT INTENDED TO BE TURNED OVER TO THE OWNER, SHALL
BE BALANCED, FULLY CONTROLLED & FUNCTIONALLY TESTED
REGARDLESS OF SUBSTANTIAL COMPLETION DATE.

B THIS DRAWING IS INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO
BE REMOVED. IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE
CONTRACTOR SHALL FIELD VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM
IN QUESTION SHOULD BE VERIFIED WITH THE ENGINEER PRIOR TO
REMOVAL.

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE
OWNER.  THE CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA
DESIGNATED, ON SITE BY THE OWNER.  ANY ITEM THE OWNER WISHES NOT
TO KEEP SHALL BE DISPOSED OF BY THE CONTRACTOR.

D THE CONTRACTOR WILL BE RESPONSIBLE FOR ALL CUTTING AND
PATCHING UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME
CONTRACT.  CONTRACTOR TO PATCH TO MATCH ALL EXISTING FINISHES
RESULTING FROM DEMOLITION WORK UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

E THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR
REINSTALL ANY CEILING OR GRID DAMAGED OR REMOVED AS A RESULT
OF EXECUTION OF CONTRACT SCOPE. UNLESS INDICATED TO BE PART OF
ANOTHER PRIME CONTRACT.

F COORDINATE ALL NEW ROOF, WALL, AND FLOOR PENETRATIONS WITH
OTHER TRADES.

G PRIOR TO CONSTRUCTION AND INSTALLATION OF NEW WORK, THE
CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS (FRAMING,
ELECTRICAL, PLUMBING, HVAC, ETC.).  NOTIFY ARCHITECT/ENGINEER OF
ANY CONFLICTS THAT REQUIRE MODIFICATION TO NEW HVAC SYSTEM
INSTALLATION.

H HEATING SYSTEM CONTAINS GLYCOL. CONTRACTOR SHALL BE
RESPONSIBLE TO DRAIN & STORE GLYCOL AS NEEDED TO PREFORM
WORK.

I CONTRACTOR TO PROVIDE ANY VALVING REQUIRED FOR DRAINING OF
NEW WORK.

1/16" = 1'-0"
1

ROOF HVAC DEMOLITION PLAN
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.

1/4" = 1'-0"
1

ENLARGED FAN ROOM PLAN
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

FIRST FLOOR NEW WORK PLAN - AREA A

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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1

FIRST FLOOR NEW WORK PLAN - AREA B

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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1

FIRST FLOOR NEW WORK PLAN - AREA C

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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1

FIRST FLOOR NEW WORK PLAN - AREA D

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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SECOND FLOOR HVAC PLAN - AREA A

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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SECOND FLOOR HVAC PLAN - AREA B

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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SECOND FLOOR HVAC PLAN - AREA C

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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ROOF HVAC PLAN

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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1/4" = 1'-0"
1

BASEMENT PIPING PLAN - AREA A & B

GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

FIRST FLOOR PIPING PLAN - AREA A

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

FIRST FLOOR PIPING PLAN - AREA B

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

FIRST FLOOR PIPING PLAN - AREA C

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

FIRST FLOOR PIPING PLAN - AREA D

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

SECOND FLOOR PIPING PLAN - AREA A

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

SECOND FLOOR PIPING PLAN - AREA B

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

SECOND FLOOR PIPING PLAN - AREA C

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/8" = 1'-0"
1

SECOND FLOOR PIPING PLAN - AREA D

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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REFRIGERANT PIPING SIZES & QUANTITIES 
PER UNIT MANUFACTURERS RECOMMENDATIONS
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GENERAL NOTES - MECHANICAL
REFER TO DV-H0.1.

1/16" = 1'-0"
1

ROOF PIPING PLAN

CONSTRUCTION NOTES MECHANICAL

1 EXTEND & RECONNECT  HWS/R TO NEW VAV BOX. PROVIDE NEW CONTROL VALVE,
AUTOMATIC FLOW CONTROL FITTINGS & ACCESSORIES AS SHOWN IN PIPING
SCHEMATIC.

2 INSTALL RADATION CONTROL VALVE. FURNISHED BY OTHERS.

3 TEMPORARILY SUPPORT ALL DIFFUSERS FOR CEILING REWORK & REINSTALL.

4 EXTEND & RECONNECT CONDENSATE DRAIN.

5 PIPE CONDENSATE TO MOP SINK IN JC D117.

6 CONNECT CONDENSATE TO ROOF LEADER WITH SWING CHECK VALVE.

7 PIPE COMDEMSATE TO FLOOR DRAIN.

8 EXTEND & RECONNECT DUCTWORK, HWS/R & CONDENSATE PIPING.
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PUMP SCHEDULE

UNIT
NUMBER

LOCATION
(SHEET #) GPM HEAD FEET RPM

MOTOR
HP

ELECTRIC

MAKE & MODEL# NOTESG-VOLTS PHASE
P-1A+B-DV DV-H2.1 350 75 2233 15 480 3 ARMSTRONG PUMPS 4302DEIUS 0606-015.0 1,2,3,4,5

P-2A+B-DV DV-H2.1 250 100 3287 15 480 3 ARMSTRONG PUMOS 4302DEIUS 0308-015.0 1,2,3,4,5

P-3-DV DV-H2.1 30 35 2713 1 208 3 ARMSTRONG PUMPS 4322DE 1205-000.7 1,2,3,4,5

NOTES: 1. E.C. TO FURNISH AND WIRE DISCONNECT.

2. E.C. TO FURNISH STARTER WITH CONTACT CLOSURE FOR USE BY DDC SYSTEM.

3. B PUMPS REPRESENT STAND-BYE.

4. START STOP SHALL BE BY DDC SYSTEM.

5. PUMP MUST BE SUITABLE FOR CHLORINE SERVICE.

6. CAPACITY BASED ON 30% PROPYLENE GLYCOL. 

EXPANSION TANK SCHEDULE
UNIT

NUMBER
UNIT

LOCATION
SYSTEM
SERVED MODEL#

TANK VOLUME
(GAL)

MIN ACCEPT VOLUME
(GAL)

TANK DIA
(IN)

WORKING PRESSURE
(MAX) (PSI) MAX TEMP (F)

PRECHARGE
PRESSURE (PSI)

SYSTEM
PRESSURE (PSI)

MANUFACTURER &
NOTES

ET-1-DV DV-H1.1 CHWS D180V 90 34 24 125 240 12 12 BELL & GOSSETT

ET-2-DV DV-H1.1 CHWS D180V 34 34 24 125 240 12 12 BELL & GOSSETT

ET-2-DV DV-H1.1 CHWS D180V 34 34 24 125 240 12 12 BELL & GOSSETT

BUFFER TANK SCHEDULE

UNIT
NUMBER SERVES MODEL# TANK VOLUME

TANK DIA.
(IN)

TANK
HEIGHT (IN)

MAX
WORKING
PRESSURE

PIPE
CONNECTION

SIZE NOTES
BT-1-DV DW-HTX-1-DV AERCO 2 PORT 210 2' - 6" 73.5 125 PSIG 3" NPT 1,2,3

NOTES: 1. DESIGN MAKE BASED ON AERCO.

2. PROVIDE TANK WITH ASME CERTIFICATION.

3. PROVIDE CONNECTIONS FOR AIR VENT AND DRAIN.

NOTES: 1. DESIGN BASED ON AERCO.

2. PROVIDE PACKAGED 3-WAY ELECTRONIC CONTROL VALVE.

3. PROVIDE STAINLESS STEEL POTABLE WATER SIDE SURFACES.

4. UNIT TO BE ASEM B&PV CODE SECTION VIII DIVISION 1 STAMPED.

5. ELECTRICAL REQUIREMENTS 120V/1PH, 2AMP.

HUMIDIFIER UNIT SCHEDULE - GAS

UNIT # SHEET SERVES
CAPACITY RANGE

LB/HR OUTLET SIZE BTU INPUT

ELECTRICAL

MANUFACTURER & MODEL NOTESMCA V/PH
HU-2-DV DV-H2.7 EX AHU 110 3" 380,000 9 120/1 NEPTRONIC SKG4N1101 1,2

HU-5-DV DV-H-2.8 EX AHU 210 3" 165,000 6 120/1 NEPTRONIC SKG4N2101 1,2,3,4

HU-7-DV DV-H-2.10 EX AHU 265 4" 380,000 9 120/1 NEPTRONIC SKG4N2652 1,2,3,4

AIR HANDLING UNIT SCHEDULE

UNIT #

LOCATION SUPPLY FAN DATA RETURN FAN DATA ELECTRICAL HEATING COIL DATA COOLING. COIL DATA

REMARKS & NOTESSHEET ROOM CFM (TOTAL) CFM (OA)
TOT. SP

(")
EXT. SP

(")
CFM

(TOTAL) EXT. SP (") VOLTS PHASE MCA MOP EAT EWT GPM CAP MBH EAT GPM SENS CAP MBH
AHU-1-DV DV-H1.8 FAN RM M202 820 4000 1 5.3 4000 1 480 3 22 30 54 160 9 176 80/67 16.5 102 122 TRANE CSAA SIZE 8 1,2,3,4

AHU-2-DV DV-H1.8 FAN RM M202 820 4000 1 5.3 4000 1 480 3 22 30 54 160 9 176 80/67 16.5 102 122 TRANE CSAA SIZE 8 1,2,3,4

FAN COIL UNIT SCHEDULE

UNIT # SHEET ROOM#

FAN DATA HEATING COIL DATA REQUIRED COOLING COIL DATA

FILTER
TYPE

ELECTRICAL

MODEL #
REMARKS &

NOTES
CFM

(TOTAL)
CFM
(OA)

EXT. SP
(") EAT EWT GPM MAX WPD

CAP
MBH SENS TOTAL EWT GPM VOLTS PHASE Φ MCA

FCU-1-DV DV-H1.2 PRINC. OFFICE
109

600 60 .35 60 160 2 10 21 16 16 45 4 T.A. 120 V 1 3.88 FCCB06 TRANE 1

FCU-2-DV DV-H1.3 1000 100 .35 60 160 2.5 10 37 25 45 5.5 120 V 1 6.07 FCCB100

FCU-3-DV DV-H1.3 CONF. 113 600 60 .35 60 160 2 10 25 16 16 45 4 T.A. 120 V 1 3.88 FFCB06 TRANE 1,2,3

FCU-4-DV DV-H1.4 V.P. OFFICE 014 400 60 .35 60 160 1.5 10 10 10 10 45 2.5 T.A. 120 V 1 2.75 FCCB04 TRANE 1,2,3

FCU-5-DV DV-H1.4 OFFICE 010D 400 60 .35 60 160 1.5 10 10 10 10 45 2.5 T.A. 120 V 1 2.75 FCCB04 TRANE 1,2,3

FCU-6-DV DV-H1.5 TEACHER 027 300 60 .35 60 160 1.5 10 12 8 11 45 2 T.A. 120 V 1 2.75 FCCB04 TRANE 1,2,3

FCU-7-DV DV-H1.5 MAINT. 027 300 60 .35 60 160 1.5 10 12 8 11 45 2 T.A. 120 V 1 2.75 FCCB04 TRANE 1,2,3

FCU-8-DV DV-H1.5 OFFICE 024E 300 60 .35 60 160 1.5 10 12 8 11 45 2 T.A. 120 V 1 2.75 FCCB04 TRANE 1,2,3

HUMIDIFIER UNIT SCHEDULE - ELECTRIC

UNIT #

LOCATION

SERVES

CAPACITY
RANGE
LB/HR

OUTLE
T SIZE RATED KW

ELECTRIC

MANUFACTURER & MODEL # NOTESSHEET ROOM MCA VOLTS PHASE Φ
HU-1-DV DV-H2.6 FAN RM (M200) EX AHU 6 0' - 1 1/2" 2 10 208 1 NEPTRONIC SKE4-N02M-2-8-1 1,2

HU-3-DV DV-H-2.8 FAN RM (M202) EX AHU 30 0' - 1 1/2" 10 12 480 3 NEPTRONIC SKE4-N10M-480-3 1,2

HU-4-DV DV-H-2.8 FAN RM (M202) EX AHU 30 0' - 1 1/2" 10 12 480 3 NEPTRONIC SKE4-N10M-480-3 1,2

HU-6-DV DV-H-2.8 FAN RM (M202) EX AHU 30 0' - 1 1/2" 13.5 16.5 480 3 NEPTRONIC SKE4-N14M-480-3 1,2

HU-8-DV DV-H-2.9 5TH GRADE (210) EX AHU 265 0' - 3" 9 120 1 NEPTRONIC SKE4-N10 1

NOTES: 1. PROVIDE HUMDISTAT IN RETURN DUCTWORK.

2. PROVIDE SHORT ABSORBTION STEAM WAND. 

NOTES: 1. UNIT SHALL BE SINGLE POINT POWER.

2. PROVIDE COMBINATION FILTER MIXING BOX.

3. PROVIDE FACTORY MOUNTED VFD'S AND CHOKE.

4. HEATING & COOLING BASED ON 30% PROPERLYNE GLYCOL. 

DUCT MOUNTED HEATING COIL SCHEDULE

UNIT #
AIR SIDE

UNIT # SHEET ROOM#
FACE SIZE

WXH CFM APD(") MAX ENT AIR (F) GPM WPD MAX CAP MBH ENT WTR (F)
REMARKS &

NOTES
DHC-1-DV EX-AHU DV-H2.9 RECIEVE/STORAGE 028 12"x12" 150 .1 45 1 5 12 160 TRANE 1

DHC-2-DV EX-AHU DV-H2.9 RECIEVE/STORAGE 028 12"x12" 200 .1 45 1 5 12 160 TRANE 1

AIR COOLED CHILLER SCHEDULE

UNIT NO. ROOM# LOCATION GPM EWT LWT TONS

ELECTRICAL

MANUFACTURE/MODEL NOTESVOLT/PH MCA MOP
ACH-1-DV ROOF DV-H2.8 325 50 40 200 408/3 330 450 TRANE ACRB200 1,2,3

DOMESTIC HOT WATER HEAT EXCHANGER SCHEDULE

UNIT #

LOCATION

GPM

DOMESTIC WATER SIDE BOILER WATER SIDE

MANUFACTURER &
MODEL NOTESSHEET ROOM #

TOTAL
PRESSURE
DROP (PSI)

INLET
WATER

TEMP (F)

OUTLET
WATER

TEMP (F) FLOW GPM EWT (F) LWT (F)

TOTAL
PRESSURE
DROP (PSI)

DHTX-1-DV DV-H1.1 BOILER ROOM 9 1 120 40 26 125 96 5 SPDW 23 -

BLOWER COIL UNIT SCHEDULE

UNIT #

LOCATION SUPPLY FAN ELECTRICAL HEATING COIL DATA COOLING COIL

REMARKS & NOTESSHEET ROOM# CFM (TOTAL) CFM (OA) TOT. SP(") EXT.SP(") MCA VOLTS PHASE EAT EWT GPM CAP MBH EAT EWT GPM
SENS CAP

MBH
TOT CAP

MBH
BCU-1-DV DV-H2.4 SPECIAL ED 016 1000 240 1.6 .75 5.75 208 1 55 160 4.5 67 80/67 45 7 27 39 PRICE BCHD-12 1,2,3

BCU-2-DV DV-H2.5 TEACHEER CONF. 1000 240 1.6 .75 5.75 208 1 55 160 4.5 67 80/67 45 7 27 39 PRICE BCHD-12 1,2,3

BCU-3-DV DV-H2.5 SERVING 024B 500 235 1.5 .5 3 208 1 55 160 4.5 31 80/67 45 3.5 13 20 PRICE BCHD-8 1,2,3

BCU-4-DV DV-H2.5 KITCHEN 024C 500 235 1.5 .5 3 208 1 55 160 2 31 80/67 45 1.5 7 7 PRICE BCHD-8 1,2,3

BCU-5-DV DV-H2.2 1ST GRADE 102 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-6-DV DV-H2.2 1ST GRADE 102 1550 500 1 .5 8.41 277 1 65 160 4 87 67.9/54.7 45 4.5 22 22 PRICE BCHD-16 1,2,3

BCU-7-DV DV-H2.2 B.I.S. 101 690 220 1.3 .5 4.7 277 1 65 160 2 38 67.9/54.7 45 3.5 10 10 PRICE BCHD-8 1,2,3

BCU-8-DV DV-H2.2 KINDERGARTEN 103 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-9-DV DV-H2.2 COORIDOR C100 470 150 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 2 6.6 7 PRICE BCHD-8 1,2,3

BCU-10-DV DV-H2.2 PRE-K 105 1550 500 1 .5 8.41 277 1 65 160 4 87 67.9/54.7 45 4.5 22 22 PRICE BCHD-16 1,2,3

BCU-11-DV DV-H2.2 3ND GRADE 107 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-12-DV DV-H2.2 FAMILY SERVICE 106A 690 220 1.3 .5 4.7 277 1 65 160 2 38 67.9/54.7 45 3.5 10 10 PRICE BCHD-8 1,2,3

BCU-13-DV DV-H2.2 SPEC ED ECSD 110 1370 440 1.3 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-14-DV DV-H2.3 3RD GRADE 116 400 105 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 5.6 6 PRICE BCHD-8 1,2,3

BCU-15-DV DV-H2.3 3RD GRADE 116 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-16-DV DV-H2.3 CLASSROOM 115 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-17-DV DV-H2.3 CLASSROOM 117 750 60 1 .5 4.7 277 1 65 160 2 43 67.9/54.7 45 2.5 11 11 PRICE BCHD-8 1,2,3

BCU-18-DV DV-H2.3 CLASSROOM 119 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-19-DV DV-H2.3 CORIDOOR C102 440 185 1.9 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.2 6 PRICE BCHD-8 1,2,3

BCU-20-DV DV-H2.4 2ND GRADE 011 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-21-DV DV-H2.4 1ST GRADE 013 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-22-DV DV-H2.4 KINDERGARTEN 015 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-23-DV DV-H2.4 PRE-K 017 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-24-DV DV-H2.4 V.P. OFFICE 014 465 150 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.6 7 PRICE BCHD-8 1,2,3

BCU-25-DV DV-H2.4 CORIDOOR C010 465 150 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.6 7 PRICE BCHD-8 1,2,3

BCU-26-DV DV-H2.5 PRE-K 019 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-27-DV DV-H2.4 PRE-K 019 465 150 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.6 7 PRICE BCHD-8 1,2,3

BCU-28-DV DV-H2.5 KINDERGARTEN 021 1370 440 1.8 .5 8.41 277 1 45 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-29-DV DV-H2.5 KINDERGARTEN 021 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-30-DV DV-H2.5 KINDERGARTEN 021 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-31-DV DV-H2.4 PRE-K 019 465 150 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.6 7 PRICE BCHD-8 1,2,3

BCU-32-DV DV-H2.4 CAFETERIA 024 2000 935 1.3 .5 8.41 277 1 65 160 2 72 67.9/54.7 45 6 28 28 PRICE BCHD-8 1,2,3

BCU-33-DV DV-H2.4 CAFETERIA 024 2000 935 1.3 .5 8.41 277 1 65 160 2 72 67.9/54.7 45 6 28 28 PRICE BCHD-8 1,2,3

BCU-34-DV DV-H2.4 CAFETERIA 024 2000 935 1.3 .5 8.41 277 1 65 160 2 72 67.9/54.7 45 6 28 28 PRICE BCHD-8 1,2,3

BCU-35-DV DV-H2.6 4TH GRADE 201 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-36-DV DV-H2.6 SUPPORT 203 470 60 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.6 7 PRICE BCHD-8 1,2,3

BCU-37-DV DV-H2.6 4TH GRADE 205 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-38-DV DV-H2.6 4TH GRADE 207 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-39-DV DV-H2.6 SOCIAL 209 540 60 1 .5 4.7 277 1 160 65 1 23 67.9/54.7 45 1.5 8 8 PRICE BCHD-8 1,2,3

BCU-40-DV DV-H2.6 5TH GRADE 210 380 120 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1 5.3 5 PRICE BCHD-8 1,2,3

BCU-41-DV DV-H2.6 5TH GRADE 210 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-42-DV DV-H2.6 RESOURCE 208 700 270 1 .5 4.7 277 1 65 160 2 43 67.9/54.7 45 2 10 10 PRICE BCHD-8 1,2,3

BCU-43-DV DV-H2.6 CORRIDOR C200 450 60 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.3 6 PRICE BCHD-8 1,2,3

BCU-44-DV DV-H2.6 SPEC ED ECSD 211 700 290 1 .5 4.7 277 1 65 160 2 43 67.9/54.7 45 2 10 10 PRICE BCHD-8 1,2,3

BCU-45-DV DV-H2.6 SPEC ED 215 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-46-DV DV-H2.6 ART 217 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-47-DV DV-H2.6 MUSIC INSTRUMENT 219 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-48-DV DV-H2.6 STORAGE 217A 450 60 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.3 6 PRICE BCHD-8 1,2,3

BCU-49-DV DV-H2.6 CORRIDOR C200 450 60 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.3 6 PRICE BCHD-8 1,2,3

BCU-50-DV DV-H2.6 3RD GRADE 222 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-51-DV DV-H2.6 CORRIDOR C200 450 60 1.2 .5 4.7 277 1 65 160 1 23 67.9/54.7 45 1.5 6.3 6 PRICE BCHD-8 1,2,3

BCU-52-DV DV-H2.6 5TH GRADE 218 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

BCU-53-DV DV-H2.6 4TH GRADE 205 1370 440 1.8 .5 8.41 277 1 65 160 3.5 69 67.9/54.7 45 6 19 19 PRICE BCHD-16 1,2,3

UNIT VENTILATOR SCHEDULE

UNIT #

LOCATION FAN DATA HEATING COIL DATA RATED COOLING COIL DATA

FILTER
TYPE

ELECTRICAL

MODEL # NOTESSHEET ROOM
CFM

(TOTAL)
CFM
(OA) EWT EAT GPM

WPD
MAX.

CAP
MBH EWT

CAP MBH
SENS.

CAP MBH
TOT VOLTS PHASE Φ MCA

UV-1-DV FV-H1.6 COMPUTER (202) 1500 450 83 49 160 3.5 5 80/67 34 45 T.A. 480 V 3 13 A CMD48FCBB AANNN91N AIREDALE 1,2

NOTES: 
1. PROVIDE FACTORY MOUNTED & WIRED DISCONNECT.

2. CAPACTIY BASED ON 30% PROPELYNE GLYCOL.

FAN SCHEDULE

FAN #

LOCATION

CFM RPM

ELECTRICAL

SONES SP DRIVE MANUFACTURE & MODEL # NOTESSHEET HP VOLTS PHASE Φ
EF-1 DV-H1.8 120 1348 1/4 120 V 1 7.4 .5 DIRECT COOK 101 ACED OR60 1,2,3,4

EF-2 DV-H1.8 120 1348 1/4 120 V 1 7.4 .5 DIRECT COOK 101 ACED OR60 1,2,3,5

NOTES: 
1. PROVIDE 18" HIGH CURB.

2. PROVIDE FACTORY MOUNTED & WIRED DISCONNECT.

3. START/STOP BY DDC.

AIR COOLED CONDENSING UNIT SCHEDULE

UNIT #

LOCATION AIR SIDE
UNIT #

AMBIENT
TEMP (°F)

N / CAPACITY
TONS VOLTS PHASE Φ LOAD AMPS MOP  MODEL # NOTESSHEET

ACCU-1-DV DV-H2.10 EX AHU 95 20 480 V 3 141 A 125 A RAUJ030 TRANE 1,2

ACCU-2-DV DV-H2.8 EX AHU 95 20 208 V 3 98 A 125 A TTA2Y043 TRANE 1,2

NOTES: 1. UNITSHALL BE SINGLE POINT POWER SUPPLY.

2. UNIT SHALL BE FURENISHED WITH FACTORY DISCONNECT.

AIR HANDLING DX COIL SCHEDULE

UNIT #
AIR SIDE
UNIT NO.

LOCATION

CFM APD(") MAX ENT AIR (F) SENS. MBH TOTAL MBH NOTESSHEET
DXC-1-DV EX AHU DV-H2.10 9600 .6 81.5/67.1 285 386 TRANE

DXC-2-DV EX AHU HS-H2.8 6600 .6 81.5/67.1 183 266 TRANE

HEAT EXCHANGER PLATE & FRAME (CHILLER)

UNIT NUMBER LOCATION MODEL#

SYSTEM WATER SIDE  CHILLER WATER SIDE

LWT (°F)
TOTAL HEAT
EXCHANGED

TOTAL PRESSURE
DROP (PSI) NOTESGPM

TOTAL PRESSURE
DROP (PSI)

INLET/OUTLET
WATER TEMP °F FLOW GPM EWT (°F)

HTX-1-DV DV-H1.1 AP47 250 5 57/45 352 40 48 1,506,095 10 -

HEAT EXCHANGER PLATE & FRAME

UNIT NUMBER LOCATION MODEL#

DOMESTIC WATER SIDE BOILER WATER SIDE

LWT (°F)
TOTAL PRESSURE

DROP (PSI) NOTESGPM
TOTAL PRESSURE

DROP (PSI)
INLET/OUTLET

WATER TEMP °F FLOW GPM EWT (°F)

DHTX-1-DV DV-H1.1 SPDW 23 9 1 120/40 26 125 96 5 -
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NOTES: 1. PROVIDE HUMDISTAT IN RETURN DUCTWORK.

2. PROVIDE SHORT ABSORBTION STEAM WAND.

3. UNIT SHALL BE OUTDOOR RATED.

4. PROVIDE CURB.

NOTES: 1. PROVIDE FACTORY MOUNTED & WIRED DISCONNECT.

2. PROVIDE CONDENSATE PUMP. VOLTAGE & MATCH UNIT.

3. HEATING/COOLING CAPACITY BASED ON 30% PROPELYNE GLYCOL.

SUPPLY DIFFUSER SCHEDULE

UNIT # MFG/ MODEL
FACE / NECK

SIZE MAX. SP MAX. N.C. NOTES
D-1 PRICE/SCDA 24x24/8"Ø - 20

D-2 PRICE/SCDA 24x24/10"Ø - 20

D-3 PRICE/SCDA 24x24/12"Ø - 20

REGISTER SCHEDULE

UNIT # FUNCTION MFG/ MODEL
FACE / NECK

SIZE MAX SP MAX N.C. BORDER REMARKS
R-1 RETURN PRICE/80D 24"x24" - 20 FLANGED

R-2 SUPPLY PRICE/520 30"X6" - 20 FLANGED

R-3 EXHAUST PRICE/80D 24"x24" - 20 FLANGED

NOTES: 1. CAPACITY BASED ON 30% PROPELYNE GLYCOL.

NOTES: 1. PROVIDE FACTORY MOUNTED & WIRED DISCONNECT.

2. PROVIDE LOW FLA ECM MOTOR.

3. HEATING & COOLING BASED ON 30% PROPERLYNE GLYCOL. 

4. ALTERNATE DV-1.

5. ALTERNATE DV-2.

NOTES: 1. FURNISHED BY OTHERS. CONTRACTOR TO INSTALL.



METAL CURB

INTAKE HOOD, ROOF
FAN OR RELIEF VENT

SECURE TO NAILER
AS RECOMMENDED
BY MANUFACTURER

MOTORIZED DAMPER

4" HIGH DRAIN PAN (WELDED)
SECURE TO DROP WITH SCREWS

SIZE & NUMBER AS
SHOWN ON DRAWING DUCT DROP SIZED TO

MATCH INSIDE ROOF CURB

FACTORY FABRICATED
EQUIPMENT SUPPORT

NOTE:
COORDINATE LOCATION OF ROOF SUPPORTS 
WITH CONTRACTOR RESPONSIBLE FOR FOR 
STRUCTURAL STEEL SUPPORTS.

12
" 

M
IN

.

REFER TO ARCH. AND STRUCT.
DWGS. FOR ROOF CONSTRUCTION 
AND FRAMING SUPPORTS

LAY-IN T-BAR CEILING

INSULATED FLEX DUCT, 6'-0" MAX

DIFFUSER, TYPICAL LAY-IN MODEL

NYLON TIE-STRAP

SA

NYLON TIE-STRAP

3 ZIP SCREWS MIN. HOLDING
A PIECE OF THE HELICAL WIRE

SUCTION GUIDE

PIPE HANGER

SILENT
CHECK VALVE

PRESSURE GAUGE.

LONG RADIUS
ELBOW

FINISHED FLOOR LEVEL

MAX. 5'-0" A.F.F.

RPZ

GLOBE VALVE

UNION (TYP.)

CHECK VALVE

PRESSURE REDUCING VALVE IAOLATION VALVE (TYP.)

NOTE:
SET RPZ BELOW GLYCOL
FEED SET POINT.

PIPE TO INLET
OF PUMPSGLYCOL FEED

CW MAKE-UP
ASSEMBLY

BLADDER TANK(S)
EXPANSION LINE

FF

DIRT LEG, FULL
SIZE TAPPING

3/4" HOSE
BIBB & CAP

AIR SEPARATION
TANK (ROLAIRTROL)

SUPPLY

BOTTOM CONNECTION

V

HANGER ROD
PER SPEC.

PIPE HANGER
PER SPEC.

FIBERGLASS 
INSULATION 
PER SPEC.

INSULATION
SHEILD

PIPE

6" MIN. 6" MIN.
PIPE INSULATION

POWER WIRING

PIPE INSULATION

REFRIGERANT PIPING

POURABLE SEALER POCKE

EXISTING ROOFING
SYSTEM

PIPE SLEEVE

CEILING 
GRID

24/24 DUCT PLENUM
PAINT INSIDE BLACK

DUCT CONNECTION

FULL FACED 
REGISTER 
WITHOUT DAMPER

NOTE: PROVIDE FOR PLENUM RETURN AIR GRILLS (G-1) AND DUCT RETURN/EXHAUST AIR 
GRILLS (R-1). PLENUM BOX TO BE PROVIDED WITH ONE OPEN FACE, LESS DUCT CONNECTION, 
FOR PLENUM RETURN.

VENT COCK

WATER TREATMENT 
FEEDER

WATER TREATMENT 
FEEDER SUPPORT 
FROM FLOOR

UNION (TYP.)

CONCRETE PAD

FLOOR

INTEGRAL COIL DRAIN VALVE 
WITH 3/4" HOSE BIBB AND CAP

ISOLATION VALVE 
(TYP.)

2" FILL
WITH CAP 

THROTTLING BALL 
OR GATE VALVE

1"

1"

CONNECT TO SYSTEM AT 
POINTS

INDICATED ON DRAWINGS

V

COIL

AUTOMATIC TEMPERATURE CONTROL 
VALVE

AUTOMATIC FLOW CONTROL FITTING

MANUAL AIR VENT INSTALL IN 
THREADED TAP IN COIL

UNION (TYP.)

PRESSURE/TEMPERATURE FITTING (TYP.)

STRAINER

ISOLATION VALVE (TYP.)

INTEGRAL COIL DRAIN
VALVE WITH 3/4"
HOSE BIBB AND CAP

HWR/CHWR

HWS/CHWS

HWR

HWS

ACTIVE HEATING ELEMENT

CONTROL 
VALVE

ISOLATION 
VALVE (TYP.)

UNION 
(TYP.)

MANUAL AIR 
VENT

AUTOMATIC FLOW 
CONTROL FITTING

HWS & HWR PIPING TO 
ADDITIONAL HEATING 
EQUIPMENT

FIN TUBE RADIATION 
ENCLOSURE

NOTE: SIMILAR FOR CONVECTORS AND RADIANT PANELS

v
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1/8" = 1'-0"
1

TYPICAL ROOF EQUIPMENT MOUNTING DETAIL
1/8" = 1'-0"

2
ROOF EQUIPMENT SUPPORT DETAIL

1/8" = 1'-0"
3

TYPICAL DIFFUSER CONNECTION DETAIL
1/8" = 1'-0"

4
TYPICAL FLOOR MOUNTED VERTICAL INLINE PUMP

1/8" = 1'-0"
5

CW MAKEUP ASSEMBLY SCHEMATIC

1/8" = 1'-0"
6

EXPANSION SCHEMATIC

1/8" = 1'-0"
7

TYPICAL PIPE HANGER AND SHEILD DETAIL
1/8" = 1'-0"

8
TYPICAL PIPE PENETRATION THROUGH ROOF DETAIL

1/8" = 1'-0"
9

TYPICAL RETURN/EXHAUST REGISTER DETAIL

1/8" = 1'-0"
10

TYPICAL WATER TREATMENT FEDER DETAIL

1/8" = 1'-0"
11

TYPICAL 2-WAY COIL PIPING SCHEMATIC (HEATING/COOLING)
1/8" = 1'-0"

12
TYPICAL RADIATION PIPING SCHEMATIC

#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



DN

UP

D1

OFFICE

B101

OFFICE

B101A
PRINT RM

B102

STOR

B102A

TR

B102B

MAIL RM

B112

STAIR

S104

KINDERGARTEN

D103

PRE-K

D101

TEACHER

E109

TR

D101A

OFFICE

A113

2ND GRADE

A112

PRE-K

A111

WORKROOM

A110A

TR

A110B

KINDERGARTEN

A110

1ST GRADE

A109

OFFICE

A104A

B.I.S.

A105

TR

A107

BOYS

TR

A108

GIRLS

STOR.

A109A

IDF

A106

CORR

E101

SERVICE

A103B

FAMILY
SPEECH

A103A
ECSD

A102

SPEC ED HEALTH

A101

CLOSET

A101C

HEALTH

A101B
TR

A101A

CORR

E108

CORR

E109

2ND GRADE

C106

STOR

A104C

LIBRARY

A104

CORR

E102

TR

A104BVEST

V102

COURTYARD

18Z

D2

BOILER RM

B5

EXG. CW

EXG. HW

EXG. HWR
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GENERAL NOTES - PLUMBING

A ALL WORK ON THIS DRAWING IS THE RESPONSIBILITY OF THE PLUMBING CONTRACTOR
UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER CONTRACT.

B THESE DRAWINGS ARE  INTENDED TO SHOW THE GENERAL SCOPE OF ITEMS TO BE
REMOVED.  IT IS NOT INTENDED TO BE ALL INCLUSIVE.  THE CONTRACTOR SHALL FIELD
VERIFY ALL ITEMS TO BE REMOVED.  ANY ITEM IN QUESTION SHOULD BE VERIFIED WITH
ENGINEER PRIOR TO REMOVAL

C ALL ITEMS SCHEDULED FOR DEMOLITION ARE THE PROPERTY OF THE OWNER.  THE
CONTRACTOR SHALL PLACE WANTED EQUIPMENT IN AREA DESIGNATED ON SITE BY
OWNER.  ANY ITEM THE OWNER WISHES NOT TO KEEP SHALL BE PROPERLY DISPOSED
OF BY THE CONTRACTOR.

D THE CONTRACTOR SHALL REMOVE, PROTECT, REPLACE AND/OR REINSTALL ANY
CEILING OR GRID DAMAGED OR REMOVED AS A RESULT OF EXECUTION OF CONTRACT
SCOPE. UNLESS OTHERWISE INDICATED TO BE PART OF ANOTHER PRIME CONTRACT.

E THE PLUMBING CONTRACTOR SHALL FIELD VERIFY ALL EXISTING CONDITIONS
(FRAMING, ELECTRICAL, PLUMBING, HVAC, ETC) PRIOR TO CONSTRUCTION AND
INSTALLATION OF NEW WORK.  NOTIFY ARCHITECT/ENGINEER OF ANY CONFLICTS THAT
REQUIRE MODIFICATION TO NEW PLUMBING SYSTEM INSTALLATION.

F THE CONTRACTOR IS TO REINSULATE ALL PORTIONS OF EXISTING PLUMBING SYSTEM
DISTURBED DURING EXECUTION OF CONTRACT SCOPE.

G THE PLUMBING CONTRACTOR WILL BE RESPONSIBLE FOR ALL NEW FLOOR OPENINGS,
EXCAVATIONS OF EXISTING SUBSTRATES AND WALL PENETRATIONS TO INSTALL NEW
PIPING.  UNLESS OTHERWISE NOTED, ALL PIPE PENETRATIONS THROUGH WALLS AND
FLOORS WILL BE SEALED WITH FIRE-STOPPING

H UNLESS NOTED OTHERWISE THE PLUMBING CONTRACTOR IS RESPONSIBLE FOR
INSTALLATION OF ALL  PIPING WITHIN 5 FEET FROM BUILDING. COORDINATE
CONNECTIONS.

I THE PLUMBING CONTRACTOR WILL BE RESPONSIBLE FOR PATCHING AND SEALING OF
ALL DISTURBED SUBSTRATE, WALLS AND CEILING TO EXISTING FINISHES UNLESS
OTHERWISE NOTED.

J THE PLUMBING CONTRACTOR TO COORDINATE ALL NEW ROOF, WALL & FLOOR
PENETRATIONS.

K INVERT DIMENSION IS TO BOTTOM OF PIPE.

L ALL PIPING TO BE ROUTED AS HIGH AND AS TIGHT TO STEEL STRUCTURE AS POSSIBLE.

M THE CONTRACTOR WILL BE RESPONSIBLE FOR FINAL CONNECTION OF PLUMBING
UTILITIES TO ALL EQUIPMENT REQUIRING SAID UTILITIES, INCLUDING THOSE PROVIDED
BY OTHERS. COORDINATE AS REQUIRED.

N THE CONTRACTOR IS TO PROVIDE ADA COMPLIANT VINYL PIPE COVER ON EXPOSED
COLD WATER, HOT WATER AND SANITARY PIPING BELOW ADA LAVATORY/SINK.
SANITARY PIPE COVER SHALL BE INSTALLED UP TO BOTTOM OF FIXTURE.

O REFER TO ARCH DRAWINGS FOR INDICATION OF ADA FIXTURES & ACCESSORIES, &
ASSOCIATED MOUNTING HEIGHTS.

DEMOLITION NOTES - PLUMBING

D1 DISCONNECT WASH FOUNTAIN AND ALL ASSOCIATED ACCESSORIES. DISCONNECT AND
REMOVE COLD WATER, SANITARY AND VENT PIPING. PREPARE FOR RECONNECTION IN
NEW WORK.

D2 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING BACK TO POINTS INDICATED.

D3 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING. PREPARE FOR RECONNECTION IN NEW WORK.

1/8" = 1'-0"
2

FIRST FLOOR DEMOLITION PLAN - AREA A
1/4" = 1'-0"

1
BOILER ROOM DEMOLITION PLAN - AREA A
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1/8" = 1'-0"
1

FIRST FLOOR DEMOLITION PLAN - AREA B

1/8" = 1'-0"
2

FIRST FLOOR DEMOLITION PLAN - AREA D

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

DEMOLITION NOTES - PLUMBING

D1 DISCONNECT WASH FOUNTAIN AND ALL ASSOCIATED ACCESSORIES. DISCONNECT AND
REMOVE COLD WATER, SANITARY AND VENT PIPING. PREPARE FOR RECONNECTION IN
NEW WORK.

D2 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING BACK TO POINTS INDICATED.

D3 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING. PREPARE FOR RECONNECTION IN NEW WORK.
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1/8" = 1'-0"
1

SECOND FLOOR DEMOLITION PLAN - AREA A & B

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

DEMOLITION NOTES - PLUMBING

D1 DISCONNECT WASH FOUNTAIN AND ALL ASSOCIATED ACCESSORIES. DISCONNECT AND
REMOVE COLD WATER, SANITARY AND VENT PIPING. PREPARE FOR RECONNECTION IN
NEW WORK.

D2 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING BACK TO POINTS INDICATED.

D3 DISCONNECT WATER HEATER AND ALL ASSOCIATED ACCESSORIES IN ITS ENTIRETY.
DISCONNECT AND REMOVE COLD WATER, HOT WATER, HOT WATER RECIRCULATION AND
GAS PIPING. PREPARE FOR RECONNECTION IN NEW WORK.
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DOMESTIC HEAT EXCHANGER
(FOR REFERENCE ONLY) 
REFER TO 'H' SERIES DWGS.

CRAWL
SPACE

B8

1" CW, 3/4" HW &
3/4" HWR UP

CAP GAS

CAP HW

1" CW

CONT. ON 'H' 
SERIES DWGS.

2" CW

1-1/2" HW
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1/8" = 1'-0"
1

BASEMENT DOMESTIC PLAN

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

CONSTRUCTION NOTES - PLUMBING

1 CONNECT TO EXISTING COLD WATER, HOT WATER, SANITARY AND VENT PIPING.
EXTEND AS NEEDED.

2 RECONNECT COLD WATER, HOT WATER AND GAS PIPING. EXTEND PIPING AS
NEEDED. COORDINATE WITH OTHER TRADES.
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GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

1/8" = 1'-0"
1

FIRST FLOOR PLANS - AREA A & B

1/8" = 1'-0"
2

FIRST FLOOR SANITARY PLAN - AREA A & B

1" CW, 3/4" HW &
3/4" HWR FROM 
BELOW

EXG. CW, HW & HWR 
IN CEILING
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1/8" = 1'-0"
2

FIRST FLOOR PLAN - AREA D

1/8" = 1'-0"
1

FIRST FLOOR SANITARY PLAN - AREA C

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

CONSTRUCTION NOTES - PLUMBING

1 CONNECT TO EXISTING COLD WATER, HOT WATER, SANITARY AND VENT PIPING.
EXTEND AS NEEDED.

2 RECONNECT COLD WATER, HOT WATER AND GAS PIPING. EXTEND PIPING AS
NEEDED. COORDINATE WITH OTHER TRADES.
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4TH
GRADE

201

SUPPORT

203

4TH
GRADE

205

4TH
GRADE

207

SOCIAL

209

SPEC ED
ECSD

211

UPPER
LOBBY

C201

PSYCH.
OFFICE

212

5TH
GRADE

210

RESOURCE

208

COMPUTER

202

5TH
GRADE

216

ASSIST.
PRIN.

220

STORAGE

220A

FAN RM

M200

ELEVATOR

E200

3RD
GRADE

222

BALCONY

228

MUSIC
INSTRUMENTAL

219

CORRIDOR

C202

STORAGE

217A

ART

217

15:1 SPEC
ED

215

5TH
GRADE

218

CORRIDOR

C200

GIRLS TR

224

BOYS TR

226

TELECOM

228A

BOYS TR

206

GIRLS TR

204

LIBRARY
MEZZANINE

100D

LIBRARY

100

STORAGE

210A

TIME OUT

214

2" VENT FROM BELOW
UP TO 3" VTR

LAV-3 LAV-2
CONNECT TO EXG. CW, 
HW, SAN. & VENT.
EXTEND PIPING.

CONNECT TO EXG. CW, 
HW, SAN. & VENT.
EXTEND PIPING.

FAN RM

M202

MECH EQUIPMENT. REFER 
TO 'H' SERIES DWGS. (TYP.)

FD-1

FD-1

FD-1

FD-1
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1/8" = 1'-0"
1

SECOND FLOOR DOMESTIC & SANITARY PLANS - AREA A & B

1/8" = 1'-0"
2

SECOND FLOOR SANITARY PLAN - AREA C

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

CONSTRUCTION NOTES - PLUMBING

1 CONNECT TO EXISTING COLD WATER, HOT WATER, SANITARY AND VENT PIPING.
EXTEND AS NEEDED.

2 RECONNECT COLD WATER, HOT WATER AND GAS PIPING. EXTEND PIPING AS
NEEDED. COORDINATE WITH OTHER TRADES.
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PLUMBING FIXTURE SCHEDULE

FIXTURE PIPE SIZES SCHEDULE

PLUMBING FIXTURE ELECTRICAL REQUIREMENTS SCHEDULE

AMERICAN STANDARD
2257.101, 1.28 GPF
1-1/2 INCH TOP SPUD

AMERICAN STANDARD
0355.012
(3 HOLES ON 2" CENTERS)

LAVATORY, WALL MOUNT,

ADA COMPLIANT,

COLOR: WHITE

WC-1
WATER CLOSET, WALL
MOUNT, ADA COMPLIANT,
COLOR: WHITE

TYPE MFG./MODEL TRIM REMARKS

VOLTS PHASE
MAXIMUM

OVER-CURRENT
PROTECTION

FULL
LOAD
AMPS

MINIMUM
CIRCUIT

AMPACITY
NO. TYPE REMARKSELECTRICAL COMPONENT POWER GPM HEAD

FEET
RPM

WATER CLOSET, ADA, WALL MOUNT
WATER CLOSET, FLOOR MOUNT

SINGLE 50 VA NA NA NA NA NOTE A, C.NANA

LAVATORY, ADA, WALL MOUNT
LAVATORY, WALL MOUNT

FAUCET TRANSFORMER

120
OR
240

FLUSHOMETER TRANSFORMER

SINGLE 2.0 300 MA NA NA NA NANA NOTE B, C.120

A. PROVIDE PER MANUFACTURE, SOLENOID OPERATOR - 24V AC, 60 Hz, TRANSFORMER - SIMILAR TO SLOAN VALVE MODEL EL-154 (120 V).  (ONE TRANSFORMER SERVES MAXIMUM 10 WATER CLOSETS/URINALS).

TRANSFORMER INSTALLATION AND POWER BY ELECTRICAL CONTRACTOR, LOW VOLTAGE CONTROL WIRING BY PLUMBING CONTRACTOR.

B. PROVIDE TRANSFORMER - SIMILAR TO CHICAGO FAUCET MODEL 243.260.00.1 (HARD WIRED), (ONE TRANSFORMER SERVES MAXIMUM OF 8 FAUCETS). TRANSFORMER INSTALLATION AND POWER BY ELECTRICAL

CONTRACTOR, LOW VOLTAGE CONTROL WIRING BY PLUMBING CONTRACTOR.

C. COORDINATE POWER WITH ELECTRICAL CONTRACTOR.

A. REFER TO PLUMBING FIXTURE ELECTRICAL REQUIREMENTS SCHEDULE.

B. PROVIDE LOW LEAD CONTENT THERMOSTATIC MIXING VALVE SIMILAR TO CHICAGO FAUCET MODEL 122-ABNF (SERVES MAXIMUM 8 FAUCETS).

C. PROVIDE CONCEALED ARM FIXTURE SUPPORT FOR NEW LAVATORY WITH UPRIGHT WELDED FEET AND ADJUSTABLE HEADERS,INSTALLED WITHIN WALL / CHASE.

NOTES:

SANITARY VENTHOT WATERCOLD WATER

FLUSH VALVE: SENSORED (ELECTRIC)
SLOAN ROYAL OPTIMA 111-1.28 ESS - TMO, 1.28 GPF,
WITH TRUE MECHANICAL OVERRIDE FLUSH BUTTON

PROVIDE INFRARED FAUCET WITH 4 INCH COVER PLATE SIMILAR TO CHICAGO FAUCET MODEL 240.627.21.1, OFFSET GRID
DRAIN, P-TRAP, LEAD FREE SUPPLIES, LEAD FREE STOPS, ESCUTCHEON PLATES AND PIPE COVERS.  SEE 'A' DRAWINGS
FOR MOUNTING HEIGHT.  NOTE A, B, C.

FAUCET:  SENSORED (ELECTRIC)
CHICAGO 116.101.AB.1, 0.50 GPM

ELONGATED BOWL.  PROVIDE ELONGATED SEAT SIMILAR TO BENEKE 527-SS, FLOOR MOUNTED CARRIER.  SEE
'A' DRAWINGS FOR MOUNTING HEIGHT.  NOTE A.

PROVIDE ACCESS COVER.WALL CLEANOUT
ZURN
Z1446

REFER TO PLAN FOR PIPE SIZE.CLEANOUT, INLINE
    ZURN
    Z1449

PROVIDE NICKEL BRONZE STRAINER.  REFER TO PLAN FOR PIPE SIZE.  PROVIDE 1/2 INCH TRAP
PRIMER  CONNECTION.  NOTE D, E.

FLOOR DRAIN,
WITH TRAP PRIMER

ZURN
ZN-415-B-P

FLUSH WITH FLOOR

100 GAL. NATURAL GAS FIRED, ASME LABELED, NEUTRALIZATION KIT.  NOTE A.WATER HEATER, NATURAL GAS
A.O. SMITH
CYCLONE BTH-250

LAVATORY, 2 - STATION WALL MOUNT,
ADA COMPLIANT

LAVATORY, 3 - STATION WALL MOUNT,
ADA COMPLIANT

SLOAN
ELS-42000

SLOAN
ELS-43000

FAUCET:  SENSORED (ELECTRIC)
SLOAN SF-2100 , 0.50 GPM

FAUCET:  SENSORED (ELECTRIC)
SLOAN SF-2100 , 0.50 GPM

LAV-1

NO.

WC-1

LAV-1

NOTES:

1"

1/2"1/2"LAV 1-1/2" 1-1/2"

2"4"WC WCO-1

LAV-2

LAV-3

CO-1

FD-1

WH-1

3" GAS FROM BELOW

HUMIDIFICATION UNIT 
(FOR REFERENCE ONLY) 
REFER TO 'H' SERIES 
DWGS.

HUMIDIFICATION UNIT 
(FOR REFERENCE ONLY) 
REFER TO 'H' SERIES 
DWGS.

HUMIDIFICATION UNIT 
(FOR REFERENCE ONLY) 
REFER TO 'H' SERIES 
DWGS.

PENTHOUSE

M301

1-1/2" GAS 2" GAS 

2" GAS UP 

2" GAS 

2" GAS 

1-1/2" GAS
UP 

PIPE SUPPORT
(TYP.)
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1/16" = 1'-0"
1

ROOF GAS PLAN

GENERAL NOTES - PLUMBING
REFER TO DV-P0.1.

CONSTRUCTION NOTES - PLUMBING

1 CONNECT TO EXISTING COLD WATER, HOT WATER, SANITARY AND VENT PIPING.
EXTEND AS NEEDED.

2 RECONNECT COLD WATER, HOT WATER AND GAS PIPING. EXTEND PIPING AS
NEEDED. COORDINATE WITH OTHER TRADES.

#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



DN

UP

UP

SSSSS

F

F

F

F F

F

F

F

F

F

F

F

F

F

S

S

S

M

MM

M

MM

M

M

M M

F

F

F

SSSS

SCO SCO

S

S SCO

SCO

30
S

1/
2W

30
S

1/
2W

30
S

1/
2W

30
S

1/
2W30

S
1/2W

30
S

1/2W

D1

D1

D1

D1

D1

BUILDING AREA A

BUILDING AREA C

B
U

IL
D

IN
G

 A
R

E
A

 A

B
U

IL
D

IN
G

 A
R

E
A

 B

BUILDING AREA A

BUILDING AREA C

BUILDING AREA A

BUILDING AREA C

D2

D2

D2

D2

D2
D2

D2

OFFICE

A113

2ND GRADE

A112

PRE-K

A111

WORKROOM

A110A

TR

A110B

KINDERGARTEN

A110

1ST GRADE

A109

OFFICE

A104A

B.I.S.

A105

TR

A107

BOYS

TR

A108

GIRLS

STOR.

A109A

IDF

A106

CORR

E101

SERVICE

A103B

FAMILY
SPEECH

A103A
ECSD

A102

SPEC ED HEALTH

A101

CLOSET

A101C

HEALTH

A101B
TR

A101A

STOR

A104C

LIBRARY

A104

CORR

E102

TR

A104BVEST

V102

COURTYARD

18Z

D2

D2

D3

D2

D2 D2

D2

D2

D1 D3

ELECT. RM

B6

BOILER RM

B5

STORAGE

B3

FAN RM

B2

STORAGE

B4

CRAWL
SPACE

B1

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

B

D

A

C

N

As indicated

DV-E0.1
2012-233

F
IR

S
T

 F
L
O

O
R

 E
L
E

C
T

R
IC

A
L
 D

E
M

O
 P

L
A

N
 -

A
R

E
A

 A

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

, 
C

H
E

M
U

N
G

 C
O

U
N

T
Y

, 
N

E
W

 Y
O

R
K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

TAWC

GJB

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

DEMOLITION NOTES - ELECTRICAL

D1 DISCONENCT ALL FIRE ALARM DEVICES IN AREA EXCEPT FOR EXISTING MAGNETIC DOOR OPENS. STAGE SHUT-OFFS WITH NEW FIRE
ALARM WORK.

D2 DISCONNECT AND REMOVE EXISTING LIGHTING AND LIGHTING CONTROLS IN SPACE FOR HVAC CEILING WORK. STORE ALL DEVICES
IN SAFE DRY LOCATION FOR REINSTALLATION. EXISTING VAV BOX IN SPACE TO BE DISCONNECT AND WIRING SECURED FOR REUSE.

D3 DISCONNECT AND REMOVE ALL ELECTRICAL DEVICES SHOWN. REMOVE ALL CIRCUITS INCLDUING WIRING AND CONDUIT BACK TO
PANEL PP-B1.

D4 DISCONNECT AND REMOVE EXISTING MDP-3. REFER TO ONE LINE WORK FOR MORE INFORMATION.

D5 DISCONNECT AND REMOVE ALL LIGHTING CEILING DEVICES. MAINTAIN EXISTING LIGHTING HOMERUN CIRCUITRY FOR REUSE.

GENERAL NOTES - ELECTRICAL

A ALL WORK ON THIS DRAWING IS THE RESPONSIBILITY OF THE ELECTRICAL CONTRACTOR UNLESS CLEARLY INDICATED TO BE PART OF ANOTHER PRIME CONTRACTOR.

B PRIOR TO CONSTRUCTION AND INSTALLATION, E.C. SHALL VERIFY EXISTING CONDITIONS AND NOTIFY ENGINEER/ARCHITECT OF CONFLICTS OR CONDITIONS WHICH INTERFERE WITH INSTALLATION AS SET FORTH IN CONTRACT DOCUMENTS.

C E.C. IS RESPONSIBLE FOR ALL NEW FLOOR OPENINGS, EXCAVATIONS AND PENETRATIONS, UNLESS SPECIFICALLY NOTED. UPON COMPLETION, ALL PENETRATIONS TO BE SEALED TO MAINTAIN FIRE RATING AS SPECIFIED ON ARCHITECTURAL DRAWINGS.

D ALL CABLING INSTALLATIONS AND TERMINATIONS TO ADHERE TO CURRENT NEC CODES AND RELATED ANSI/TIA/EIA STANDARDS.

E ALL CUTTING AND PATCHING SHALL BE THE RESPONSIBILITY OF THE E.C. UNLESS CLEARLY INDICATED AS PART OF ANOTHER PRIME CONTRACT.

F MINIMUM CONDUIT SIZE USED ON THIS PROJECT SHALL BE 3/4" UNLESS OTHERWISE NOTED.

G MINIMUM WIRE SIZE USED ON THIS PROJECT SHALL BE #12 THHN/THWN, UNLESS OTHERWISE NOTED.

H DURING DEMOLITION OF EXISTING CABLING, ANY DAMAGE TO FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF AND WILL BE REPAIRED BY THE CONTRACTOR.

I THE CONTRACTOR SHALL BE AWARE OF THE PRESENCE OF EXISTING ASBESTOS CONTAINING MATERIAL SCHEDULED TO REMAIN IN PLACE WITHIN THE PROJECT SCOPE. ANY WORK REQUIRED THAT HAS THE POTENTIAL TO DISTURB HAZARDOUS MATERIALS SHALL BE COORDINATED
DIRECTLY WITH THE OWNER

J ELECTRICAL DEVICES, MATERIALS AND PACKAGED EQUIPMENT SHALL BE LISTED AND LABELED BY UNDERWRITERS LABORATORIES INC. (UL).

K NEW CIRCUIT BREAKER(S) TO BE ADDED TO EXISTING PANELBOARD(S) SHALL BE LISTED/LABELED FOR USE WITH THE EXISTING PANELBOARD(S).

L THE SHORT-CIRCUIT RATINGS OF ALL PROTECTIVE DEVICES SHALL BE EQUAL TO OR EXCEED THE AVAILABLE SHORT-CIRCUIT CURRENT.

M ALL WORK TO CONFORM TO CURRENT NEC AND ALL APPLICABLE CODES.

N E.C. TO NOTIFY ELECTRICAL ENGINEER FOR INSPECTION OF ALL INSTALLATIONS BEFORE BEING BURIED OR COVERED.

O ALL ELECTRICAL DEVICES SCHEDULED FOR REMOVAL ARE CONSIDERED PROPERTY OF THE OWNER.  DEVICES SHALL BE PLACED IN AN AREA DESIGNATED BY THE OWNER.  ANY DEVICE THE OWNER WISHES NOT TO KEEP SHALL BE LEGALLY DISPOSED OF BY THE CONTRACTOR.

P CONTRACTOR SHALL BE RESPONSIBLE FOR DISCONNECTING POWER TO ANY MECHANICAL EQUIPMENT TO BE REMOVED, RELOCATED OR REINSTALLED. COORDINATE THIS EFFORT WITH THE MECHANICAL WORK CONTRACTOR.

Q ALL FIRE ALARM WORK O THESE DRAWINGS TO BE PART OF A SEPARATE CONTRACT (INCLUDING DEMOLITION AND NEW WORK). DEVICES ARE SHOWN FOR REFERENCE ONLY.
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FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA A
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BASEMENT FLOOR ELECTRICAL DEMOLITION PLAN
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

DEMOLITION NOTES - ELECTRICAL

D1 DISCONENCT ALL FIRE ALARM DEVICES IN AREA EXCEPT FOR EXISTING MAGNETIC DOOR OPENS. STAGE SHUT-OFFS WITH NEW FIRE
ALARM WORK.

D2 DISCONNECT AND REMOVE EXISTING LIGHTING AND LIGHTING CONTROLS IN SPACE FOR HVAC CEILING WORK. STORE ALL DEVICES
IN SAFE DRY LOCATION FOR REINSTALLATION. EXISTING VAV BOX IN SPACE TO BE DISCONNECT AND WIRING SECURED FOR REUSE.

D3 DISCONNECT AND REMOVE ALL ELECTRICAL DEVICES SHOWN. REMOVE ALL CIRCUITS INCLDUING WIRING AND CONDUIT BACK TO
PANEL PP-B1.

D4 DISCONNECT AND REMOVE EXISTING MDP-3. REFER TO ONE LINE WORK FOR MORE INFORMATION.

D5 DISCONNECT AND REMOVE ALL LIGHTING CEILING DEVICES. MAINTAIN EXISTING LIGHTING HOMERUN CIRCUITRY FOR REUSE.
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FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA B
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1

FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA C

GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

DEMOLITION NOTES - ELECTRICAL

D1 DISCONENCT ALL FIRE ALARM DEVICES IN AREA EXCEPT FOR EXISTING MAGNETIC DOOR OPENS. STAGE SHUT-OFFS WITH NEW FIRE
ALARM WORK.

D2 DISCONNECT AND REMOVE EXISTING LIGHTING AND LIGHTING CONTROLS IN SPACE FOR HVAC CEILING WORK. STORE ALL DEVICES
IN SAFE DRY LOCATION FOR REINSTALLATION. EXISTING VAV BOX IN SPACE TO BE DISCONNECT AND WIRING SECURED FOR REUSE.

D3 DISCONNECT AND REMOVE ALL ELECTRICAL DEVICES SHOWN. REMOVE ALL CIRCUITS INCLDUING WIRING AND CONDUIT BACK TO
PANEL PP-B1.

D4 DISCONNECT AND REMOVE EXISTING MDP-3. REFER TO ONE LINE WORK FOR MORE INFORMATION.

D5 DISCONNECT AND REMOVE ALL LIGHTING CEILING DEVICES. MAINTAIN EXISTING LIGHTING HOMERUN CIRCUITRY FOR REUSE.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

DEMOLITION NOTES - ELECTRICAL

D1 DISCONENCT ALL FIRE ALARM DEVICES IN AREA EXCEPT FOR EXISTING MAGNETIC DOOR OPENS. STAGE SHUT-OFFS WITH NEW FIRE
ALARM WORK.

D2 DISCONNECT AND REMOVE EXISTING LIGHTING AND LIGHTING CONTROLS IN SPACE FOR HVAC CEILING WORK. STORE ALL DEVICES
IN SAFE DRY LOCATION FOR REINSTALLATION. EXISTING VAV BOX IN SPACE TO BE DISCONNECT AND WIRING SECURED FOR REUSE.

D3 DISCONNECT AND REMOVE ALL ELECTRICAL DEVICES SHOWN. REMOVE ALL CIRCUITS INCLDUING WIRING AND CONDUIT BACK TO
PANEL PP-B1.

D4 DISCONNECT AND REMOVE EXISTING MDP-3. REFER TO ONE LINE WORK FOR MORE INFORMATION.

D5 DISCONNECT AND REMOVE ALL LIGHTING CEILING DEVICES. MAINTAIN EXISTING LIGHTING HOMERUN CIRCUITRY FOR REUSE.
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FIRST FLOOR ELECTRICAL DEMOLITION PLAN - AREA D
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1

SECOND FLOOR ELECTRICAL DEMOLITION PLAN - AREA A

GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

DEMOLITION NOTES - ELECTRICAL

D1 DISCONENCT ALL FIRE ALARM DEVICES IN AREA EXCEPT FOR EXISTING MAGNETIC DOOR OPENS. STAGE SHUT-OFFS WITH NEW FIRE
ALARM WORK.

D2 DISCONNECT AND REMOVE EXISTING LIGHTING AND LIGHTING CONTROLS IN SPACE FOR HVAC CEILING WORK. STORE ALL DEVICES
IN SAFE DRY LOCATION FOR REINSTALLATION. EXISTING VAV BOX IN SPACE TO BE DISCONNECT AND WIRING SECURED FOR REUSE.

D3 DISCONNECT AND REMOVE ALL ELECTRICAL DEVICES SHOWN. REMOVE ALL CIRCUITS INCLDUING WIRING AND CONDUIT BACK TO
PANEL PP-B1.

D4 DISCONNECT AND REMOVE EXISTING MDP-3. REFER TO ONE LINE WORK FOR MORE INFORMATION.

D5 DISCONNECT AND REMOVE ALL LIGHTING CEILING DEVICES. MAINTAIN EXISTING LIGHTING HOMERUN CIRCUITRY FOR REUSE.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.

1/8" = 1'-0"
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FIRST FLOOR POWER PLAN - AREA A
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FIRST FLOOR POWER PLAN - AREA A ALT #DV-1

1/16" = 1'-0"
1
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - POWER

P1 PROVIDE NEW MAIN SERVICE PANELBOARD. REFER TO ONE LINE DIAGRAM.

P2 PROVIDE NEW RECEPTACLE FEED TO PANEL PP-B1. CIRCUIT WITH 3-#12, 3/4"C.

1/8" = 1'-0"
1

SECOND FLOOR POWER PLAN - AREA B
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.
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FIRST FLOOR LIGHTING PLAN - AREA A
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FIRST FLOOR LIGHTING PLAN - AREA A ALTERNATE #DV-1

1/16" = 1'-0"
1

BASEMENT FLOOR LIGHTING PLAN
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1/8" = 1'-0"
1

FIRST FLOOR LIGHTING PLAN - AREA B

GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.
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1/8" = 1'-0"
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FIRST FLOOR LIGHTING PLAN - AREA C

GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.

1/8" = 1'-0"
1

FIRST FLOOR LIGHTING PLAN - AREA D
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.
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SECOND FLOOR LIGHTING PLAN - AREA A
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GENERAL NOTES - ELECTRICAL
REFER TO DV-E0.1.

CONSTRUCTION NOTES - LIGHTING & FA

L1 REINSTALL EXISTING LIGHTING BACK INTO CEILING.

L2 PROVIDE NEW LIGHTING AND SWITCHING AS SHOWN. CIRCUIT TO PANEL PP-B1 WITH 3#12, 3/4"C.

L3 PROVIDE COMPLETE NEW FIRE ALARM SYSTEM WITH VOICE CAPABILITIES. ALL NOTIFICATION DEVICES TO BE
SPEAKER/STROBE.EXISTING DOOR OPENS TO BE MAINTAINED AND REUSED.

L4 PROVIDE MODA LIGHTING KANDI TOUCH CONTROLLER AND CONNECT ALL NEWTON LIGHTING CONTROLLERS
(8 NEW NEWTON LIGHTING ENTERPRISES #NLE-LT-820-5A). PROVIDE DMX WIRE TO CONNECT ALL TO NEW RGB
CONTROLLER AS SHOWN. ALL NEWTON LIGHTING TO BE PROVIDED ONE NORMAL SWITCH LABELED "RGB
LIGHTING" AND DRIVERS TO BE CIRCUITED WITH 2#12, 1#12G, 3/4"C.

1/8" = 1'-0"
1

SECOND FLOOR LIGHTING PLAN - AREA B
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MECHANICAL EQUIPMENT CONNECTION AND CONTROL SCHEDULE

EQUIPMENT

AMPS

EQUIPMENT SUPPLY
CONTROL DEVICES / COMPONENTS / ACCESSORIES

MOUNTED IN ROOMS AS SCHEDULED

UNIT # ROOM DESCRIPTION
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ACCU-1-DV ACCU 141 480 V 3 MDP-3 175A 3P 3#2/0, 1#6G, 2"C X X

ACCU-2-DV ACCU 98 208 V 3 LP-FR 125A 3P 3#1/0, 1#8G, 2"C X X

ACH-1-DV AIR COOLED CHILLER 330 480 V 3 MDP-3 450A 3P 3#600, 1#4G, 4"C X

AHU-1-DV FAN RM (M202) AIR HANDLING UNIT 22 480 V 3 PP-FR 30A 3P 3#10, 1#10G, 3/4"C X X

AHU-2-DV FAN RM (M202) AIR HANDLING UNIT 22 480 V 3 PP-FR 30A 3P 3#10, 1#10G, 3/4"C X X

BCU-1-DV SPECIAL ED (016) BLOWER COIL UNIT 5.75 208 V 3 KP-1 20A 3P 3#12, 1#12G, 3/4"C A,B X

BCU-2-DV TEACHER CONF. (018) BLOWER COIL UNIT 5.75 208 V 3 KP-1 20A 3P 3#12, 1#12G, 3/4"C A,B X

BCU-3-DV SERVING (024B) BLOWER COIL UNIT 3 208 V 3 KP-1 20A 3P 3#12, 1#12G, 3/4"C A,B X

BCU-4-DV KITCHEN (024C) BLOWER COIL UNIT 3 208 V 3 KP-1 20A 3P 3#12, 1#12G, 3/4"C A,B X

BCU-5-DV 1ST GRADE (102) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-6-DV 1ST GRADE (102) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-7-DV B.I.S. (101) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-8-DV KINDERGARTEN (103) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-9-DV CORRIDOR (C100) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-10-DV PRE-K (105) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-11-DV STORAGE (B4) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-12-DV FAMILY SERVICE (108A) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-13-DV SPEC ED ECSD (110) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-14-DV 3RD GRADE (116) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-15-DV 3RD GRADE (116) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-16-DV CLASSROOM (115) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-17-DV OFFICE (117) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-18-DV CLASSROOM (119) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-19-DV CORRIDOR (C102) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-20-DV 2ND GRADE (011) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-21-DV 1ST GRADE (013) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-22-DV KINDERGARTEN (015) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-23-DV PRE-K (017) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-24-DV V.P. OFFICE (014) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-25-DV CORRIDOR (C010) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-26-DV PRE-K (019) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-27-DV PRE-K (019) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-28-DV KINDERGARTEN (021) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-29-DV 1ST GRADE (023) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-30-DV 2ND GRADE (025) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-31-DV CORRIDOR (C013) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-32-DV CAFETERIA (024) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-33-DV CAFETERIA (024) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-34-DV CAFETERIA (024) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-35-DV 4TH GRADE (201) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-36-DV SUPPORT (203) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-37-DV 4TH GRADE (205) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-38-DV 4TH GRADE (207) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-39-DV SOCIAL (209) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-40-DV 5TH GRADE (210) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-41-DV 5TH GRADE (210) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-42-DV RESOURCE (208) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-43-DV CORRIDOR (C200) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-44-DV SPEC ED ECSD (211) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-45-DV 15:1 SPEC ED (215) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-46-DV ART (217) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-47-DV MUSIC INSTRUMENTAL
(219)

BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-48-DV STORAGE (217A) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-49-DV CORRIDOR (C202) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-50-DV 3RD GRADE (222) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-51-DV ASSIST. PRIN. (220) BLOWER COIL UNIT 4.7 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-52-DV 5TH GRADE (218) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

BCU-53-DV 5TH GRADE (216) BLOWER COIL UNIT 8.41 277 V 1 EXG EXG 2#12, 1#12G, 3/4"C A,B X

EF-1 EXHAUST FAN 1/4 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C C X

EF-2 EXHAUST FAN 1/4 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C D X

FCU-1-DV STORAGE (B4) FAN COIL UNIT 3.88 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-2-DV MAIN OFFICE (111) FAN COIL UNIT 6.07 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-3-DV CONF (113) FAN COIL UNIT 3.88 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-4-DV V.P. OFFICE (014) FAN COIL UNIT 2.75 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-5-DV OFFICE (010D) FAN COIL UNIT 2.75 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-6-DV TEACHER (027) FAN COIL UNIT 2.75 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-7-DV MAINT. (026) FAN COIL UNIT 2.75 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

FCU-8-DV OFFICE (024E) FAN COIL UNIT 2.75 120 V 1 PP-B1 20A 1P 2#12, 1#12G, 3/4"C X

HU-1-DV FAN RM (M200) HUMIDIFIER 2 10 208 V 1 LP-FR 20A 2P 2#12, 1#12G, 3/4"C X

HU-2-DV PENTHOUSE (M300) HUMIDIFIER 9 120 V 1 LP-FR 20A 1P 2#12, 1#12G, 3/4"C X

HU-3-DV FAN RM (M202) HUMIDIFIER 10 12 480 V 3 PP-FR 20A 3P 3#12, 1#12G, 3/4"C X

HU-4-DV FAN RM (M202) HUMIDIFIER 10 12 480 V 3 PP-FR 20A 3P 3#12, 1#12G, 3/4"C X

HU-5-DV FAN RM (M202) HUMIDIFIER 6 120 V 1 LP-FR 20A 1P 2#12, 1#12G, 3/4"C X

HU-6-DV FAN RM (M202) HUMIDIFIER 13.5 16.5 480 V 3 PP-FR 20A 3P 3#12, 1#12G, 3/4"C X

HU-7-DV UPPER LOBBY (C201) HUMIDIFIER 9 120 V 1 LP-FR 20A 1P 2#12, 1#12G, 3/4"C X

HU-8-DV 5TH GRADE (210) HUMIDIFIER 9 120 V 1 LP-FR 20A 1P 2#12, 1#12G, 3/4"C X

P-1A+B-DV PUMP 15 480 V 3 PP-FR 40A 3P 3#8, 1#10G, 1"C E X

P-2A+B-DV PUMP 15 480 V 3 PP-FR 40A 3P 3#8, 1#10G, 1"C E X

P-3-DV PUMP 1 480 V 3 PP-FR 20A 3P 3#12, 1#12G, 3/4"C E X

UV-1-DV COMPUTER (202) UNIT VENTILATOR 480 V 3 PP-FR 20A 3P 3#12, 1#12G, 3/4"C X

A. REUSE EXISTING WIRING. EXTEND AS NEEDED WITH WIRING SHOWN IN SCHEDULE.
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UNDERGROUND TO UTILITY
POLE

UTILITY TRANSFORMER
PAD-MOUNT
277 / 480V

EXG MDP-3
277 / 480V
3PH, 4 WIRE
800A MCB

175A 3P 175A 3P 175A 3P 20A 3P 600A 3P

LP-D1
MLO

PP-D1
300A
MCB

XF-C
45 KVA
480/208V 4W

60A 3P 100A 3P 100A 3P

PP-D1A
MLP

PP-
CAFE1
MLO

PP-
CAFE2
MLO

LP-C1
MLO

70A 3P

200A DISCONNECT
125A FUSES

PP-C1
100A
MCB

PP-C1A
60A
MCB

XF-A
112.5 KVA
480/208V 4W

TRANS.
VOLT.

SURGE

800A

EXG MDP-1
277 / 480V
3PH, 4 WIRE
600A MCB

150A 3P 100A 3P 60A 3P 300A 3P600A

LP-A1
MLO

LP-B1
MLO

60A DISCONNECT
60A FUSES
W/ AUX CONTACT

E ELEVATOR

XF-B
225 KVA
480/208V 4W

EXG MDP-2
120 / 208V
3PH, 4 WIRE
400A MCB

80A 3P 225A 3P400A

LP-4
MLO

DIMMER
BOARD

225A 3P

PP-B1
MLO

20A 3P

150A 3P

PP-B2
MLO

300A 3P

PP-A1B
MLO

150A 3P 100A 3P

PP-A1A
MLO

PP-A2
MLO

60A 3P

PP-A2A
MLO

B BOILERS

20A 3P 20A 3P

OUTLETS

20A 3P 20A 3P 60A 3P 60A 3P

JOHNSON
CONTROLS

BOILER
CONTROLS

BOILER
PUMP

CONTROL

OUTSIDE
BOX
208V

LP-1
MLO

UNDERGROUND TO UTILITY
POLE

UTILITY TRANSFORMER
PAD-MOUNT
277 / 480V

EXG MDP-3
277 / 480V
3PH, 4 WIRE
1600A MCB

175A 3P 175A 3P 175A 3P 20A 3P 600A 3P

LP-D1
MLO

PP-D1
300A
MCB

XF-C
45 KVA
480/208V 4W

60A 3P 100A 3P 100A 3P

PP-D1A
MLP

PP-
CAFE1
MLO

PP-
CAFE2
MLO

LP-C1
MLO

70A 3P

200A DISCONNECT
125A FUSES

PP-C1
100A
MCB

PP-C1A
60A
MCB

XF-A
112.5 KVA
480/208V 4W

TRANS.
VOLT.

SURGE

1600A

EXG MDP-1
277 / 480V
3PH, 4 WIRE
600A MCB

150A 3P 100A 3P 60A 3P 300A 3P600A

LP-A1
MLO

LP-B1
MLO

60A DISCONNECT
60A FUSES
W/ AUX CONTACT

E ELEVATOR

XF-B
225 KVA
480/208V 4W

EXG MDP-2
120 / 208V
3PH, 4 WIRE
400A MCB

80A 3P 225A 3P400A

LP-4
MLO

DIMMER
BOARD

225A 3P

PP-B1
MLO

20A 3P

150A 3P

PP-B2
MLO

300A 3P

PP-A1B
MLO

150A 3P 100A 3P

PP-A1A
MLO

PP-A2
MLO

60A 3P

PP-A2A
MLO

B BOILERS

20A 3P 20A 3P

OUTLETS

20A 3P 20A 3P 60A 3P 60A 3P

JOHNSON
CONTROLS

BOILER
CONTROLS

BOILER
PUMP

CONTROL

OUTSIDE
BOX
208V

LP-1
MLO

400A 3P

C CHILLER

EXISTING TO REMAIN

DEMOLTION

LEGEND

EXISTING TO REMAIN

NEW WORK

LEGEND

400A 3P

C CHILLER

100A 3P

A ACCU-1

400A 3P

A ACCU-2

USE EXISTING (2SETS) 4-500KCMIL & 1-#1/0G. PROVIDE NEW (2SETS) 4-500KCMIL & 1-#1/0G IN SPARE 4"C.

(2SETS)
3-#3/0,

1-#1/0G, 3"C.

(2SETS)
3-#3/0,

1-#1/0G, 3"C.

3-#1,
1-#4G, 2"C.

3-#1,
1-#4G, 2"C.
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1 1

1

1

HTX-1-DV

FAN RM

B2

BOILER RM

B5

STORAGE

B3 ELECT. RM

B6

ELEV

E1

COMMUNICATIONS OUTLET FOR DHTX-1-DV. 
REFER TO SHEET DV-H2.1 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.

44

COMMUNICATIONS OUTLET FOR P-3-DV. REFER 
TO SHEET DV-H2.1 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.

4

4

COMMUNICATIONS OUTLET FOR P-2A&B-DV. 
REFER TO SHEET DV-H2.1 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.

COMMUNICATIONS OUTLET FOR P-A1&B-DV. 
REFER TO SHEET DV-H2.1 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.
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GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B DURING INSTALLATION OF CABLING, ANY DAMAGE TO ANY FUNCTIONING CABLING SYSTEM IS THE
RESPONSIBILITY OF; AND WILL BE REPAIRED BY THE CONTRACTOR.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING MOUNTED
DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING GRID AS
SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE SAME
ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING, PER
SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND WALL
SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE EXTREME CARE TO
PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR REPAIRING ALL SURFACES AND
FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE FIRESTOPPED
ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS SPECIFIED IN
SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 NEW WIRED/WIRELESS ELECTRONIC DOOR TRIM PROVIDED AS PART OF DOOR HARDWARE SET.
SYSTEM INTEGRATOR TO INSTALL, TEST AND PROGRAM. ADDITIONALLY, DOOR TO RECEIVE NEW
ELECTRICALLY RELEASED DOOR CLOSER, REFER TO DOOR HARDWARE SCHEDULE. PROVIDE ALL
PROGRAMMING TO ACCESS CONTROL SYSTEM FOR RELEASE OF DOOR CLOSER DURING
SUPERVISORY ALARM STATUS.

2 NEW WIRELESS HUB PROVIDED AS PART OF DOOR HARDWARE SET.  HUB HAS WIRELESS
TRANSMISSION TO WIRELESS LOCK UNITS PER HUB ZONE. HUB TO BE WIRED FOR INTEGRATION
INTO ACCESS CONTROL SYSTEM SERVER \ SOFTWARE. HUB INSTALLATION AND WIRING BY
INTEGRATOR.

3 REMOVE EXISTING CEILING MOUNTED DEVICE AND RETAIN FOR REINSTALLATION. LABEL AND
MAINTAIN SIGNAL WIRE IN ABOVE CEILING SPACE FOR RECONNECTION.

4 COMMUNICATIONS OUTLET TO BE INSTALLED. REQUIRES CABLING FROM NETWORK CLOSET PER
WIRING ZONE PER DETAILS & SPECIFICATIONS.

5 SURVEILLANCE CAMERA TO BE INSTALLED. REQUIRES CABLING FROM NETWORK ENCLOSURE
PER SPECIFICATIONS.

6 WIRELESS ACCESS POINT TO BE INSTALLED.

7 PAGING SPEAKER TO BE INSTALLED.

8 CLOCK TO BE INSTALLED.

9 PAGING CONSOLE SIGNAL WIRE AND OUTLET TO BE INSTALLED.

10 ACCESS CONTROL DEVICES AND PROGRAMMING BY INTEGRATOR.

11 CEILING MOUNTED DEVICES TO BE REMOVED PRIOR TO RENOVATIONS TO CEILING. CEILING
DEVICES TO INCLUDE CAMERAS, SPEAKERS, AND WIRELESS ACCESS POINTS. PROTECT AND
MAINTAIN EXISTING CABLE/SIGNAL WIRE IN PLACE.  REINSTALL CEILING MOUNTED DEVICES AND
EXISTING WIRE UPON COMPLETION OF RENOVATIONS. REFER TO A SERIES SHEETS FOR
REFELECTED CEILING DEMO PLANS BY AREA.

1/4" = 1'-0"
1

BASEMENT TECHNOLOGY PLAN - AREA 'A' & 'B'
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CAT6A INDOOR/OUTDOOR CABLE, PER 
SPECIFICATIONS

IDF ROOM A106

ELECTRONIC MESSAGE SIGN

NETWORK SWITCH REFER TO DV-L2.1
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GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B DURING INSTALLATION OF CABLING, ANY DAMAGE TO ANY FUNCTIONING CABLING SYSTEM IS THE
RESPONSIBILITY OF; AND WILL BE REPAIRED BY THE CONTRACTOR.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING MOUNTED
DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING GRID AS
SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE SAME
ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING, PER
SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND WALL
SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE EXTREME CARE TO
PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR REPAIRING ALL SURFACES AND
FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE FIRESTOPPED
ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS SPECIFIED IN
SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 NEW WIRED/WIRELESS ELECTRONIC DOOR TRIM PROVIDED AS PART OF DOOR HARDWARE SET.
SYSTEM INTEGRATOR TO INSTALL, TEST AND PROGRAM. ADDITIONALLY, DOOR TO RECEIVE NEW
ELECTRICALLY RELEASED DOOR CLOSER, REFER TO DOOR HARDWARE SCHEDULE. PROVIDE ALL
PROGRAMMING TO ACCESS CONTROL SYSTEM FOR RELEASE OF DOOR CLOSER DURING
SUPERVISORY ALARM STATUS.

2 NEW WIRELESS HUB PROVIDED AS PART OF DOOR HARDWARE SET.  HUB HAS WIRELESS
TRANSMISSION TO WIRELESS LOCK UNITS PER HUB ZONE. HUB TO BE WIRED FOR INTEGRATION
INTO ACCESS CONTROL SYSTEM SERVER \ SOFTWARE. HUB INSTALLATION AND WIRING BY
INTEGRATOR.

3 REMOVE EXISTING CEILING MOUNTED DEVICE AND RETAIN FOR REINSTALLATION. LABEL AND
MAINTAIN SIGNAL WIRE IN ABOVE CEILING SPACE FOR RECONNECTION.

4 COMMUNICATIONS OUTLET TO BE INSTALLED. REQUIRES CABLING FROM NETWORK CLOSET PER
WIRING ZONE PER DETAILS & SPECIFICATIONS.

5 SURVEILLANCE CAMERA TO BE INSTALLED. REQUIRES CABLING FROM NETWORK ENCLOSURE
PER SPECIFICATIONS.

6 WIRELESS ACCESS POINT TO BE INSTALLED.

7 PAGING SPEAKER TO BE INSTALLED.

8 CLOCK TO BE INSTALLED.

9 PAGING CONSOLE SIGNAL WIRE AND OUTLET TO BE INSTALLED.

10 ACCESS CONTROL DEVICES AND PROGRAMMING BY INTEGRATOR.

11 CEILING MOUNTED DEVICES TO BE REMOVED PRIOR TO RENOVATIONS TO CEILING. CEILING
DEVICES TO INCLUDE CAMERAS, SPEAKERS, AND WIRELESS ACCESS POINTS. PROTECT AND
MAINTAIN EXISTING CABLE/SIGNAL WIRE IN PLACE. REFERENCE PLAN NOTE IN SPACE FOR
QUANTITY OF DEVICES. REINSTALL CEILING MOUNTED DEVICES AND EXISTING WIRE UPON
COMPLETION OF RENOVATIONS. REFER TO A SERIES SHEETS FOR REFELECTED CEILING DEMO
PLANS BY AREA.
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GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B DURING INSTALLATION OF CABLING, ANY DAMAGE TO ANY FUNCTIONING CABLING SYSTEM IS THE
RESPONSIBILITY OF; AND WILL BE REPAIRED BY THE CONTRACTOR.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING MOUNTED
DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING GRID AS
SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE SAME
ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING, PER
SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND WALL
SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE EXTREME CARE TO
PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR REPAIRING ALL SURFACES AND
FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE FIRESTOPPED
ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS SPECIFIED IN
SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 NEW WIRED/WIRELESS ELECTRONIC DOOR TRIM PROVIDED AS PART OF DOOR HARDWARE SET.
SYSTEM INTEGRATOR TO INSTALL, TEST AND PROGRAM. ADDITIONALLY, DOOR TO RECEIVE NEW
ELECTRICALLY RELEASED DOOR CLOSER, REFER TO DOOR HARDWARE SCHEDULE. PROVIDE ALL
PROGRAMMING TO ACCESS CONTROL SYSTEM FOR RELEASE OF DOOR CLOSER DURING
SUPERVISORY ALARM STATUS.

2 NEW WIRELESS HUB PROVIDED AS PART OF DOOR HARDWARE SET.  HUB HAS WIRELESS
TRANSMISSION TO WIRELESS LOCK UNITS PER HUB ZONE. HUB TO BE WIRED FOR INTEGRATION
INTO ACCESS CONTROL SYSTEM SERVER \ SOFTWARE. HUB INSTALLATION AND WIRING BY
INTEGRATOR.

3 REMOVE EXISTING CEILING MOUNTED DEVICE AND RETAIN FOR REINSTALLATION. LABEL AND
MAINTAIN SIGNAL WIRE IN ABOVE CEILING SPACE FOR RECONNECTION.

4 COMMUNICATIONS OUTLET TO BE INSTALLED. REQUIRES CABLING FROM NETWORK CLOSET PER
WIRING ZONE PER DETAILS & SPECIFICATIONS.

5 SURVEILLANCE CAMERA TO BE INSTALLED. REQUIRES CABLING FROM NETWORK ENCLOSURE
PER SPECIFICATIONS.

6 WIRELESS ACCESS POINT TO BE INSTALLED.

7 PAGING SPEAKER TO BE INSTALLED.

8 CLOCK TO BE INSTALLED.

9 PAGING CONSOLE SIGNAL WIRE AND OUTLET TO BE INSTALLED.

10 ACCESS CONTROL DEVICES AND PROGRAMMING BY INTEGRATOR.

11 CEILING MOUNTED DEVICES TO BE REMOVED PRIOR TO RENOVATIONS TO CEILING. CEILING
DEVICES TO INCLUDE CAMERAS, SPEAKERS, AND WIRELESS ACCESS POINTS. PROTECT AND
MAINTAIN EXISTING CABLE/SIGNAL WIRE IN PLACE. REFERENCE PLAN NOTE IN SPACE FOR
QUANTITY OF DEVICES. REINSTALL CEILING MOUNTED DEVICES AND EXISTING WIRE UPON
COMPLETION OF RENOVATIONS. REFER TO A SERIES SHEETS FOR REFELECTED CEILING DEMO
PLANS BY AREA.
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1/4" = 1'-0"
1

MAIN OFFICE TECHNOLOGY DEMO PLAN

1/4" = 1'-0"
2

MAIN OFFICE TECHNOLOGY NEW WORK PLAN

GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B DURING INSTALLATION OF CABLING, ANY DAMAGE TO ANY FUNCTIONING CABLING SYSTEM IS THE
RESPONSIBILITY OF; AND WILL BE REPAIRED BY THE CONTRACTOR.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING MOUNTED
DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING GRID AS
SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE SAME
ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING, PER
SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND WALL
SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE EXTREME CARE TO
PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR REPAIRING ALL SURFACES AND
FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE FIRESTOPPED
ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS SPECIFIED IN
SECTION 08 71 00; VOLTAGE TO BE V.I.F.

DEMOLITION NOTES - TECHNOLOGY

D1 COMMUNICATIONS OUTLET TO BE REMOVED.  REMOVE SIGNAL CABLING BACK TO SOURCE.

D2 CLOCK TO BE REMOVED. RETAIN FOR REINSTALLATION WHERE MARKED WITH "RE".

D3 PAGING SPEAKER. RETAIN FOR REINSTALLATION WHERE MARKED WITH "RE".

D4 WIRELESS ACCESS POINT TO BE REMOVED.  MAINTAIN AND PROTECT ASSOCIATED CABLING ABOVE
CEILING SPACE FOR REUSE.  RETAIN DEVICE FOR REINSTALLATION WHERE MARKED WITH "RE".

D5 SECURITY CAMERA TO BE REMOVED.  REMOVE SIGNAL CABLING BACK TO SOURCE.  RETAIN HARDWARE
FOR REINSTALLATION WHERE MARKED WITH "RE".

D6 PAGING CONSOLE SIGNAL WIRE AND OUTLET. REMOVE OUTLET AND SIGNAL WIRE AND MAINTAIN IN
PLACE FOR REINSTALLATION.

D7 ACCESS CONTROL DEVICES TO BE REMOVED AND RETAINED BY INTEGRATOR FOR REINSTALLATION.

CONSTRUCTION NOTES - TECHNOLOGY

1 NEW WIRED/WIRELESS ELECTRONIC DOOR TRIM PROVIDED AS PART OF DOOR HARDWARE SET.
SYSTEM INTEGRATOR TO INSTALL, TEST AND PROGRAM. ADDITIONALLY, DOOR TO RECEIVE NEW
ELECTRICALLY RELEASED DOOR CLOSER, REFER TO DOOR HARDWARE SCHEDULE. PROVIDE ALL
PROGRAMMING TO ACCESS CONTROL SYSTEM FOR RELEASE OF DOOR CLOSER DURING
SUPERVISORY ALARM STATUS.

2 NEW WIRELESS HUB PROVIDED AS PART OF DOOR HARDWARE SET.  HUB HAS WIRELESS
TRANSMISSION TO WIRELESS LOCK UNITS PER HUB ZONE. HUB TO BE WIRED FOR INTEGRATION
INTO ACCESS CONTROL SYSTEM SERVER \ SOFTWARE. HUB INSTALLATION AND WIRING BY
INTEGRATOR.

3 REMOVE EXISTING CEILING MOUNTED DEVICE AND RETAIN FOR REINSTALLATION. LABEL AND
MAINTAIN SIGNAL WIRE IN ABOVE CEILING SPACE FOR RECONNECTION.

4 COMMUNICATIONS OUTLET TO BE INSTALLED. REQUIRES CABLING FROM NETWORK CLOSET PER
WIRING ZONE PER DETAILS & SPECIFICATIONS.

5 SURVEILLANCE CAMERA TO BE INSTALLED. REQUIRES CABLING FROM NETWORK ENCLOSURE
PER SPECIFICATIONS.

6 WIRELESS ACCESS POINT TO BE INSTALLED.

7 PAGING SPEAKER TO BE INSTALLED.

8 CLOCK TO BE INSTALLED.

9 PAGING CONSOLE SIGNAL WIRE AND OUTLET TO BE INSTALLED.

10 ACCESS CONTROL DEVICES AND PROGRAMMING BY INTEGRATOR.

11 CEILING MOUNTED DEVICES TO BE REMOVED PRIOR TO RENOVATIONS TO CEILING. CEILING
DEVICES TO INCLUDE CAMERAS, SPEAKERS, AND WIRELESS ACCESS POINTS. PROTECT AND
MAINTAIN EXISTING CABLE/SIGNAL WIRE IN PLACE.  REINSTALL CEILING MOUNTED DEVICES AND
EXISTING WIRE UPON COMPLETION OF RENOVATIONS. REFER TO A SERIES SHEETS FOR
REFELECTED CEILING DEMO PLANS BY AREA.
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1

COMMUNICATIONS OUTLET FOR AHC-1-DV. 
REFER TO SHEET DV-H2.10 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.

4

4

COMMUNICATIONS OUTLET FOR HU-7-DV. 
REFER TO SHEET DV-H2.10 FOR LOCATION OF 
EQUIPMENT. COORDINATE FINAL LOCATION IN 
FIELD WITH CONTROLS CONTRACTOR.
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1

ROOF TECH PLAN

GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B DURING INSTALLATION OF CABLING, ANY DAMAGE TO ANY FUNCTIONING CABLING SYSTEM IS THE
RESPONSIBILITY OF; AND WILL BE REPAIRED BY THE CONTRACTOR.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING MOUNTED
DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING GRID AS
SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE SAME
ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING, PER
SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND WALL
SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE EXTREME CARE TO
PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR REPAIRING ALL SURFACES AND
FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE FIRESTOPPED
ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS SPECIFIED IN
SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 NEW WIRED/WIRELESS ELECTRONIC DOOR TRIM PROVIDED AS PART OF DOOR HARDWARE SET.
SYSTEM INTEGRATOR TO INSTALL, TEST AND PROGRAM. ADDITIONALLY, DOOR TO RECEIVE NEW
ELECTRICALLY RELEASED DOOR CLOSER, REFER TO DOOR HARDWARE SCHEDULE. PROVIDE ALL
PROGRAMMING TO ACCESS CONTROL SYSTEM FOR RELEASE OF DOOR CLOSER DURING
SUPERVISORY ALARM STATUS.

2 NEW WIRELESS HUB PROVIDED AS PART OF DOOR HARDWARE SET.  HUB HAS WIRELESS
TRANSMISSION TO WIRELESS LOCK UNITS PER HUB ZONE. HUB TO BE WIRED FOR INTEGRATION
INTO ACCESS CONTROL SYSTEM SERVER \ SOFTWARE. HUB INSTALLATION AND WIRING BY
INTEGRATOR.

3 REMOVE EXISTING CEILING MOUNTED DEVICE AND RETAIN FOR REINSTALLATION. LABEL AND
MAINTAIN SIGNAL WIRE IN ABOVE CEILING SPACE FOR RECONNECTION.

4 COMMUNICATIONS OUTLET TO BE INSTALLED. REQUIRES CABLING FROM NETWORK CLOSET PER
WIRING ZONE PER DETAILS & SPECIFICATIONS.

5 SURVEILLANCE CAMERA TO BE INSTALLED. REQUIRES CABLING FROM NETWORK ENCLOSURE
PER SPECIFICATIONS.

6 WIRELESS ACCESS POINT TO BE INSTALLED.

7 PAGING SPEAKER TO BE INSTALLED.

8 CLOCK TO BE INSTALLED.

9 PAGING CONSOLE SIGNAL WIRE AND OUTLET TO BE INSTALLED.

10 ACCESS CONTROL DEVICES AND PROGRAMMING BY INTEGRATOR.

11 CEILING MOUNTED DEVICES TO BE REMOVED PRIOR TO RENOVATIONS TO CEILING. CEILING
DEVICES TO INCLUDE CAMERAS, SPEAKERS, AND WIRELESS ACCESS POINTS. PROTECT AND
MAINTAIN EXISTING CABLE/SIGNAL WIRE IN PLACE.  REINSTALL CEILING MOUNTED DEVICES AND
EXISTING WIRE UPON COMPLETION OF RENOVATIONS. REFER TO A SERIES SHEETS FOR
REFELECTED CEILING DEMO PLANS BY AREA.
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SITE DEMOLITION NOTES

1. REMOVE SOD AND TOPSOIL AS REQUIRED TO INSTALL NEW
SYNTHETIC TURF SECTION.

2. REMOVE TREE IN ITS ENTIRETY.

3. EXISTING STORM SEWER, FRAME & GRATE AND PIPING TO REMAIN &
BE PROTECTED.

4. CONCRETE TO REMAIN, PROTECT DURING CONSTRUCTION.

5. CONCRETE STAIRS, WALL, TO REMAIN, PROTECT DURING
CONSTRUCTION.

6. WATER SPIGOT TO REMAIN, PROTECT DURING CONSTRUCTION.

7. STANDPIPE TO REMAIN, PROTECT DURING CONSTRUCTION.
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SITE IMPROVEMENT NOTES

1. PROVIDE SYNTHETIC TURF SYSTEM INCLUDING STONE BASE AND
FLAT PANEL DRAINAGE. PROVIDE NAILER WHERE TURF MEETS
CONCRETE OR BUILDING FOUNDATION,  SEE DETAIL 1/FS-L3.1.

2. PROVIDE PRECAST CONCRETE SHIM TO RAISE DRYWELL FRAME
AND COVER TO ELEVATIONS SHOWN, SEE DETAIL 2/FS-L3.1.
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LANDSCAPE SYNTHETIC TURF WITH NAILER1

EXISTING STRUCTURE

SYNTHETIC TURF & INFILL,
SEE SEPARATE DETAIL

THIS SHEET

FRAME & GRATE SYRACUSE
CASTING 2379 NEENAH FOUNDRY
R-4820 OR APPROVED EQUAL,
PROVIDE PLAYGROUND RUBBER
DRAINAGE MANHOLE COVER

PRECAST CONCRETE SHIM
AS INDICATED FOR FINAL

GRADE ADJUSTMENT.
MORTAR ALL EXPOSED

EDGES AND STRIKE FLUSH

CONCRETE MORTAR
ALL THE WAY AROUND

6" MIN.

STEEL NAIL CONNECTION
FOR SYNTHETIC TURF, TYP.

POURED IN PLACE
CONCRETE

CONCRETE SHIM AT EXISTING STORM STRUCTURE2
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1/16" = 1'-0"
1

FIRST FLOOR KEY PLAN

1/16" = 1'-0"
2

SECOND FLOOR KEY PLAN

1/16" = 1'-0"
3

THIRD FLOOR KEY PLAN

#
D

A
T

E
:

D
E

S
C

R
I P

T
IO

N
 O

F
 R

E
V

IS
IO

N
:

1
5/

26
/2

02
3

IS
S

U
E

D
 F

O
R

 B
ID



UP

UP 4 501 SF

LOBBY
E102

139 SF

STAIR
S102

660 SF

CLASSROOM
A104

651 SF

CLASSROOM
A101

139 SF

STAIR
S101

457 SF

CORRIDOR
E103

734 SF

STORAGE
A103

328 SF

CUST. OFFICE
A102

55 SF

TOILET
A102a

56 SF

ELEV.
A100

493 SF

MECHANICAL
A105

427 SF

MECHANICAL
A105a

152 SF

MDF
A107

368 SF

STORAGE
A106

501 SF

LOBBY
E102

4

1

1

1

1
901 SF

CLASSROOM
A308

901 SF

CLASSROOM
A309

463 SF

STAIR
S302

150 SF

BOY'S TOILET
A307

153 SF

GIRL'S
TOILET

A306

221 SF

SPECIAL ED.
A303

492 SF

CORRIDOR
E301

336 SF

CLASSROOM
A304

1000 SF

CLASSROOM
A301

366 SF

STAIR
S301

366 SF

STAIR
S301

56 SF

ELEV.
A300

148 SF

STOR.
A302a

886 SF

CLASSROOM
A302

1

11

150 SF

BOY'S TOILET
A207

153 SF

GIRL'S
TOILET

A205

902 SF

CLASSROOM
A208

902 SF

CLASSROOM
A209

20 SF

JAN.
A206

221 SF

CLASSROOM
A203

886 SF

CLASSROOM
A202

450 SF

STAIR
S202

501 SF

CORRIDOR
E203

74 SF

ELEV. MACH.
V200a

68 SF

VEST.
V200

357 SF

CLASSROOM
A201974 SF

CLASSROOM
A204

244 SF

STAIR
S201

56 SF

ELEV.
A200

1

1

1

1

1

1

1

N

PROJECT NO:

C
o

p
yr

ig
h

t:
 2

02
2

B
Y

:

DRAWN BY:

CHECKED BY:

DATE:

SCALE:

H
O

R
S

E
H

E
A

D
S

, 
N

Y
  
6
0
7
 -

3
5
8
 -

1
0
0
0

R
O

C
H

E
S

T
E

R
, 
N

Y
  
5
8
5
 -

3
2
7
 -

7
9
4
9

T
O

W
A

N
D

A
, 
P

A
  
5
7
0
 -

2
6
5
 -

4
8
6
8

"I
T

 IS
 A

 V
IO

L
A

T
IO

N
 O

F
 T

H
E

 L
A

W
 F

O
R

 A
N

Y
 P

E
R

S
O

N
 T

O
 M

A
K

E
 U

N
A

U
T

H
O

R
IZ

E
D

 A
L

T
E

R
A

T
IO

N
S

 O
R

 A
D

D
IT

IO
N

S
 T

O
 P

L
A

N
S

 

B
E

A
R

IN
G

 A
 L

IC
E

N
S

E
D

 E
N

G
IN

E
E

R
'S

, A
R

C
H

IT
E

C
T

'S
 O

R
 S

U
R

V
E

Y
O

R
'S

 S
E

A
L

."

KEY PLAN

A

B

1/8" = 1'-0"

HN-A8.1
2012-233

1
S

T
, 
2

N
D

 &
 3

R
D

 F
L
O

O
R

 F
IN

IS
H

 P
L
A

N
S

 -
A

R
E

A
 A

E
LE

M
E

N
T

A
R

Y
 S

C
H

O
O

LS
 2

02
3 

R
E

N
O

V
A

T
IO

N
S

 (
P

H
A

S
E

 II
)

E
LM

IR
A

 C
H

E
M

U
N

G
 C

O
U

N
T

Y
, 

N
E

W
 Y

O
R

K

E
LM

IR
A

 C
IT

Y
 S

C
H

O
O

L 
D

IS
T

R
IC

T

JR

SCC

10/21/2022

B
E

E
C

H
E

R
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

05
-0

16
. B

R
O

A
D

W
A

Y
 A

C
A

D
E

M
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
34

-0
22

. C
O

B
U

R
N

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
02

-0
19

. D
IV

E
N

  E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
06

-0
19

. F
A

S
S

E
T

T
 E

L
E

M
E

N
T

A
R

Y
 S

E
D

 #
 :

 0
7-

06
-0

0-
01

-0
-0

08
-0

14
. H

E
N

D
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
14

-0
21

. P
IN

E
 C

IT
Y

 E
L

E
M

E
N

T
A

R
Y

 S
E

D
 #

 :
 0

7-
06

-0
0-

01
-0

-0
33

-0
23

.

1/8" = 1'-0"
1

FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA A

1/8" = 1'-0"
3

THIRD FLOOR WALL AND FLOOR FINISH PLAN - AREA A

1/8" = 1'-0"
2

SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A

# CONSTRUCTION NOTES - INTERIOR FLOOR AND WALL FINISH:

1 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW VCT TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

2 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PATCH, SAND, AND
REFINISH DAMAGED WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

3 PROVIDE NEW CARPET TO MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1
SF PER LOCATION)

4 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW CARPET TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

GENERAL NOTES - INTERIOR FLOOR FINISH:

A FLOOR FINISH PATTERNS ARE INDICATED WHERE FLOOR FINISHES WILL BE EXPOSED.  ALL FLOOR FINISHES, WITH THE
EXCEPTION OF CARPET, SHALL BE INSTALLED EXTENDING COMPLETELY UNDER NEW BUILT-IN CASEWORK, EVEN WHEN
NOT SHOWN ON PLANS.

B ALL FLOOR FINISHES TO TRANSITION AT CENTERLINE OF DOOR UNELESS NOTED OTHERWISE

C CARPETING TO EXTEND UNDER COUNTERTOPS WHERE THERE ARE NO BASE CABINETS.

D WHERE NO PATTERN IS INDICATED, REFER TO FINISH SCHEDULE FOR FLOOR FINISHES. REFER TO FINISH KEY FOR ACTUAL
COLORS AND FINISHES.

E REFER TO FINISH KEY ON X-X8.X FOR ASSIGNED WALL BASE.
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# CONSTRUCTION NOTES - INTERIOR FLOOR AND WALL FINISH:

1 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW VCT TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

2 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PATCH, SAND, AND
REFINISH DAMAGED WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

3 PROVIDE NEW CARPET TO MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1
SF PER LOCATION)

4 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW CARPET TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

1/8" = 1'-0"
1

FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA B

GENERAL NOTES - INTERIOR FLOOR FINISH:

A FLOOR FINISH PATTERNS ARE INDICATED WHERE FLOOR FINISHES WILL BE EXPOSED.  ALL FLOOR FINISHES, WITH THE
EXCEPTION OF CARPET, SHALL BE INSTALLED EXTENDING COMPLETELY UNDER NEW BUILT-IN CASEWORK, EVEN WHEN
NOT SHOWN ON PLANS.

B ALL FLOOR FINISHES TO TRANSITION AT CENTERLINE OF DOOR UNELESS NOTED OTHERWISE

C CARPETING TO EXTEND UNDER COUNTERTOPS WHERE THERE ARE NO BASE CABINETS.

D WHERE NO PATTERN IS INDICATED, REFER TO FINISH SCHEDULE FOR FLOOR FINISHES. REFER TO FINISH KEY FOR ACTUAL
COLORS AND FINISHES.

E REFER TO FINISH KEY ON X-X8.X FOR ASSIGNED WALL BASE.
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1/8" = 1'-0"
1

SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B

# CONSTRUCTION NOTES - INTERIOR FLOOR AND WALL FINISH:

1 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW VCT TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

2 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PATCH, SAND, AND
REFINISH DAMAGED WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

3 PROVIDE NEW CARPET TO MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1
SF PER LOCATION)

4 PAINT ENTIRE WALL CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW CARPET TO
MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

GENERAL NOTES - INTERIOR WALL FINISH:
REFER TO DRAWING A0.0 FOR GENERAL FINISH NOTES.

GENERAL NOTES - INTERIOR FLOOR FINISH:

A FLOOR FINISH PATTERNS ARE INDICATED WHERE FLOOR FINISHES WILL BE EXPOSED.  ALL FLOOR FINISHES, WITH THE
EXCEPTION OF CARPET, SHALL BE INSTALLED EXTENDING COMPLETELY UNDER NEW BUILT-IN CASEWORK, EVEN WHEN
NOT SHOWN ON PLANS.

B ALL FLOOR FINISHES TO TRANSITION AT CENTERLINE OF DOOR UNELESS NOTED OTHERWISE

C CARPETING TO EXTEND UNDER COUNTERTOPS WHERE THERE ARE NO BASE CABINETS.

D WHERE NO PATTERN IS INDICATED, REFER TO FINISH SCHEDULE FOR FLOOR FINISHES. REFER TO FINISH KEY FOR ACTUAL
COLORS AND FINISHES.

E REFER TO FINISH KEY ON X-X8.X FOR ASSIGNED WALL BASE.
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ROOM FINISH SCHEDULE - COMPLETE

FLOOR / AREA ROOM NO. ROOM NAME FLOOR FINISH BASE FINISH WALL FINISH REMARKS

1-B

1-B B103 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA A

FIRST FLOOR - AREA A A104 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B

FIRST FLOOR - AREA B B102 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B105 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B109 LIBRARY PTM (CPT-3) - - PROVIDE NEW CARPET TO MATCH EXG. WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.
(APPROXIMATELY 1 SF PER LOCATION)

FIRST FLOOR - AREA B B111 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B113 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B116 CLASSROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B119 ART ROOM PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

FIRST FLOOR - AREA B B123 INSTRUMENTAL MUSIC PTM (CPT-3) PTM (RB-2) PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.  PROVIDE NEW CARPET TO MATCH EXG.
WHERE EXG. BOARD MOUNTING SHOE(S) ARE TO BE REMOVED.  (APPROXIMATELY 1 SF PER LOCATION)

FIRST FLOOR - AREA B C101 COMPUTER PTM (WOOD FLOOR) PTM PTM (PNT-1) PAINT THE WALL INDICATED ON WALL FINISH PLAN CORNER TO CORNER FOLLOWING REMOVAL OF EXG. INTERACTIVE BOARD.    PATCH, SAND, AND REFINISH DAMAGED
WOOD FLOOR FROM EXG. BOARD MOUNTING SHOE REMOVAL TO MATCH EXG.

SECOND FLOOR - AREA A

SECOND FLOOR - AREA A A202 CLASSROOM

SECOND FLOOR - AREA A A204 CLASSROOM

SECOND FLOOR - AREA A A208 CLASSROOM

SECOND FLOOR - AREA A A209 CLASSROOM

SECOND FLOOR - AREA B

SECOND FLOOR - AREA B B201 CLASSROOM

SECOND FLOOR - AREA B B202 CLASSROOM

SECOND FLOOR - AREA B B203 CLASSROOM

SECOND FLOOR - AREA B B206 CLASSROOM

SECOND FLOOR - AREA B B207 CLASSROOM

SECOND FLOOR - AREA B B211 CLASSROOM

SECOND FLOOR - AREA B B212 CLASSROOM

SECOND FLOOR - AREA B B218 CLASSROOM

SECOND FLOOR - AREA B B219 CLASSROOM

SECOND FLOOR - AREA B B221 CLASSROOM

SECOND FLOOR - AREA B B224 CLASSROOM

SECOND FLOOR - AREA B B225 CLASSROOM

THIRD FLOOR - AREA A

THIRD FLOOR - AREA A A301 CLASSROOM

THIRD FLOOR - AREA A A304 CLASSROOM

THIRD FLOOR - AREA A A308 CLASSROOM

THIRD FLOOR - AREA A A309 CLASSROOM

ROOM FINISH SCHEDULE GENERAL NOTES:

1. REFER TO MASTER FINISH KEY FOR MATERIAL DEFINITIONS.

2."ETR": EXISTING TO REMAIN

3. "PTM": PATCH TO MATCH EXISTING, ADJACENT FINISHES
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GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING
MOUNTED DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING
GRID AS SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE
SAME ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING,
PER SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND
WALL SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE
EXTREME CARE TO PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR
REPAIRING ALL SURFACES AND FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE
FIRESTOPPED ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS
SPECIFIED IN SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 INTERACTIVE DISPLAY FURNISHED BY OWNER. PROVIDE (2) TESTED CATEGORY 6A CABLES TO
EACH DISPLAY FROM THE NEAREST TELECOMMUNICATIONS ROOM.
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SECOND FLOOR TECHNOLOGY PLAN
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2

THIRD FLOOR TECHNOLOGY PLAN

GENERAL NOTES - TECHNOLOGY

A ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

B ALL CABLING INSTALLATION AND TERMINATION TO ADHERE TO CURRENT NEC CODES AND RELATED
ANSI/TIA/EIA STANDARDS.

C WHEN INSTALLING CEILING MOUNTED DEVICES, ADJUST LOCATION TO AVOID OTHER CEILING
MOUNTED DEVICES SUCH AS EXIT SIGNS, ETC.

D ALL DATA CABLING SHALL BE PLENUM RATED.

E OWNER TO APPROVE FINAL LOCATION AND VIEW OF ALL CAMERAS.

F ALL ELECTRONIC SERVICES NEED TO BE COORDINATED WITH OWNER PRIOR TO REMOVAL AND
DISCONNECTION.

G ALL CEILING MOUNTED DEVICES TO BE SUPPORTED BY STRUCTURE ABOVE. DO NOT USE CEILING
GRID AS SOLE SUPPORT MECHANISM

H ALL WALL OUTLETS SHALL BE LOCATED WITHIN 36" OF THE NEAREST POWER OUTLET AND AT THE
SAME ELEVATION.

I ANY DAMAGE DONE TO A FUNCTIONING CABLING SYSTEM IS THE RESPONSIBILITY OF; AND WILL BE
REPAIRED BY THE CONTRACTOR, AT NO ADDITIONAL COST TO THE OWNER.

J CONTRACTOR TO PROVIDE ADDITIONAL CONDUIT PATHWAYS AS REQUIRED FOR ALL NEW CABLING,
PER SPECIFICATIONS.

K THE CONTRACTOR SHALL PROVIDE TEMPORARY PROTECTIVE COVERING ON EXISTING FLOOR AND
WALL SURFACES SCHEDULED TO REMAIN IN ALL WORK AREAS. THE CONTRACTOR SHALL USE
EXTREME CARE TO PREVENT DAMAGE TO EXISTING FINISHES AND SHALL BE RESPONSIBLE FOR
REPAIRING ALL SURFACES AND FINISHES DAMAGED AS A RESULT OF THE WORK.

L EXISTING CONDUITS THAT ARE RE-USED OR REQUIRED TO BE REMOVED/INFILLED, SHALL BE
FIRESTOPPED ACCORDING TO SPECIFICATIONS AND ALL APPLICABLE CODES.

M ELECTRONIC LOCKING HARDWARE PROVIDED AS PART OF DOOR HARDWARE SET UNLESS NOTED
OTHERWISE SHALL HAVE POWER SUPPLIES TO BE COMPATIBLE WITH DOOR HARDWARE AS
SPECIFIED IN SECTION 08 71 00; VOLTAGE TO BE V.I.F.

CONSTRUCTION NOTES - TECHNOLOGY

1 INTERACTIVE DISPLAY FURNISHED BY OWNER. PROVIDE (2) TESTED CATEGORY 6A CABLES TO
EACH DISPLAY FROM THE NEAREST TELECOMMUNICATIONS ROOM.
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12" CPP
12" CPP

12" CPP

INV 986.72

INV 986.93
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SUMP 986.42

INV 988.98

SUMP 986.90 994
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2

992

992
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992
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993

994

995

SAWCUT

SAWCUT

SAWCUT

SITE DEMOLITION NOTES

1. REMOVE SOD AND TOPSOIL AS REQUIRED TO INSTALL NEW
SYNTHETIC TURF SECTION.

2. REMOVE TREE AND/OR SHRUB AND PLANTING BEDS IN THEIR
ENTIRETY.

3. SAWCUT AND REMOVE CONCRETE SIDEWALK.

4. STORM SEWER, FRAME, GRATE AND PIPING TO REMAIN, PROTECT
DURING CONSTRUCTION.

#

GRASS REMOVAL CONCRETE REMOVAL
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SITE IMPROVEMENT NOTES

1. PROVIDE SYNTHETIC TURF SYSTEM INCLUDING STONE BASE AND
FLAT PANEL DRAINAGE. PROVIDE NAILER WHERE TURF MEETS
CONCRETE OR BUILDING FOUNDATION, SEE DETAIL 1/PN-L3.1.

2. PROVIDE 5" THICK FIBER REINFORCED CONCRETE SIDEWALK AND
SUBBASE, SEE DETAIL 2/PN-L3.1.

3. PRESSURE WASH EXISTING CONCRETE SIDEWALK AND CLEAN AND
RE-CAULK EXPANSION JOINTS.

4. PROVIDE TRENCH DRAIN, SEE DETAIL 3/PN-L3.1.

5. PROVIDE POURED CONCRETE NAILER RING FOR SYNTHETIC TURF
ATTACHMENT. PROVIDE SHIM WHERE EXISTING RIM ELEVATION
DOESN'T MATCH FINISH GRADE, SEE DETAIL 4/PN-L3.1

6. PROVIDE DOWNSPOUT BOOT CONNECTION, SEE DETAIL 5/PN-L3.1

#

NEW SYNTHETIC TURF

NEW CONCRETE SIDEWALK

CLEANED EXISTING CONCRETE
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1/2" MINIMUM, REFER TO MANUFACTURER'S
SPECIFICATIONS

6"

COMPACTED
AGGREGATE BASE

(SEE SPECS)

INFILL (SEE SPECS)

SYNTHETIC GRASS SURFACING AND
ENVIRO FILL. SEE SPECIFICATIONS

2" x 4" COMPOSITE OR
PRESSURE TREATED
PERIMETER BOARD

STAPLE OR NAIL TURF TO
COMPOSITE WOOD BORDER
AT PERIMETER AND SEAMS

FINISH FLOOR

BU
IL

DI
NG

 O
R

RE
TA

IN
IN

G 
W

AL
L

CONCRETE SCREW

1 
1/

2"
 - 

2"

NATIVE SUBGRADE
COMPACTED 95%

GEOTEXTILE
MIRAFI 500X

HYDROWAY FLAT PANEL
DRAIN (1" TALL)

1/2" MINIMUM, REFER TO MANUFACTURER'S
SPECIFICATIONS

6"
SYNTHETIC GRASS SURFACING AND
ENVIRO FILL. SEE SPECIFICATIONS

2" x 4" COMPOSITE OR
PRESSURE TREATED
PERIMETER BOARD

STAPLE OR NAIL TURF TO
COMPOSITE WOOD BORDER
AT PERIMETER AND SEAMS

CONCRETE SIDEWALK

CONCRETE SCREW

1 
1/

2"
 - 

2"

NATIVE SUBGRADE
COMPACTED 95%

GEOTEXTILE
MIRAFI 500X

COMPACTED
AGGREGATE BASE

(SEE SPECS)

INFILL (SEE SPECS)

HYDROWAY FLAT PANEL
DRAIN (1" TALL)
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PN-L3.1

SI
TE

 D
ET

AI
LS

NOTE:
1. SIDEWALK TO BE SCORED IN A 5' X 5'
SQUARE PATTERN OR AS SHOWN ON PLAN.
2. CONCRETE TO BE SCORED TO MATCH EXISTING.

SEE SITE PLAN FOR WIDTH

6"

W
ID

TH
 V

AR
IE

S
SE

E 
PL

AN

5'± (SEE PLAN)

LAWN WITH 6" MIN.
TOPSOIL (TYP.)

SECTION VIEW

COMPACTED SUBGRADE

2" COVER

5"

EXPANSION JOINT WITH
CHAMFER (20' MAX. BETWEEN
EXPANSION JOINTS)

LIGHT BROOM FINISH

SAWCUT SCORE JOINT
WITH CHAMFER (TYP).
*SEE NOTE*

6" MIN. GRANULAR FILL (NYSDOT
TYPE 4 SUBBASE)

PLAN VIEW

SLOPE 1% MIN., 2% MAX
MIN. 4,000 PSI, FIBER REINFORCED CONCRETE (MIN. 5" THICK)

6x6 W2.9 x W2.9 WWF

-LAWN-
2" COVER,

TYP

SSV
LG

AS NOTED

LANDSCAPE SYNTHETIC TURF WITH NAILER1

EXISTING STRUCTURE

SYNTHETIC TURF & INFILL,
SEE SEPARATE DETAIL

THIS SHEET

FRAME & GRATE SYRACUSE
CASTING 2379 NEENAH FOUNDRY
R-4820 OR APPROVED EQUAL

CONCRETE MORTAR
ALL THE WAY AROUND

6" MIN.

STEEL NAIL CONNECTION
FOR SYNTHETIC TURF, TYP.

POURED IN PLACE
CONCRETE

SYNTHETIC TURF NAILER AT EXISTING DRYWELL4

EXISTING STRUCTURE

SYNTHETIC TURF & INFILL,
SEE SEPARATE DETAIL

THIS SHEET

FRAME & GRATE SYRACUSE
CASTING 2379 NEENAH FOUNDRY
R-4820 OR APPROVED EQUAL

PRECAST CONCRETE SHIM
AS INDICATED FOR FINAL

GRADE ADJUSTMENT.
MORTAR ALL EXPOSED

EDGES AND STRIKE FLUSH

CONCRETE MORTAR
ALL THE WAY AROUND

6" MIN.

STEEL NAIL CONNECTION
FOR SYNTHETIC TURF, TYP.

POURED IN PLACE
CONCRETE

PROVIDE CONCRETE SHIM WHERE FINISH GRADE
DOESN'T MATCH EXISTING STRUCTURE RIM ELEVATION

CONCRETE SIDEWALK DETAIL2

SLOPE

SLOPE

5"
6"

1" MIN.
SEE SIDEWALK DETAIL

WHITE SDR-35
STORM

SEWER PIPE

COMPACTED
GRANULAR FILL

NEW DOWNSPOUT
BOOT, 90° BEND, SEE
ARCHITECTURAL

1/2" EXPANSION
JOINT MATERIAL

WATERTIGHT
CONNECTION (TYP.)

MOUNTING LUG WITH WALL
SPACER

EXISTING DOWNSPOUT,
SEE ARCHITECTURAL

1.
5' 

M
IN

ROOF DRAIN ADAPTER DETAIL5

CLEANOUT

RUBBER COUPLING

WATERTIGHT
CONNECTION (TYP.)

6"

6" 6"

AS PER PAVEMENT DETAILS

FINISHED LEVEL OF THE CONCRETE SURROUND MUST
BE APPROX. 1/8" ABOVE THE TOP OF CHANNEL EDGE.

GRANULAR FILL

6" SOIL STABILIZATION
FABRIC, MIRIFI 500X
OR APPROVED EQUAL

(4) CONTINUOUS #4
HORIZONTAL
REINFORCING BAR. TYP.

FIBER REINFORCED 4,000
PSI CONCRETE.
CONTROL JOINTS EVERY
20'. TROWEL FINISH

NOTE:
ACO KS100 DRAIN WITH TYPE
447D STAINLESS DRAINLOK
GRATE OR APPROVED EQUAL

NO FLOAT U LEG

MEDIUM DUTY TRENCH DRAIN3


	_COVER SHEET VOLUME 2
	Sheets
	C2 - COVER SHEET VOLUME 2


	G0.0 - SYMBOLS & ABBREVIATIONS
	Sheets
	A0.0 - WALL TYPES & SCHEDULES
	G0.0 - SYMBOLS & ABBREVIATIONS


	A0.0 - WALL TYPES & SCHEDULES
	Sheets
	A0.0 - WALL TYPES & SCHEDULES
	G0.0 - SYMBOLS & ABBREVIATIONS


	T0.0 - TECHNOLOGY DETAILS
	Sheets
	T0.0 - TECHNOLOGY DETAILS


	DV-CO1.1 - CODE COMPLIANCE
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-L0.1 EXISTING CONDITIONS PLAN
	Sheets and Views
	DV-L0.1 EXISTING CONDITIONS PLAN-DV-L0.1 EXISTING CONDITIONS PLAN


	DV-L1.1 - SITE DEMOLITION PLAN
	Sheets and Views
	DV-L1.1 - SITE DEMOLITION PLAN-DV-L1.1 SITE DEMOLITION PLAN


	DV-L2.1 - SITE IMPROVEMENT PLAN
	Sheets and Views
	DV-L2.1 - SITE IMPROVEMENT PLAN-DV-L2.1 SITE IMPROVEMENT PLAN


	DV-L3.1 - SITE DETAILS
	Sheets and Views
	DV-L3.1 - SITE DETAILS-DV-L3.1 SITE DETAILS


	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D


	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	Sheets
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C


	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	Sheets
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B


	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A1.1 - BASEMENT FLOOR PLAN
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	Sheets
	DV-A1.2 - FIRST FLOOR PLAN - AREA A


	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	Sheets
	DV-A1.3 - FIRST FLOOR PLAN- AREA B


	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	Sheets
	DV-A1.4 - FIRST FLOOR PLAN- AREA C


	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	Sheets
	DV-A1.5 - FIRST FLOOR PLAN- AREA D


	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	Sheets
	DV-A1.7 - SECOND FLOOR PLAN- AREA B


	DV-A1.8 - ROOF PLAN
	Sheets
	DV-A1.8 - ROOF PLAN


	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A4.1 - WALL SECTIONS
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A5.1 - INTERIOR ELEVATIONS
	Sheets
	DV-A5.1 - INTERIOR ELEVATIONS


	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	Sheets
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION


	DV-A5.3 - MISCELLANEOUS DETAILS
	Sheets
	DV-A0.1 - FIRST FLOOR DEMO PLAN - AREA A & PARTIAL AREA D
	DV-A0.2 - FIRST FLOOR DEMO PLAN - AREA B & PARTIAL AREA C
	DV-A0.3 - SECOND FLOOR DEMO PLAN - AREA A
	DV-A0.4 - SECOND FLOOR DEMO PLAN - AREA B
	DV-A0.5 - FIRST FLOOR RCP DEMO PLAN - AREA A
	DV-A0.6 - FIRST FLOOR RCP DEMO PLAN - AREA B
	DV-A0.7 - FIRST FLOOR RCP DEMO PLAN - AREA C
	DV-A0.8 - FIRST FLOOR RCP DEMO PLAN - AREA D
	DV-A0.9 - SECOND FLOOR RCP DEMO PLAN - AREA A
	DV-A0.10 - SECOND FLOOR RCP DEMO PLAN - AREA B
	DV-A1.1 - BASEMENT FLOOR PLAN
	DV-A1.2 - FIRST FLOOR PLAN - AREA A
	DV-A1.3 - FIRST FLOOR PLAN- AREA B
	DV-A1.4 - FIRST FLOOR PLAN- AREA C
	DV-A1.5 - FIRST FLOOR PLAN- AREA D
	DV-A1.6 - SECOND FLOOR PLAN- AREA A & C
	DV-A1.7 - SECOND FLOOR PLAN- AREA B
	DV-A1.8 - ROOF PLAN
	DV-A2.1 - FIRST FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.2 - FIRST FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A2.3 - FIRST FLOOR REFLECTED CEILING PLAN - AREA C
	DV-A2.4 - FIRST FLOOR REFLECTED CEILING PLAN - AREA D
	DV-A2.5 - SECOND FLOOR REFLECTED CEILING PLAN - AREA A
	DV-A2.6 - SECOND FLOOR REFLECTED CEILING PLAN - AREA B
	DV-A4.1 - WALL SECTIONS
	DV-A5.1 - INTERIOR ELEVATIONS
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A5.3 - MISCELLANEOUS DETAILS
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	DV-A6.3 - RAILING DETAILS
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-AB1.1 - ASBESTOS ABATEMENT PLANS
	DV-CO1.1 - CODE COMPLIANCE


	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS
	Sheets
	DV-A6.1 - DOOR & WINDOW SCHEDULES AND DETAILS


	DV-A6.2 - FRONT STEPS RECONSTRUCTION
	Sheets
	DV-A5.2 - RECEPTION DESK PLAN AND DETAILS
	DV-A6.2 - FRONT STEPS RECONSTRUCTION


	DV-A6.3 - RAILING DETAILS
	Sheets
	DV-A6.3 - RAILING DETAILS


	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	Sheets
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B


	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	Sheets
	DV-A8.1 - FIRST FLOOR FINISH PLAN - AREA A
	DV-A8.2 - FIRST FLOOR FINISH PLAN - AREA B
	DV-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA A & C
	DV-A8.4 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B & D
	DV-A8.5 - FIRST FLOOR WALL FINISH PLAN - AREA A & B
	DV-A8.6 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.7 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A8.8 - ENLARGED FLOOR PATTERN LAYOUT PLANS
	DV-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-A9.2 - SIGNAGE SCHEDULE & TYPES
	Sheets
	DV-A9.2 - SIGNAGE SCHEDULE & TYPES


	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H0.10 - ROOF DEMOLITION PLAN
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.1 - ENLARGED FAN ROOM PLAN
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H1.9 - ROOF NEW WORK PLAN
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H2.10 - ROOF PIPING PLAN
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H3.1 - SCHEDULES
	Sheets
	DV-H0.1 - GROUND FLOOR DEMOLITION PLAN
	DV-H0.2 - FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-H0.3 - FIRST FLOOR DEMOLITION PLAN - AREA B
	DV-H0.4 - FIRST FLOOR DEMOLITION PLAN - AREA C
	DV-H0.5 - FIRST FLOOR DEMOLITION PLAN - AREA D
	DV-H0.6 - SECOND FLOOR DEMOLITION PLAN - AREA A
	DV-H0.7 - SECOND FLOOR DEMOLITION PLAN - AREA B
	DV-H0.8 - SECOND FLOOR DEMOLITION PLAN - AREA C
	DV-H0.9 - SECOND FLOOR DEMOLITION PLAN - AREA D
	DV-H0.10 - ROOF DEMOLITION PLAN
	DV-H1.1 - ENLARGED FAN ROOM PLAN
	DV-H1.2 - FIRST FLOOR NEW WORK PLAN - AREA A
	DV-H1.3 - FIRST FLOOR NEW WORK PLAN - AREA B
	DV-H1.4 - FIRST FLOOR NEW WORK PLAN - AREA C
	DV-H1.5 - FIRST FLOOR NEW WORK PLAN - AREA D
	DV-H1.6 - SECOND FLOOR NEW WORK PLAN - AREA A
	DV-H1.7 - SECOND FLOOR NEW WORK PLAN - AREA B
	DV-H1.8 - SECOND FLOOR NEW WORK PLAN - AREA C
	DV-H1.9 - ROOF NEW WORK PLAN
	DV-H2.1 - BASEMENT PIPING PLAN - AREA A
	DV-H2.2 - FIRST FLOOR PIPING PLAN - AREA A
	DV-H2.3 - FIRST FLOOR PIPING PLAN - AREA B
	DV-H2.4 - FIRST FLOOR PIPING PLAN - AREA C
	DV-H2.5 - FIRST FLOOR PIPING PLAN - AREA D
	DV-H2.6 - SECOND FLOOR PIPING PLAN - AREA A
	DV-H2.7 - SECOND FLOOR PIPING PLAN - AREA B
	DV-H2.8 - SECOND FLOOR PIPING PLAN - AREA C
	DV-H2.9 - SECOND FLOOR PIPING PLAN - AREA D
	DV-H2.10 - ROOF PIPING PLAN
	DV-H3.1 - SCHEDULES
	DV-H4.1 - DETAILS


	DV-H4.1 - DETAILS
	Sheets
	DV-H4.1 - DETAILS


	DV-P0-1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P0-2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P0-3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P1-1 - BASEMENT DOMESTIC PLAN
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P1-2 - FIRST FLOOR PLANS- AREA A & B
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P1-3 - FIRST FLOOR PLANS- AREA C & D
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P1-4 - SECOND FLOOR PLANS
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-P1-5 - ROOF PLAN
	Sheets
	DV-P0.1 - BOILER ROOM & FIRST FLOOR DEMOLITION PLAN - AREA A
	DV-P0.2 - FIRST FLOOR DEMOLITION PLANS - AREA B & D
	DV-P0.3 - SECOND FLOOR DEMOLITION PLAN - AREA A & B
	DV-P1.1 - BASEMENT DOMESTIC PLAN
	DV-P1.2 - FIRST FLOOR PLANS- AREA A & B
	DV-P1.3 - FIRST FLOOR PLANS- AREA C & D
	DV-P1.4 - SECOND FLOOR PLANS
	DV-P1.5 - ROOF PLAN


	DV-E0-1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A


	DV-E0-2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E0-3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E0-4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E0-5 - SECOND FLOOR DEMO PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E1-1 - FIRST FLOOR POWER PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A


	DV-E1-2 - FIRST FLOOR POWER PLAN - AREA B
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E1-3 - FIRST FLOOR POWER PLAN - AREA C
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E1-4 - FIRST FLOOR POWER PLAN - AREA D
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E1-5 - SECOND FLOOR POWER PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E1-6 - SECOND FLOOR POWER PLAN - AREA B
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E2-1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A


	DV-E2-2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E2-3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E2-4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E2-5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E2-6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E3-1 - SCHEDULES & DETAILS
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-E3-2 - ONE LINE DIAGRAM
	Sheets
	DV-E0.1 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA A
	DV-E0.2 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA B
	DV-E0.3 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA C
	DV-E0.4 - FIRST FLOOR ELECTRICAL DEMO PLAN - AREA D
	DV-E0.5 - SECOND FLOOR DEMO PLAN - AREA A
	DV-E1.1 - FIRST FLOOR POWER PLAN - AREA A
	DV-E1.2 - FIRST FLOOR POWER PLAN - AREA B
	DV-E1.3 - FIRST FLOOR POWER PLAN - AREA C
	DV-E1.4 - FIRST FLOOR POWER PLAN - AREA D
	DV-E1.5 - SECOND FLOOR POWER PLAN - AREA A
	DV-E1.6 - SECOND FLOOR POWER PLAN - AREA B
	DV-E2.1 - FIRST FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.2 - FIRST FLOOR LIGHTING & FA PLAN - AREA B
	DV-E2.3 - FIRST FLOOR LIGHTING & FA PLAN - AREA C
	DV-E2.4 - FIRST FLOOR LIGHTING & FA PLAN - AREA D
	DV-E2.5 - SECOND FLOOR LIGHTING & FA PLAN - AREA A
	DV-E2.6 - SECOND FLOOR LIGHTING & FA PLAN - AREA B
	DV-E3.1 - SCHEDULES & DETAILS
	DV-E3.2 - ONE LINE DIAGRAM


	DV-T1.1 - BASEMENT TECHNOLOGY PLAN
	Sheets
	DV-T1.1 - BASEMENT TECHNOLOGY PLAN
	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN
	DV-T1.4 - FIRST FLOOR TECHNOLOY PLAN - PARTIAL AREA A & B
	DV-T1.5 - ROOF TECHNOLOGY PLAN


	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	Sheets
	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN


	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN
	Sheets
	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN


	DV-T1.4 - FIRST FLOOR TECHNOLOY PLAN - PARTIAL AREA A & B
	Sheets
	DV-T1.1 - BASEMENT TECHNOLOGY PLAN
	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN
	DV-T1.4 - FIRST FLOOR TECHNOLOY PLAN - PARTIAL AREA A & B
	DV-T1.5 - ROOF TECHNOLOGY PLAN


	DV-T1.5 - ROOF TECHNOLOGY PLAN
	Sheets
	DV-T1.1 - BASEMENT TECHNOLOGY PLAN
	DV-T1.2 - FIRST FLOOR TECHNOLOGY PLAN
	DV-T1.3 - SECOND FLOOR TECHNOLOGY PLAN
	DV-T1.4 - FIRST FLOOR TECHNOLOY PLAN - PARTIAL AREA A & B
	DV-T1.5 - ROOF TECHNOLOGY PLAN


	FS-L0.1 EXISTING CONDITIONS PLAN
	Sheets and Views
	FS-L0.1 EXISTING CONDITIONS PLAN-FS-L0.1 EXISTING CONDITIONS PLAN


	FS-L1.1 - SITE DEMOLITION PLAN
	Sheets and Views
	FS-L1.1 - SITE DEMOLITION PLAN-FS-L1.1 SITE DEMOLITION PLAN


	FS-L2.1 - SITE IMPROVEMENT PLAN
	Sheets and Views
	FS-L2.1 - SITE IMPROVEMENT PLAN-FS-L2.1 SITE IMPROVEMENT PLAN


	FS-L3.1 - SITE DETAILS
	Sheets and Views
	FS-L3.1 - SITE DETAILS-FS-L6.1 SITE DETAILS


	HN-A1.0 - KEY PLANS
	Sheets
	HN-A1.0 - KEY PLANS


	HN-A8.1 - 1ST, 2ND & 3RD FLOOR FINISH PLANS - AREA A
	Sheets
	HN-A8.1 - 1ST, 2ND & 3RD FLOOR FINISH PLANS - AREA A
	HN-A8.2 - FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	HN-CO1.1 - CODE COMPLIANCE PLANS


	HN-A8.2 - FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	Sheets
	HN-A8.1 - 1ST, 2ND & 3RD FLOOR FINISH PLANS - AREA A
	HN-A8.2 - FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	HN-CO1.1 - CODE COMPLIANCE PLANS


	HN-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	Sheets
	HN-A8.1 - 1ST, 2ND & 3RD FLOOR FINISH PLANS - AREA A
	HN-A8.2 - FIRST FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A8.3 - SECOND FLOOR WALL AND FLOOR FINISH PLAN - AREA B
	HN-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	HN-CO1.1 - CODE COMPLIANCE PLANS


	HN-A9.1 - INTERIOR ROOM FINISH SCHEDULE
	Sheets
	HN-A9.1 - INTERIOR ROOM FINISH SCHEDULE


	HN-T1.1 - FIRST FLOOR TECHNOLOGY PLAN
	Sheets
	HN-T1.1 - FIRST FLOOR TECHNOLOGY PLAN
	HN-T1.2 - SECOND & THIRD FLOOR TECHNOLOGY PLAN


	HN-T1.2 - SECOND & THIRD FLOOR TECHNOLOGY PLAN
	Sheets
	HN-T1.1 - FIRST FLOOR TECHNOLOGY PLAN
	HN-T1.2 - SECOND & THIRD FLOOR TECHNOLOGY PLAN


	PN-L0.1 EXISTING CONDITIONS PLAN
	Sheets and Views
	PN-L0.1 EXISTING CONDITIONS PLAN-PN-L0.1 EXISTING CONDITIONS PLAN


	PN-L1.1 - SITE DEMOLITION PLAN
	Sheets and Views
	PN-L1.1 - SITE DEMOLITION PLAN-PN-L1.1 SITE DEMOLITION PLAN


	PN-L2.1 - SITE IMPROVEMENT PLAN
	Sheets and Views
	PN-L2.1 - SITE IMPROVEMENT PLAN-PN-L2.1 SITE IMPROVEMENT PLAN


	PN-L3.1 - SITE DETAILS
	Sheets and Views
	PN-L6.1 - SITE DETAILS-PN-L6.1 SITE DETAILS



