





ADDENDUM #001 11/13/24

e All exterior windows and doors, including associated ACM caulking materials
were removed during the 2009 Capital Improvements by Action Technical
Services. Third Party inspection was by SJB Services, Inc.

e TSI fitting insulation was detected at the Locker Rooms above plaster
ceilings. The insulation is intact and in fair condition.

e Suspect roof drain insulation at the Gymnasium is in good condition.

e There is new 12” x 12” VCT flooring at Room 109.

e Domestic water piping was replaced to all classroom sinks and bathrooms
during a previous project. ACM fitting insulation was abated during that
project.

e Assume that ACM TSI pipe and fitting insulation is located within confined
space above loading dock area ceiling.

e Assume 9” x 9” VAT is located underneath all carpeted areas.

e (Chalkboards are metal.

ACM = Asbestos-Containing Material, TSI = Thermal System Insulation, VAT =
Vinyl Asbestos Floor Tile, VCT = Vinyl Composition Floor Tile (non-asbestos),
NOB = Non-Friable Organically Bound Material Rev 7/2022
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ASBESTOS-CONTAINING MATERIALS LOCATED IN THIS BUILDING

e 97X 9”FLOOR TILE/MASTIC

e PIPE FITTING INSULATION (LOCATED AT INACCESSIBLE PIPE
CHASES/WALL SPACES/CEILING SPACES)

e STAGE LIGHT WIRE INSULATION WITHIN LIGHT FIXTURES —
ASSUMED

e SINK BOTTOM MASTIC — ASSUMED

ACM = Asbestos-Containing Material, TSI = Thermal System Insulation, VAT =
Vinyl Asbestos Floor Tile, VCT = Vinyl Composition Floor Tile (non-asbestos),
NOB = Non-Friable Organically Bound Material Rev 7/2022
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Vestal CSD 2023 Capital Project Schedule

Date: 11/15/23

ID [i ) ‘Task ‘Task Name ‘Duration ‘Start ‘Finish 2023 | 2024 | 2025 | 2026
122 * Mobilize 1 day Thu 6/26/25 Thu 6/26/25 ~k
123 - Technology/Security Upgrades 42 days  Thu6/26/25 Fri 8/22/25 »
124 - Toilet Room Renovation 42 days  Thu 6/26/25 Fri 8/22/25 »
125 L} Boiler Installation 42 days  Thu 6/26/25 Fri 8/22/25 P
126 - Pool/Gym Scoreboards 42 days Thu6/26/25 Fri 8/22/25 »
127 - Baseball/Softball Scoreboards 42 days  Thu 6/26/25 Fri 8/22/25 »
128 - Auditorium Lighting & Sound 30days  Fri6/27/25 Thu 8/7/25 3
129 - Paint Auditorium Ceiling 12 days  Fri 8/8/25 Mon 8/25/25
130 »

131 5 Summer 2026 (Phase II)

132 - Mobilize 1 day Thu 6/25/26  Thu 6/25/26
133 L} HVAC Improvements 42 days  Thu6/25/26 Fri 8/21/26
134 - Ceiling Replacements 42 days Thu6/25/26 Fri 8/21/26
135 - Replace Receiving Elevator 42 days  Thu 6/25/26 Fri 8/21/26




SAMMON FIELD

* General Scope

 Site work
* Stripping/ Grading
¢ Storm drainage
* Turf
* Masonry wall and fence
* Concrete

* Electrical

* Underground for future







CLAYTON AVE

* General Scope
* General
¢ Flooring abate/ New flooring

* Roofing

* Reroof
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VESTAL HILLS

* General Scope
* Sitework
* Asphalt, Curbing, Fencing
* Mechanical
* Boiler flue repair

* Electrical

 Site lighting






